
Item #
2006 Code 
Section Code Change General Idea Recommendations Comments

1 303.5 F21-04
Aligns fire extinguisher requirements for roofing 
operations. Approve

2 307.3 F24-04

Allows the fire code official to require the 
extinguishment of open burning by the owner, other 
person, or FD. Approve Check with DEC.

3 309.1 F27-04
Adds hyrdogen to the refueling prohibitions for powered 
site vehicles. Approve

4 309.5 F14-03
Directs the refueling of industrial trucks to the 
appropriate sections Approve

5 313.1 F29-04

Allows for storage of up to 10 gallons of aggregate fuel 
within maintenance equipment when the building is 
NFPA 13 sprinklered. Approve Unenforceable?

6 403.1 CCC Code Corrilation Approve
7 403.2 CCC Code Corrilation Approve

8 404.2 F34-04
Requires Group B buildings with certain occupant loads 
to have a fire safety and evacuation plan.

NYS Modification 
currently in 07 
FCNYS

9 404.2 F35-04 Sets requirements for dormitory evacuation drills

NYS Modification 
currently in 07 
FCNYS Caution in editing. NYS mod also includes Group B college buildings.

10 405.1 F36-04
Requires at least an annual evacuation drill in all 
occupancies that are required to have a plan. Approve

452 405.2 Table F34-04
Requires Group B buildings with certain occupant loads 
to have a fire safety and evacuation plan.

NYS Modification 
currently in 07 
FCNYS

453 405.2 Table F35-04 Sets requirements for dormitory evacuation drills

NYS Modification 
currently in 07 
FCNYS Caution in editing. NYS mod also includes Group B college buildings.

454 405.2 Table F37-04
Requires all high-rise buildings to have an annual 
evacuation drill for employees. Approve

11 408.3 F35-04 Sets requirements for dormitory evacuation drills

NYS Modification 
currently in 07 
FCNYS Caution in editing. NYS mod also includes Group B college buildings.

12 502.1 F26-03 Removes the word tamperproof. Approve

13 509.2 FS2-04
Editorial change reflecting the proper locations for 
'horizontal assembly' and 'fire barrier'. Approve

14 602.1 F39-03 Update of the battery section, based on new technology Approve

15 604.3 F34-03
Requires NFPA 110 and NFPA 111 for maintenance of 
emergency lighting systems Approve

16 605.7 F53-04
Requires maintenance of elctrical appliances in 
accordance with their listing. Approve
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17 606.8 F58-04

Removes the requirement for smoke detectors in 
ventilated ammonia machinery rooms complying with 
the IMC. Approve

18 608 F39-03 Update of the battery section, based on new technology Approve
19 608.1 F61-04 New requirements for recombinant battery systems. Approve
20 608.5 F61-04 New requirements for recombinant battery systems. Approve

21 603.5.2 F50-04
Requires maintenance of heating appliances to meet 
the IMC, IFGC, IFC, and ICCEC. Approve IMC doesn't have maintenance requirements.

22 604.15.1 FS2-04
Editorial change reflecting the proper locations for 
'horizontal assembly' and 'fire barrier'. Approve

23 604.2.15.1 CCC Code Corrilation Approve

24 604.2.15.1.1 F52-04
Editorial change for language pertaining to natural gas 
piping being an alternative to on-site generator fuel. Approve

25 604.2.5 F51-04
Requires emergency power to accessible MOE platform 
lifts. Approve

26 604.2.5.1 F52-04
Editorial change for language pertaining to natural gas 
piping being an alternative to on-site generator fuel. Approve

27 604.2.6 (new) F51-04
Requires emergency power to accessible MOE platform 
lifts. Approve

28
605.10 thourgh 
605.10.4 F54-04

Sets prescriptive maintenance and testing standards for 
electric space heaters. Approve

29 605.4.1 F35-03 Power strip listing requirement Approve

30

606.10 through 
606.10.2.2 
(new) F36-03

Reformat of the section regarding refrigeration control 
equipment Approve

31 606.9.1 F59-04
Exempts the need for a shutoff switch in machinery 
rooms where only nonflammable refrigerants are used. Approve

32 608.2.2 F61-04 New requirements for recombinant battery systems. Approve
33 608.4.2 F61-04 New requirements for recombinant battery systems. Approve
34 608.5.2 F61-04 New requirements for recombinant battery systems. Approve
35 608.6.1 F61-04 New requirements for recombinant battery systems. Approve
36 608.7.1 F61-04 New requirements for recombinant battery systems. Approve

37 609 (deleted) F36-03
Reformat of the section regarding refrigeration control 
equipment Approve

38 609 (deleted) F39-03 Update of the battery section, based on new technology Approve

39 703.1 F41-03
Provides a increased list of required maintenance 
inspections of fire-resistant materials Approve

40 703.1.2 F62-04
Smoke damper section modified to require 555s 
dampers Approve



41 704.2 CCC Code Corrilation Approve
42 800 E1-03 Changes 'vertical exits' to 'exit enclosures' Approve
43 800 E3-03 Removes exit access from the term corridor Approve

44 800 F43-03
Requires material testged to NFPA 701 to meet the fire 
propagation performance criteria Approve

45 800 F44-03 NFPA 266 is no longer supported by NFPA Approve
46 800 F45-03 NFPA 267 is no longer supported by NFPA Approve

47 800 F47-03

Further defines when a pad acoustical panel is placed 
on a wall when it becomes a decoration and when it is 
interior finish Approve

48 800 F48-03
Requires material testged to NFPA 701 to meet the fire 
propagation performance criteria Approve

49 800 F49-03
Removes erronious reference to table for decorative 
materials Approve We don’t use the table

50 800 F64-04 Rewrite of the interior finish chapter Approve

51 800 F67-04

New requirements on newly introduced furniture, 
inclusing resistance to cigarettes ignition and 
mattresses in I-2 occupancies Approve

52 800 F69-04 Aligns test values to the CA TB129 and 133 test. Approve
53 800 F70-04 Adopts CA TB129 and TB133 Approve
54 800 F71-04 Aligns test values to the CA TB129 and 133 test. Approve

55 800 F72-04

New requirements on newly introduced furniture, 
inclusing resistance to cigarettes ignition and 
mattresses in I-1 occupancies Approve

56 800 F75-04

Eliminates the tradeoff for spinkler protection for 
furnishings due to smoldering condition as well as 
adding CFR burning standards Approve

57 800 F76-04 Furnishing requirements for Group I-3 occupancies. Approve
58 800 F79-04 Furnishing requirements for Group I-3 occupancies. Approve

59 800 F80-04
Requires wastebaskets over 20 gallons to be UL135 
listed Approve

60 800 F83-04
Allows for foam plastic signs that aren't part of the 
interior finish and meet a UL fire test to be permitted. Approve

61 800 F84-04
Fixes the metal christmas tree section to allow lights on 
an artificial tree. Approve

62 800 F87-04
Allows fire resistant fabric partitions in Group B and M 
occupancies that are suspended from the ceiling. Approve

63 800 F91-04 Rewrite of the textile wall covering section. Approve
64 800 G13-04 Replaces 'church' with 'religious facilities' Approve
65 807.1 CCC Code Corrilation Approve
66 807.4 CCC Code Corrilation Approve
67 901.9 CCC Code Corrilation Approve
68 903.2 FS40-03 Editorial on terminology for fire-resistive construction Approve

69 904.11 F121-04
Replaces UL197 with UL710B as the appropriate 
standard for recirculation venting systems Approve



70 905.4 F100-03

Adds an exception that doesn't require a standpipe 
connection next to a horizontal exit when a connection 
in the stairway is within 30' away Approve

71 906.1 F133-04 Requires fire extinguishers for new and existing building

NYS Modification 
currently in 07 
FCNYS

72 906.1 F134-04

requires fire extinguishers in special areas that are 
prescribed by the code even when they are exempted 
by QR sprinklers Approve

73 906.2 CCC Code Corrilation Approve

74 906.2 F104-03
Adds the use of a listed electronic monitoring system in 
place of 30-day fire extinguisher inspections

NYS Modification 
currently in 07 
FCNYS

75 906.2 F135-04

Allows for an electronic monitoring system of fire 
extinguishers to be an option and to allow periodic 
inspection to be completed every 3 years instead of 
annually Approve

76 907.15 F155-04 Requires all required fire alarms to be monitored Approve

77 907.2 F136-04

Editorial change to the section that permits heat 
detection in spaces where smoke detection would be 
problematic Approve

78 907.2 F138-04 Requires all fire alarms to be installed per NFPA 72 Approve
Yes. The code only required automatic detection and fire alarms in 
Group A to be installed per NFPA 72.

79 909.16 F125-03

Removing the requirement that a firefighters control 
panel for a smoke control system needs to be in a fire 
command center. The panel only would need to be in a 
fire command center when one is required (hi-rise and 
smoke protected assembly seating) Approve

80 909.8 FS164-04
Replaces smoke control exhaust method with NFPA 
92B Approve

81 909.9 FS122-03 Sets design fire perfromance requirements

NYS Modification 
currently in 07 
FCNYS

82 901.6.2 F97-04
Requires fire protection records to remain on premises 
for 10 years, rather than 3. Approve

83 901.6.2.1 (new) F97-04
Requires fire protection records to remain on premises 
for 10 years, rather than 3. Approve

84 901.9 (new) F94-04
Allows the fire code offical to require recalled products 
(voluntary or mandatory) to be replaced. Approve

Voluntary? Why the additional notification requirement since this work 
requires a permit?

85 903.1.5 CCC Code Corrilation Approve

86 903.2.1.2 F58-03
Requires sprinklers in A-2 when there is an occupancy 
of 100 or more

NYS Modification 
currently in 07 
FCNYS

87 903.2.13 Table F140-03

Places all of the special fire protection requirements in 
Chapter 4 of the Building Code within a new section in 
the Fire Code Approve



88 903.2.3 G44-04 Changes 'grade' to 'grade plane' Approve
89 903.2.6 G44-04 Changes 'grade' to 'grade plane' Approve
90 903.2.8 G44-04 Changes 'grade' to 'grade plane' Approve

91 903.3.1.2.1 F109-04
Adds decks to the balcony sprinkler requirement for 
NFPA 13R systems on Type V Group R occupancies Approve

92 903.3.6 F112-04
Allows the Fire Code Offical to state the type of hose 
threads in sprinkler systems Approve

93 904.11.1 F88-03

Aligns the height of the manual activation handle of 
kitchen system with NFPA 17 and 17A. Adds 
requirement of a sign to tell what this handle will protect. Approve

94 904.11.4.1 F125-04
Requires sprinklers protecting deep fat fryers to meet 
UL199E Approve

95
904.11.5.1 
(new) F126-04

Adds an additional fire extinguisher requirement for 
solid fuel cooking appliances Approve

96
904.11.5.2 
(new) CCC Code Corrilation Approve

97
904.11.5.2 
(new) F127-04

Presciptive requirements for Class K extinguishers 
based on the number of deep fat fryers Approve

98 905.3.1 F130-04

Adjusts the measurement of the lowest level of fire 
department vehicle access to exclude small loading 
docks for trucks and areas where fire apparatus access 
is impractical or impossible Approve

99 905.3.3 F97-03
Editorial. References the right section for building height 
requirements for standpipe systems. Approve

100 905.3.4 F131-04
Aligns the flow requirements for standpipe connections 
on stages to meet NFPA 13 or 14 Approve

101 905.3.4 F98-03
Corrilates the occupant hose requirements with NFPA 
14 for stage protection Approve

102 905.3.7 (new) F99-03 Requires standpipes for marinas and boatyards Approve
103 906.1 Table F179-04 Complete rewrite of the spray finish chapter Approve

104
907.10.1.2 
(new) F153-04

Requires a design of the fire alarm system to be able to 
handle an additional load of 20% for the potential of 
adding visual devices in the future Approve

105 907.2.1 F138-04 Requires all fire alarms to be installed per NFPA 72 Approve
Yes. The code only required automatic detection and fire alarms in 
Group A to be installed per NFPA 72.

106 907.2.10 F147-04 Adds UL217 as the standard for smoke alarms Approve

107 907.2.10.1.3 F148-04
Editorial move to the allowance for smoke detection in 
place of smoke alarms Approve

108 907.2.12.2 F120-03

Location of EVACS speakers, modes for overriding by 
all-call or zones, and description of the minimum 
number of paging zones Approve

109 907.2.12.2.1 F120-03

Location of EVACS speakers, modes for overriding by 
all-call or zones, and description of the minimum 
number of paging zones Approve



110 907.2.12.2.2 F120-03

Location of EVACS speakers, modes for overriding by 
all-call or zones, and description of the minimum 
number of paging zones Approve

111 907.2.17 FS210-04 Changes 'plywood' to 'wood structural panel' Approve

112 907.2.3 F140-04
Moves the location of the manual pull box exception for 
Group E Approve

113 907.2.6 F111-03
Redefines smoke detector requirements for Group I 
occupancies Approve

114 907.2.6 F141-04
Adds 'resident' to the term patient sleeping room 
requirement for pull boxes Approve

115 907.2.6.1 (new) F111-03
Redefines smoke detector requirements for Group I 
occupancies Approve

116 907.2.6.2 F111-03
Redefines smoke detector requirements for Group I 
occupancies Approve

117 907.2.7 F145-04

Allows for a fire alarm activation from a flow switch or a 
manual pull box to not activate the notification devices 
and send a signal to a constantly attended station. Disapprove

The code currently allows this for the manual fire alarm system. This 
extends to sprinkler activation. NYS modification requires smoke 
detection in some Group M as well as allows for sprinklers to meet 
the smoke detection requirement. Leave as required unless NYS 
modification is removed.

118 907.2.7.1 F145-04

Allows for a fire alarm activation from a flow switch or a 
manual pull box to not activate the notification devices 
and send a signal to a constantly attended station. Disapprove

The code currently allows this for the manual fire alarm system. This 
extends to sprinkler activation. NYS modification requires smoke 
detection in some Group M as well as allows for sprinklers to meet 
the smoke detection requirement. Leave as required unless NYS 
modification is removed.

119 907.2.9 F114-03

Removes the manual pull box in the exception that 
permits all pull boxes to be removed in monitored 
sprinklered buildings Approve

120 907.4.1 F140-04
Moves the location of the manual pull box exception for 
Group E Approve

121 907.9.2 F151-04
Editorial change on the appropriate way to measure hi-
rise building height Approve

122 909.20 F160-04
Removes the underground smoke exhaust requirement 
since the smoke control system does the job Approve

123 909.4.6 FS117-03
Allows for a reduction in smoke control run time when 
an egress calculation is provided

NYS Modification 
currently in 07 
FCNYS

124 909.5.2 FS113-04 Align terms regarding automatic-closing fire doors Approve
125 909.5.2 FS53-03 Editorial on terminology for fire-resistive construction Approve
126 909.8.1 FS119-03 Lowers smoke level from 10 to 6 feet Approve

127 909.8.1 FS118-03

Sets a performance requirement for the analysis of a 
smoke control system intake air to further entrain the 
fire plume

NYS Modification 
currently in 07 
FCNYS

128 909.8.1 FS164-04
Replaces smoke control exhaust method with NFPA 
92B Approve



129
909.8.2 
(deleted) FS164-04

Replaces smoke control exhaust method with NFPA 
92B Approve

130
909.8.3 
(deleted) FS120-03 Removes balcony spill equation

NYS Modification 
currently in 07 
FCNYS

131
909.8.3 
(deleted) FS164-04

Replaces smoke control exhaust method with NFPA 
92B Approve

132
909.8.4 
(deleted) FS121-03 Removes window plume equation

NYS Modification 
currently in 07 
FCNYS

133
909.8.5 
(deleted) FS164-04

Replaces smoke control exhaust method with NFPA 
92B Approve

134 909.9.2 FS122-03 Sets design fire perfromance requirements

NYS Modification 
currently in 07 
FCNYS

135 910.1 F126-03
Elimiates the need for automatic smoke and heat vents 
when equipped with ESFR sprinklers

NYS Modification 
currently in 07 
FCNYS

136 910.2 F127-03 Requires smoke and heat vents to be listed and labeled Approve

137
910.2.2 
(deleted) F132-03

Removes the smoke and heat vent requirement from 
Group H buildings Approve

138
910.2.2 
(deleted) F162-04

Removes the requirement of smoke and heat vents in 
Group H-2 and H-3 buildings Approve

139 910.3 Table CCC Code Corrilation Approve

140 910.3 Table F134-03
Sets a design element for smoke and heat vents when 
draft curtains aren't required Approve

141 910.3 Table F135-03
Changes the limitation of 910 from just F-1 and S-1 to 
also include all high-pile, such as group M Approve

142 910.3.1 (new) F127-03 Requires smoke and heat vents to be listed and labeled Approve

143 910.3.1 (new) F167-04
Requires smoke and heat vents to match a UL, FM or 
other nationally recognized standard Approve

144 910.3.2 F127-03 Requires smoke and heat vents to be listed and labeled Approve
145 912.1 CCC Code Corrilation Approve
146 914 (new) CCC Code Corrilation Approve

147 914 (new) F140-03

Places all of the special fire protection requirements in 
Chapter 4 of the Building Code within a new section in 
the Fire Code Approve

148 1026.1 E129-04

Requires escape and rescue openings to open directly 
into a public way, or a yard, court, or exterior exit 
balcony that opens to a public way. Approve There is a TB about this that allows EERO to open into a garage

149
1027.17.2 
Table E1-04

Sets the limits to 50 instead of over 50 for assembly 
occupancies Approve



150 1027.20 E1-04
Sets the limits to 50 instead of over 50 for assembly 
occupancies Approve

151 1027.5 CCC Code Corrilation Approve

152 1027.5 E1-04
Sets the limits to 50 instead of over 50 for assembly 
occupancies Approve

153 1027.5.1 CCC Code Corrilation Approve

154 1028.2 F171-04
Editorial change removes a potential conflict within the 
section Approve

155 1028.4 (new) F173-04 Prohibits the blocking of exit signs Approve

156 1028.7 (new) E30-04
Testing and maintenance of two-way communication 
systems from areas of refuge

157 1304.1 Table F188-03 Reference standard update Approve
158 1403.4 CCC Code Corrilation Approve
159 1408.5 CCC Code Corrilation Approve

160 1417.3 F21-04
Aligns fire extinguisher requirements for roofing 
operations. Approve

161 1500 F142-03 Updates definitions regarding spray and vapor areas Approve

162 1500 F143-03
Removes termination requirements since the current 
location is in the spray area section Approve

163 1500 F178-04 Requires bed-lining operations to follow Chapter 15 Approve
164 1500 F179-04 Complete rewrite of the spray finish chapter Approve

165 1703.5 F43-03
Requires material testged to NFPA 701 to meet the fire 
propagation performance criteria Approve

166 1803.1 CCC Code Corrilation Approve
167 1803.1.3 CCC Code Corrilation Approve

168 1803.1.3 F146-03

Adds prescriptive requirements for pyrophoric liquids 
and Class 3 water reactive liquids being used in 
semiconductor facilities Approve

169 1803.10.4 F144-03
Adds the term 'gases' to the requirements of exhaust for 
HPM facilities Approve

170 1803.10.4.1 F144-03
Adds the term 'gases' to the requirements of exhaust for 
HPM facilities Approve

171 1803.13 F183-03
Adds a definition for physicological warning threshold 
level Approve

172 1803.14.1 F144-03
Adds the term 'gases' to the requirements of exhaust for 
HPM facilities Approve

173 1803.14.1 F146-03

Adds prescriptive requirements for pyrophoric liquids 
and Class 3 water reactive liquids being used in 
semiconductor facilities Approve

174 1803.15.1 F146-03

Adds prescriptive requirements for pyrophoric liquids 
and Class 3 water reactive liquids being used in 
semiconductor facilities Approve

175 1803.3.9 (new) F146-03

Adds prescriptive requirements for pyrophoric liquids 
and Class 3 water reactive liquids being used in 
semiconductor facilities Approve

176 1804.2 (new) CCC Code Corrilation Approve



177 1804.2 (new) F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

178 1804.2.1 F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

179 1804.2.2 F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

180 1804.2.2 F181-04 Realigns the storage thresholds in HPM workstations Approve

181
1804.2.2.1 
(new) F145-03

Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

182 1804.2.2.2 F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

183 1804.3 (new) F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

184 1804.3.1 F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

185 1804.3.2 (new) F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

186 1805.2 (new) F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

187 1805.2.1 F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

188 1805.2.2 F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

189 1805.2.2 Table F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

190 1805.2.2 Table F146-03

Adds prescriptive requirements for pyrophoric liquids 
and Class 3 water reactive liquids being used in 
semiconductor facilities Approve

191 1805.2.2 Table F182-04

Updates chip fab workstation requirements on 
hazardous materials storage to relect current chip fab 
processing. Approve

192 1805.2.3 (new) F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

193 1805.2.3.1 F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

194 1805.2.3.2 F145-03
Rearranges the Semiconductor chapter to address new 
definitions and better identify sections Approve

195
1805.2.3.5 
(new) F146-03

Adds prescriptive requirements for pyrophoric liquids 
and Class 3 water reactive liquids being used in 
semiconductor facilities Approve

196 2205.2.2 F8-03
Defines and describes the term emergency shutoff 
valve Approve

197 2205.6 F183-04
Requires warning signs on fueling pumps about static 
electricity. Approve Check with DEC.



198 2206.2.3 Table F150-03
Aligns tanks stored in vaults to meet the same 
requirements in NFPA 30 Approve

199 2206.2.3 Table F184-04
Clarifies the loading of vaults from surrounding buildings 
that a vault may be placed next to Approve

200 2206.7.4 F8-03
Defines and describes the term emergency shutoff 
valve Approve

201 2206.7.7.1 F152-03 Allows vault storage for hydrogen and natural gas Approve
202 2208.3 F152-03 Allows vault storage for hydrogen and natural gas Approve
203 2208.3.1 F152-03 Allows vault storage for hydrogen and natural gas Approve

204 2208.7 F185-04
Further editorial changes to the emergency shutoff 
valve changes found in F8-03/04 Approve

205 2208.7 F8-03
Defines and describes the term emergency shutoff 
valve Approve

206 2209.1 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

207 2209.2.1 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

208 2209.2.1 F186-04

NFPA has withdrawn NFPA 50, 50A, and 50B and has 
combined them into NFPA 55. This change reflects than 
switch. Approve

209 2209.3.1 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

210
2209.3.1.1 
(new) F187-04

Aligns the hydrogen refueling chapters to match other 
terms utilized within the code Approve

211
2209.3.1.2 
(new) F187-04

Aligns the hydrogen refueling chapters to match other 
terms utilized within the code Approve

212 2209.3.2 F152-03 Allows vault storage for hydrogen and natural gas Approve

213 2209.3.2 F154-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

214 2209.3.2 F155-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

215 2209.3.2 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

216 2209.3.2 Table F187-04
Aligns the hydrogen refueling chapters to match other 
terms utilized within the code Approve

217
2209.3.2.1 
(new) F154-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS



218
2209.3.2.1 
(new) F155-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

219
2209.3.2.2 (old 
2209.3.2 ex. 1) F154-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

220
2209.3.2.2 (old 
2209.3.2 ex. 1) F155-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

221
2209.3.2.3 (old 
2209.3.2, ex. 2) F154-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

222
2209.3.2.3 (old 
2209.3.2, ex. 2) F155-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

223
2209.3.2.3 (old 
2209.3.2, ex. 2) F188-04

Adds sections regarding hydrogen cutoff rooms and 
provisions for spaces that exculsively utilize hydrogen Approve

224

2209.3.2.3.1 
through 
2209.3.2.3.4 
(new) F188-04

Adds sections regarding hydrogen cutoff rooms and 
provisions for spaces that exculsively utilize hydrogen Approve

225 2209.3.2.4 F154-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

226

2209.3.2.5 
through 
2209.3.2.5.1.2 
(new) F155-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

227

2209.3.2.5 
through 
2209.3.2.5.1.2 
(new) F187-04

Aligns the hydrogen refueling chapters to match other 
terms utilized within the code Approve

228

2209.3.2.6 
through 
2209.3.2.6.3 
(new) F154-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

229

2209.3.2.6 
through 
2209.3.2.6.3 
(new) F155-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

230 2209.3.3 F154-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS



231 2209.3.3 F155-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

232
2209.3.4 
(deleted) F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

233
2209.3.4 
(deleted) F187-04

Aligns the hydrogen refueling chapters to match other 
terms utilized within the code Approve

234 2209.5.2 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

235 2209.5.2 F8-03
Defines and describes the term emergency shutoff 
valve Approve

236
2209.5.2.1 
(new) F185-04

Further editorial changes to the emergency shutoff 
valve changes found in F8-03/04 Approve

237
2209.5.2.1 
(new) F8-03

Defines and describes the term emergency shutoff 
valve Approve

238
2209.5.2.2 
(new) F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

239 2209.5.3 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

240 2209.5.3 F8-03
Defines and describes the term emergency shutoff 
valve Approve

241
2209.5.3.1 
(new) F8-03

Defines and describes the term emergency shutoff 
valve Approve

242
2209.5.3.2 
(new) F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

243 2209.5.4 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

244 2209.5.4 F190-04
Editorial change to better direct the code user to the 
storage limitations of hydrogen Approve

245
2209.5.4.1 
(new) F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

246
2209.5.4.2 
(new) F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

247 2209.5.4.2.1 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

248 2209.5.4.2.1 F190-04
Editorial change to better direct the code user to the 
storage limitations of hydrogen Approve



249 2209.5.4.3 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

250 2209.5.4.3.1 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

251
2209.5.4.3.1 
(deleted) F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

252
2209.5.4.3.1 
(deleted) F191-04

Aligns vent piping requirements with the CGA 
installation standard Approve

253 2209.5.4.3.2 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

254 2209.5.4.3.4 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

255
2209.5.4.3.4 
Table F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

256 2209.5.4.3.5 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

257 2209.5.4.3.6 F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

258
2209.5.4.3.6(1) 
Table (new) F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

259
2209.5.4.3.6(2) 
Table (new) F157-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

260 2211 CCC Code Corrilation Approve

261 2211.7.1.1 F192-04
Adds the requirement for a hydrogen gas detection 
system inside service stations Approve

262 2301.1 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

263 2304.2 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

264 2306.9.1 F159-03 Removes an undefined term with on that is understood Approve

265 2307.2 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

266 2307.2.1 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve



267 2308.2 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

268 2308.2.1 F194-04

Allows for plastic pallets meeting the UL 2335 
requirements to be treated as wood pallets in regards to 
sprinkler protection. Approve

269 2308.2.2 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

270 2308.2.2.1 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

271 2308.4 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

272 2309.2 CCC Code Corrilation Approve

273 2310.1 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

274 2403.12.2 F198-04
Clarifies the design of exits for temporary membrane 
structures Approve

275 2403.5 F197-04
Changes definition of temporary membrane structure to 
days it is erected Approve

276 2404.2 F43-03
Requires material testged to NFPA 701 to meet the fire 
propagation performance criteria Approve

277 2404.4 F43-03
Requires material testged to NFPA 701 to meet the fire 
propagation performance criteria Approve

278 2501.1 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

279 2701.1 F233-04
Adds section on the regulation of alcohol hand-rubs in 
health care occupancies Approve

280 2701.1 F39-03 Update of the battery section, based on new technology Approve
281 2702.1 F163-03 Construction of day boxes for explosive materials Approve may not need this.

282 2702.1 F203-04
Adds 'tank' to definition of 'system', regarding hazardous 
materials use and storage Approve

283 2702.1 F209-04
Reorganization of the requirements of control areas. No 
technical change observed. Approve

284
2703.1.1(1) 
Table F163-03 Construction of day boxes for explosive materials Approve may not need this.

285
2703.1.1(1) 
Table F204-04

Removes densely-packed cotton from the requirements 
for combustible fiber storage Approve

286
2703.1.1(1) 
Table F249-04

Moves the exception for Group H occupancies and 
places it in the footnotes of the hazardous materials 
quantity tables. Approve

287 2703.2.2.1 F185-04
Further editorial changes to the emergency shutoff 
valve changes found in F8-03/04 Approve

288 2703.2.2.1 F8-03
Defines and describes the term emergency shutoff 
valve Approve

289 2703.2.4.2 F169-03
Adds a new section regarding the use of vaults for 
compressed gas storage Approve



290

2703.2.9 
through 
2703.2.9.2 
(new) F206-04

New section that sets testing standards for hazardous 
materials safety systems, such as detectors and 
emergency shutoff valves. Approve

291 2703.8.3 F209-04
Reorganization of the requirements of control areas. No 
technical change observed. Approve

292 2703.8.3.1 FS2-04
Editorial change reflecting the proper locations for 
'horizontal assembly' and 'fire barrier'. Approve

293 2703.8.3.1 G94-03
Corrilates the requirements for control areas with the 
fire barrier section Approve

294
2703.8.3.2 
(new) F209-04

Reorganization of the requirements of control areas. No 
technical change observed. Approve

295 2703.8.3.3 F209-04
Reorganization of the requirements of control areas. No 
technical change observed. Approve

296
2703.8.3.3 
Table F165-03

Removes the limit of 2 control areas in Group M and S 
occupancies Approve

297 2703.8.3.4 F210-04

Allows for structures and supports of a two-hour control 
area to be reduced to one-hour when the building is 
sprinklered and three stories or less in height. Approve

298 2703.8.3.5 F254-04
Corrilates the IBC and IFC regarding storage on 
merchantile nad storage occupancies Approve

299 2703.8.3.5 G94-03
Corrilates the requirements for control areas with the 
fire barrier section Approve

300 2704.3.1 F166-03

Allows for other than break-glass type emergency vent 
valve shutoffs and more prescriptive standards for 
ventilation intake requirements Approve

301 2705.2.1.1 F144-03
Adds the term 'gases' to the requirements of exhaust for 
HPM facilities Approve

302
2705.2.1.4 
Table F167-03 Removes the need for secondary containment of solids Approve

303 2801.1 F211-04
Makes the correct reference regarding aerosols to 
Chapter 27. Approve

304 2804.3.2.1 F168-03
Introduces more prescriptive requirements for aerosol 
storage Approve

305 2806.2 (new) F168-03
Introduces more prescriptive requirements for aerosol 
storage Approve

306 2806.2.1 F168-03
Introduces more prescriptive requirements for aerosol 
storage Approve

307 2806.2.1 Table F168-03
Introduces more prescriptive requirements for aerosol 
storage Approve

308 2806.2.2 F168-03
Introduces more prescriptive requirements for aerosol 
storage Approve

309 2806.2.3 F168-03
Introduces more prescriptive requirements for aerosol 
storage Approve



310 2806.2.4 F168-03
Introduces more prescriptive requirements for aerosol 
storage Approve

311
2806.3 through 
2806.3.3 (new) F168-03

Introduces more prescriptive requirements for aerosol 
storage Approve

312 2806.4 F168-03
Introduces more prescriptive requirements for aerosol 
storage Approve

313 2806.4 Table F168-03
Introduces more prescriptive requirements for aerosol 
storage Approve

314
2806.5 through 
2806.5.8 (new) F168-03

Introduces more prescriptive requirements for aerosol 
storage Approve

315
2806.6 
(deleted) F168-03

Introduces more prescriptive requirements for aerosol 
storage Approve

316
2806.8 
(deleted) F168-03

Introduces more prescriptive requirements for aerosol 
storage Approve

317 2902.1 F204-04
Removes densely-packed cotton from the requirements 
for combustible fiber storage Approve

318 2902.1 F212-04 Adds seed cotton to the list of agricultural products. Approve
319 2903.4 F212-04 Adds seed cotton to the list of agricultural products. Approve

320

3003.16 
through 
3003.16.14 
(new) F169-03

Adds a new section regarding the use of vaults for 
compressed gas storage Approve

321 3003.2 (new) F213-04
Adds cylinder construction requirements to the 
compressed gas chapter. Approve

322
3003.3 through 
3003.3.5 (new) F214-04

Adds pressure relief valve requirements to the 
compressed gas chapter. Approve

323 304.3.3 F22-04
Requires dumpters indoors when protected by NFPA 13 
system only. Approve

324 307.1.1 (new) F24-04

Allows the fire code official to require the 
extinguishment of open burning by the owner, other 
person, or FD. Approve Check with DEC.

325 307.2.2 (delete) F24-04

Allows the fire code official to require the 
extinguishment of open burning by the owner, other 
person, or FD. Approve Check with DEC.

326 308.3.8 (new) F13-03
Prohibits candles or other open flames in R-2 
dormitories Approve

327
311.5 through 
311.5.5 (new) F28-04 Adds the FEMA vacant structure marking system. Approve C/Kingston utilizes this. Coordinate.

328 3201.1 F186-04

NFPA has withdrawn NFPA 50, 50A, and 50B and has 
combined them into NFPA 55. This change reflects than 
switch. Approve



329
3204.4 through 
3204.5.3 (new) F155-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

330
3204.4 through 
3204.5.3 (new) F217-04

Adds seismic to the list of design criteria for 
underground vacuum jackets for hydrogen tanks Approve

331
3204.4 through 
3204.5.3 (new) F218-04

Additional options and maintenance requirements for 
corrosion protection of underground hydrogen storage. Approve

332 3205.1.2.4 F155-03 Hydrogen refueling allowance

NYS Modification 
currently in 07 
FCNYS

333 3205.3.2 F185-04
Further editorial changes to the emergency shutoff 
valve changes found in F8-03/04 Approve

334 3205.3.2 F8-03
Defines and describes the term emergency shutoff 
valve Approve

335 3301.1.3 F219-04

Adjusts the permission of firework possession, 
manufacture, storage, handling, and use to reflect all 
governmental laws Approve may not need this.

336 3301.8.1 F170-03
Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

337
3301.8.1(1) 
Table (new) F170-03

Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

338
3301.8.1(2) 
Table (new) F170-03

Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

339
3301.8.1(3) 
Table (new) F170-03

Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

340 3302.1 F170-03
Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

341 3302.1 G13-04 Replaces 'church' with 'religious facilities' Approve
342 3304.5.1.3 F171-03 Storage of explosives within magazines Approve may not need this.
343 3304.5.1.3 G13-04 Replaces 'church' with 'religious facilities' Approve

344 3304.5.2 F170-03
Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

345
3304.5.2(1) 
Table (deleted) F170-03

Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

346
3304.5.2(2) 
Table F170-03

Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

347
3304.5.2(3) 
Table F170-03

Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

348
3304.5.2.1 
(new) F170-03

Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

349
3304.5.2.2 
(new) F170-03

Reorganizes the measurement of separation distances 
for explosions Approve may not need this.



350

3305.1 through 
3305.4.1.4 
(new) F171-03 Storage of explosives within magazines Approve may not need this.

351 3305.3 F222-04
Allows for the removal of separation of plants in 
buildings that comply with NFPA 1124. Approve may not need this.

352 3305.3 Table F170-03
Reorganizes the measurement of separation distances 
for explosions Approve may not need this.

353 3305.4 F171-03 Storage of explosives within magazines Approve may not need this.
354 3306.4 CCC Code Corrilation Approve

355 3306.5.2.3 F225-04
Editorial change to the requirements for small arms 
cabinets. Approve may not need this.

356 3308.2 F174-03 Requires a plan for misfired explosives Approve may not need this.
357 3308.9 F175-03 Requires a report of defective firework shells Approve may not need this.
358 3402.1 F232-04 Defines liquid storage warehouse Approve

359 3402.1 F233-04
Adds section on the regulation of alcohol hand-rubs in 
health care occupancies Approve

360 3404.2 CCC Code Corrilation Approve

361 3404.2.13.1.4 F177-03

Requires abandoned tanks to have the fills removed to 
a point below grade rather than being capped or 
plugged. For underground tanks Approve

May be in conflict with 378. Need to also check with oil tank 
provisions of DEC and Chapter 34

362 3404.2.14.1 F178-03

Requires abandoned tanks to have the fills removed to 
a point below grade rather than being capped or 
plugged. For indoor tanks Approve

May be in conflict with 378. Need to also check with oil tank 
provisions of DEC and Chapter 34

363 3404.2.7.5.8 F227-04
Sets a limit of aboveground storage tanks to require 
overfill prevention when the tank is over 660 gallons. Approve Check with DEC.

364 3404.3.1 F228-04
Limits the design criteria for portable tanks and 
containers to exclude Class IIIB Approve Check with DEC.

365
3404.3.2.3 
(deleted) F229-04

Removes the limitation of only having 3 storage 
cabinets in one fire area. Approve

366 3404.3.3.9 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

367 3404.3.5.1 F230-04

Allows the storage of Class I liquids in basements up to 
the limit for use-open systems in Chpater 27 and that 
the space meets all of Chapter 9. Approve

368
3404.3.6.3(2) 
Table F179-03

Special exception for certain types of resin storage 
when stored in palletized warehouses Approve

369
3404.3.6.3(3) 
Table F232-04 Defines liquid storage warehouse Approve

370
3404.3.6.3(7) 
Table F158-03

Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

371 3404.3.7.5.1 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

372 3404.3.8.4 F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve



373
3405.3.8.4 
(new) F180-03

Requires weather protection for outdoor storage of 
flammable or combustible liquids Approve

374 3405.5 (new) CCC Code Corrilation Approve

375 3405.5 (new) F233-04
Adds section on the regulation of alcohol hand-rubs in 
health care occupancies Approve

376 3405.5.1 (new) CCC Code Corrilation Approve

377 3405.5.1 (new) F233-04
Adds section on the regulation of alcohol hand-rubs in 
health care occupancies Approve

378 3406.4.6 F227-04
Sets a limit of aboveground storage tanks to require 
overfill prevention when the tank is over 660 gallons. Approve Check with DEC.

379 3501.1 F186-04

NFPA has withdrawn NFPA 50, 50A, and 50B and has 
combined them into NFPA 55. This change reflects than 
switch. Approve

380 3501.1 F234-04

Updates the flammable gas chapter to send the code 
user to other chapters for pyrophoric materials hyrdogen 
motor service stations. Approve

381 3503.1.3 F8-03
Defines and describes the term emergency shutoff 
valve Approve

382
3503.1.3.1 
(new) F8-03

Defines and describes the term emergency shutoff 
valve Approve

383
3503.1.3.2 
(new) F8-03

Defines and describes the term emergency shutoff 
valve Approve

384 3503.1.4 F182-03
Adds an additional section regarding bonding and static 
electricity protection for flammable gas systems Approve

385 3503.1.4 F235-04

Adds reference to the fuel gas code on areas containing 
flammable gases as well as static protection for 
flammable gas areas. Approve

386 3503.1.4.1 F235-04

Adds reference to the fuel gas code on areas containing 
flammable gases as well as static protection for 
flammable gas areas. Approve

387

3503.1.5 
through 
3503.1.5.2 
(new) F182-03

Adds an additional section regarding bonding and static 
electricity protection for flammable gas systems Approve

388 3504.1.4.2 F235-04

Adds reference to the fuel gas code on areas containing 
flammable gases as well as static protection for 
flammable gas areas. Approve

389 3504.2.1 F238-04 Modifies distance separation table for flammable gases. Approve

390 3504.2.1 Table F238-04 Modifies distance separation table for flammable gases. Approve

391 3702.1 F183-03
Adds a definition for physicological warning threshold 
level Approve

392 3704.2.2.10 F183-03
Adds a definition for physicological warning threshold 
level Approve



393 3704.2.2.7 F184-03
Recalculates the storage limitation of toxic gases in 
treatment systems Approve

394 3705.1 F239-04 Excludes ozone-generating equipment from Chapter 37 Approve

395 3806.2 F240-04
Adds the requirement from NFPA 58 for the 
requirement of OPD safety valves. Approve

396 3809.12 F241-04
Replaces separation table for LPG sale storage racks to 
align with NFPA 58 Approve

397 3809.12 Table F241-04
Replaces separation table for LPG sale storage racks to 
align with NFPA 58 Approve

398 3809.14 F241-04
Replaces separation table for LPG sale storage racks to 
align with NFPA 58 Approve

399 4001.1 F186-04

NFPA has withdrawn NFPA 50, 50A, and 50B and has 
combined them into NFPA 55. This change reflects than 
switch. Approve

400 4003.1.2 F8-03
Defines and describes the term emergency shutoff 
valve Approve

401
4003.1.2.1 
(new) F8-03

Defines and describes the term emergency shutoff 
valve Approve

402
4003.1.2.2 
(new) F8-03

Defines and describes the term emergency shutoff 
valve Approve

403 4004.2.2 Table F242-04

Modifies the distance separation requirements for 
buildings used exclusively for the manufacture of 
distribution of oxidizer gases. Approve

404 403.1.1 (new) CCC Code Corrilation Approve
405 403.2.1 CCC Code Corrilation Approve
406 408.10.5 F40-04 Editorial to remove the word 'all' Approve

407 408.3.3 F35-04 Sets requirements for dormitory evacuation drills

NYS Modification 
currently in 07 
FCNYS caution in editing. NYS mod also includes Group B college buildings.

408 408.5.5 F40-04 Editorial to remove the word 'all' Approve

409 4103.1.1 F8-03
Defines and describes the term emergency shutoff 
valve Approve

410
4103.1.1.1 
(new) F8-03

Defines and describes the term emergency shutoff 
valve Approve

411
4103.1.1.2 
(new) F8-03

Defines and describes the term emergency shutoff 
valve Approve

412 4106.4.2 F8-03
Defines and describes the term emergency shutoff 
valve Approve

413 4304.2.1 F243-04
Enhances the definitions of reactive materials and the 
distance separations required. Approve

414 4304.2.2 (new) F243-04
Enhances the definitions of reactive materials and the 
distance separations required. Approve

415 4304.2.3 (new) F243-04
Enhances the definitions of reactive materials and the 
distance separations required. Approve



416 4402.1 F187-03
More prescriptive definition of a Class 2 Water Reactive 
material Approve

417 45 AASHTO F188-04
Adds sections regarding hydrogen cutoff rooms and 
provisions for spaces that exculsively utilize hydrogen Approve

418 45 API F188-04
Adds sections regarding hydrogen cutoff rooms and 
provisions for spaces that exculsively utilize hydrogen Approve

419 45 API F227-04
Sets a limit of aboveground storage tanks to require 
overfill prevention when the tank is over 660 gallons. Approve Check with DEC.

420 45 API F247-04 Reference standard update Approve
421 45 API F248-04 Reference standard update Approve
422 45 ASME F188-03 Reference standard update Approve
423 45 ASME F248-04 Reference standard update Approve
424 45 ASTM F188-03 Reference standard update Approve
425 45 ASTM F247-04 Reference standard update Approve
426 45 ASTM F76-04 Furnishing requirements for Group I-3 occupancies. Approve

427
45 CA Tech. 
Bulletin F70-04 Adopts CA TB129 and TB133 Approve

428 45 CGA F188-03 Reference standard update Approve

429 45 ISO F204-04
Removes densely-packed cotton from the requirements 
for combustible fiber storage Approve

430 45 NEMA F188-03 Reference standard update Approve

431 45 NFPA F158-03
Removes a discontinued reference standard NFPA 
231C. Now in NFPA 13 and 230 Approve

432 45 NFPA F186-04

NFPA has withdrawn NFPA 50, 50A, and 50B and has 
combined them into NFPA 55. This change reflects than 
switch. Approve

433 45 NFPA F188-03 Reference standard update Approve
434 45 NFPA F247-04 Reference standard update Approve
435 45 NFPA F44-03 NFPA 266 is no longer supported by NFPA Approve

436 45 NFPA F8-04
Defines and describes the term emergency shutoff 
valve Approve

437 45 NFPA F99-03 Requires standpipes for marinas and boatyards Approve

438 45 NFPA FS164-04
Replaces smoke control exhaust method with NFPA 
92B Approve

439 45 UL F121-04
Replaces UL197 with UL710B as the appropriate 
standard for recirculation venting systems Approve

440 45 UL F125-04
Adds UL199E Fire Testing of Water Spray Nozzles for 
Protection of Deep Fat Fryers Approve

441 45 UL F145-04

Allows for a fire alarm activation from a flow switch or a 
manual pull box to not activate the notification devices 
and send a signal to a constantly attended station. Approve

The code currently allows this for the manual fire alarm system. This 
extends to sprinkler activation. NYS modification requires smoke 
detection in some Group M as well as allows for sprinklers to meet 
the smoke detection requirement. Leave as required unless NYS 
modification is removed.



442 45 UL F167-04
Requires smoke and heat vents to match a UL, FM or 
other nationally recognized standard Approve

443 45 UL F188-03 Reference standard update Approve

444 45 UL F194-04

Allows for plastic pallets meeting the UL 2335 
requirements to be treated as wood pallets in regards to 
sprinkler protection. Approve

445 45 UL F247-04 Reference standard update Approve
446 45 UL F35-03 Power strip listing requirement Approve

447 45 UL F80-04
Requires wastebaskets over 20 gallons to be UL135 
listed Approve

448 B105.2 F244-04
Removes the erronous flow reduction for a sprinkler 
system in Type I or II construction. Approve

449 D103.1 Figure F190-03 Removes unneeded figures

NYS Modification 
currently in 07 
FCNYS

450 D103.5 F191-03 Allows for listed key box locks to be used on fire gates Approve

451 D107.1 F192-03

Allows for 30 or more houses in a subdivision to only 
have 1 road if the houses are protected by a sprinkler 
system Approve

455 608.1 Table F61-04 New requirements for recombinant battery systems. Approve


