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 Allegany Region - Buildings Inspected in 2013 
 Fixed Asset  Park Park Area Building Name 2013 Insp  2012 Insp  2011 Insp  Condition: 

 AR08042901 Lake Erie Gazebo - Day Use Area 5/15/2013 6/8/2011 

 AR08042902 Lake Erie Picnic Shelter - Day Use Area 5/15/2013 7/18/2012 6/8/2011 

 AR54610001 Midway Shelter #6 5/15/2013 6/28/2012 5/12/2011 

 AR54610003 Midway Shelter #8 5/15/2013 5/12/2011 

 AR54610004 Midway Shelter #5 5/15/2013 6/28/2012 5/12/2011 

 BR08000100 Lake Erie Comfort Station Picnic Area 5/15/2013 7/18/2012 6/8/2011 

 BR08000200 Lake Erie Comfort Station/Showers Camping Area 5/15/2013 7/18/2012 6/8/2011 

 BR08000300 Lake Erie Lake Erie Cabin Area - Lake Erie 06 5/15/2013 6/8/2011 

 BR08000800 Lake Erie Lake Erie Cabin Area - Lake Erie 07 5/15/2013 

 BR08001200 Lake Erie Lake Erie Cabin Area - Lake Erie 04 5/15/2013 7/18/2012 

 BR08001500 Lake Erie Maintenance Office / Wood Shop 5/15/2013 7/18/2012 6/8/2011 

 BR08001600 Lake Erie Maintenance Garage 5/15/2013 7/18/2012 6/8/2011 

 BR08001900 Lake Erie Day Use Area Former Contact Station Wood Storage 5/15/2013 7/18/2012 6/8/2011 

 BR08002400 Lake Erie Cabin Area Toilets/Showers 5/15/2013 7/18/2012 6/8/2011 

 BR08002500 Lake Erie Day Use Area Contact Station/Office 5/15/2013 7/18/2012 6/8/2011 

 BR09100400 Long Point Shop/ Park Office 5/15/2013 10/20/2012 6/8/2011 

 BR09100900 Long Point Marina Concession bldg 5/15/2013 7/18/2012 6/8/2011 
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 BR09101000 Long Point Picnic Shelter/ Toilets 5/15/2013 7/18/2012 6/8/2011 

 BR09101200 Long Point Contact Station 5/15/2013 6/8/2011 

 BR09102000 Long Point Storage 3 bay 5/15/2013 7/18/2012 6/8/2011 

 BR09102100 Long Point Sheriff Navigation Patrol Bldg 5/15/2013 6/8/2011 

 BR30500400 Allegany Red House Anderson 02 9/12/2013 5/19/2011 

 BR30500900 Allegany Red House Anderson 06 9/12/2013 5/19/2011 

 BR30501200 Allegany Red House Anderson 09 9/12/2013 

 BR30501800 Allegany Red House Anderson 14 9/12/2013 

 BR30502200 Allegany Red House Washhouse - Anderson 7/13/2013 5/19/2011 

 BR30502300 Allegany Red House Beehunter 01 9/12/2013 

 BR30504900 Allegany Red House Beehunter 22 9/12/2013 

 BR30506600 Allegany Red House Washhouse/Shower - Beehunter Lower 7/13/2013 8/29/2012 5/19/2011 

 BR30506700 Allegany Red House Congdon 01 9/12/2013 

 BR30508200 Allegany Red House Congdon 10 9/12/2013 

 BR30516000 Allegany Red House Washhouse - McIntosh 7/13/2013 6/15/2011 

 BR30516500 Allegany Red House Ryan 03 10/2/2013 8/29/2012 6/15/2011 

 BR30516600 Allegany Red House Ryan 04 10/2/2013 8/29/2012 6/15/2011 

 BR30516700 Allegany Red House Ryan 05 10/2/2013 8/29/2012 6/15/2011 
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 BR30516800 Allegany Red House Ryan 06 10/2/2013 8/29/2012 6/15/2011 

 BR30517100 Allegany Red House Ryan 09 10/2/2013 8/29/2012 6/9/2011 

 BR30517500 Allegany Red House Sugarbush 01 10/2/2013 

 BR30518600 Allegany Red House Sugarbush 12 10/2/2013 

 BR30519100 Allegany Red House Washhouse - Sugarbush 7/13/2013 

 BR30519400 Allegany Red House Dining Hall/Kitchen Group Camp #10 7/24/2013 

 BR30519500 Allegany Red House Camp 10 Cabin (Director Upper) 7/24/2013 

 BR30521400 Allegany Red House Camp Allegany - Recreation Hall - (Camp  7/24/2013 8/29/2012 

 BR30521700 Allegany Red House Camp Allegany - Water Treatment - (Camp 7/17/2013 9/29/2011 

 BR30521900 Allegany Red House Camp Allegany - Classroom Bldg - (Camp  7/17/2013 8/29/2012 5/19/2011 

 BR30522100 Allegany Red House Camp Allegany - Dormitory Upper - (Camp  7/17/2013 8/30/2012 

 BR30522200 Allegany Red House Camp Allegany - Dormitory Lower - (Camp  7/17/2013 8/30/2012 

 BR30522300 Allegany Red House Camp Allegany -Dining Hall/Kitchen - 7/17/2013 8/29/2012 5/19/2011 

 BR30522400 Allegany Red House Showers Masonry Womens Group Camp  7/24/2013 

 BR30522500 Allegany Red House Showers Mens - Group Camp #12 7/24/2013 

 BR30522600 Allegany Red House Toilets Group Camp #12 7/24/2013 

 BR30522900 Allegany Red House Group Camp #12 10 7/24/2013 

 BR30524100 Allegany Red House Group Camp #12 03 7/24/2013 
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 BR30524600 Allegany Red House Dining Hall/Kitchen - Group Camp #12 7/17/2013 8/17/2011 

 BR30524700 Allegany Red House Administration Headquarters 7/25/2013 7/19/2012 8/17/2011 

 BR30524800 Allegany Red House Contact Station- Salamanca Entrance 7/17/2013 8/17/2011 

 BR30525000 Allegany Red House Admin Area 11 Kings Row  Vacant 4/2012 9/12/2013 5/9/2012 

 BR30525100 Allegany Red House Admin Area 12 Kings Row Johnsons 9/12/2013 5/9/2012 

 BR30525300 Allegany Red House Admin Area 14 Kings Row Freeman 9/12/2013 5/9/2012 

 BR30525400 Allegany Red House Bunker- Water Treatment Facility 7/24/2013 

 BR30525700 Allegany Red House Park House A-18 Near Sawmill (Bierfeldt) 7/17/2013 5/9/2012 

 BR30525900 Allegany Red House Office Park Manager- Log Cabin at  7/24/2013 

 BR30526000 Allegany Red House Maint Supv Office Maintenance Gas Credit 7/24/2013 8/17/2011 

 BR30526100 Allegany Red House Garage/Shop - Butler Bldg at RH  7/24/2013 8/29/2012 

 BR30527000 Allegany Red House Garage - Admin Area 7/24/2013 8/29/2012 

 BR30527200 Allegany Red House Pump House Well - New Maint 7/17/2013 8/29/2012 8/17/2011 

 BR30527300 Allegany Red House Contact Station - Red House Inn Area 7/17/2013 8/17/2011 

 BR30528300 Allegany Red House Picnic Shelter 7/17/2013 

 BR30528400 Allegany Red House Comfort Station Picnic 7/17/2013 5/19/2011 

 BR30528600 Allegany Red House Boat Rental Concession Picnic 7/17/2013 8/17/2011 

 BR30528700 Allegany Red House Comfort Station Beehunter Picnic 7/17/2013 
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 BR30528800 Allegany Red House Picnic Shelter - Beehunter 7/17/2013 

 BR30529400 Allegany Red House Summit Area Ski Building 7/17/2013 

 BR30529600 Allegany Red House Bathhouse - Picnic 7/17/2013 6/27/2012 8/17/2011 

 BR30529700 Allegany Red House Washhouse - Congdon 7/24/2013 5/19/2011 

 BR30530200 Allegany Red House Grocery Store - Camping 7/24/2013 8/17/2011 

 BR30530300 Allegany Red House Washhouse A Loop - Camping 7/13/2013 5/19/2011 

 BR30530400 Allegany Red House Washhouse B Loop - Camping 7/13/2013 5/19/2011 

 BR30530500 Allegany Red House Washhouse E Loop - Camping 7/13/2013 5/19/2011 

 BR30531000 Allegany Red House Stone Observation Tower - Summit 7/17/2013 

 BR30531100 Allegany Red House Storage at Recycle (was at Red House Inn) 7/17/2013 

 BR30531400 Allegany Red House Storage Garage (Vehicle) RH Morton 7/17/2013 8/29/2012 8/17/2011 

 BR30531500 Allegany Red House Storage Shed (Firewood Sales) RH Maint 7/17/2013 8/28/2012 8/17/2011 

 BR30531800 Allegany Red House Summit 03 7/24/2013 

 BR30532500 Allegany Red House Summit 10 7/24/2013 

 BR30533000 Allegany Red House Washhouse - Summit 7/24/2013 

 BR30533100 Allegany Red House Pump House - Summit 7/24/2013 9/29/2011 

 BR30533800 Allegany Red House McIntosh 10 10/2/2013 

 BR30534900 Allegany Red House McIntosh 30 10/2/2013 
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 BR30535700 Allegany Red House McIntosh 25 10/2/2013 

 BR30537000 Allegany Red House Fire Wood Storage New Maint 7/17/2013 8/29/2012 8/17/2011 

 BR30537400 Allegany Red House Washhouse - Beehunter Upper 7/13/2013 

 BR30540200 Allegany Red House Garage at A-33 - 1980 Baystate (Sipko) 10/2/2013 5/10/2012 

 BR30540300 Allegany Red House Barn at A-33 - 1980 Baystate (Sipko)1200 sf 10/2/2013 5/10/2012 

 BR30540900 Allegany Red House Baystate - Garage at Arrance House 11/13/2013 

 BR30541000 Allegany Red House Beck Hollow - Garage at Muscato House 11/13/2013 

 BR30541100 Allegany Red House Park House A-2- 8568 Beck Hollow  11/13/2013 5/9/2012 

 BR30541300 Allegany Red House Park House - A-3  2144 Baystate Rd (Brown) 9/12/2013 5/9/2012 

 BR30541700 Allegany Red House Washhouse - Group Camp #10 7/24/2013 9/29/2011 New Never Used 

 BR30541800 Allegany Red House Park House - A-4 - 2103 Baystate (France) 10/2/2013 Poor Demo?? 

 BR30541900 Allegany Red House Garage at A-4 -2103 Baystate (France) 10/2/2013 Poor Demo?? 

 BR30542100 Allegany Red House Recycling Garage 7/24/2013 

 BR30542200 Allegany Red House Groomer Storage Bldg at Summit 7/24/2013 Good 

 BR30542300 Allegany Red House Storage Shed at House A1 Baystate  10/2/2013 

 BR30701300 Allegany Quaker Barton 01 10/1/2013 6/9/2011 

 BR30701600 Allegany Quaker Brow 03 10/1/2013 6/9/2011 

 BR30701700 Allegany Quaker Brow 04 10/1/2013 6/9/2011 
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 BR30702200 Allegany Quaker Brow 09 10/1/2013 6/9/2011 

 BR30702400 Allegany Quaker Brow 11 10/1/2013 6/9/2011 

 BR30702900 Allegany Quaker Buffalo 01 10/1/2013 6/9/2011 

 BR30703000 Allegany Quaker Buffalo 02 10/1/2013 6/9/2011 

 BR30703100 Allegany Quaker Buffalo 03 10/1/2013 6/9/2011 

 BR30703200 Allegany Quaker Buffalo 04 10/1/2013 6/9/2011 

 BR30703300 Allegany Quaker Buffalo 05 10/1/2013 6/9/2011 

 BR30703400 Allegany Quaker Buffalo 06 10/1/2013 6/9/2011 

 BR30703500 Allegany Quaker Buffalo 07 10/1/2013 6/9/2011 

 BR30703600 Allegany Quaker Buffalo 08 10/1/2013 6/9/2011 

 BR30703700 Allegany Quaker Buffalo 09 10/1/2013 6/9/2011 

 BR30703800 Allegany Quaker Buffalo 10 10/1/2013 6/9/2011 

 BR30703900 Allegany Quaker Buffalo 11 10/1/2013 6/9/2011 

 BR30704000 Allegany Quaker Buffalo 12 10/1/2013 6/9/2011 

 BR30704100 Allegany Quaker Buffalo 13 10/1/2013 6/9/2011 

 BR30704300 Allegany Quaker Buffalo 15 10/1/2013 6/9/2011 

 BR30704400 Allegany Quaker Buffalo 16 10/1/2013 6/9/2011 

 BR30704500 Allegany Quaker Buffalo 17 10/1/2013 6/9/2011 
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 BR30705200 Allegany Quaker Coon 01 10/1/2013 6/9/2011 

 BR30705600 Allegany Quaker Creekside 01 10/1/2013 6/9/2011 

 BR30705700 Allegany Quaker Creekside 02 10/1/2013 6/9/2011 

 BR30705800 Allegany Quaker Creekside 03 10/1/2013 6/9/2011 

 BR30705900 Allegany Quaker Creekside 04 10/1/2013 6/9/2011 

 BR30706000 Allegany Quaker Creekside 05 10/1/2013 6/9/2011 

 BR30706100 Allegany Quaker Creekside 06 10/1/2013 4/4/2012 6/9/2011 

 BR30706200 Allegany Quaker Creekside 07 10/1/2013 6/9/2011 

 BR30706400 Allegany Quaker Creekside 09 10/1/2013 6/9/2011 

 BR30706500 Allegany Quaker Creekside 10 10/1/2013 6/9/2011 

 BR30706600 Allegany Quaker Creekside 11 10/1/2013 6/9/2011 

 BR30706700 Allegany Quaker Creekside 12 10/1/2013 6/9/2011 

 BR30706800 Allegany Quaker Creekside 13 10/1/2013 6/9/2011 

 BR30706900 Allegany Quaker Creekside 14 10/1/2013 6/9/2011 

 BR30707000 Allegany Quaker Creekside 15 10/1/2013 6/9/2011 

 BR30707100 Allegany Quaker Creekside 16 10/1/2013 6/9/2011 

 BR30707200 Allegany Quaker Creekside 17 10/1/2013 6/9/2011 

 BR30707600 Allegany Quaker Washhouse - Diehl 7/13/2013 7/19/2012 5/18/2011 
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 BR30708800 Allegany Quaker Gypsy 03 10/1/2013 6/9/2011 

 BR30709700 Allegany Quaker Gypsy 12 10/1/2013 6/9/2011 

 BR30711000 Allegany Quaker Gypsy 25 10/1/2013 6/9/2011 

 BR30712500 Allegany Quaker Hamlin 04 10/1/2013 6/9/2011 

 BR30713100 Allegany Quaker Hamlin 10 10/1/2013 6/9/2011 

 BR30713600 Allegany Quaker Hamlin 15 10/1/2013 6/9/2011 

 BR30714700 Allegany Quaker Horseshoe 07 10/1/2013 4/4/2012 6/9/2011 

 BR30715200 Allegany Quaker Indian 02 10/1/2013 6/9/2011 

 BR30715500 Allegany Quaker Indian 05 10/1/2013 4/4/2012 6/9/2011 

 BR30715600 Allegany Quaker Kaiser 01 10/1/2013 6/9/2011 

 BR30715700 Allegany Quaker Kaiser 02 10/1/2013 6/9/2011 

 BR30715800 Allegany Quaker Kaiser 03 10/1/2013 4/4/2012 6/9/2011 

 BR30715900 Allegany Quaker Kaiser 04 10/1/2013 6/9/2011 

 BR30716000 Allegany Quaker Kaiser 05 10/1/2013 6/9/2011 

 BR30716100 Allegany Quaker Kaiser 06 10/1/2013 6/9/2011 

 BR30716200 Allegany Quaker Kaiser 07 10/1/2013 6/9/2011 

 BR30716300 Allegany Quaker Kaiser 08 10/1/2013 6/9/2011 

 BR30716500 Allegany Quaker Kaiser 12 10/1/2013 6/9/2011 
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 BR30716900 Allegany Quaker Taft 01 10/1/2013 5/18/2011 

 BR30717200 Allegany Quaker McCabe 01 10/1/2013 4/4/2012 5/18/2011 

 BR30717300 Allegany Quaker McCabe 02 10/1/2013 5/18/2011 

 BR30720300 Allegany Quaker Pinetree 03 10/1/2013 6/9/2011 

 BR30720400 Allegany Quaker Pinetree 04 10/1/2013 6/9/2011 

 BR30720500 Allegany Quaker Pinetree 05 10/1/2013 6/9/2011 

 BR30721500 Allegany Quaker Stony 01 10/1/2013 6/9/2011 

 BR30722500 Allegany Quaker Weller 01 10/1/2013 6/9/2011 

 BR30723400 Allegany Quaker Weller 09 10/1/2013 6/9/2011 

 BR30723600 Allegany Quaker Weller 11 10/1/2013 6/9/2011 

 BR30723700 Allegany Quaker Weller 12 10/1/2013 6/9/2011 

 BR30723800 Allegany Quaker Weller 13 10/1/2013 6/9/2011 

 BR30723900 Allegany Quaker Weller 14 10/1/2013 6/9/2011 

 BR30724000 Allegany Quaker Weller 15 10/1/2013 6/9/2011 

 BR30724500 Allegany Quaker Weller 20 10/1/2013 6/9/2011 

 BR30724800 Allegany Quaker Weller 22 10/1/2013 6/9/2011 

 BR30725300 Allegany Quaker Weller 23 10/1/2013 6/9/2011 

 BR30725400 Allegany Quaker Washhouse - Weller 7/13/2013 4/4/2012 5/18/2011 
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 BR30729400 Allegany Quaker Dining Hall - Group Camp #5 7/13/2013 

 BR30730600 Allegany Quaker Washhouse (Storage) Camp Turner (old) 7/25/2013 6/8/2011 

 BR30732200 Allegany Quaker Storage Garage 5 Bay Morton -  7/25/2013 8/30/2012 

 BR30732300 Allegany Quaker Motor Vehicle Repair - Regional Mainte 7/25/2013 8/30/2012 8/18/2011 

 BR30732400 Allegany Quaker Electric Shop - Regional Maintenance 7/25/2013 8/30/2012 8/18/2011 

 BR30732500 Allegany Quaker Const Rehab was Paint Shop - Regional  7/25/2013 8/18/2011 

 BR30732600 Allegany Quaker Warehouse 01- Regional Maintenance 7/25/2013 8/18/2011 

 BR30732700 Allegany Quaker Warehouse 02 - Regional Maintenance 7/25/2013 8/18/2011 

 BR30732800 Allegany Quaker Warehouse 03 - Regional Maintenance 7/25/2013 8/18/2011 

 BR30732900 Allegany Quaker Carpenter Shop - Regional Maintenance 7/25/2013 8/18/2011 

 BR30733000 Allegany Quaker Small Engine Repair-RegMaint.(Was  7/25/2013 8/18/2011 Now Small Engine Repair 

 BR30733100 Allegany Quaker Road Crew Bldg - Regional Emaintenance 7/25/2013 8/30/2012 8/18/2011 

 BR30733400 Allegany Quaker Mason Shop - Regional Maintenance 7/25/2013 8/30/2012 

 BR30733500 Allegany Quaker Vehicle Storage (3 Bay Metal)- Regional  7/25/2013 8/30/2012 8/18/2011 

 BR30733600 Allegany Quaker Storage (Paint and Tires) - Regional Maint 7/25/2013 

 BR30733800 Allegany Quaker Rental Office 7/25/2013 5/9/2012 8/18/2011 

 BR30733900 Allegany Quaker Maintenance Shop behind Rental Office 7/25/2013 8/18/2011 

 BR30734100 Allegany Quaker Water Treatment - Lower Quaker (B/W Ctrl  7/24/2013 8/18/2011 
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 BR30734200 Allegany Quaker Contact Station - Bradford Entrance 7/17/2013 

 BR30734400 Allegany Quaker Radio Transmitter Bldg 7/17/2013 

 BR30734500 Allegany Quaker Waste Water Treat Fac. (Conc Bl at  7/24/2013 

 BR30735200 Allegany Quaker Freck - Lab @ Waste Water Plant 7/24/2013 8/18/2011 

 BR30735300 Allegany Quaker Office -Reg Maint Supv (Was Warehouse  7/25/2013 Good 

 BR30735500 Allegany Quaker Storage at Plumbing Shop )Maint 7/25/2013 

 BR30735600 Allegany Quaker Storage at Electric Shop Maintenance 7/25/2013 

 BR30736000 Allegany Quaker Bathhouse - Quaker Lake 7/24/2013 8/18/2011 

 BR30736100 Allegany Quaker Quaker Maint QM1 StorFancher Pool) Near 7/25/2013 

 BR30736300 Allegany Quaker Log Cabin #3 (commission Cabin) 10/1/2013 

 BR30736400 Allegany Quaker Facility Bldg - Francher Washhouse 7/13/2013 

 BR30736500 Allegany Quaker Picnic Shelter 7/24/2013 4/4/2012 8/18/2011 

 BR30736600 Allegany Quaker Comfort Station Picnic Area 7/24/2013 6/9/2011 

 BR30736700 Allegany Quaker Restaurant (Inn) and Store 7/17/2013 7/19/2012 8/18/2011 

 BR30736900 Allegany Quaker Toilet (Ampitheater) 7/17/2013 6/9/2011 

 BR30737000 Allegany Quaker Old Quaker Store (Musum) 10/1/2013 7/19/2012 8/18/2011 

 BR30737600 Allegany Quaker Barton 05 10/1/2013 6/9/2011 

 BR30738500 Allegany Quaker Barton 14 10/1/2013 6/9/2011 
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 BR30739200 Allegany Quaker Barton 21 10/1/2013 6/9/2011 

 BR30739400 Allegany Quaker Generator Bldg - Bradford Entrance 7/17/2013 

 BR30739500 Allegany Quaker Contact Station Quaker 7/17/2013 8/18/2011 

 BR30739600 Allegany Quaker Generator Bldg - Quaker Entrance 7/17/2013 

 BR30739800 Allegany Quaker Comfort Station - Buffalo 7/13/2013 

 BR30739900 Allegany Quaker Comfort Station - Gypsy 7/13/2013 

 BR30740000 Allegany Quaker Camp Turner (new) 01 10/1/2013 

 BR30740600 Allegany Quaker Camp Turner (new) 07 10/1/2013 8/18/2011 

 BR30740700 Allegany Quaker Dining Hall/Kitchen 08 Camp Turner (new) 10/1/2013 8/18/2011 

 BR30740800 Allegany Quaker Washhouse Camp Turner New 10/1/2013 8/18/2011 

 BR30740900 Allegany Quaker First Aid Camp Turner (new) 10/1/2013 8/18/2011 

 BR30741000 Allegany Quaker Salt Storage Spreader Rack Reg Maint 7/25/2013 

 BR30741100 Allegany Quaker Timber Jack Storage Bldg Reg Maint 7/25/2013 

 BR30741200 Allegany Quaker Storage (Behind Quaker Store) 7/17/2013 

 BR30741300 Allegany Quaker Central Quaker Pump House Near Rd to  7/24/2013 

 BR30741400 Allegany Quaker Storage (3 Bay Metal (Butler) @ Rental  7/25/2013 

 BR30741700 Allegany Quaker Angle 03 10/1/2013 

 BR30742400 Allegany Quaker Angle 10 10/1/2013 
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 BR30743100 Allegany Quaker Diehl 04 10/1/2013 

 BR30743700 Allegany Quaker Lumber Storage at Carpenter Shop 7/25/2013 

 BR30744100 Allegany Quakrer Fancher Trail Service Bldg/laundry 7/24/2013 

 BR30744600 Allegany Quaker Ampitheater Proj Bldg 7/24/2013 

 BR30745100 Allegany Quaker Recycling Garage At Garbage Area 7/25/2013 

 BR30746300 Allegany Quaker Cain Hollow Washhouse 01 7/13/2013 

 BR30746400 Allegany Quaker Cain Hollow Washhouse 02 7/13/2013 

 BR30746500 Allegany Quaker Cain Hollow Washhouse 03 7/13/2013 

 BR30747600 Allegany Quaker Cain Hollow Washhouse 04 7/13/2013 5/19/2011 

 BR30747700 Allegany Quaker Cain Hollow Washhouse 06 7/13/2013 

 BR30750000 Allegany Quaker Cain Hollow Storage - 11' by 18' 7/24/2013 Not of FA as of 5/10 

 BR54600100 Midway Arcade/Game Building 10/3/2013 6/28/2012 5/12/2011 

 BR54600200 Midway Bumper Boat Utility Shed 10/3/2013 6/28/2012 

 BR54600300 Midway Carousel/Ride Shelter 10/3/2013 

 BR54600500 Midway Bumper Car/Ride Shelter 10/3/2013 6/28/2012 5/12/2011 

 BR54600600 Midway Electric Power Shed 10/3/2013 5/12/2011 

 BR54600700 Midway Storage Shed - Fuel 10/3/2013 5/12/2011 

 BR54600800 Midway Go Kart Workshop 10/3/2013 6/28/2012 5/12/2011 
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 BR54600900 Midway Go Kart Storage Bldg 10/3/2013 6/28/2012 5/12/2011 

 BR54601200 Midway Mini-Golf Building 5/15/2013 5/12/2011 now storage 

 BR54601400 Midway Shed #1 - Ride Area 5/15/2013 5/12/2011 

 BR54601500 Midway Shed #2 - Ride Area 5/15/2013 5/12/2011 

 BR54601600 Midway Hippodrome 10/3/2013 6/28/2012 5/12/2011 

 BR54601900 Midway Time Clock Shed 10/3/2013 6/28/2012 

 BR54602000 Midway Garage at Park Office 10/3/2013 

 BR54602200 Midway Concession Building (Mini Golf,  10/3/2013 5/12/2011 

 BR54602300 Midway Water Treatment Building 10/3/2013 

 BR54602400 Midway New Office 5/15/2013 Good 
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 2013 - Lake Erie Violations New and Still Exist 
 Fixed Asset  Building Name Code Violation  Code Violation Text  Code Violation Details Code  Code Violation  Code Violation 
 Correction  
 Number Number lookup: lookup Violation  Continues to  date corrected
 Reported by 
 date cited Exist on these  
 dates 
 AR08043000 Picnic Shelter PMC 605.1 PMC 605.1 All electrical equipment,  4 of the 5 GFI Outlets are not 5/15/2013 
 wiring and appliances shall be   working properly 
 properly installed and maintained in  
 a safe and approved manner. 

 BR08000100 Picnic Area Comfort Station FC 1009.3 FC 1009.3 Stair treads and risers.  Step riser is over height at  7/14/2010 2011,10/17/201 
 Stair riser heights shall be 7 inches  9.5 inches. 2, 5/15/2013 
 (178 mm) maximum and 4 inches  
 (102 mm) minimum. Stair tread  
 depths shall be 11 inches (279 mm)  
 minimum. 

 BR08001300 Residence - Facility Manager PMC 304.12 PMC  304.12 Handrails and guards.  Back steps need a handrail.   4/23/2009 7/14/2010; 
 Every handrail and guard shall be  RESIDENCE NOT  
 firmly fastened and capable of  OCCUPIED SINCE 2010 -  
 supporting normally imposed loads  DID NOT INSPECT 2011,  
 and shall be maintained in good  2012, 2013 
 condition. 

 BR08001300 Residence - Facility Manager PMC 304.13 PMC 304.13 Window, skylight and  Newly installed windows leak  4/23/2009 7/14/2010 
 door frames. Every window, skylight,  large amounts of air.   
 door and frame shall be kept in sound RESIDENCE NOT  
  condition, good repair and weather  OCCUPIED SINCE 2010 -  
 tight. DID NOT INSPECT 2011,  
 2012, 2013 

 BR08001300 Residence - Facility Manager FC 605.6 PMC 605.6  Unapproved conditions.  Light switch to cellar light  4/23/2009 7/14/2010 
 Open junction boxes and open-wiring needs a cover plate.  
  splices shall be prohibited. Approved RESIDENCE NOT  
  covers shall be provided for all switch OCCUPIED SINCE 2010 -  
  and electrical outlet boxes. DID NOT INSPECT 2011,  
 2012, 2013 
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 BR08001300 Residence - Facility Manager FC 605.1 PMC 605.1 Abatement of electrical  Exterior outlet not ground  4/23/2009 7/14/2010 
 hazards. Identified electrical hazards  faulted or not a proper  
 shall be abated. waterproof box. RESIDENCE  
 NOT OCCUPIED SINCE 2010 
  - DID NOT INSPECT 2011,  
 2012, 2013 

 BR08002200 Bathhouse ADA Issues Building being renovated- ADA  Handicap Accessible ???  4/23/2009 7/14/2010,  
 requirements for access and use  Building Closed to Public in  6/8/2011 
 should be provided. 2010.  DID NOT INSPECT IN  
   2012, 2013. 

 BR08002200 Bathhouse FC 604.2.4 FC 604.2.4 Means of egress  Needs Emergency Lighting.  4/23/2009 7/14/2010,  
 illumination. Emergency power shall  DID NOT INSPECT IN 2012,  6/8/2011 
 be provided for means of egress  2013. 
 illumination in accordance with  
 Section 1006.3. 

 BR08002200 Bathhouse FC 1011.1 FC 1011.1 Exits and exit access doors Needs Lighted Exit Signs 4/23/2009 7/14/2010,  
  shall be marked by an approved exit  DID NOT INSPECT IN 2012,  6/8/2011 
 sign readily visible from any direction  2013. 
 of egress travel. 

 BR08002200 Bathhouse FC1008.1.2 Exit doors serving a capacity greater  2  36" doors used as exits  6/8/2011 6/8/2011 
 than 50 will open out. both swing in. DID NOT  
 INSPECT IN  2012, 2013. 
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 Fixed Asset  Building Name Code Violation  Code Violation Text  Code Violation Details Code  Code Violation  Code Violation 
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 Number Number lookup: lookup Violation  Continues to  date corrected
 Reported by 
 date cited Exist on these  
 dates 
 BR09100100 Residence - K. Gross, Park  FC 906.1 FC 906.1 Where required. Portable fire Fire Extinguishers needed in  5/6/2010 6/8/2011,  
 Manager was Hilman  extinguishers shall be installed. Garage area and on First  5/10/2012 
 Floor area.  Correct Prior to  
 next Occupant. Did not  
 inspect in 2013 

 BR09100100 Residence - K. Gross, Park  PMC 304.3 PMC 304.3 Premises identification.   Needs Numeral on Premise  4/23/2009 5/6/2010,  
 Manager Was Hilman Buildings shall have approved address  #4459 in 4" numerals. Did  6/8/2011,  
 numbers placed in a position to be  not inspect in 2013 5/10/2012 
 plainly legible and visible from the  
 street or road fronting the property. 

 BR09100200 Residence - #2002 Gross was  FC 906.6 FC 906 Portable fire extinguisher not  Inspection Tag missing on  5/6/2010 6/8/201,  
 Kelly maintained, inspected or proper  Extinguisher in Garage. Did  5/10/2012 
 records kept. not inspect in 2013 

 BR09100200 Residence - #2002 Gross was  RC E3903.12 RC E3902.12 Lighting in closets -  Closets Bare Lamp need new 5/10/2012 
 Kelly Enclosed Fixtures - no bare lamps,   fixtures with lamp protection  
 Incandescents at least 12 inches from  installeda t proper location  
 materials, Fluorescents and LED 6  controlled with wall switch.  
 inches from materials Did not inspect in 2013 

 BR09100400 Shop/Park Office PMC 704.1 PMC 704.1 and FC 904.6.1 System  FIre Suppression System  5/6/2010 6/8/2011,5/10/2 
 test. Systems shall be inspected and  needs to be inspected/tested. 012, 5/15/2013 
 tested for proper operation at 6-month    Last inspected in 2009 
 intervals. 



 Thursday, January 30, 2014 Page 1 of 2 



 Fixed Asset  Building Name Code Violation  Code Violation Text  Code Violation Details Code  Code Violation  Code Violation 
 Correction  
 Number Number lookup: lookup Violation  Continues to  date corrected
 Reported by 
 date cited Exist on these  
 dates 
 BR0910100 Bathhouse PMC 605.1 PMC 605.1 All electrical equipment,  Several outlets missing  5/10/2012 5/10/2012 
 wiring and appliances shall be properly waterproof covers. 
  installed and maintained in a safe  
 and approved manner. 

 BR09101100 Bathhouse FC 906.1 PMC 704.1 Where required. Portable  4/23/2009 2010,5/10/2012 
 fire extinguishers shall be installed. , 5/15/2013 

 BR09102100 Sheriff Navigation Patrol Bldg PMC 605.1 PMC 605.1 All electrical equipment,  Outside Receptacle needs  5/15/2013 
 wiring and appliances shall be properly weatherproof Cover 
  installed and maintained in a safe  
 and approved manner. 
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 AR54610001 Shelter #6 PMC 604.3 PMC 604.3 Electrical system hazards.  Outdoor Electric Outlets need 5/13/2010 5/12/2011,  
 Where an electrical sys. in a struct. is a   weatherproof covers 6/28/2012,  
 hazard to the occupants because of  5/15/2013 
 insufficient receptacle and lighting  
 outlets, improper wiring, deterioration  
 the defects shall be corrected to  
 eliminate the hazard. 
 BR546 Fuel Tank and Shed FC 906.1 FC 906.1 Portable fire extinguisher not Fire Extinguisher should be  10/3/2013 
  provided or installed where necessary. located in the vicinity of the  
 fuel tank 

 BR546 Office (New) ADA 505.10.1 Handicap ramp required. 11/20/2012  6/28/2012 6/28/2012,  
 ramp exists but needs 12" extension,  6/18/2013 
 proper hand rails and guards need  
 vertical stiles less than 4" gap. 

 BR546 Fuel Tank and Shed FC 2205.6 FC 2205.6 Warning signs shall be  Tank should have (1) NO  6/28/2012 6/28/2012,  
 conspicuously posted within sight of  SMOKING (2) TURN OFF  5/15/2013 
 each dispenser in the fuel-dispensing  ENGINE (3) Capacity (4) Also  
 area and shall state the following No  should have impact posts  
 Smoking, Turn off Engine, Discharge  erected: 4"-6" in dia. Filled  
 static electricity before fueling by  with conc. Placed 36" in the  
 touchng metal surface away from noz ground in a cement footer  
 BR546 Train Station PMC 304.7 PMC 304.7 Roofs and roof flashing  Roof in poor condition and  5/12/2011 6/28/2012,  
 and drainage (gutters/downspouts) not  should be replaced ASAP.   6/18/2013 
 maintained Structure is being  
 programmed for  
 Replacement in 2014-2015 



 Thursday, January 30, 2014 Page 1 of 8 



 Fixed Asset  Building Name Code Violation  Code Violation Text  Code Violation Details Code  Code Violation  Code Violation 
 Correction  
 Number Number lookup: lookup Violation  Continues to  date corrected
 Reported by 
 date cited Exist on these  
 dates 
 BR546 Train Station PMC 603.3 PMC 604.3 Electrical system hazards.  Light bulbs are not protected  5/12/2011 6/28/2012,  
 Where an electrical sys. in a struct. is a  from damage. Structure is  6/18/2013 
 hazard to the occupants because of  being programmed for  
 insufficient receptacle and lighting  Replacement in 2014-2015 
 outlets, improper wiring, deterioration  
 the defects shall be corrected to  
 eliminate the hazard. 
 BR54600100 Arcade and Game Building PMC 605.1 PMC 605.1 All electrical equipment,  Obsolete electric equipment  10/3/2013 
 wiring and appliances shall be properly should be removed. 
  installed and maintained in a safe  
 and approved manner. 

 BR54600100 Arcade and Game Building FC 906.1 FC 906.1 Portable fire extinguisher not Portable Fire Extinguishers  10/3/2013 
  provided or installed where necessary. are required near each of the 
  three exits. 

 BR54600100 Arcade and Game Building PMC 605.1 All electrical equipment,  Open Junction Boxes in  10/3/2013 
 wiring and appliances shall be properly several locations 
  installed and maintained in a safe  
 and approved manner. 

 BR54600100 Arcade and Game Building PMC 605.1 PMC 605.1 All electrical equipment,  Fluorescent Tubes (bulbs)  5/13/2010 5/12/2011,  
 wiring and appliances shall be properly need protective shields.   6/28/2012,  
  installed and maintained in a safe  Romex draped over structural 10/3/2013 
 and approved manner.  members and other electric  
 issues. 
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 BR54600100 Arcade and Game Building PMC 304.4 PMC 304.4 Structural Members not  Several Structural Solid  5/12/2011 6/28/2012,  
 maintained or damaged. wood (8 by 8's) posts have  10/3/2013 
 failed at ground level and  
 must be replaced.  Roof  
 structural members should be 
  thoroughly inspected by PE  
 and resultant corrective  
 BR54600500 Bumper Car Ride Shelter FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  10/3/2013 
 maintained, inspected or proper  not mounted and not  
 records kept. inspected monthly 

 BR54600500 Bumper Car Ride Shelter PMC 605.1 PMC 605.1 All electrical equipment,  Side wall florescent tubes  5/12/2011 6/28/2012,  
 wiring and appliances shall be properly covers need caps. 10/3/2013 
  installed and maintained in a safe  
 and approved manner. 

 BR54600800 GO Cart Shop and Ride Area FC 3401.1 Storage of flammable and  Numerous flammable liquids  10/3/2013 
 combustible liquids in proper cabinets. should be stored in proper  
  cabinet. 
  Storage of flammable and  
 combustible liquids in proper cabinets. 

 BR54600800 Go Cart Shop and Ride Area FC 906.1 Portable fire extinguisher not Fire Extinguihser missing  10/3/2013 
  provided or installed where necessary. from bracket in Building.   
 Also 2 are required in center  
 of track when ride is  
 operational 
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 BR54600800 Go Cart Shop and Ride Area FC 3404.3.4.4 Flammable liquids not  The gasoline stored in 40  10/3/2013 
 properly stored gallon containers should not  
 be stored inside Shop.   
 Consider a small Above  
 Ground Fuel system for  
 fueling go carts. 

 BR54600800 Go Cart Shop and Ride Area PMC 605.1 PMC 605.1 All electrical equipment,  Fluorescent tubes in work  5/12/2011 6/28/2012,  
 wiring and appliances shall be properly lamps need tube protectors  10/3/2013 
  installed and maintained in a safe  and caps 
 and approved manner. 

 BR54600800 Go Cart Shop and Ride Area PMC 605.1 PMC 605.1 All electrical equipment,  Lamps/Bulbs not protected  5/13/2010 5/12/2011,  
 wiring and appliances shall be properly with shields 6/28/2012,  
  installed and maintained in a safe  10/3/2013 
 and approved manner. 

 BR54601600 Hippodrome PMC 605.1 PMC 605.1 All electrical equipment,  Over use of extension cords  6/18/2013 6/18/2013 
 wiring and appliances shall be properly that run across floor areas. 
  installed and maintained in a safe  
 and approved manner. 

 BR54601600 Hippodrome FC 904.5 FC 904.5 Wet chemical extinguishing  System has not been  6/18/2013 6/18/2013 
 systems not tested every 6 mos.  inspected for the currect  
    (NFPA 17A operating season 
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 BR54601600 Hippodrome PMC 305.4 PMC 305.4 Stairs and walking surfaces. Bathroom floor near urinals  6/28/2012 6/28/2012,  
   Every stair, ramp, landing, balcony,  missing floor tiles 10/3/2013 
 porch, deck or other walking surface  
 shall be maintained in sound condition 
  and good repair. 

 BR54601600 Hippodrome FC 315.2.1 FC 315.2.1 Ceiling clearance. Storage  Storage area shelving  6/28/2012 6/28/2012,  
 shall be maintained 2 feet (610 mm) or containg the storage of  6/18/2013 
  more below the ceiling in  combustibles must maintain  
 nonsprinklered areas of buildings or a  a 2' clearance to the ceiling. 
 minimum of 18 inches (457 mm) below 
  sprinkler head deflectors 

 BR54601600 Hippodrome PMC 605.1 PMC 605.1 All electrical equipment,  (1) Food concession area  6/28/2012 6/28/2012,  
 wiring and appliances shall be properly needs a GFI over the sink. ( 2) 6/18/2013 
  installed and maintained in a safe   Slush Puppy area a GFI is  
 and approved manner. needed over the sink. 

 BR54601600 Hippodrome PMC 605.1 PMC 605.1 All electrical equipment,  Exit light should be relocated 6/28/2012 6/28/2012,  
 wiring and appliances shall be properly 10/3/2013 
  installed and maintained in a safe  
 and approved manner. 

 BR54601600 Hippodrome PMC 603.1 PMC 603.1 Mechanical appliances.   Slush Puppy area the relief  6/28/2012 6/28/2012,  
 All mechanical appliances, fireplaces,  tube on the hot water heater  6/18/2013 
 solid fuel-burning appliances, cooking  should be 3" off the floor 
 appliances and water heating  
 appliances shall be properly installed  
 and maintained in a safe working  
 condition 
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 BR54601600 Hippodrome FC 906 FC 906 Portable fire extinguisher not  Portable ABC and K  6/18/2013 6/18/2013 
 maintained, inspected or proper  extinguishers not inspected  
 records kept. for 2013 

 BR54601600 Hippodrome FC 1029.2 FC 1029.2 Egress doors shall be  Crash barred doors in the rear 6/18/2013 6/18/2013 
 readily operable from the egress side   area are operable from one  
 without the use of a key or special  direction and key locked from 
 knowledge or effort, except as   the other.  The set up the  
 permitted by Section 1008.1.8.3. way it is at present could  
 cause you to be trapped in  
 the back area.  Key operated  
 BR54601600 Hippodrome FC 605.3 FC 605.3 A working space of not less  Electric panels in back area  6/18/2013 6/18/2013 
 than 30 inches (762 mm) in width, 36  blocked with cleaning  
 inches (914 mm) in depth and 78  equipment. 
 inches (1981 mm) in height shall be  
 provided in front of electrical service  
 equipment. 

 BR54601600 Hippodrome PMC 605.1 PMC 605.1 All electrical equipment,  Heated paint bay has a light  6/28/2012 6/28/2012,  
 wiring and appliances shall be properly switch missing a cover 6/18/2013 
  installed and maintained in a safe  
 and approved manner. 

 BR54601600 Hippodrome FC 605.3.1 FC 605.3.1 Doors into electrical control Electric Panels Not all circuit  5/12/2011 6/28/2012,  
  panel rooms shall be marked with a  breakers s are properly  6/18/2013 
 plainly visible and legible sign stating  identified 
 “ELECTRICAL ROOM” or similar  
 approved wording. 
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 BR54601600 Hippodrome PMC 605.1 PMC 605.1 All electrical equipment,  Light bulbs out in rear area  6/18/2013 6/18/2013 
 wiring and appliances shall be properly by coolers 
  installed and maintained in a safe  
 and approved manner. 

 BR54601900 Time Clock Bldg. PMC 605.1 PMC 605.1 All electrical equipment,  Junction box missing a cover  6/28/2012 6/28/2012,  
 wiring and appliances shall be properly in the ceiling 10/3/2013 
  installed and maintained in a safe  
 and approved manner. 

 BR54601900 Time Clock Bldg FC 906 Portable fire extinguisher not  Monthly inspections are not  10/3/2013 
 maintained, inspected or proper  being completed. 
 records kept. 

 BR54601900 Time Clock Bldg PMC 604.3 Electrical system hazards.  Fuses missing in Electrical  10/3/2013 
 Where an electrical system in a  Panel.  Also Electrical Panel  
 structure constitutes a hazard to the  blocked by Desk and  
 occupants or the structure because of  Microwave 
 inadequate service, improper fusing, 

 BR54601900 Time Clock Bldg PMC 604.3 Electrical system hazards.  Extenson Cord placed over a  10/3/2013 
 Where an electrical sys. in a struct. is a  partition wall and to exterior.  
 hazard to the occupants because of   Instal a proper circuit and  
 insufficient receptacle and lighting  outlet where needed or  
 outlets, improper wiring, deterioration  required. 
 the defects shall be corrected to  
 eliminate the hazard. 
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 BR54602200 Mini Golf, Tickets, Gifts Bldg PMC 605.1 PMC 605.1 All electrical equipment,  All four individual sections  6/28/2012 6/28/2012,  
 wiring and appliances shall be properly have open junction boxes in  5/15/2013 
  installed and maintained in a safe  the ceilings 
 and approved manner. 
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 BR30701300 Barton #1 PMC 304.6 PMC 304.6 Exterior piers not  Foundation Piers in need of  10/1/2013 
 maintained. Not free from holes,  replacement 
 breaks, loose or deteriorating materials, 
  not waterproof or properly coated. 

 BR30701300 Barton #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30701400 Brow #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30701400 Brow #1 PMC 304.10 PMC 304.10 Every exterior stairway,  Steps to porch are in need of  5/13/2010 5/18/2011;  2/9/2012 TB 
 deck, porch and balcony, and all  repair** As 0f 4/4/2012 the  4/4/2012,  
 appurtenances attached thereto, shall  Steps remain is same  10/1/2013 
 be maintained structurally sound, in  condition and in need of  
 good repair, with proper anchorage  repair. 
 and capable of supporting the imposed 
  loads. 
 BR30701500 Brow #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30701600 Brow #3 PMC 304.4 PMC 304.4 Structural Members not  Porch is in poor condition 10/1/2013 
 maintained or damaged. 

 BR30701600 Brow #3 PMC 304.7 PMC 304.7 Roofs and roof flashing  Roof in poor condition 10/1/2013 
 and drainage (gutters/downspouts) not  
 maintained 

 BR30701600 Brow #3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30701700 Brow #4 PMC 305.4 PMC 305.4 Stairs and walking surfaces. Steps in Poor condition 10/1/2013 
   Every stair, ramp, landing, balcony,  
 porch, deck or other walking surface  
 shall be maintained in sound condition 
  and good repair. 

 BR30701700 Brow #4 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30701800 Brow #5 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30701900 Brow #6 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30702000 Brow #7 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30702100 Brow #8 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30702300 Brow #10 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 10/1/2013 
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30702400 Brow #11 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney  6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or  should have an annual  10/1/2013 
 device, flam. liq. containers or other  inspection and cleaning, if  
 equip. on the premise or in structure in  necessary, and record log  
 disrepair or cond. that such equip. is a  maintained in compliance  
 hazard to life, health, or safety of the  with NFPA 211 
 public or occupants 
 BR30703200 Buffalo #4 PMC 305.4 PMC 305.4 Stairs and walking surfaces. Porch is in poor condition 10/1/2013 
   Every stair, ramp, landing, balcony,  
 porch, deck or other walking surface  
 shall be maintained in sound condition 
  and good repair. 

 BR30704100 Buffalo #13 PMC 605.1 PMC 605.1 All electrical equipment,  Exterior Light is loose from  10/1/2013 
 wiring and appliances shall be properly building 
  installed and maintained in a safe  
 and approved manner. 

 BR30704100 Buffalo #13 PMC 704.1 PMC 704.1 All systems, devices and  Smoke alarm not working 10/1/2013 
 equipment to detect a fire, actuate an  
 alarm, or suppress or control a fire or  
 any combination thereof shall be  
 maintained in an operable condition  
 at all times 

 BR30704800 Circle #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30704900 Circle #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30705000 Circle #3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30705200 Coon #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30705300 Coon #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30705400 Coon #3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30707600 Diehl Shower/Toilet PMC 304.15 PMC 304.15 All exterior doors, door  Laundry room door will not  5/18/2011 7/19/2012,  2/9/2012 EL 
 assemblies and hardware shall be  close. ** Violation still exists.  10/1/2013 
 maintained in good condition. Locks at Not repaired as reported. 
  all entrances to dwelling units,  
 rooming units and guestrooms shall  
 tightly secure the door. 

 BR30707600 Diehl Shower/Toilet PMC 604.3 PMC 604.3 Electrical system hazards.  1. Men's side fluorescent  5/18/2011 7/19/2012,  2/9/2012 AC 
 Where an electrical system in a  fixtures have end caps  10/1/2013 
 structure constitutes a hazard to the  missing. **  Corrections have  
 occupants or the structure because of  not been made as reported. 
 inadequate service, improper fusing, 

 BR30708900 Gypsy #4 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30709000 Gypsy #5 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30709200 Gypsy #7 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants  
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 BR30709700 Gypsy #12 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30709800 Gypsy #13 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30709900 Gypsy #14 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30710000 Gypsy #15 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Stove pipe replaced but not  5/18/2011 10/1/2013 
 boilers, htg. equip., elec. wiring or  to NFPA 211 Standards 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30710000 Gypsy #15 PMC 307.1.1 PMC 307.1.1 Combustible waste,  Dry Vegetation on Roof 5/13/2010 5/18/2011,  
 refuse and large quantities of dry  10/1/2013 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed.  
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 BR30710000 Gypsy #15 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30710100 Gypsy #16 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30710100 Gypsy #16 PMC 307.1.1 PMC 307.1.1 Combustible waste,  Dry vegetation on roof 5/13/2010 5/18/2011,  
 refuse and large quantities of dry  10/1/2013 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30710200 Gypsy #17 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30710300 Gypsy #18 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30710400 Gypsy #19 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30710500 Gypsy #20 PMC 307.1.1 PMC 307.1.1 Combustible waste,  accumulation of dry  5/18/2011 10/1/2013 
 refuse and large quantities of dry  vegetation on the roof 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30710500 Gypsy #20 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30710600 Gypsy #21 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30710600 Gypsy #21 PMC 307.1.1 PMC 307.1.1 Combustible waste,  accumulation of dry  5/18/2011 11/17/2012,  
 refuse and large quantities of dry  vegetation on the roof 10/1/2013 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
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 BR30710700 Gypsy #22 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30710800 Gypsy #23 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30710900 Gypsy #24 PMC 307.1.1 PMC 307.1.1 Combustible waste,  accumulation of dry  5/18/2011 10/1/2013 
 refuse and large quantities of dry  vegetation on the roof 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30710900 Gypsy #24 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30711000 Gypsy #25 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30711100 Gypsy #27 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30711200 Gypsy #28 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30711300 Gypsy #29 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30711400 Gypsy #30 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30711500 Gypsy #31 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
Thursday, January 30, 2014                Page 11 of 40 



 Fixed Asset  Building Name Code Violation  Code Violation Text  Code Violation Details Code  Code Violation  Code Violation 
 Correction  
 Number Number lookup: lookup Violation  Continues to  date corrected
 Reported by 
 date cited Exist on these  
 dates 
 BR30711600 Gypsy #32 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30712200 Hamlin #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30712300 Hamlin #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30712500 Hamlin #4 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30712600 Hamlin #5 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30712700 Hamlin #6 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30712800 Hamlin #7 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012 
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30712900 Hamlin #8 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30713100 Hamlin #10 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30713200 Hamlin #11 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30713300 Hamlin #12 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30713400 Hamlin #13 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30713500 Hamlin #14 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2013,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30713600 Hamlin #15 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30713600 Hamlin #15 PMC 304.5 PMC 304.5 Foundation Piers not  10/1/2013 
 maintained. Not plumb and free of  
 cracks and breaks.  
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 BR30713700 Hamlin #16 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30714700 Horseshoe #7 PMC 704.1 PMC 704.1 All systems, devices and  Smoke/CO Alarm is  10/1/2013 
 equipment to detect a fire, actuate an  dismantled. 
 alarm, or suppress or control a fire or  
 any combination thereof shall be  
 maintained in an operable condition  
 at all times 

 BR30715100 Indian #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30715200 Indian #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30715300 Indian #3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30715400 Indian #4 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30715500 Indian #5 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30715600 Kaiser #1 PMC 305.4 PMC 305.4 Stairs and walking surfaces. Porch is in need of rehab 10/1/2013 
   Every stair, ramp, landing, balcony,  
 porch, deck or other walking surface  
 shall be maintained in sound condition 
  and good repair. 

 BR30715600 Kaiser #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30715700 Kaiser #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30715800 Kaiser #3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30715900 Kaiser #4 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30716000 Kaiser #5 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30716100 Kaiser #6 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30716200 Kaiser #7 PMC 305.4 PMC 305.4 Stairs and walking surfaces. Porch is in need of rehab 10/1/2013 
   Every stair, ramp, landing, balcony,  
 porch, deck or other walking surface  
 shall be maintained in sound condition 
  and good repair. 
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 BR30716200 Kaiser #7 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30716300 Kaiser #8 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30716500 Kaiser #12 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney  6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or  should have an annual  10/1/2013 
 device, flam. liq. containers or other  inspection and cleaning, if  
 equip. on the premise or in structure in  necessary, and record log  
 disrepair or cond. that such equip. is a  maintained in compliance  
 hazard to life, health, or safety of the  with NFPA 211 
 public or occupants 
 BR30716900 Taft #1 PMC 305.4 PMC 305.4 Stairs and walking surfaces. Side Porch needs rehab 10/1/2013 
   Every stair, ramp, landing, balcony,  
 porch, deck or other walking surface  
 shall be maintained in sound condition 
  and good repair. 

 BR30717200 McCabe #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney  6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or  should have an annual  10/1/2013 
 device, flam. liq. containers or other  inspection and cleaning, if  
 equip. on the premise or in structure in  necessary, and record log  
 disrepair or cond. that such equip. is a  maintained in compliance  
 hazard to life, health, or safety of the  with NFPA 211 
 public or occupants 
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 BR30720200 Pinetree #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012 
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211.. 
 device, flam. liq. containers or other    Surplussed and demolition  
 equip. on the premise or in structure in  waiting demolition 
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30720400 Pinetree #4 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30720500 Pinetree #5 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30720700 Ranger #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30720800 Ranger #4 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30721100 Reed #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30721200 Reed #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30721300 Reed #3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30721500 Stony #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30721600 Stony #2 PMC 604.3 PMC 604.3 Electrical system hazards.  Gfi Outlet on Porch Faulty  5/13/2010 2008, 2009,  2/9/2012 TB 
 Where an electrical sys. in a struct. is a  Incorrect Wiring 5/18/2011,  
 hazard to the occupants because of  10/1/2013 
 insufficient receptacle and lighting  
 outlets, improper wiring, deterioration  
 the defects shall be corrected to  
 eliminate the hazard. 
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 BR30721600 Stony #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211.  10/1/2013 
 device, flam. liq. containers or other  **  Violation still exists not  
 equip. on the premise or in structure in  corrected as reported 4/4/2012 
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30721800 Ward #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30721900 Ward #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30722000 Ward #3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30722100 Ward #4 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30722200 Ward #5 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30724100 Weller #16 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30724200 Weller #17 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30724300 Weller #18 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30724400 Weller #19 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30724500 Weller #20 PMC 704.1 PMC 704.1 All systems, devices and  Smoke alarm diismantled 10/1/2013 
 equipment to detect a fire, actuate an  
 alarm, or suppress or control a fire or  
 any combination thereof shall be  
 maintained in an operable condition  
 at all times 

 BR30724500 Weller #20 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30724800 Weller #22 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30725300 Weller #23 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30725300 Weller #23 PMC 304.5 PMC 304.5 Foundation piers not  Piers and porch need rehab 10/1/2013 
 maintained. Not plumb and free of  
 cracks and breaks. 
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 BR30725400 Weller Comfort Station PMC 604.3 PMC 604.3 Electrical system hazards.  1. Men's side fluorescent tube 5/18/2011 5/18/2011,  2/9/2012 AC 
 Where an electrical system in a   end caps missing.. 2.  4/4/2012,  
 structure constitutes a hazard to the  Women's side 2 florescent  10/1/2013 
 occupants or the structure because of  tubes not operating..  **  
 inadequate service, improper fusing, Violation still exists not  
 corrected as reported 4/4/2012 

 BR30725400 Weller Comfort Station FC 310.3 FC 310.3 “No Smoking” signs will be  Need No Smoking Sign on  5/14/2010 5/18/2011,  2/9/2012 EL 
 posted on or in all buildings where  Mens Side.. ** Violation still  4/4/2012,  
 prohibited ( all buildings under State  exists not corrected as  10/1/2013 
 of New York control. reported 4/4/2012 

 BR30730600 Old Camp Turner WashHouse PMC 307.1.1 PMC 307.1.1 Combustible waste,  Dry vegetation on roof to be  5/14/2010 6/8/2011,  
 refuse and large quantities of dry  removed 7/25/2013 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30732400 Electric Shop #289 PMC 403.2 PMC 403.2 Every bathroom and toilet  No mechanical or natural  7/25/2013 7/25/2013 
 room shall comply with the ventilation  ventilation in toilet room 
 requirements for habitable spaces as  
 required by Section 403.1, except that  
 a window shall not be required in  
 spaces equipped with a mechanical  
 vent.system discharged to outdoors. 
 BR30732400 Electric Shop #289 PMC 605.1 PMC 605.1 All electrical equipment,  Florescent tubes in the lunch  8/18/2011 8/18/2011,  
 wiring and appliances shall be properly room not protected 7/25/2013 
  installed and maintained in a safe  
 and approved manner. 
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 BR30732400 Electric Shop #289 PMC 605.1 PMC 605.1 All electrical equipment,  Electric panel missing several 7/25/2013 7/25/2013 
 wiring and appliances shall be properly  blanks 
  installed and maintained in a safe  
 and approved manner. 

 BR30732500 Paint Shop FC 1028.3 FC 1028.3 Obstructions.  A means of  Exit Door Is blocked. 8/17/2010 8/18/2011,  
 egress shall be free from obstructions  7/25/2013 
 that would prevent its use, including  
 the accumulation of snow and ice. 

 BR30732500 Paint Shop FC 906.7 FC 906.7 Portable extinguishers not  Extinguisher in the back area  7/25/2013 7/25/2013 
 properly mounted not properly mounted ( on  
 floor). 

 BR30732600 Warehouse #1 PMC 304.12 PMC 304.12 Handrails and guards.   Railings need to be replaced 8/18/2011 8/18/2011,  
 Every handrail and guard shall be  7/25/2013 
 firmly fastened and capable of  
 supporting normally imposed loads  
 and shall be maintained in good  
 condition. 

 BR30732600 Warehouse #1 PMC 304.10 PMC 304.10 Every exterior stairway,  Dock, and stairs in poor  8.18.2011 8/18/2011,  
 deck, porch and balcony, and all  condition 7/25/2013 
 appurtenances attached thereto, shall  
 be maintained structurally sound, in  
 good repair, with proper anchorage  
 and capable of supporting the imposed 
  loads. 
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 BR30732600 Warehouse #1 PMC 704.1 PMC 704.1 All systems, devices and  Smoke alarm on second floor 8/18/2011 8/18/2011,  
 equipment to detect a fire, actuate an   dismantled also on the first  7/25/2013 
 alarm, or suppress or control a fire or  floor ( 7/25/2013) 
 any combination thereof shall be  
 maintained in an operable condition  
 at all times 

 BR30732600 Warehouse #1 PMC 604.3 PMC 604.3 Electrical system hazards.  Open wiring on 2nd Floor.   8/17/2010 8/18/2011 7/25/2013 Maintenance 
 Where an electrical sys. in a struct. is a  Electric Panel missing  
 hazard to the occupants because of  breakers-open spaces 
 insufficient receptacle and lighting  
 outlets, improper wiring, deterioration  
 the defects shall be corrected to  
 eliminate the hazard. 
 BR30732700 Warehouse #2 PMC 307.1.1 Combustible waste, refuse and large  Dry Vegetation around  8/17/2010 8/18/2011 
 quantities of dry vegetation which by  structure 
 reason of their proximity to buildings or 
  structures would constitute a fire  
 hazard or contribute to the spread of  
 fire shall be removed. 

 BR30732800 Warehouse #3 PMC 307.1.1 PMC 307.1.1 Combustible waste,  Trees next to bldg. to be  1/18/2011 8/18/2011,  
 refuse and large quantities of dry  removed. 7/25/2013 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30732800 Warehouse #3 PMC 304.13 PMC 304.13 Windows, skylights and  Broken windows 8/18/2011 8/18/2011,  
 door frames not maintained. 7/25/2013 
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 BR30733100 Road Crew Shop PMC 304.4 PMC 304.4 Structural Members not  Rim Joists rotten in need of  8/17/2010 8/18/2011,  
 maintained or damaged. replacement 7/25/2013 

 BR30733300 Park House A-24 at  FC 906.1 FC 906.1 Portable fire extinguisher not Fire Extinguisher Missing  10/2/2013 
 Maintenance Area  provided or installed where necessary. from Entry Hallway 

 BR30733500 3 Bay Garage (Regional) FC 3003.5.3 FC 3003.5.3 Securing of compressed  Tanks not secured 7/25/2013 7/25/2013 
 gas containers, cylinders and tanks  
 shall be by one of the following: With 1 
  or more restraints, On a cart or device,  
 restrained, Nesting in approved  
 container, in a rack or cabinet for such  
 use. 
 BR30733600 Storage - Behind paint shop PMC 307.1.1 PMC 307.1.1 Combustible waste,  Trees against structure on  7/25/2013 7/25/2013 
 refuse and large quantities of dry  corner need to be cut away. 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30733800 Park Housing A-30 Apartment  PMC 304.3 PMC 304.3 Premises identification.   Premise Not Identified on  5/1/2009 5/9/2012 
 Over Quaker Office Buildings shall have approved address  outside of Building 4 inch  
 numbers placed in a position to be  high lettering with numerals.  
 plainly legible and visible from the  Did not check  for this in  
 street or road fronting the property. 2013. 
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 BR30733800 Rental Office PMC 604.3 PMC 604.3 Electrical system hazards.  Outside Receptacle is  10/2/2013 
 Where an electrical sys. in a struct. is a  missing weatherproof cover. 
 hazard to the occupants because of  
 insufficient receptacle and lighting  
 outlets, improper wiring, deterioration  
 the defects shall be corrected to  
 eliminate the hazard. 
 BR30733800 Park Housing A-30 Apartment  PMC 605.2 PMC 605.2 Electrical – Receptacles.  Bathroom should have a GFI  5/1/2009 5/9/2012 
 Over Quaker Office Every bathroom shall contain at least  protected Outlet.  Did not  
 one receptacle. Any new bathroom  inspect in 2013. 
 receptacle outlet shall have ground  
 fault circuit interrupter protection. 

 BR30733900 Quaker Maintenance Shop FC 605.3 FC 605.3 A working space of not less  Electric panel blocked 7/25/2013 7/25/2013 
 than 30 inches (762 mm) in width, 36  
 inches (914 mm) in depth and 78  
 inches (1981 mm) in height shall be  
 provided in front of electrical service  
 equipment. 

 BR30733900 Quaker Maintenance Shop PMC 305.1 PMC 305.1 The interior of a structure  General housekeeping efforts 7/25/2013 7/25/2013 
 and equipment therein shall be   needed. 
 maintained in good repair, structurally  
 sound and in a clean and sanitary  
 condition. 

 BR30733900 Quaker Maintenance Shop FC 906.6 FC 906.6 Extinguisher obscured from  Fire Extinguisher in  8/17/2010 8/18/2011,  
 view or blocked Carpenter's area access is  7/25/2013 
 blocked 
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 BR30734100 Water Treatment - Lower  PMC 604.3 PMC 603.3 Required distance for  Electrical junction box open  8/17/2010 
 Quaker (near Camp Turner) combustibles from mechanical devices  wriring missing cover plate.  
 not maintained Bulbs not protected.  Did not  
 inspect in 2013 

 BR30734500 Quaker WWTF Laboratory at  PMC 604.3 PMC 604.3 Electrical system hazards.  Three outlets not properly  8/17/2010 7/24/2013 
 Lagoon Where an electrical sys. in a struct. is a  wwired ground reversed.  And 
 hazard to the occupants because of   Electric Outlet near sink  
 insufficient receptacle and lighting  should be a GFI outlet 
 outlets, improper wiring, deterioration  
 the defects shall be corrected to  
 eliminate the hazard. 
 BR30736000 Bath House - Quaker Lake PMC 605.1 PMC 605.1 All electrical equipment,  Concession area- Light  7/24/2013 7/24/2013 
 wiring and appliances shall be properly fixtures missing lamps and  
  installed and maintained in a safe  covers. 
 and approved manner. Lifeguard Room -  Light  
 fixtures missing lamps and  
 covers. 

 BR30736000 Bath House - Quaker Lake PMC 605.1 PMC 605.1 All electrical equipment,  Concession Area, back room,  7/24/2013 7/24/2013 
 wiring and appliances shall be properly Outlet above door - cover  
  installed and maintained in a safe  missing. 
 and approved manner. 

 BR30736600 Picnic Area Comfort Station FC 310.3 FC 310.3 “No Smoking” signs will be  Need No Smoking sings 8/17/2010 6/9/2011,  
 posted on or in all buildings where  7/24/2013 
 prohibited ( all buildings under State  
 of New York control. 
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 BR30736600 Picnic Area Comfort Station FC 605.3.1 FC 605.3.1 Doors into electrical control Panel box not properly  7/24/2013 7/24/2013 
  panel rooms shall be marked with a  labeled. 
 plainly visible and legible sign stating  
 “ELECTRICAL ROOM” or similar  
 approved wording. 

 BR30736600 Picnic Area Comfort Station PMC 307.1.1 PMC 307.1.1 Combustible waste,  Dry vegetation on roof 8/17/2010 6/9/2011,  
 refuse and large quantities of dry  7/24/2013 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30736700 Quaker Inn /Store FC 906.7 FC 906.7 Portable extinguishers not  Fire Extinguisher (Rear  7/19/2012 7/17/2013 
 properly mounted Storeroom) - Sitting on floor  
 not mounted on bracket 

 BR30736700 Quaker Inn /Store FC 906 FC 906 Portable fire extinguisher not  Fire Extinguishers not being  7/19/2012 7/17/2013 
 maintained, inspected or proper  inspected monthly 
 records kept. 

 BR30737000 Quaker Store / Museum PMC 304.15 All exterior doors, door  Rear Entry Door - very  10/2/2013 
 assemblies and hardware shall be  difficult to open and close  
 maintained in good condition. Locks at door - door needs to be  
  all entrances to dwelling units,  planed down - this is one of  
 rooming units and guestrooms shall  two required means of egress  
 tightly secure the door. from building. 
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 BR30737000 Quaker Store / Museum FC 901.6 FC 901.6 Fire detection, alarm and  Laundry Area - Fire  7/17/2013 
 extinguishing systems shall be  extinguisher.  Last inspection  
 maintained in an operative condition  noted on a 2011 tag.  Needs  
 at all times, and shall be replaced or  to be inspected and new  
 repaired where defective. inspection tag. 

 BR30737000 Quaker Store / Museum ADA Issue ADA ramp at rear of building  10/2/2013 
 is in poor condition.   
 Consider a roof over ramp  
 and/or construct ramp out of  
 different material that does  
 not propmote mold fungus  
 growth and become sliipery. 
 BR30737000 Quaker Store / Museum PMC 704.1 PMC 704.1 All systems, devices and  Museum area - Emergency  10/2/2013 
 equipment to detect a fire, actuate an  Light near front door - 1 lamp 
 alarm, or suppress or control a fire or   burned out 
 any combination thereof shall be  
 maintained in an operable condition  
 at all times 

 BR30737000 Quaker Store / Museum PMC 304.7 PMC 304.7 Roofs and roof flashing  Roof at dormers - poor  10/2/2013 
 and drainage (gutters/downspouts) not  condition 
 maintained 

 BR30737000 Quaker Store / Museum PMC 306.1 PMC 306.1 Every exterior and interior  Stairway leading to the attic  8/18/2011 8/18/2011,  
 flight of stairs having more than four  requires a handrail 7/19/2012,  
 risers shall have a handrail on one side 7/17/2013 
  of the stairs. 
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 BR30737300 Barton #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30737400 Barton #3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30737500 Barton #4 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30737600 Barton #5 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30737700 Barton #6 PMC 304.7 PMC 304.7 Roofs and roof flashing  Deteriorated roof - shingle  10/1/2013 
 and drainage (gutters/downspouts) not  replacement needed, 
 maintained 
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 BR30737700 Barton #6 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30737800 Barton #7 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30737800 Barton #7 PMC 306.1 PMC 306.1 Every exterior and interior  Handrail needed 5/18/2011 5/18/2011,  
 flight of stairs having more than four  10/1/2013 
 risers shall have a handrail on one side 
  of the stairs. 

 BR30737900 Barton #8 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30738000 Barton #9 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30738100 Barton #10 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30738200 Barton #11 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30738300 Barton #12 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30738400 Barton #13 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30738500 Barton #14 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30738600 Barton #15 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30738700 Barton #16 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30738800 Barton #17 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30738900 Barton #18 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30739000 Barton #19 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30739100 Barton #20 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30739200 Barton #21 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30739200 Barton #21 PMC 304.3 PMC 304.3 Premises identification.   Missing Cabin number on  10/1/2013 
 Buildings shall have approved address  exterior 
 numbers placed in a position to be  
 plainly legible and visible from the  
 street or road fronting the property. 

 BR30739300 Barton #22 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood stove and piping not in 6/15/2011 11/17/2012,  
 boilers, htg. equip., elec. wiring or   compliance with NFPA 211 10/1/2013 
 device, flam. liq. containers or other  
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30739900 Gypsy Comfort Station PMC 305.6 PMC 305.6 Interior doors and hardware Mens Side Toilet stall - ADA - 10/18/2013 
  maintained  latch not working 
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 BR30739900 Gypsy Comfort Station PMC 305.6 PMC 305.6 Interior doors and hardware ADA Stall on Men's side -  10/18/2013 
  maintained latch not working 

 BR30739900 Gypsy Comfort Station PMC 504.1 All plumbing fixtures shall  Mens Side Faucet not  10/18/2013 
 be properly installed and maintained  working properly. 
 in working order, and shall be kept free  
 from obstructions, leaks and defects 

 BR30739900 Gypsy Comfort Station PMC 504.1 PMC 504.1 All plumbing fixtures shall  Faucet on Men's side not  10/18/2013 
 be properly installed and maintained  working 
 in working order, and shall be kept free  
 from obstructions, leaks and defects 

 BR30740000 Camp Turner - Dormitory 1 PMC 302.4 PMC 302.4 All premises and  Vegetation on roof/ tree  10/1/2013 
 immediate exterior property shall be  limbs 
 maintained free from weeds or plant  
 growth in excess of 10 inches 

 BR30740700 Camp Turner Dining Hall PMC 305.6 PMC 305.6 Interior doors and hardware Bathroom Boys Side - Toilet  10/1/2013 
  maintained Stall partitions need  
 replacement. 
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 BR30740800 Camp Turner - Wash House PMC 302.3 PMC 302.3 Sidewalks and driveways.   Sidewalk has settled and has  8/18/2011 8/18/2011,  
 All sidewalks, walkways, stairs,  created a 3" tripping step. 10/1/2013 
 driveways, parking spaces and similar  
 areas shall be kept repaired and  
 maintained free from haz. conditions. 

 BR30740800 Camp Turner - Wash House Carbon Monoxide detector is  8/18/2011 8/18/2011,  
 recommended for the hot  10/1/2013 
 water boiler room. 

 BR30740900 Camp Turner First Aid Building PMC 302.3 PMC 302.3 Sidewalks and driveways.   Sidewalk has settled and is  8/18/2011 8/18/2011,  
 All sidewalks, walkways, stairs,  causing a hazardous trip area. 10/1/2013 
 driveways, parking spaces and similar  
 areas shall be kept repaired and  
 maintained free from haz. conditions. 

 BR30740900 Camp Turner First Aid Building FC 508.5.2 FC 508.5.2 Inspection, testing and  The yard hydrant at Camp  8/18/2011 8/18/2011,  
 maintenance. Fire hydrant systems  Turner has been reported as  10/1/2013 
 shall be subject to periodic tests as  out of service..  This hydrant  
 required by the code enforcement  should be replaced and  
 official. Fire hydrant systems shall be  relocated to NFPA standards  
 maintained in an operative condition  if possible. If it is yard hydrant 
 at all times  then it should be replaced  
 BR30741900 Angle #5 PMC 604.3 PMC 604.3 Electrical system hazards.  Porch Light missing globe on 5/14/2010 5/18/2011,  
 Where an electrical sys. in a struct. is a   fixture 10/1/2013 
 hazard to the occupants because of  
 insufficient receptacle and lighting  
 outlets, improper wiring, deterioration  
 the defects shall be corrected to  
 eliminate the hazard. 
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 BR30743600 Storage Shed at Camp Turner PMC 302.4 PMC 302.4 All premises and  Vegetation on roof - tree  10/1/2013 
 immediate exterior property shall be  limbs 
 maintained free from weeds or plant  
 growth in excess of 10 inches 

 BR30744100 Fancher Trail Service Building PMC 604.3 PMC 604.3 Electrical system hazards.  Electric Panels Blocked 7/24/2013 
 Where an electrical system in a  
 structure constitutes a hazard to the  
 occupants or the structure because of  
 inadequate service, improper fusing, 

 BR30744100 Fancher Trail Service Bldg. FC 605.3 FC 605.3 A working space of not less  Electric panel blocked 7/24/2013 7/24/2013 
 than 30 inches (762 mm) in width, 36  
 inches (914 mm) in depth and 78  
 inches (1981 mm) in height shall be  
 provided in front of electrical service  
 equipment. 

 BR30746300 Cain Hollow Wash House #1 PMC 505.4 PMC 505.4 Water heating facilities  Water heater relief tube  7/17/2013 7/17/2013 
 shall be properly installed, maintained  needed extending to within  
 and provide an adequate amt. of water 3" above the floor 
  to every required sink, lavatory,  
 bathtub, shower and laundry facility at  
 a temp. of not less than 110°F (43°C). 

 BR30746400 Cain Hollow Wash house #2 FC 310.3 FC 310.3 “No Smoking” signs will be  No Smoking signs required 7/17/2013 7/17/2013 
 posted on or in all buildings where  
 prohibited ( all buildings under State  
 of New York control. 
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 BR30746400 Cain Hollow Washhouse #2 PMC 604.3 PMC 604.3 Electrical system hazards.  GFI Outlet Men's side 2nd  7/19/2012 7/17/2013 
 Where an electrical sys. in a struct. is a  unit won't reset 
 hazard to the occupants because of  
 insufficient receptacle and lighting  
 outlets, improper wiring, deterioration  
 the defects shall be corrected to  
 eliminate the hazard. 
 BR30747700 Cain Hollow Wash House #6 FC 310.3 FC 310.3 “No Smoking” signs will be  Signage required 7/13/2013 7/13/2013 
 posted on or in all buildings where  
 prohibited ( all buildings under State  
 of New York control. 
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 24700 Administration Bldg. FC 906.1 FC 906.1 Portable fire extinguisher not Main floor needs second  7/25/2013 
  provided or installed where necessary. extinguisher.  75" max  
 distance between  
 extinguishers 

 BR30500400 Anderson #2 RC G2411.1 RC G2415.7 CSST Piping -Above  Replace with Black Iron Piping 5/5/2010 5/19/2011 
 Ground Under Cabins - Not properly  
 supported, penetration through Metal  
 subfloor - CSST not protected and not  
 properly bonded. 

 BR30511500 McIntosh #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood Stove and piping not  6/15/2011 
 boilers, htg. equip., elec. wiring or  in compliance with NFPA  
 device, flam. liq. containers or other  211 
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30511700 McIntosh #3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood Stove and piping not  6/15/2011 
 boilers, htg. equip., elec. wiring or  in compliance with NFPA  
 device, flam. liq. containers or other  211 
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30511700 McIntosh #3 PMC 307.1.1. PMC 307.1.1 Combustible waste,  Dry Vegetation on roof shall  5/5/10 5/19/2011 
 refuse and large quantities of dry  be removed 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30511800 McIntosh #5 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood Stove and piping not  6/15/2011 
 boilers, htg. equip., elec. wiring or  in compliance with NFPA  
 device, flam. liq. containers or other  211 
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30513700 McIntosh #26 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood Stove and piping not  6/15/2011 
 boilers, htg. equip., elec. wiring or  in compliance with NFPA  
 device, flam. liq. containers or other  211 
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30515400 McIntosh #22 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood Stove and piping not  6/15/2011 
 boilers, htg. equip., elec. wiring or  in compliance with NFPA  
 device, flam. liq. containers or other  211 
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
 BR30515500 McIntosh #20 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Wood Stove and piping not  6/15/2011 
 boilers, htg. equip., elec. wiring or  in compliance with NFPA  
 device, flam. liq. containers or other  211 
 equip. on the premise or in structure in  
 disrepair or cond. that such equip. is a  
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30516100 Ryan #1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney need 6/15/2011 8/29/2012,  
 boilers, htg. equip., elec. wiring or   to have annual inspections  10/2/2013 
 device, flam. liq. containers or other  and cleanings when  
 equip. on the premise or in structure in  necessary and record log  
 disrepair or cond. that such equip. is a  maintained per NFPA 211 
 hazard to life, health, or safety of the  
 public or occupants 
 BR30516200 Ryan #2 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney need 6/15/2011 8/29/2012,  
 boilers, htg. equip., elec. wiring or   to have annual inspections  10/2/2013 
 device, flam. liq. containers or other  and cleanings when  
 equip. on the premise or in structure in  necessary and record log  
 disrepair or cond. that such equip. is a  maintained per NFPA 211 
 hazard to life, health, or safety of the  
 public or occupants 
 BR30516500 Ryan #3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney need 6/15/2011 8/29/2012,  
 boilers, htg. equip., elec. wiring or   to have annual inspections  10/2/2013 
 device, flam. liq. containers or other  and cleanings when  
 equip. on the premise or in structure in  necessary and record log  
 disrepair or cond. that such equip. is a  maintained per NFPA 211 
 hazard to life, health, or safety of the  
 public or occupants 
 BR30516600 Ryan #4 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney need 6/15/2011 8/29/2012,  
 boilers, htg. equip., elec. wiring or   to have annual inspections  10/2/2013 
 device, flam. liq. containers or other  and cleanings when  
 equip. on the premise or in structure in  necessary and record log  
 disrepair or cond. that such equip. is a  maintained per NFPA 211 
 hazard to life, health, or safety of the  
 public or occupants 
 BR30516700 Ryan #5 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney need 6/15/2011 8/29/2012,  
 boilers, htg. equip., elec. wiring or   to have annual inspections  10/2/2013 
 device, flam. liq. containers or other  and cleanings when  
 equip. on the premise or in structure in  necessary and record log  
 disrepair or cond. that such equip. is a  maintained per NFPA 211 
 hazard to life, health, or safety of the  
 public or occupants 
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 BR30516800 Ryan #6 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney need 6/15/2011 8/29/2012,  
 boilers, htg. equip., elec. wiring or   to have annual inspections  10/2/2013 
 device, flam. liq. containers or other  and cleanings when  
 equip. on the premise or in structure in  necessary and record log  
 disrepair or cond. that such equip. is a  maintained per NFPA 211 
 hazard to life, health, or safety of the  
 public or occupants 
 BR30516900 Ryan #7 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney need 6/15/2011 8/29/2012,  
 boilers, htg. equip., elec. wiring or   to have annual inspections  10/2/2013 
 device, flam. liq. containers or other  and cleanings when  
 equip. on the premise or in structure in  necessary and record log  
 disrepair or cond. that such equip. is a  maintained per NFPA 211 
 hazard to life, health, or safety of the  
 public or occupants 
 BR30517100 Ryan #9 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney need 6/15/2011 8/29/2012 
 boilers, htg. equip., elec. wiring or   to have annual inspections  
 device, flam. liq. containers or other  and cleanings when  
 equip. on the premise or in structure in  necessary and record log  
 disrepair or cond. that such equip. is a  maintained per NFPA 211 
 hazard to life, health, or safety of the  
 public or occupants 
 BR30517200 Ryan #10 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl.  Fireplace and Chimney need 6/15/2011 8/29/2012,  
 boilers, htg. equip., elec. wiring or   to have annual inspections  10/2/2013 
 device, flam. liq. containers or other  and cleanings when  
 equip. on the premise or in structure in  necessary and record log  
 disrepair or cond. that such equip. is a  maintained per NFPA 211 
 hazard to life, health, or safety of the  
 public or occupants 
 BR30521600 Camp 11 ( Camp Allegany )  PMC 605.1 PMC 605.1 All electrical equipment,  Mechanical ventilation not  7/24/2013 
 Recreation wiring and appliances shall be properly functioning 
  installed and maintained in a safe  
 and approved manner. 
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 BR30522200 Camp Allegany Lower Dormitory PMC 605.1 PMC 605.1 All electrical equipment,  Women's shower room GFI  8/30/2012 8/30/2012,  
 wiring and appliances shall be properly not working, 7/17/2012 Open  7/17/2013 
  installed and maintained in a safe  neutral 
 and approved manner. 

 BR30524600 Camp 12 Dining Hall FC 1006.1 FC 1006.1 The means of egress,  Emergency Lighting not  8/17/2011 8/29/2012,  
 including the exit discharge, shall be  functioning in Rear Hall,  7/17/2013 
 illuminated at all times the building  Dining Hall or Kitchen 
 space served by the means of egress is  
 occupied. 

 BR30524600 Camp 12 Dining Hall FC 609.3 FC 609.4 Inspection and maintenance. or 605.8 Fan motor and  7/17/2013 7/17/2013 
   Commercial kitchen exhaust hoods  system has heavy grease  
 shall be inspected and maintained in  accumulation and needs to  
 accordance with NFPA 96. be cleaned. 

 BR30524700 Administration Building -  FC 605.3 FC 605.3 A working space of not less  Electric Panels blocked in  7/19/2012 8/29/2012,  
 Restaurant Area than 30 inches (762 mm) in width, 36  store room 7/25/2013 
 inches (914 mm) in depth and 78  
 inches (1981 mm) in height shall be  
 provided in front of electrical service  
 equipment. 

 BR30524700 Administration Building -  PMC 504.1 PMC 504.1 All plumbing fixtures shall  Hot Water Tank needs to  8/17/2011 
 Basement be properly installed and maintained  have drop tube replaced with 
 in working order, and shall be kept free   outlet within 3 inches of floor 
 from obstructions, leaks and defects 
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 BR30524700 Administration Building -  PMC 604.3 PMC 604.3 Electrical system hazards.  Employee Lunch Room  8/17/2011 
 Basement Where an electrical sys. in a struct. is a  Receptacles near kitchen sink 
 hazard to the occupants because of   need to be GFCI Protected.   
 insufficient receptacle and lighting  Not inspected in 2012 or  
 outlets, improper wiring, deterioration  2013 
 the defects shall be corrected to  
 eliminate the hazard. 
 BR30524700 Administration Building -  PMC 605.1 PMC 605.1 All electrical equipment,  Bare bulbs and lamps need  8/17/2011 7/19/2012 
 Restaurant Area wiring and appliances shall be properly protective covers or enclosed  
  installed and maintained in a safe  lighting fixtures. Violation  
 and approved manner. still remains in kitchen lamps  
 7/19/2012 

 BR30524700 Administration Bldg. FC 3003.5.3 FC 3003.5.3 Securing of compressed  6 - 100# cylinders not  8/29/2012 8/29/2012,  
 gas containers, cylinders and tanks  secured to the wall located  7/25/2013 
 shall be by one of the following: With 1 outside fron of building. 
  or more restraints, On a cart or device,  
 restrained, Nesting in approved  
 container, in a rack or cabinet for such  
 use. 
 BR30524900 Red House - Kings Row House  PMC 704.2 PMC 704.2 Smoke alarms.  Single- or  Smoke detectors should be in 8/18/2010 
 1 A-10 multiple-station smoke alarms shall be   all bedrooms. Not inspected  
 installed and maintained in Groups R- in 2013 
 2, R-3, and R-4 and in dwellings  
 regulated by the Residential Code of  
 New York State 

 BR30524900 Red House - Kings Row House  PMC 308.5 PMC 308.5 Occupant of any structure  Critter Moving in just above  5/9/2012 
 1 A-10 Vacant shall be responsible for maintaining a  Electric Panel. Not inspected  
 rodent and pest free condition in the  in 2013 
 structure. 
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 BR30525000 Red House - Kings Row House  PMC 605.1 PMC 605.1 All electrical equipment,  Cellar lights bare lamps  5/9/2012 9/12/2013 
 2 A-11 Vacant wiring and appliances shall be properly suspended should be  
  installed and maintained in a safe  replaced with new fixtures  
 and approved manner. with lamp protected 

 BR30525000 Red House - Kings Row House  PMC 307.1.1 PMC 307.1.1 Combustible waste,  Dry vegetation on premise  8/18/2010 5/9/2012,  
 2 A-11 Vacant refuse and large quantities of dry  roof 9/12/2013 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30525000 Red House - Kings Row House  PMC 304.13.2 PMC 304.13.2 Windows will be  Window Opane Broken in  8/18/2010 5/9/2012,  
 2 A-11 Vacant maintained in operable condition. Dining Room 9/12/2013 

 BR30525000 Red House - Kings Row House  PMC 307.1.1 PMC 307.1.1 Combustible waste,  Trees and Shrubs should be  5/9/2012 9/12/2013 
 2 A-11 Vacant refuse and large quantities of dry  trimmed away from house 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30525000 Red House - Kings Row House  RC E3903.12 RC E3902.12 Lighting in closets -  Closets with lights should  5/9/2012 9/12/2013 
 2 A-11 Vacant Enclosed Fixtures - no bare lamps,  meet the code and be  
 Incandescents at least 12 inches from  controlled by a wallswitch 
 materials, Fluorescents and LED 6  
 inches from materials 
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 BR30525000 Red House - Kings Row House  PMC 505.4 PMC 505.4 An approved combination  Drip Tube is now over 12  5/9/2012 9/12/2013 
 2 A-11 Vacant temperature and pressure-relief valve  inches off floor should be no  
 and relief valve discharge pipe shall  more than 6 inches 
 be properly installed and maintained  
 on water heaters. 

 BR30525000 Red House - Kings Row House  PMC 605.1 PMC 605.1 All electrical equipment,  Kitchen GFI on north wall will 5/9/2012 9/12/2013 
 2 A-11 Vacant wiring and appliances shall be properly  not test hot/ground reversed 
  installed and maintained in a safe  
 and approved manner. 

 BR30525000 Red House - Kings Row House  PMC 605.1 PMC 605.1 All electrical equipment,  Exterior Light Fixture should  8/18/2010 5/9/2012,  
 2 A-11 Vacant wiring and appliances shall be properly be replaced 9/12/2013 
  installed and maintained in a safe  
 and approved manner. 

 BR30525100 Red House - Kings Row House  PMC 605.1 PMC 605.1 All electrical equipment,  Bathroom GFI Entire Outlet is 5/9/2012 9/12/2013 
 3 A-12 Johnson wiring and appliances shall be properly  loose in Wall Box 
  installed and maintained in a safe  
 and approved manner. 

 BR30525100 Red House - Kings Row House  PMC 605.1 PMC 605.1 All electrical equipment,  Kitchen GFI - Will not test -  5/9/2012 9/12/2013 
 3 A-12 Johnson wiring and appliances shall be properly Open Neutral 
  installed and maintained in a safe  
 and approved manner. 
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 BR30525100 Red House - Kings Row House  PMC 605.1 PMC 605.1 All electrical equipment,  Entry Way Light Fixture -  5/9/2012 9/12/2013 
 3 A-12 Johnson wiring and appliances shall be properly Bare bulb - needs protective  
  installed and maintained in a safe  lens or new fixture with lamp  
 and approved manner. protected 

 BR30525100 Red House - Kings Row House  PMC 605.1 PMC 605.1 All electrical equipment,  Basement Lights Bare bulbs  5/9/2012 9/12/2013 
 3 A-12 Johnson wiring and appliances shall be properly suspended from cord should  
  installed and maintained in a safe  be replaced with enclosed  
 and approved manner. lamp fixture 

 BR30525200 Red House - Kings Row House  PMC 307.1 PMC 307.1 Rubbish and Garbage – All Accumulation of rubbush in  5/9/2012 8/29/2012 
 4 A-13 Marino  exterior property and premises, and  basement should be  
 the interior of every structure, shall be  removed. Not inspected in  
 free from any accumulation of rubbish  2013 
 or garbage. 

 BR30525200 Red House - Kings Row House  PMC 304.15 PMC 304.15 All exterior doors, door  Basement Door Drags on  8/18/2010 5/9/2012 
 4 A-13 Marino assemblies and hardware shall be  floor.  Not inspected in 2013 
 maintained in good condition. Locks at 
  all entrances to dwelling units,  
 rooming units and guestrooms shall  
 tightly secure the door. 

 BR30525200 Red House - Kings Row House  PMC 605.1 PMC 605.1 All electrical equipment,  Bathroom 2nd Floor GFI  8/18/2010 5/9/2012 
 4 A-13 Marino wiring and appliances shall be properly Faulty Open Ground. Not  
  installed and maintained in a safe  inspected in 2013 
 and approved manner. 
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 BR30525200 Red House - Kings Row House  PMC 605.1 PMC 605.1 All electrical equipment,  basement lights - bare lamps  8/18/2010 5/9/2012 
 4 A-13 Marino wiring and appliances shall be properly hanging by cords needs new  
  installed and maintained in a safe  fixtures withlmaps protected.  
 and approved manner. Not inspected in 2013 

 BR30525200 Red House - Kings Row House  PMC 307.1.1 PMC 307.1.1 Combustible waste,  Dry Vegetation on roof  8/18/2010 5/9/2012 
 4 A-13 Marino refuse and large quantities of dry  branches and pine needles.  
 vegetation which by reason of their  Not inspected in 2013 
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30525200 Red House - Kings Row House  PMC 505.1 PMC 505.1 Every sink, lavatory,  Washing Machine not  5/9/2012 8/29/2012 
 4 A-13 Marino bathtub or shower, drinking fountain,  adequately connected to  
 water closet or other plumbing fixture  house sewer system.  Now  
 shall be properly connected to either a  dumps into laundry tub which 
 public water system or to an approved   has overflowed. Not  
 private water system. inspected in 2013 

 BR30525300 Red House - Kings Row House  PMC 605.1 PMC 605.1 All electrical equipment,  Basement Light Fixtrues -  5/9/2012 9/12/2013 
 5 A-14 Frieman wiring and appliances shall be properly Bare Lamp suspended by  
  installed and maintained in a safe  cord- should install new  
 and approved manner. fixtures with protected lamps 

 BR30525700 New Maintenance - House A-18 PMC 308.1 PMC 308.1 Infestation. All structures  Rodents - evidence of critters  5/9/2012 8/29/2012,7/17/ 
  Bierfeldt shall be kept free from insect and  living under house in crawl  2013 
 rodent infestation space. 
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 BR30525700 New Maintenance - House A-18 PMC 605.1 PMC 605.1 All electrical equipment,  Ceiling Light in Living room - 5/9/2012 8/29/2012,7/17/ 
  Bierfeldt wiring and appliances shall be properly  Open Sockets no protection.  2013 
  installed and maintained in a safe  Suggest new light fixture 
 and approved manner. 

 BR30525700 New Maintenance - House A-18 PMC 304.4 PMC 304.4 Structural Members not  Foundation Wood Sill  5/9/2012 8/29/2012,  
  Bierfeldt maintained or damaged. Deteriorated needs  7/17/2013 
 replaceemnt, Exterior siding  
 deteriorated and need of  
 replacement 

 BR30526100 Butler Building at Red House  PMC 605.1 PMC 605.1 All electrical equipment,  Light switch outlet missing  8/29/2012 8/29/2012,  
 Maintenance wiring and appliances shall be properly cover plate 7/24/2013 
  installed and maintained in a safe  
 and approved manner. 

 BR30526100 Butler Bldg. at Red House  FC 906.7 FC 906.7 Portable extinguishers not  Extinguishers not in service  7/24/2013 7/24/2013 
 Maintenance properly mounted should be securely stored in  
 one designated area. 

 BR30526100 Butler Bldg. at Red House  PMC 605.1 PMC 605.1 All electrical equipment,  Open wiring above the new  7/24/2013 7/24/2013 
 Maintenance wiring and appliances shall be properly door in the lunch room. 
  installed and maintained in a safe  
 and approved manner. 
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 BR30526100 Butler Building at Red House  PMC 605.1 PMC 605.1 All electrical equipment,  Light fixture missing lens  8/29/2012 8/29/2012 
 Maintenance wiring and appliances shall be properly cover and coming down from  
  installed and maintained in a safe  the ceiling. 
 and approved manner. 

 BR30526100 Butler Building at Red House  FC 605.3 FC 605.3 A working space of not less  Repair shop - Electric panels  8/29/2012 8/29/2012,  
 Maintenance than 30 inches (762 mm) in width, 36  blocked in wood shop area. 7/24/2013 
 inches (914 mm) in depth and 78  
 inches (1981 mm) in height shall be  
 provided in front of electrical service  
 equipment. 

 BR30527000 Garage ( Behind Admin. Bldg ) FC 906.1 FC 906.1 Portable fire extinguisher not Fire extinguisher required at  8/29/2012 8/29/2012,  
  provided or installed where necessary. 75' intervals 7/24/2013 

 BR30527200 Pumphouse at New Maint PMC 302.4 PMC 302.4 All premises and  Dry vegetation should be  8/17/2011 8/29/2012,7/17/ 
 immediate exterior property shall be  removed from around  2013 
 maintained free from weeds or plant  building. 
 growth in excess of 10 inches 

 BR30530000 Waste Water Treatment  PMC 605.1 PMC 605.1 All electrical equipment,  Outlet needs to be GFI  10/29/2011 10/29/2011 
 Laboratory wiring and appliances shall be properly protected. 
  installed and maintained in a safe  
 and approved manner.   
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 BR30530200 Campstore / laundry FC 906.1 FC 906.1 Portable fire extinguisher not Extinguisher needed in  7/24/2013 7/24/2013 
  provided or installed where necessary. laundry 

 BR30530300 Campground A Loop Wash  PMC 604.3 PMC 604.3 Electrical system hazards.  Women's side GFI will not  5/19/2011 7/13/2013 
 House Where an electrical sys. in a struct. is a  test.  Not inspected in 2012 
 hazard to the occupants because of  
 insufficient receptacle and lighting  
 outlets, improper wiring, deterioration  
 the defects shall be corrected to  
 eliminate the hazard. 
 BR30530300 Campground A Loop Wash  PMC 307.1.1 PMC 307.1.1 Combustible waste,  Remove Dry vegetation on  7/21/10 5/19/2011,  
 House refuse and large quantities of dry  roof. 7/13/2013 
 vegetation which by reason of their  
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30531400 Storage Garage - Upper New  PMC 302.4 PMC 302.4 All premises and   Vegetation around building 7/21/2010 8/17/2011,  
 Maint Morton immediate exterior property shall be  8/29/2012,  
 maintained free from weeds or plant  7/17/2013 
 growth in excess of 10 inches 

 BR30531500 Storage - Lower - New Maint. PMC 605.1 PMC 605.1 All electrical equipment,  Open wiring by back door.   7/17/2013 7/17/2013 
 wiring and appliances shall be properly Wires protruding from a  
  installed and maintained in a safe  conduit end.  Light sensor. 
 and approved manner.   
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 BR30531500 Storage - Lower - New Maint PMC 305.1 PMC 305.1 The interior of a structure  Needs housekeeping 7/17/2013 7/17/2013 
 and equipment therein shall be  
 maintained in good repair, structurally  
 sound and in a clean and sanitary  
 condition. 

 BR30531500 Storage - Lower - New Maint FC 3401.1 FC 3401.1 Storage of flammable and  Flammable cabinet doors  7/17/2013 7/17/2013 
 combustible liquids in proper cabinets. open and flammables  stored 
   on top of cabinet 
  Storage of flammable and  
 combustible liquids in proper cabinets. 
  
  Storage of flammable and  
 BR30537000 Firewood Shed - Pole  FC 906.1 FC 906.1 Portable fire extinguisher not Extinguisher needed  7/17/2013 7/17/2013 
 Const.New maint Area  provided or installed where necessary. mounted on the building 

 BR30537000 Red House Firewood Storage PMC 307.1.1 PMC 307.1.1 Combustible waste,  Dry Vegetation on Roof 7/21/20 8/17/2011,  
 refuse and large quantities of dry  8/29/2012,  
 vegetation which by reason of their  7/24/2013 
 proximity to buildings or structures  
 would constitute a fire hazard or  
 contribute to the spread of fire shall be  
 removed. 
 BR30540000 Baystate A Frame House Beck  PMC 107.1.1 PMC 107.1.1. An unsafe structure is  Has been surplused and  
 Hollow one that is found to be dangerous to   awaiting demolition. 
 the life, health, property or safety of  
 the public or the occupants of the  
 structure  
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 BR30540100 Baystate House A-33- Sipko PMC 603.1 PMC 603.1 Mechanical appliances.   Fireplace Flue needs  5/10/2012 5/10/2012 
 All mechanical appliances, fireplaces,  inspection and cleaning 
 solid fuel-burning appliances, cooking  
 appliances and water heating  
 appliances shall be properly installed  
 and maintained in a safe working  
 condition 
 BR30540100 Baystate House A-33- Sipko FC 906.7 FC 906.7 Portable extinguishers not  Fire extinguisher in Rear  8/18/2010 5/10/2012 
 properly mounted entry sitting on floor. Not  
 inspected in 2013 

 BR30540200 Baystate Garage - Sipko PMC 304.7 PMC 304.7 Roofs and roof flashing  Roof should be replaced  5/10/2012 5/10/2012 
 and drainage (gutters/downspouts) not  soon with trees cleared away  
 maintained from structure first 

 BR30540200 Baystate Garage - Sipko PMC 605.1 PMC 605.1 All electrical equipment,  Electric outlets in garage  5/10/2012 5/10/2012,  
 wiring and appliances shall be properly should be GFI protected 10/2/2013 
  installed and maintained in a safe  
 and approved manner. 

 BR30540400 Baystate Small Barn - Sipko PMC 108.1 PMC 108.1 When there is imminent  Barn should be surplused and 5/10/2012 5/10/2012 
 danger of failure or collapse of a   demolished 
 building or structure which endangers  
 life. A Notice needs to be posted. "This 
  Structure Is Unsafe and Its 
 Occupancy Has Been Prohibited by the 
  Code Enforcement  
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 BR30541100 Baystate (Muscato) House A-02  PMC 302.3 PMC 302.3 Sidewalks and driveways.   Walk from driveway to house  11/13/2013 
 Beck Hollow All sidewalks, walkways, stairs,  is more than 5% slope and is  
 driveways, parking spaces and similar  loose stone.  Adequate walk  
 areas shall be kept repaired and  with periodic steps should be  
 maintained free from haz. conditions. constructed. 

 BR30541100 Baystate (Muscato) House A-02  PMC 704.2 PMC 704.2 Smoke alarms.  Single- or  Smoke Detectors/Alarms.   5/9/2012 5/9/2012,  
 Beck Hollow multiple-station smoke alarms shall be  One in Hall needs battery.   11/13/2013 
 installed and maintained in Groups R- Detectors should be installed  
 2, R-3, and R-4 and in dwellings  in each bedroom 
 regulated by the Residential Code of  
 New York State 

 BR30541100 Baystate (Muscato) House A-02  Res Co  Res Code - E3903.12 - Closet Lighting Bare Incandescent Lamps not 5/9/2012 5/9/2012,  
 Beck Hollow  allowed.  Need enclosed  11/13/2013 
 fixture controlled by switch  
 either incandescent no closer 
  than 12 inches to stored  
 items or fluorescent no closer  
 than 6 inches 
 BR30541100 Baystate (Muscato) House A-02  PMC 308.1 PMC 308.1 Infestation. All structures  Report of house being  5/9/2012 5/9/2012 
 Beck Hollow shall be kept free from insect and  infested with snakes.  These  
 rodent infestation and snakes. should be investigated and  
 the problem resolved.    
 Question tenant if this  
 problem still exists. 

 BR30541100 Baystate (Muscato) House A-02  PMC 604.3 PMC 604.3 Electrical system hazards.  Electrical Outlets above  11/13/2013 
 Beck Hollow Where an electrical system in a  kitchen counter should be  
 structure constitutes a hazard to the  GFCI protected. 
 occupants or the structure because of  
 inadequate service, improper fusing, 
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 BR30541100 Baystate (Muscato) House A-02  PMC 304.15 PMC 304.15 All exterior doors, door  Kitchen Door (means of  11/13/2013 
  Beck Hollow assemblies and hardware shall be  egress) door lock/latch  
 maintained in good condition. Locks at assmeby not working so door  
  all entrances to dwelling units,  is barricaded with a a 2 by 4  
 rooming units and guestrooms shall  to hold door shut. 
 tightly secure the door. 

 BR30541100 Baystate (Muscato) House A-02  PMC 603.1 PMC 603.1 Mechanical appliances.   Vent Free Gas fireplace insert 11/13/2013 
  Beck Hollow All mechanical appliances, fireplaces,   was partially installed  
 solid fuel-burning appliances, cooking  without obtainng a permit.   
 appliances and water heating  Not certain if this insert is set  
 appliances shall be properly installed  up for natural gas or lp gas  
 and maintained in a safe working  use. Should be removed. 
 condition 
 BR30541100A Baystate (Muscato) Garage  PMC 603.1 PMC 603.1 Mechanical appliances.   Used unlisted wood stove  11/13/2013 
 Beck Hollow All mechanical appliances, fireplaces,  improperly installed in  
 solid fuel-burning appliances, cooking  garage area.  No permit  
 appliances and water heating  issued.  Clearances to  
 appliances shall be properly installed  combustibles are not met.   
 and maintained in a safe working  Chimney piping improperly  
 condition installed. 
 BR30541100A Baystate (Musacto) Garage -  PMC 605.1 PMC 605.1 All electrical equipment,  Lighting fixtures has wiring  11/13/2013 
 Beck Hollow wiring and appliances shall be properly exposed and missing lens  
  installed and maintained in a safe  covers. 
 and approved manner. 

 BR30541100A Baystate (Mucato) Garage Beck FC 906.1 FC 906.1 Portable fire extinguisher not Fire Extinguisher should be  11/13/2013 
  Hollow  provided or installed where necessary. installed in garage area 
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 BR30541200 Baystate (Loucks) House A-01  RC E3903.12 RC E3902.12 Lighting in closets -  Existing light is a bare  5/9/2012 5/9/2012 10/2/2013 John Taylor 
 John Taylor Enclosed Fixtures - no bare lamps,  incandescent lamp. 
 Incandescents at least 12 inches from  
 materials, Fluorescents and LED 6  
 inches from materials 

 BR30541200 Baystate (Loucks) House A-01  PMC 604.3 PMC 604.3 Electrical system hazards.  Light Fixtures in Laundry  5/9/2012 5/9/2012 10/2/2013 John Taylor 
 John Taylor Where an electrical sys. in a struct. is a  Room and in Garage missing 
 hazard to the occupants because of   protective lens covers.   
 insufficient receptacle and lighting  Suggest new fixtures. 
 outlets, improper wiring, deterioration  
 the defects shall be corrected to  
 eliminate the hazard. 
 BR30541300 Baystate (Arrance) House A-03  RC E3903.12 RC E3902.12 Lighting in closets -  Did not check closets on this  5/9/2012 5/9/2012,  
 Lindsay Brown Enclosed Fixtures - no bare lamps,  date.  All closets should be  9/12/2013 
 Incandescents at least 12 inches from  checked for loght fixtures and 
 materials, Fluorescents and LED 6   those not meeting code  
 inches from materials whould be repaired and  
 controlled by switch. 

 BR30541300 Baystate (Arrance) House A-03  PMC 304.10 PMC 304.10 Every exterior stairway,  Front steps are not uniform in 8/18/2010 5/9/2012,  
 Lindsay Brown deck, porch and balcony, and all   riser with one exceeding 12  9/12/2013 
 appurtenances attached thereto, shall  inches 
 be maintained structurally sound, in  
 good repair, with proper anchorage  
 and capable of supporting the imposed 
  loads. 
 BR30541300 Baystate (Arrance) House A-03  PMC 605.1 PMC 605.1 All electrical equipment,  Back Porch Light - bare bulb  8/18/2010 5/9/2012,  
 Lindsay Brown    wiring and appliances shall be properly low ceiling needs new globe  9/12/2013 
  installed and maintained in a safe  or new fixture 
 and approved manner.  
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 BR30541300A Baystate (Arrance) Garage -  PMC 604.3 PMC 604.3 Electrical system hazards.  Outlet on patio in back of  5/9/2012 5/9/2012,  
 Lindsay Brown Where an electrical system in a  garage should be GFI  9/12/2013 
 structure constitutes a hazard to the  Protected 
 occupants or the structure because of  
 inadequate service, improper fusing, 

 BR30541300A Baystate (Arrance) Garage -  PMC 304.2 PMC 304.2 Exterior wood surfaces,  Needs Painting 8/18/2010 5/9/2012,  
 Lindsay Brown other than decay-resistant woods, shall  9/12/2013 
 be protected from the elements and  
 decay by painting or other protective  
 covering or treatment.. 

 BR30541600 Camp 10 Water Treatment  PMC 308.1 PMC 308.1 Infestation. All structures  Rodents digging holes  9/29/2011 9/29/2011 
 Bldg. shall be kept free from insect and  around the foundation. Not  
 rodent infestation inspected in 2012 or 2013 

 BR30541700 Camp 10 Washhouse PMC 304.13.1 PMC 304.13.1 Glazing will be  Window in door not  9/29/2011 9/29/2011 
 maintained free from holes or cracks maintained. Not inspected in  
 2012 or 2013 

 BR30541800 Baystate VACANT (France)  PMC 107.1.3 PMC 107.1.1. An unsafe structure is  Consider Surplus and  8/17/2010 
 House A4 one that is found to be dangerous to   demolition or sale 
 the life, health, property or safety of  
 the public or the occupants of the  
 structure  
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 BR30541900 Baystate VACANT (France)  PMC 107.1 PMC 107.1 When a structure or  Should be surplused and  8/17/2010 
 Garage at A4 equipment is found to be unsafe, or  demolished or sold 
 when a structure is found unfit for  
 human occupancy, or is found  
 unlawful, such structure shall be  
 condemned pursuant to the provisions  
 of this code. 
 BR30542200 Groomer Storage at Summit PMC 302.4 PMC 302.4 All premises and  Weeds/vegetation should be  7/24/2013 
 immediate exterior property shall be  kept chopped down adjacent  
 maintained free from weeds or plant  to structure. 
 growth in excess of 10 inches 
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Allegany Region - List Code Related Patron Complaints - 2013   

DATE TRAIL # WHAT WHO HOW

Lake Erie State Park
8/1/2013 CABIN 5 PORCH FLOOR BAD PATRON PORCH REBUILT 8/15/2013

ALLEGANY STATE PARK - QUAKER AREA

6/10/2013 COON 2 3 CRACKED WINDOWS CB REPLACED PANES
8/20/2013 COMS CAB 1 BATH TUB LEAKS CHARLIE PLUMB. REPAIRS PENDING
10/2/2013 PARALLEL 2 BATHROOM FAN PATRON ELECTRICIAN REPAIRED

6/24/2013 DIEHL 2 BROKEN SPINDLES MS REPLACED
9/9/2013 BARTON 22 BROKEN WINDOW MS REPLACED PANE
5/3/2013 INDIAN 3 BROKEN WINDOW MS REPLACED

5/17/2013 BUFFALO 8 BROKEN WINDOW PATRON REPLACED PANES
5/31/2013 COON 3 BROKEN WINDOW PATRON NEW PANE
8/10/2013 BROW 1 BROKEN WINDOW PATRON REPLACED PANE
8/12/2013 BROW 4 BROKEN WINDOW MM NEW PANE
8/17/2013 BARTON 4 BROKEN WINDOW PATRON REPLACED
8/18/2013 GYPSY 20 BROKEN WINDOW PATRON NEW PANE
8/4/2013 BUFFALO 6 BROKEN WINDOW PATRON FIXED 

11/17/2013 GYPSY 7 BROKEN WINDOW MP REPLACED
10/21/2013 BUFFALO 15 BROKEN WINDOW REPLACED
10/6/2013 ANGLE 7 BROKEN WINDOW PATRON REPLACED PANE
11/1/2013 BUFFALO 3 BROKEN WINDOWS CB REPLACED
7/28/2013 ANGLE 3 CRACKED WINDOW MS REPLACED PANE
4/20/2013 COON 3 DOOR HINGE PATRON TIGHTENED SCREWS
5/18/2013 WELLER 11 DOOR LOCK MM REPAIRED
6/17/2013 WELLER 11 DOOR HINGE PATRON NEW SPRING
7/21/2013 PARALLEL 22 DOOR HINGE TL TIGHTENED
6/3/2013 BARTON 21 DOOR HANDLE DB TIGHTEND HANDLE

10/8/2013 BROW 10 DOOR HINGE PATRON ADJUSTED



2/12/2013 CREEKSIDE 1 DOOR CATCHES MS ADJUSTED
5/29/2013 ANGLE 7 DOOR HANDLE MS REPLACED
9/25/2013 WELLER 9 DOOR HINDGE PATRON FIXED
9/1/2013 WARD 4 DOOR HINGE MP TIGHTEND SCREWS

11/4/2013 WELLER 4 DOOR LOCK TK ADJUSTED
2/14/2013 WELLER 20 DOOR LOCK CB ADJUSTED
4/22/2013 BARTON 2 DOOR LOCK MS ADJUSTED 
5/3/2013 BUFFALO 5 DOOR LOCK CB ADJUSTED
5/5/2013 WELLER 19 DOOR LOCK PATRON ADJUSTED

5/23/2013 GPYSY 4 DOOR LOCK CB ADJUSTED
5/25/2013 MCCABE 1 DOOR LOCK DB SPRAYED
6/9/2013 BARTON 20 DOOR LOCK TK ADJUSTED

6/10/2013 WELLER 14 DOOR LOCK DB ADJUSTED
6/10/2013 CIRCLE 3 DOOR LOCK TK ADJUSTED
7/21/2013 BARTON 22 DOOR LOCK LG ADJUSTED
7/21/2013 GYPSY 17 DOOR LOCK PATRON ADJUSTED
7/23/2013 HAMLIN 8 DOOR LOCK PATRON ADJUSTED
8/1/2013 HAMLIN 13 DOOR LOCK PATRON ADJUSTED
8/5/2013 BROW 11 DOOR LOCK PATRON ADJUSTED
8/5/2013 BARTON 9 DOOR LOCK CB ADJUSTED

8/18/2013 DIEHL 1 DOOR LOCK PATRON ADJUSTED
9/2/2013 BROW 9 DOOR LOCK LG ADJUSTED
9/4/2013 BARTON 2 DOOR LOCK DB ADJUSTED
6/2/2013 WELLER 11 DOOR LOCK DB ADJUSTED
6/2/2013 ANGLE 1 DOOR LOCK PATRON ADJUSTED

7/28/2013 BUFFALO 16 DOOR LOCK PATRON ADJUSTED
7/28/2013 BARTON 18 DOOR LOCK LG ADJUSTED
6/23/2013 HAMLIN 10 DOOR LOCK PATRON ADJUSTED
7/21/2013 GYPSY 8 DOOR LOCK PATRON REPLACED
9/22/2013 BUFFALO 6 DOOR LOCK PATRON AJDUSTED
10/3/2013 CREEKSIDE 4 DOOR LOCK CB ADJUSTED 
10/3/2013 WARD 4 DOOR LOCK PATRON ADJUSTED 

10/25/2013 WARD 3 DOOR LOCK PATRON ADJUSTED 
10/29/2013 BUFFALO 5 DOOR LOCK PATRON ADJUSTED
8/26/2013 BROW 10 DOOR SPRING PATRON FIXED



9/16/2013 DIEHL 4 ELECTRIC OUTLET PATRON REPAIRED
10/27/2013 WELLER 16 ELECTRIC OUTLET PATRON CALLED ELECTRICIAN
10/27/2013 BUFFALO 9 ELECTRIC OUTLET PATRON CALLED ELECTRICIAN
2/16/2013 ANGLE 10 ELECTRIC OUTLET DB REPLACED COVER
2/11/2013 BUFFALO 8 ELECTRIC OUTLET PATRON FIXED
6/28/2013 WARD 3 ELECTRIC OUTLET PATRON BREAKER
7/18/2013 ANGLE 7 ELECTRIC OUTLET PORCHPATRON PUT COVER ON
9/30/2013 BARTON 14 ELECTRIC OUTLETS PATRON NEW FUSE
7/29/2013 RANGER 2 ELECTRIC OUTLETS PATRON FIXED
7/31/2013 WELLER 18 ELECTRIC OUTLETS PATRON FUSE
11/1/2013 PARALLEL 1 ELECTRIC OUTLET PORCHPATRON FIXED 
7/21/2013 STONY 1 ELECTRICAL BOX KC CALLED ELECTRICIAN
10/6/2013 BUFFALO 13 ELECTRIC FUSE BLOWN PATRON REPLACED
9/7/2013 PARALLEL 2 ELECTRIC FUSE BLOWN PATRON REPLACED

10/25/2013 WELLER 18 ELECTRIC FUSE BLOWN PATRON REPLACED
5/25/2013 BARTON 14 ELECTRIC FUSE BLOWN PATRON REPLACED
7/8/2013 BARTON 14 ELECTRIC FUSE BLOWN PATRON REPLACED
7/8/2013 WELLER 22 GAS LINE LEAKING PATRON REPLACED LINE

6/10/2013 FANCHER B 2 HEATER PATRON LIT PILOT
2/8/2013 BUFFALO FAC 1 HEATER MS TURNED ON

10/25/2013 CAMP TURNER 1 HEATER PATRON FIXED
11/10/2013 FANCHER E 5 HEATER PATRON LIT PILOT
1/18/2013 ANGLE 11 HEATER PATRON LIT PILOT
1/19/2013 DIEHL 7 HEATER PATRON CHANGED PARTS
2/17/2013 WELLER 7 HEATER PATRON PILOT
6/7/2013 DIEHL FAC 1 HEATER PATRON FIXED HEAT 

11/20/2013 ANGLE 9 HEATER MP LIT PILOTS
11/5/2013 CAMP TURNER 1 HEATER JS CHECK IT OUT
6/24/2013 BUFFALO 1 LEAKY ROOF PATRON PATCHED
6/30/2013 GYPSY 22 LEAKY ROOF PATRON PATCHED
7/23/2013 HORSESHOE 3 LEAKY ROOF PATRON PATCHED
7/24/2013 BROW 3 LEAKY ROOF PATRON PISSED OFF PEOPLE
10/5/2013 DIEHL 3 LIGHTS MS NEW BULB
2/16/2013 PARALLEL 2 LIGHTS PATRON NEW BULB
4/27/2013 PARALLEL 2 LIGHTS TK REPLACED



5/5/2013 FANCER C 1 LIGHTS PATRON NEW BULB
5/6/2013 BROW PIT 2 2 LIGHTS CB NEW BULB

5/16/2013 PARALLEL 1 LIGHTS TK NEW BULB
5/23/2013 ANGLE 7 LIGHTS LG NEW BULB
5/23/2013 BUFFALO 16 LIGHTS PATRON NEW BULB
5/25/2013 WARD 3 LIGHTS DB NEW BULB
5/29/2013 PINETREE 4 LIGHTS DB NEW BULB
5/29/2013 BROW 7 LIGHTS DB NEW BULB
5/29/2013 BROW 1 LIGHTS DB NEW BULB
5/29/2013 FANCHER D LIGHTS CB NEW BATT
6/2/2013 DIEHL 5 LIGHTS MS REPLACED
6/4/2013 ANGLE 11 LIGHTS MS NEW BULB
6/5/2013 KAISER 3 LIGHTS CB NEW BATT
6/8/2013 RANGER 4 LIGHTS TK NEW BULB
6/8/2013 BROW 7 LIGHTS TK NEW BULB
6/8/2013 KAISER 4 LIGHTS DB REPLACED
6/9/2013 WELLER 4 LIGHTS DB NEW BULB

6/10/2013 GYPYS 2 LIGHTS MM NEW BULB
6/10/2013 KAISER 6 LIGHTS MM NEW BULB
6/10/2013 FANCHER FAC 1 LIGHTS PATRON NEW BULB
6/11/2013 BUFFALO FAC 1 LIGHTS MS NEW BULB
6/11/2013 GYPSY FAC 1 LIGHTS MS NEW BULB
6/11/2013 WARD 4 LIGHTS CS NEW BULB
6/11/2013 BUFFALO 8 LIGHTS LG NEW BULB
6/16/2013 RANGER 2 LIGHTS PATRON NEW BULB
6/17/2013 KAISER 11 LIGHTS AM NEW BULB
6/17/2013 GROUP CAMP 4 LIGHTS DB NEW BULB
6/18/2013 ANGLE 1 LIGHTS MM NEW BATT
6/22/2013 TAFT 1 LIGHTS CS NEW BULB
6/23/2013 FANCHER E LIGHTS DB REPLACED
6/24/2013 BUFFALO 4 LIGHTS PATRON NEW BULB
6/27/2013 FANCHER B LIGHTS LG NEW BULB
6/28/2013 WELLER 15 LIGHTS LG NEW BULB
6/29/2013 BROW 5 LIGHTS CS NEW BULB
6/29/2013 BARTON 15 LIGHTS DB NEW BULB



6/30/2013 CREEKSIDE 17 LIGHTS CS NEW BULB
6/30/2013 TAFT 1 LIGHTS CB NEW BULB
7/6/2013 BROW 10 LIGHTS DB NEW BULB
7/6/2013 BARTON 18 LIGHTS CK NEW BULB
7/7/2013 BUFFALO 3 LIGHTS KC NEW BULB
7/7/2013 WARD 1 LIGHTS LG NEW BULB
7/7/2013 BARTON PIT 1 LIGHTS AM NEW BULB
7/7/2013 WARD 3 LIGHTS CB NEW BULB

7/11/2013 KASIER 1 LIGHTS DB NEW BULB
7/11/2013 KAISER PIT 3 LIGHTS BD NEW BULB
7/13/2013 WELLER 3 LIGHTS PATRON NEW BULB
7/14/2013 AMP PIT 1 LIGHTS CB NEW BULB
7/14/2013 FANCHER 6 LIGHTS PATRON NEW BULB
7/15/2013 WELLER 8 LIGHTS DB NEW BULB
7/20/2013 WELLER 22 LIGHTS KC NEW BULB
7/20/2013 PINETREE 4 LIGHTS KC NEW BULB
7/20/2013 ANGLE 6 LIGHTS PATRON NEW BULB
7/21/2013 BUFFALO 7 LIGHTS LG NEW BULB
7/21/2013 BUFFALO 1 LIGHTS LG NEW BULB
7/21/2013 DIEHL 6 LIGHTS PATRON NEW BATT
7/23/2013 COON 1 LIGHTS PATRON NEW BULB
7/26/2013 FANCHER 2 LIGHTS PATRON NEW BULB
7/30/2013 HORSESHOE 9 LIGHTS DB NEW BULB
8/3/2013 INDIAN 5 LIGHTS KC NEW BULB
8/4/2013 BROW 4 LIGHTS CS NEW BULB
8/5/2013 WELLER 8 LIGHTS PATRON NEW BULB'
8/5/2013 BROW PIT 3 LIGHTS LG NEW BULB
8/9/2013 COON PIT 1 LIGHTS LG NEW BULB
8/9/2013 WELLER 2 LIGHTS LG SCREWED IN BULBS

8/10/2013 COON 1 LIGHTS CS NEW BULB
8/10/2013 WELLER 12 LIGHTS PATRON NEW BULB
8/11/2013 WELLER 23 LIGHTS PATRON NEW BULB
8/13/2013 CAMP 5 18 LIGHTS CS NEW BULB
8/16/2013 WELLER 16 LIGHTS DB NEW BULB
8/17/2013 WELLER 23 LIGHTS DB NEW BULB



8/17/2013 DIEHL 7 LIGHTS MS REPLACED
8/18/2013 BROW 9 LIGHTS DE NEW BULB
8/20/2013 BROW 3 LIGHTS LG NEW BULB
8/24/2013 DIEHL 1 LIGHTS MS NEW BULB
8/24/2013 KAISER 6 LIGHTS LG NEW BULB
8/25/2013 KAISER 7 LIGHTS LG NEW BULB
8/25/2013 COON PIT 1 LIGHTS PATRON NEW BULB
8/27/2013 DIEHL 3 LIGHTS CB NEW BULB
8/29/2013 BROW 7 LIGHTS CS NEW BULB
8/31/2013 FANCHER 4 LIGHTS PATRON NEW BULB
8/31/2013 WELLER 6 LIGHTS PATRON NEW BULB
9/1/2013 PINETREE 3 LIGHTS MM NEW BULB
9/2/2013 WELLER 11 LIGHTS CB NEW BULB

5/31/2013 FANCHER 7 LIGHTS PATRON NEW BULB
8/3/2013 DIEHL 3 LIGHTS LG NEW BULB
8/3/2013 HORSESHOE 8 LIGHTS DB NEW BULB
8/3/2013 WARD 5 LIGHTS LG NEW BULB
7/7/2013 HAMLIN 13 LIGHTS DB NEW BULB

7/27/2013 ANGLE 9 LIGHTS LG NEW BULB
7/21/2013 KAISER 4 LIGHTS MS NEW BULB
7/21/2013 WASH HOUSE 1 LIGHTS CS NEW BULB
7/5/2013 BROW PIT 2 2 LIGHTS TK NEW BULB

6/23/2013 HAMLIN PIT 1 LIGHTS DB NEW BULBS
6/22/2013 RANGER 1 LIGHTS PATRON NEW BULB
7/28/2013 GYPSY 10 LIGHTS LG NEW BULB
7/27/2013 HORSESHOE 9 LIGHTS LG NEW BULB
9/7/2013 WELLER 13 LIGHTS MP NEW BULB

10/15/2013 PARALLEL 2 LIGHTS DB NEW BULBS
10/14/2013 TAFT 1 LIGHTS  DB NEW BULB
10/7/2013 KASISER 11 LIGHTS DB NEW BULB
10/7/2013 RANGER 4 LIGHTS MS NEW BULB
9/16/2013 DIEHL 3 LIGHTS MS NEW BULB
9/16/2013 DIEHL 6 LIGHTS MS NEW BULB
9/16/2013 HAMLIN 15 LIGHTS CB NEW BULB
9/14/2013 HAMLIN 15 LIGHTS PATRON FIXED



9/14/2013 PARALLEL 1 LIGHTS MM NEW BULB
9/10/2013 KAISER 6 LIGHTS LG NEW BULBS
9/16/2013 BUFFALO 11 LIGHTS MM NEW BULB
9/9/2013 WELLER 5 LIGHTS DB NEW BULB

12/1/2013 FANCHER A 1 LIGHTS CB NEW BULB
10/18/2013 FANCHER B 2 LIGHTS PATRON NEW BULBS
11/10/2013 WELLER 15 LIGHTS PATRON NEW BULBS
11/8/2013 CAMP 5 1 LIGHTS PATRON NEW BULBS
11/2/2013 PINETREE PIT 1 LIGHTS PATRON NEW BULB
10/5/2013 FANCHER G 7 LIGHTS TK NEW BULBS

11/10/2013 STONY 1 LIGHTS TK NEW BULBS
11/10/2013 FANCHER A 1 LIGHTS DB NEW BULBS
11/4/2013 CAMP 5 1 LIGHTS DB NEW BULBS

10/12/2013 WARD 3 MICE PATRON SET TRAPS
8/6/2013 BARTON 3 MICE PATRON SET TRAPS
8/6/2013 WELLER 9 MICE PATRON SET TRAPS

8/17/2013 WELLER 19 MICE PATRON TRAPS
8/18/2013 ANGLE 7 MICE PATRON SET TRAPS
8/3/2013 BARTON 18 NO ELE MS FUSE
5/3/2013 FANCHER B 2 NO HOT WATER PATRON FIXED

10/12/2013 SITE 33 NO POWER PATRON FIXED
8/20/2013 CH  78 NO POWER PATRON CALLED ELEC.
8/18/2013 KASIER 7 PORCH BOARDS TK REPLACED
6/15/2013 CREEKSIDE 4 PORCH BOARDS LG REPLACED
8/18/2013 CIRCLE 3 PORCH BURNT MS REPLACED

10/17/2013 GPYSY 20 PORCH RAILING PATRON FIXED
5/24/2013 BUFFALO 16 PORCH RAILING PATRON REPLACED
8/11/2013 WELLER 11 PORCH RAILING PATRON TIGHTENED
8/19/2013 BARTON 13 PORCH RAILING DB TIGHTENED 

10/28/2013 BROW 2 PORCH RAILING DB NEW BOARDS
9/30/2013 WELLER 6 PORCH SPINDLE LG TIGHTENED
8/17/2013 GYPSY 30 PORCH STEP MS REPLACED

10/11/2013 DIEHL 2 PROPANE HEATER PATRON LIT PILOTS
10/14/2013 DIEHL 6 PROPANE HEATER PATRON LIT PILOTS
9/14/2013 ANGLE 4 PROPANE HEATER PATRON LIT PILOTS



9/7/2013 WELLER 7 PROPANE HEATER PATRON LIT PILOTS
10/25/2013 WELLER 3 PROPANE HEATER PATRON LIT PILOTS
10/13/2013 TAFT 1 PROPANE HEATER PATRON LIT PILOTS
10/12/2013 GYPSY 3 PROPANE HEATER PATRON LIT PILOTS
11/10/2013 ANGLE 9 PROPANE HEATER PATRON LIT PILOTS
11/10/2013 DIEHL 7 PROPANE HEATER PATRON FIXED

9/7/2013 ANGLE 3 PROPANE HEATER PATRON LIT PILOTS
10/18/2013 BUFFALO 12 PROPANE SMEEL DB LIT PILOT

2/8/2013 BARTON 22 PROPANE SMELL PATRON PILOT
6/28/2013 FANCHER  E 5 PROPANE SMELL CB NOTHING
1/10/2013 GYPSY 1 PROPANE SMELL PATRON NEW BATT
1/18/2013 GYPSY 1 PROPANE SMELL PATRON LOOSE FLARE NUT
1/25/2013 COON 1 PROPANE SMELL CB LIT PILOT
5/1/2013 KAISER 4 PROPANE SMELL CB PILOT
5/6/2013 BARTON 9 PROPANE SMELL CB PILOT

5/31/2013 BARTON 18 PROPANE SMELL PATRON PILOT
6/13/2013 BROW 1 PROPANE SMELL PATRON LIT PILOTS
6/14/2013 BUFFALO 6 PROPANE SMELL PATRON PILOT
6/16/2013 ANGLE 8 PROPANE SMELL PATRON PILOT
6/23/2013 ANGLE 8 PROPANE SMELL PATRON PILOT
6/24/2013 BUFFLAO 1 PROPANE SMELL PATRON PILOT
6/24/2013 CAMP 5 8 PROPANE SMELL TL PILOT
6/24/2013 HAMLIN 12 PROPANE SMELL PATRON PILOT
6/24/2013 ANGLE 8 PROPANE SMELL PATRON PILOT
6/26/2013 HAMLIN 2 PROPANE SMELL PATRON PILOT
6/29/2013 GYPSY 4 PROPANE SMELL PATRON PILOT
7/6/2013 BUFFALO 8 PROPANE SMELL PATRON PILOT
7/8/2013 KAISER 6 PROPANE SMELL DB PILOTS 

7/11/2013 KAISER 2 PROPANE SMELL PATRON PILOT
7/15/2013 INDIAN 5 PROPANE SMELL PATRON PILOT
7/15/2013 CIRCLE 3 PROPANE SMELL PATRON PILOTS 
7/17/2013 WELLER 16 PROPANE SMELL PATRON LIT PILOT
8/1/2013 HORSESHOE 3 PROPANE SMELL DB LIT PILOT
8/3/2013 WELLER 22 PROPANE SMELL PATRON LIT PILOT

8/19/2013 BARTON 21 PROPANE SMELL CB SMALL LEAK



8/29/2013 CREEKSIDE 14 PROPANE SMELL PATRON PILOT
9/1/2013 WELLER 22 PROPANE SMELL CB PILOT
9/5/2013 DIEHL 7 PROPANE SMELL PATRON PILOT

6/16/2017 BUFFALO 6 PROPANE SMELL PATRON LIT PILOT
6/3/2013 BARTON 10 PROPANE SMELL PATRON LIT PILOT
6/3/2013 HORSESHOE 2 PROPANE SMELL PATRON LIT PILOT

6/30/2013 PINETREE 3 PROPANE SMELL PATRON LIT PILOT
8/4/2013 GYPSY 20 PROPANE SMELL PATRON SWITCHED TANKS

7/21/2013 WELLER 18 PROPANE SMELL PATRON LIT PILOTS
10/4/2013 CIRCLE 3 PROPANE SMELL TK LIT PILOTS

11/26/2013 BARTON 1 PROPANE SMELL CB LIT PILOTS
10/15/2013 GYPSY 4 PROPANE SMELL PATRON SWITCHED TANKS
10/6/2013 WELLER 20 PROPANE SMELL PATRON LIT PILOTS

10/15/2013 BROW 2 PROPANE TANKS PATRON SWITCHED TANKS
10/27/2013 BARTON 1 PORCH RAILING DB TIGHTENED
10/25/2013 BARTON 7 ROOF LEAKING PATRON REPAIRED

7/1/2013 CREEKSIDE 1 ROOF LEAKING PATRON REPAIRED
7/1/2013 BARTON 6 ROOF LEAKING PATRON PATCHED

5/26/2013 BARTON 14 ROOF LEAKING PATRON PATCHED
8/13/2013 HORSESHOE 3 ROOF LEAKING PATRON PATCHED
7/20/2013 BARTON 3 SCREEN DOOR MS REPLACED
5/3/2013 BROW 8 SCREEN DOOR PATRON REPAIRED

5/12/2013 INDIAN 1 SCREEN DOOR MS REPAIRED
5/15/2013 CREEKSIDE 2 SCREEN DOOR MS TOOK SPRING
5/29/2013 CREEKSIDE 12 SCREEN DOOR PATRON REPAIRED
6/14/2013 BROW 10 SCREEN DOOR PATRON REPAIRED
6/16/2013 BROW 3 SCREEN DOOR PATRON NEW SPRING
7/20/2013 BUFFALO 13 SCREEN DOOR PATRON TOOK SPRING
8/15/2013 BARTON 5 SCREEN DOOR PATRON FIXED
8/18/2013 GYPSY 18 SCREEN DOOR CS REPLACED
8/3/2013 HAMLIN 10 SCREEN DOOR PATRON REPLACED

7/29/2013 MCCABE 1 SCREEN DOOR PATRON NEW SPRING
9/9/2013 PARALLEL 1 SCREEN DOOR MP NEW SPRING

10/20/2013 HAMLIN 1 SCREEN DOOR PATRON REPLACED SPRING
9/2/2013 BROW 10 SCREEN DOOR PATRON FIXED 



6/23/2013 BROW 3 SCREEN DOOR PATRON REPLACED 
10/11/2013 BUFFALO 16 SCREEN DOOR PATRON REPLACED
10/9/2013 GYPSY 1 SCREEN WINDOW CB REPLACED
1/2/2013 WELELR 7 SCREEN WINDOW CB FIXED

1/30/2013 GYPSY 4 SCREEN WINDOW MM REPLACED
5/20/2013 BROW 10 SCREEN WINDOW PATRON REPLACED
6/16/2013 WELLER 10 SCREEN WINDOW MM REPLACED
6/17/2013 HORSESHOE 8 SCREEN WINDOW PATRON REPLACED
7/23/2013 WELLER 8 SMOKE ALARM MS NEW BATT
1/2/2013 ANGLE 11 SMOKE ALARM CB REHUNG
1/2/2013 GYPYS 3 SMOKE ALARM DB NEW BATT
1/6/2013 GYPSY 2 SMOKE ALARM CB NEW BATT

1/14/2013 WELLER 9 SMOKE ALARM PATRON NEW BATT
1/18/2013 WELLER 6 SMOKE ALARM CB NEW BATT
1/30/2013 GYPSY 3 SMOKE ALARM PATRON NEW BATT
2/3/2013 GYPSY 8 SMOKE ALARM CB NEW BATT
2/7/2013 GYPSY 1 SMOKE ALARM DB REHUNG

2/17/2013 WELLER 5 SMOKE ALARM PATRON REHUNG
2/20/2013 WELLER 10 SMOKE ALARM PATRON NEW BATT
2/20/2013 GYPYS 17 SMOKE ALARM PATRON NEW BATT
4/21/2013 WELLER 22 SMOKE ALARM CB NEW BATT
4/21/2013 GYPSY 8 SMOKE ALARM MM NEW BATT
4/25/2013 BUFFALO 2 SMOKE ALARM PATRON NEW BATT
4/26/2013 GYPSY 1 SMOKE ALARM TK REHUNG
4/28/2013 GYPSY 22 SMOKE ALARM MS NEW BATT
5/2/2013 GYPSY 18 SMOKE ALARM MS NEW BATT
5/2/2013 GYPSY 30 SMOKE ALARM MS NEW BATT
5/2/2013 ANGLE 11 SMOKE ALARM PATRON NEW BATT
5/3/2013 HALMIN 1,10,13,16SMOKE ALARM MM NEW BATT
5/3/2013 BROW 2 SMOKE ALARM PATRON NEW BATT
5/5/2013 BUFFALO 2 SMOKE ALARM CB NEW BATT
5/5/2013 ANGLE 7 SMOKE ALARM MS NEW BATT
5/7/2013 GYPSY 13 SMOKE ALARM CB NEW BATT
5/7/2013 GYPSY 25 SMOKE ALARM MS NEW BATT

5/12/2013 BARTON 9 SMOKE ALARM MM NEW BATT



5/14/2013 HAMLIN 14 SMOKE ALARM MS NEW BATT
5/14/2013 CREEKSIDE 4 SMOKE ALARM MS NEW BATT
5/14/2013 CREEKSIDE 15 SMOKE ALARM MS NEW BATT
5/14/2013 PINETREE 5 SMOKE ALARM MM NEW BATT
5/14/2013 STONY 1 SMOKE ALARM LG NEW BATT
5/15/2013 BARTON 16 SMOKE ALARM CB REHUNG
5/16/2013 ANGLE 2 SMOKE ALARM PATRON NEW BATT
5/16/2013 HORSESHOE 7 SMOKE ALARM EF NEW BATT
5/17/2013 GYPSY 15 SMOKE ALARM PATRON NEW BATT
5/17/2013 BARTON 16 SMOKE ALARM PATRON NEW BATT
5/18/2013 GYPSY 14 SMOKE ALARM PATRON NEW BATT
5/20/2013 COON 3 SMOKE ALARM PATRON NEW BATT
5/20/2013 BARTON 17 SMOKE ALARM CB NEW BATT
5/21/2013 KAISER 6 SMOKE ALARM CB NEW BATT
5/23/2013 RANGER 4 SMOKE ALARM PATRON NEW BATT
5/24/2013 GYPSY 17 SMOKE ALARM PATRON REHUNG
5/24/2013 GYPSY 2 SMOKE ALARM CB REHUNG
5/24/2013 BARTON 13 SMOKE ALARM CB NEW BATT
5/25/2013 WELLER 18 SMOKE ALARM PATRON NEW BATT
5/25/2013 BARTON 15 SMOKE ALARM CB REHUNG
5/25/2013 CAMP 5 3 SMOKE ALARM PATRON NEW BATT
5/25/2013 CAMP 5 4 SMOKE ALARM PATRON NEW BATT
5/25/2013 PINETREE 5 SMOKE ALARM DB NEW BATT
5/29/2013 COON 1 SMOKE ALARM DB NEW BATT
5/29/2013 COON 2 SMOKE ALARM DB NEW BATT
5/29/2013 BARTON 17 SMOKE ALARM MM NEW BATT
5/29/2013 BARTON 16 SMOKE ALARM MM NEW BATT
5/29/2013 INDIAN 3 SMOKE ALARM PATRON NEW BATT
5/29/2013 GYPSY 17 SMOKE ALARM MS NEW BATT
5/29/2013 GYPSY 8 SMOKE ALARM LG REHUNG
5/29/2013 CREEKSIDE 17 SMOKE ALARM PATRON NEW BATT
5/30/2013 HAMLIN 11 SMOKE ALARM PATRON NEW BATT
5/30/2013 HAMLIN 14 SMOKE ALARM PATRON NEW BATT
5/30/2013 INDIAN 2 SMOKE ALARM PATRON NEW BATT
5/31/2013 GYPSY 29 SMOKE ALARM DB NEW BATT



6/4/2013 GYPSY 3 SMOKE ALARM MM REPLACED
6/5/2013 BARTON 9 SMOKE ALARM MM REPLACED
6/5/2013 HAMLIN 14 SMOKE ALARM MS NEW BATT
6/5/2013 HAMLIN 11 SMOKE ALARM LG REPLACED
6/6/2013 CREEKSIDE 7 SMOKE ALARM TK NEW BATT
6/7/2013 BUFFLAO 10 SMOKE ALARM PATRON NEW BATT
6/7/2013 GYPSY 17 SMOKE ALARM TK REHUNG
6/7/2013 KAISER 6 SMOKE ALARM CB NEW BATT
6/8/2013 HAMLIN 5 SMOKE ALARM LG NEW BATT
6/8/2013 ANGLE 1 SMOKE ALARM MS NEW BATT
6/9/2013 GYPSY 17 SMOKE ALARM MM NEW BATT
6/9/2013 HAMLIN 5 SMOKE ALARM MS NEW BATT

6/10/2013 GYPSY 23 SMOKE ALARM MS NEW BATT
6/10/2013 GYPSY 28 SMOKE ALARM MS REHUNG
6/10/2013 HAMLIN 14 SMOKE ALARM TK REHUNG
6/10/2013 CREEKSIDE 11 SMOKE ALARM CS NEW BATT
6/11/2013 CREEKSIDE 10 SMOKE ALARM PATRON NEW BATT
6/12/2013 BUFFALO 6 SMOKE ALARM LG REHUNG
6/14/2013 WELLER 23 SMOKE ALARM CB REHUNG
6/14/2013 HAMLIN 14 SMOKE ALARM PATRON NEW BATT
6/15/2013 GYPSY 8 SMOKE ALARM LG NEW BATT
6/15/2013 WELLER 18 SMOKE ALARM MM NEW BATT
6/17/2013 GYPSY 17 SMOKE ALARM CB NEW BATT
6/20/2013 GYPSY 18 SMOKE ALARM JS NEW BATT
6/21/2013 GYPSY 22 SMOKE ALARM CB NEW BATT
6/22/2013 BUFFALO 7 SMOKE ALARM CS NEW BATT
6/23/2013 WELLER 5 SMOKE ALARM LG REHUNG
6/24/2013 GYPSY 14 SMOKE ALARM PATRON NEW BATT
6/25/2013 BROW 9 SMOKE ALARM LG NEW BATT
6/26/2013 HAMLIN 5 SMOKE ALARM PATRON NEW BATT
6/28/2013 HAMLIN 11 SMOKE ALARM PATRON NEW BATT
6/28/2013 WELLER 17 SMOKE ALARM LG NEW BATT
6/29/2013 GYPSY 20 SMOKE ALARM JM NEW BATT
6/29/2013 KAISER 1 SMOKE ALARM CP NEW BATT
6/30/2013 CREEKSIDE 16 SMOKE ALARM CS NEW BATT



6/30/2013 BUFFALO 2 SMOKE ALARM CK NEW BATT
6/30/2013 BUFFALO 5 SMOKE ALARM CK NEW BATT
6/30/2013 BUFFALO 8 SMOKE ALARM PATRON NEW BATT
6/30/2013 BUFFALO 13 SMOKE ALARM PATRON NEW BATT
7/1/2013 BUFFALO 13 SMOKE ALARM PATRON NEW BATT
7/1/2013 GYPSY 32 SMOKE ALARM PATRON NEW BATT
7/6/2013 HORSESHOE 1 SMOKE ALARM CB NEW BATT
7/6/2013 HORSESHOE 4 SMOKE ALARM CB NEW BATT
7/6/2013 HORSESHOE 6 SMOKE ALARM CB NEW BATT
7/6/2013 BROW 7 SMOKE ALARM DB REHUNG
7/6/2013 PINETREE 4 SMOKE ALARM DB REHUNG
7/6/2013 BARTON 11 SMOKE ALARM AM NEW BATT
7/7/2013 KAISER 12 SMOKE ALARM DB REHUNG

7/11/2013 STONY 1 SMOKE ALARM CB NEW BATT
7/11/2013 RANGER 4 SMOKE ALARM DB NEW BATT
7/13/2013 BROW 11 SMOKE ALARM DB NEW BATT
7/13/2013 GYPSY 13 SMOKE ALARM LG NEW BATT
7/13/2013 WELLER 14 SMOKE ALARM CS NEW BATT
7/13/2013 ANGLE 6 SMOKE ALARM MM NEW BATT
7/14/2013 BARTON 4 SMOKE ALARM CB NEW BATT
7/14/2013 BARTON 1 SMOKE ALARM CB NEW BATT
7/14/2013 BUFFALO 7 SMOKE ALARM LG NEW BATT
7/14/2013 BUFFALO 8 SMOKE ALARM LG NEW BATT
7/14/2013 BUFFALO 11 SMOKE ALARM LG NEW BATT
7/14/2013 PINETREE 5 SMOKE ALARM LG REHUNG
7/18/2013 GROUP CAMP 16 SMOKE ALARM PATRON NEW BATT
7/19/2013 WELLER 10 SMOKE ALARM MS NEW BATT
7/20/2013 WELLER 4 SMOKE ALARM DB NEW BATT
7/20/2013 WELLER 9 SMOKE ALARM DB NEW BATT
7/20/2013 GYPSY 17 SMOKE ALARM SS NEW BATT
7/20/2013 CREEKSIDE 1 SMOKE ALARM PATRON NEW BATT
7/21/2013 CREEKSIDE 9 SMOKE ALARM PATRON NEW BATT
7/21/2013 CREEKSIDE 17 SMOKE ALARM PATRON NEW BATT
7/21/2013 BUFFALO 4 SMOKE ALARM LG NEW BATT
7/21/2013 CREEKSIDE 7 SMOKE ALARM CK NEW BATT



7/21/2013 BROW 3 SMOKE ALARM PATRON NEW BATT
7/22/2013 HAMLIN 12 SMOKE ALARM PATRON NEW BATT
7/22/2013 CREEKSIDE 17 SMOKE ALARM PATRON NEW BATT
7/22/2013 HORSESHOE 1 SMOKE ALARM PATRON NEW BATT
7/23/2013 GYSPY 23 SMOKE ALARM CB NEW BATT
7/23/2013 WARD 3 SMOKE ALARM PATRON NEW BATT
7/29/2013 HAMLIN 5 SMOKE ALARM LG NEW BATT
8/3/2013 ANGLE 2 SMOKE ALARM LG NEW BATT
8/4/2013 BARTON 14 SMOKE ALARM CS REHUNG
8/4/2013 GYPSY 29 SMOKE ALARM PATRON BATT

8/10/2013 HAMLIN 5 SMOKE ALARM MS NEW BATT
8/10/2013 GYPSY 2 SMOKE ALARM MM NEW BATT
8/10/2013 HAMLIN 2 SMOKE ALARM CS NEW BATT
8/10/2013 HAMLIN 12 SMOKE ALARM PATRON NEW BATT
8/12/2013 GYPSY 27 SMOKE ALARM PATRON NEW BATT
8/13/2013 GYPSY 29 SMOKE ALARM PATRON NEW BATT
8/13/2013 GYPSY 27 SMOKE ALARM PATRON NEW BATT
8/13/2013 INDIAN 3 SMOKE ALARM PATRON NEW BATT
8/14/2013 INDIAN 4 SMOKE ALARM PATRON NEW BATT
8/14/2013 HORSESHOE 9 SMOKE ALARM PATRON NEW BATT
8/16/2013 GYPSY 24 SMOKE ALARM CB NEW ONE
8/16/2013 GYPSY 31 SMOKE ALARM MM NEW BATT
8/17/2013 HAMLIN 5 SMOKE ALARM CB REHUNG
8/17/2013 DIEHL 1 SMOKE ALARM PATRON NEW BATT
8/17/2013 GYPSY 27 SMOKE ALARM MS REHUNG
8/17/2013 WELLER 18 SMOKE ALARM DB REHUNG
8/17/2013 ANGLE 6 SMOKE ALARM MS NEW BATT
8/18/2013 ANGLE 1 SMOKE ALARM CB NEW BATT
8/18/2013 HORSESHOE 6 SMOKE ALARM PATRON NEW BATT
8/19/2013 GYPSY 15 SMOKE ALARM MS NEW BATT
8/24/2013 GYPSY 13 SMOKE ALARM MS NEW BATT
8/24/2013 HAMLIN 5 SMOKE ALARM CS NEW BATT
8/24/2013 KAISER 1 SMOKE ALARM PATRON REHUNG
8/25/2013 WELLER 10 SMOKE ALARM PATRON NEW BATT
8/26/2013 GYPSY 2 SMOKE ALARM PATRON NEW BATT



8/27/2013 COON 2 SMOKE ALARM MS NEW BATT
8/27/2013 HAMLN 12 SMOKE ALARM PATRON NEW BATT
8/27/2013 CREEKSIDE 1 SMOKE ALARM CB NEW BATT
8/29/2013 HORSESHOE 1 SMOKE ALARM PATRON NEW BATT
8/30/2013 BARTON 16 SMOKE ALARM CK REHUNG
8/31/2013 BARTON 9 SMOKE ALARM MS NEW BATT
9/1/2013 BUFFALO 9 SMOKE ALARM PATRON NEW BATT
9/2/2013 WELLER 20 SMOKE ALARM PATRON NEW BATT
9/2/2013 HAMLIN 5 SMOKE ALARM TK REHUNG
9/3/2013 HORSESHOE 6 SMOKE ALARM LG NEW BATT
9/3/2013 WARD 5 SMOKE ALARM DB NEW BATT
9/3/2013 BARTON 2 SMOKE ALARM MS NEW BATT
9/3/2013 BARTON 3 SMOKE ALARM MS NEW BATT
9/3/2013 GYPSY 17 SMOKE ALARM CB NEW BATT
9/5/2013 BROW 6 SMOKE ALARM DB NEW BATT
6/2/2013 CREEKSIDE 4 SMOKE ALARM TK NEW BATT
6/3/2013 GYPSY 21 SMOKE ALARM CS NEW BATT
8/3/2013 DIEHL 5 SMOKE ALARM LG NEW BATT
8/5/2013 GYPSY 32 SMOKE ALARM CB NEW BATT
8/3/2013 HAMLIN 14 SMOKE ALARM KC REHUNG
8/3/2013 BARTON 10 SMOKE ALARM LG REHUNG

7/28/2013 ANGLE 6 SMOKE ALARM PATRON NEW BATT
7/30/2013 BARTON 19 SMOKE ALARM DB NEW BATT
7/28/2013 COON 3 SMOKE ALARM AM NEW BATT
7/27/2013 HAMLNI 6 SMOKE ALARM DB NEW BATT
7/27/2013 COON 2 SMOKE ALARM AM NEW BATT
7/27/2013 GYPSY 2 SMOKE ALARM PATRON REHUNG
7/27/2013 BUFFALO 2 SMOKE ALARM PATRON NEW BATT
7/2/2013 BUFFALO 9 SMOKE ALARM PCS NEW BATT

6/23/2013 ANLGE 6 SMOKE ALARM PATRON NEW BATT
6/23/2013 WELLER 12 SMOKE ALARM DB NEW BATT
6/22/2013 WELLER 10 SMOKE ALARM TK REHUNG
7/27/2013 GYPSY 29 SMOKE ALARM CB NEW BATT
7/27/2013 DIEHL 3 SMOKE ALARM CS NEW BATT
7/27/2013 BROW 10 SMOKE ALARM DB NEW BATT



9/17/2013 BUFFALO 12 SMOKE ALARM MS NEW BATT
10/14/2013 HORSESHOE 6 SMOKE ALARM PATRON NEW BATT
10/14/2013 KASIER 6 SMOKE ALARM TK NEW BATT
10/13/2013 DIEHL 1 SMOKE ALARM MS REHUNG
10/13/2013 WELLER 20 SMOKE ALARM DB NEW BATT
10/8/2013 GYPSY 32 SMOKE ALARM MP NEW BATT
10/8/2013 BARTON 19 SMOKE ALARM DB NEW BATT
10/8/2013 BARTON 8 SMOKE ALARM DB NEW BATT
10/8/2013 CREEKSIDE 12 SMOKE ALARM DB NEW BATT
10/7/2013 CREEKSIDE 17 SMOKE ALARM DB NEW BATT
10/7/2013 CREEKSIDE 7 SMOKE ALARM PATRON NEW BATT
10/4/2013 HORSESHOE 1 SMOKE ALARM PATRON REHUNG
10/4/2013 GYPSY 19 SMOKE ALARM DW REHUNG
10/3/2013 HORSEHOSE 6 SMOKE ALARM DW REHUNG
10/3/2013 HORSESHOE 7 SMOKE ALARM DW REHUNG
10/3/2013 HORSESHOE 8 SMOKE ALARM DW NEW BATT
10/3/2013 ANLGE 6 SMOKE ALARM MM NEW BATT
9/23/2013 CIRCLE 3 SMOKE ALARM DB NEW BATT
9/23/2013 WELLER 17 SMOKE ALARM DB NEW BATT
9/23/2013 GYPSY 24 SMOKE ALARM CB NEW BATT
9/20/2013 GYPSY 17 SMOKE ALARM CB REHUNG
9/20/2013 HORSESHOE 1 SMOKE ALARM DB NEW BATT
7/15/2013 ANGLE 3 SMOKE ALARM MS REPLACED
9/15/2013 GYPSY 2 SMOKE ALARM PATRON NEW BATT
9/14/2013 STONY 2 SMOKE ALARM PATRON NEW BATT
9/14/2013 WELLER 18 SMOKE ALARM MM NEW BATT
9/10/2013 CREEKSIDE 17 SMOKE ALARM DB REHUNG
9/8/2013 WELLER 19 SMOKE ALARM LG NEW BATT
9/8/2013 BARTON 14 SMOKE ALARM LG NEW BATT
9/8/2013 GYPSY 19 SMOKE ALARM MM NEW BATT

9/24/2013 BROW 3 SMOKE ALARM DB NEW BATT
9/24/2013 GYPSY 28 SMOKE ALARM DB NEW BATT
9/24/2013 GYPSY 25 SMOKE ALARM DB NEW
9/24/2013 GYPSY 29 SMOKE ALARM DB NEW BATT
9/24/2013 HAMLIN 5 SMOKE ALARM LG NEW BATT



9/22/2013 KASIER 6 SMOKE ALARM LG NEW BATT
9/16/2013 BUFFALO 7 SMOKE ALARM MM NEW BATT
9/16/2013 BUFFALO 8 SMOKE ALARM MM NEW BATT
9/16/2013 CREEKSIDE 13 SMOKE ALARM DB NEW BATT
9/16/2013 HAMLIN 5 SMOKE ALARM PATRON NEW BATT
9/14/2013 GYPSY 29 SMOKE ALARM MS NEW BATT
9/9/2013 GYPSY 20 SMOKE ALARM DB NEW BATT
9/9/2013 WELLER 6 SMOKE ALARM PATRON NEW BATT

12/12/2013 CREEKSDIE 2 SMOKE ALARM CB NEW BATT
11/12/2013 ANGLE 6 SMOKE ALARM MS NEW BATT
12/1/2013 BUFFALO 13 SMOKE ALARM CB REHUNG

11/12/2013 HAMLN 5 SMOKE ALARM DB NEW BATT
10/21/2013 BUFFALO 5 SMOKE ALARM MP NEW BATT
10/19/2013 ANGLE 8 SMOKE ALARM PATRON NEW BATT
10/19/2013 ANGLE 11 SMOKE ALARM TK NEW BATT
10/30/2013 CREEKSIDE 2 SMOKE ALARM CB REHUNG
10/24/2013 GYPSY 8 SMOKE ALARM MS NEW BATT
10/24/2013 PINETREE 5 SMOKE ALARM TK REPLACED
10/24/2013 BUFFALO 2 SMOKE ALARM CB NEW BATT
10/18/2013 GYPSY 14 SMOKE ALARM DB NEW BATT
11/12/2013 GYPSY 19 SMOKE ALARM DB NEW BATT
11/12/2013 GYPSY 23 SMOKE ALARM DB NEW BATT
11/12/2013 GYPSY 20 SMOKE ALARM DB NEW BATT
11/12/2013 GYPSY 19 SMOKE ALARM LG REHUNG
11/12/2013 GYPSY 1 SMOKE ALARM DB NEW BATT
11/11/2013 BROW 1 SMOKE ALARM DB NEW BATT
9/30/2013 BARTON 17 SMOKE ALARM TK NEW BATT

11/11/2013 BARTON 14 SMOKE ALARM DB NEW BATT
10/28/2013 BARTON 15 SMOKE ALARM DB NEW BATT
10/28/2013 DIEHL 2 SMOKE ALARM MS NEW BATT
9/30/2013 CREEKSIDE 14 SMOKE ALARM CB NEW BATT
10/3/2013 KAISER 6 SMOKE ALARM PATRON NEW BATT

10/31/2013 CREEKSIDE 16 SMOKE ALARM MS NEW BATT
9/30/2013 BROW 5 SMOKE ALARM DB NEW BATT

10/15/2013 CREEKSIDE  9 SMOKE ALARM DCB NEW BATT



10/5/2013 REED 1 SMOKE ALARM PATRON REPLACED
10/5/2013 HAMLIN 11 SMOKE ALARM PATRON NEW BATT
10/6/2013 GYPSY 18 SMOKE ALARM MS NEW BATT
10/6/2013 BROW 10 SMOKE ALARM CB REMOVED BAG

10/12/2013 HAMLIN 16 SMOKE ALARM MS REHUNG
10/17/2013 WELLER 7 SMOKE ALARM TK REHUNG
11/20/2013 HORSESHOE 2 SMOKE ALARM PATRON REHUNG
10/27/2013 WARD 3 SMOKE ALARM NEW BATT
11/10/2013 WELLER 22 SMOKE ALARM LG REHUNG
10/23/2013 CIRLCE 3 SMOKE ALARM MS REHUNG
10/23/2013 ANLGE 11 SMOKE ALARM PATRON REHUNG
10/27/2013 GYPSY 17 SMOKE ALARM PATRON NEW BATT
10/27/2013 WELLER 4 SMOKE ALARM DB NEW BATT
11/3/2013 GYPSY 19 SMOKE ALARM DB NEW BATT
10/2/2014 GYPSY 24 SMOKE ALARM DB NEW BATT

10/22/2013 GYPSY 20 STEPS PATRON REPLACED
6/28/2013 HAMLIN 1 STEPS JS REPLACED
7/17/2013 BARTON 6 STOVE PIPE DAVE FIXED 
9/12/2013 HORSESHOE 1 WINDOW PATRON REPLACED
6/6/2013 DIEHL 6 WINDOW MS REPLACED
6/9/2013 KAISER 11 WINDOW DB REPLACED
6/9/2013 BUFFALO 14 WINDOW LG REPLACED

6/12/2013 BUFFALO 14 WINDOW PATRON REPLACED
6/14/2013 PARALLEL 23 WINDOW PATRON REPLACED
6/22/2013 CREEKSIDE 9 WINDOW PATRON REPLACED
6/24/2013 WARD 6 WINDOW CB REPLACED PANE
8/18/2013 CREEKSIDE 10 WINDOW CB REPLACED PANE
8/25/2013 KAISER 11 WINDOW MS FIXED
9/22/2013 BUFFALO 13 WINDOW NEW PANE

11/14/2013 WELLER 15 WINDOW  CB REPLACED
1/30/2013 WELLER 18 WINDOW FRAME PATRON NAILED BACK UP
7/6/2013 HAMLIN 12 WINDOW LOCK PATRON FIXED

8/10/2013 GYPSY 11 WINDOW PANE CB THEY ARE OK
1/6/2013 WELLER 20 WINDOW PANE CB OKAY 

1/30/2013 WELLER 7 WINDOW PANE CB OKAY



1/30/2013 DIEHL 1 WINDOW PANE CB OKAY
2/27/2013 INDIAN 3 WINDOW PANE TK REPLACED
6/1/2013 KAISER 3 WINDOW PANE PATRON REPLACED
6/8/2013 GYPSY 32 WINDOW PANE CB REPLACED PANE

6/20/2013 GYPSY 18 WINDOW PANE PATRON REPLACED
6/27/2013 HAMLIN 5 WINDOW PANE PATRON REPLACED PANE
7/13/2013 GPYSY 17 WINDOW PANE LG NEW PANE
7/13/2013 STONY 2 WINDOW PANE PATRON REPLACED
7/21/2013 FANCHER F WINDOW PANE PATRON REPLACED
7/22/2013 GYPSY 25 WINDOW PANE MS REPLACED 
6/3/2013 CREEKSIDE 5 WINDOW PANE TK REPLACED

9/23/2013 CREEKSIDE 4 WINDOW PANE MS REPLACED
9/18/2013 HAMLIN 14 WINDOW PANE PATRON REPLACED
9/22/2013 GYPSY 5 WINDOW PANE PATRON REPALCED PANE

10/18/2013 GYPSY 28 WINDOW PANES CB REPLACED\
7/27/2013 STONY 1 WINDOW PANES PATRON REPLACED PANE
10/7/2013 ANGLE 6 WINDOW SCREEN MS REPLACED
6/9/2013 ANGLE 4 WINDOW SCREEN MS REPLACED
6/9/2013 GYSPY 3 WINDOW SCREEN MM REPAIRED

6/10/2013 BARTON 2 WINDOW SCREEN PATRON REPLACED
6/25/2013 CAMP 5 12 WINDOW SCREEN PATRON REPLACED
7/13/2013 BARTON 6 WINDOW SCREEN PATRON REPLACED
7/15/2013 GYPSY 7 WINDOW SCREEN MM REPLACED
8/10/2013 WELLER 18 WINDOW SCREEN PATRON FIXED
8/10/2013 WARD 2 WINDOW SCREEN DB FIXED 
9/3/2013 GYPSY 3 WINDOW SCREEN PATRON REPLACED

5/31/2013 KAISER 12 WINDOW SCREEN MM REPLACED
6/23/2013 ANGLE 2 WINDOW SCREEN PATRON REPLACED
6/23/2013 WELLER 20 WINDOW SCREEN DB REPLACED
6/22/2013 HORSESHOE 2 WOODSTOVE LG REPAIRED
6/7/2013 GYPSY 30 WOODSTOVE MS REPLACED
7/6/2013 KAISER 5 WOODSTOVE PATRON REPLACED STACK

8/15/2013 BARTON 6 WOODSTOVE PATRON REPLACED 
8/18/2013 GYPSY 16 WOODSTOVE LG TIGHTENED SCREWS 
9/3/2013 BUFFALO 6 WOODSTOVE CS TIGHTENED HANDLE



2/28/2013 HORSESHOE 5 WOODSTOVE PATRON TIGHTENED HANDLE
10/14/2013 COON 2 WOODSTOVE MS REPLACED
9/17/2013 GYPSY 31 WOODSTOVE PATRON REPLACED PIPE
9/15/2013 BARTON 9 WOODSTOVE PATRON FIXED





SURPLUS BUILDINGS AND STRUCTURES and STATUS CHART - ALLEGANY REGION  
DATE LAST UPDATED March 20, 2014  

FIXED  REGIONAL HISTORIC PRES HAZARD MATL OGS/DOB DEMO DEMOLITION REPORTED TO   
FACILITY BUILDING NAME ASSET NO. SURPLUS  SIGNOFF DATE SURVEY  APPROVAL  PERMIT DATE FIXED ASSET  OTHER INFORMATION

DATE DATE DATE DATE DATE
Allegany - Quaker Creekside No. 8 BR30706300 11/22/2011 12/30/2012 1/19/2012 1/30/2012 7/17/2013 7/18/2013

Allegany - Quaker Parallel No. 17 BR30719000 11/22/2011 12/20/2012 1/19/2012 1/30/2012 7/17/2013 7/18/2013

Allegany - Quaker Parallel No. 18 BR30719100 11/22/2011 12/20/2012 1/19/2012 1/30/2012 7/17/2013 7/18/2013

Allegany - Quaker Parallel No. 20 BR30719300 11/22/2011 12/20/2012 1/19/2012 1/30/2012 7/17/2013 7/18/2013

Allegany - Red House Group Camp 10 Cabin #1 BR30519600 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013
 
Allegany - Red House Group Camp 10 Cabin #2 BR30519700 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013

Allegany - Red House Group Camp 10 Cabin #3 BR30519800 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013

Allegany - Red House Group Camp 10 Cabin #4 BR30519900 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013

Allegany - Red House Group Camp 10 Cabin #5 BR30520000 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013

Allegany - Red House Group Camp 10 Cabin #6 BR30520100 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013

Allegany - Red House Group Camp 10 Cabin #7 BR30520200 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013
  

Allegany - Red House Group Camp 10 Cabin #8 BR30520300 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013
  

Allegany - Red House Group Camp 10 Cabin #9 BR30520400 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013
   

Allegany - Red House Group Camp 10 Cabin #10 BR30520500 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013
 

Allegany - Red House Group Camp 10 Cabin #11 BR30520600 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013
  
Allegany - Red House Group Camp 10 Cabin #12 BR30520700 10/7/2011 7/10/2010 1/19/2012 1/30/2012 7/17/2013 7/18/2013

Allegany - Quaker Pinetree Cabin  #1 BR30720100 4/10/2012 4/16/2012 8/15/2012 4/26/2012 8/16/2012 6/20/2013 6/20/2013



FIXED  REGIONAL HISTORIC PRES HAZARD MATL OGS/DOB DEMO DEMOLITION REPORTED TO   
FACILITY BUILDING NAME ASSET NO. SURPLUS  SIGNOFF DATE SURVEY  APPROVAL  PERMIT DATE FIXED ASSET  OTHER INFORMATION

DATE DATE DATE DATE DATE
 

Allegany - Quaker Pinetree Cabin #2 BR30720200 4/10/2012 4/16/2012 8/15/2012 4/26/2012 8/16/2012 6/20/2013 6/20/2013
 

Allegany - Quaker Gypsy Cabin #6 BR30709100 4/10/2012 4/16/2012 8/15/2012 4/26/2012 8/16/2012 7/18/2013 7/18/2013

  Midway House Number 1 BR54601000 7/26/2012 7/31/2012 11/1/2007 9/26/2012 9/27/2012 11/15/2012 10/25/2013 Contractor

  Midway House Number 2 BR54601100 7/26/2012 7/31/2012 11/1/2007 9/26/2012 9/27/2012 11/15/2012 10/25/2013

  Midway Park Office BR54601300 7/26/2012 7/31/2012 9/26/2012 9/27/2012 11/15/2012 10/25/2013 Asb Test Tim Bucknam
need his report

Allegany - Quaker Cain Hollow Washhouse 5 BR30746900 7/18/2013 7/18/2013

Allegany - Quaker Parallel #22 BR30719500 6/19/2013 6/20/2013 6/20/2013 RPPU 712 after the fact

Allegany - Quaker Camp 5 Shower Building BR30729300 6/20/2013 6/20/2013 Demo w/o permit or 
RPPU 712

Allegany - Quaker Parallel #23 BR30719600 6/20/2013 10/25/2013
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 2013 Buildings Inspected Record 
 Park CIP Building   Fixed Asset   Building name 2013 Date of   2012 Date of   2011 Date of   Condition/Status 
 Number Number Inspection Inspection Inspection 
 Braddock Bay 0300053020000 Ship Store and Office 5/10/2013 7/27/2012 Good 
 0300053070000 Open Shelters by Town 2 each 5/10/2013 7/27/2012 Good / #1    Fair 
 0300053010000 BR01400200 Comfort Station at Marina 5/28/2013 7/27/2012 9/10/2011 Good 
 0300053000810 BR01400800 Comfort Station Picnic Area 5/10/2013 7/27/2012 Fair ‐ Lease to Greece 
 0300053000955 BR01400900 Picnic Shelter 5/10/2013 7/27/2012 Good ‐ Lease to Greece 
 0300053001343 BR01401300 Oil House 5/10/2013 7/27/2012 Fair ‐ Used by NYSDOT 
 Conesus Lake 0300056000110 BR23400100 Comfort Station 6/4/2013 6/7/2012 Good 
 0300056000267 BR23400200 Shed 6/4/2013 6/7/2012 Good 
 0300056000315 BR23400300 Contact Station 6/4/2013 6/7/2012 Poor 
 Darien Lakes 0300050000233 BR03800200 Maintenance Bldg Barn 5/8/2013 7/5/2012 5/26/2011 Fair 
 0300050001210 BR03801200 Comfort Station (Beach) 5/8/2013 7/5/2012 5/26/2011 Fair 
 0300050001445 BR03801400 Park Office 5/8/2013 7/5/2012 5/26/2011 Fair 
 0300050001563 BR03801500 Recreation Building 5/8/2013 7/5/2012 5/26/2011 Fair 
 0300050001615 BR03801600 Contact Station 5/8/2013 7/5/2012 5/26/2011 Poor 
 0300050001860 BR03801800 Pump House Area B 5/8/2013 7/5/2012 5/26/2011 Fair / Now Storage 
 0300050001960 BR03801900 Pump House Area A 5/8/2013 7/5/2012 5/26/2011 Fair / Now Storage 
 0300050002068 BR03802000 Shower/Toilet Area A 5/8/2013 7/5/2012 5/26/2011 Good 
 0300050002168 BR03802100 Shower/Toilet Area B2 "Little B" 5/8/2013 7/5/2012 5/26/2011 Good 
 0300050002268 BR03802200 Shower/Toilet Area B1"Big B" 5/8/2013 7/5/2012 5/26/2011 Good 
 0300050002498 BR03802400 Radio Communications 5/8/2013 Fair 
 0300050002555 BR03802500 Picnic Shelter (near Rec Bldg) 5/8/2013 7/5/2012 5/26/2011 Fair ‐Was AR03827400 
 0300050002655 BR03802600 Picnic Shelter (N. Picnic Area) 5/8/2013 7/5/2012 5/26/2011 Good ‐Was AR03827500 
 0300050002755 BR03802700 Picnic Shelter (Beach Picnic Area) 5/8/2013 7/5/2012 5/26/2011 Fair ‐Was AR03827600 

 Monday, February 03, 2014 



 Park CIP Building   Fixed Asset   Building name 2013 Date of   2012 Date of   2011 Date of   Condition/Status 
 Number Number Inspection Inspection Inspection 
 Darien Lakes 0300050002810 BR03802800 Comfort Station (N. Picnic Area) 5/8/2013 7/5/2012 5/26/2011 Good 
 0300050002919 BR03802900 Misc. Equip Bldg (Near Office) 5/8/2013 7/5/2012 5/26/2011 Good 
 0300050003070 BR03803000 Storage Bldg at Maint. (Pole Barn) 5/8/2013 7/5/2012 5/26/2011 Fair 
 0300050003270 BR03803200 Maintenance Bldg. (Morton) 5/8/2013 7/5/2012 5/26/2011 Fair 
 0300050003369 BR03803300 Storage (Pole Barn for Horses) 5/8/2013 7/5/2012 5/26/2011 Poor 
 0300050003519 BR03803500 Oil Storage Precast 5/8/2013 7/5/2012 5/26/2011 Good 
 0300050003655 BR03803600 Picnic Shelter #2 (was AR03800200) 5/8/2013 7/5/2012 5/26/2011 Excellent 
 0300050003715 BR03803700 Storage/Boat Rental 5/8/2013 7/5/2012 5/26/2011 Excellent    /    life Guard 
Station 
 Hamlin Beach 0300051000630 BR05800600 Garage Near G‐08 5/7/2013 6/22/2012 4/29/2011 Poor 
 0300051000730 BR05800700 Garage Near G‐08 5/7/2013 6/22/2012 4/29/2011 Poor / Was BR05808A00 
 0300051001433 BR05801400 Maintenance Building 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051001870 BR05801800 Storage at Camping 5/7/2013 6/22/2012 4/29/2011 good 
 0300051002715 BR05802700 Contact Station 6/7/2013 6/22/2012 4/29/2011 Fair 
 0300051002815 BR05802800 Contact Station at Camping 6/7/2013 8/18/2012 5/10/2011 Good 
 0300051002968 BR05802900 Shower/Toilet Loop A 5/7/2013 6/22/2012 5/10/2011 Good 
 0300051003168 BR05803100 Shower/Toilet Loop B 5/7/2013 6/22/2012 5/10/2011 Good 
 0300051003268 BR05803200 Shower/Toilet Loop C‐1 5/7/2013 6/22/2012 5/10/2011 Good 
 0300051003368 BR05803300 Shower/Toilet Loop C‐2 5/7/2013 6/22/2012 5/10/2011 Good 
 0300051003463 BR05803400 Recreation Building 5/7/2013 6/22/2012 5/23/2011 Good 
 0300051003510 BR05803500 Comfort Station Camping 5/7/2013 6/22/2012 5/23/2011 Good 
 0300051003623 BR05803600 Store and Laundry 5/7/2013 6/22/2012 5/23/2011 Good 
 0300051003768 BR05803700 Shower/Toilet Loop C‐3 5/7/2013 6/22/2012 5/10/2011 Good 
 0300051003868 BR05803800 Shower/Toilet Loop D‐1 5/7/2013 6/22/2012 5/10/2011 Good 
 0300051003968 BR05803900 Shower/Toilet Loop D‐2 5/7/2013 6/22/2012 5/10/2011 Good 

 Monday, February 03, 2014 



 Park CIP Building   Fixed Asset   Building name 2013 Date of   2012 Date of   2011 Date of   Condition/Status 
 Number Number Inspection Inspection Inspection 
 Hamlin Beach 0300051004068 BR05804000 Shower/Toilet Loop E 5/7/2013 6/22/2012 5/10/2011 Good 
 0300051004168 BR05804100 Shower/Toilet Loop F 5/7/2013 6/22/2012 5/10/2011 Good 
 0300051004210 BR05804200 Comfort Staion Area 1 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051004355 BR05804300 Picnic Shelter/Comf Station Area 1 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051004455 BR05804400 Picnic Shelter Open Area 1 5/7/2013 6/22/2012 4/29/2011 Good    Was AR05827800 
 0300051004510 BR05804500 Comfort Station 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051004625 BR05804600 Food Concession Area 3 6/7/2013 6/22/2012 4/29/2011 Good 
 0300051004755 BR05804700 Picnic Shelter Area 3 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051004807 BR05804800 Bath House 5/7/2013 8/18/2012 Fair 
 0300051004908 BR05804900 Boat House 5/7/2013 6/22/2012 4/29/2011 Poor 
 0300051005010 BR05805000 Comfort Station Area 4 East 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051005125 BR05805100 Food Concession Area 4 6/7/2013 6/22/2012 4/29/2011 Not in service 
 0300051005210 BR05805200 Comfort Station Area 4 Middle 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051005355 BR05805300 Picnic Shelter Area 4 Middle 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051005410 BR05805400 Comfort Station Area 4 West 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051005555 BR05805500 Picnic Shelter Area 4 West 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051005610 BR05805600 Comfort Station Area 5 East 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051005708 BR05805700 Boat House 5/31/2013 6/22/2012 4/29/2011 Good / Moved to Old 
Office 
 0300051005810 BR05805800 Comfort Station Area 5 West 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051005919 BR05805900 Misc Equip Area 3 "CCC Smoke   5/7/2013 6/22/2012 4/29/2011 Good 
 0300051006870 BR05806800 Storage Pole Barn at Maintenance 5/7/2013 6/22/2012 4/29/2011 Fair 
 0300051006970 BR05806900 Storage Pole Barn at Maintenance 5/7/2013 6/22/2012 4/29/2011 Good 
 0300051007000 BR05807000 LOSP Gas Station 5/7/2013 Exterior ‐ Good / Interior ‐ 
Poor 
 0300051007145 BR05807100 Park Office/Police Headquarters 5/7/2013 6/22/2012 4/29/2011 Excellent 

 Monday, February 03, 2014 



 Park CIP Building   Fixed Asset   Building name 2013 Date of   2012 Date of   2011 Date of   Condition/Status 
 Number Number Inspection Inspection Inspection 
 Hamlin Beach 0300051007298 BR05807200 Water Control RPZ Building along   5/7/2013 Excellent 
 Irondequoit Bay 0300059000310 BR24300100 Comfort Station 5/31/2013 7/27/2012 6/29/2011 Good / Operated by 
Monroe County 
 0300059000115 BR24300200 Contact Station 5/31/2013 7/27/2012 6/29/2011 Fair / Operated by 
Monroe County 
 Lakeside Beach 0300052000130 BR08300100 Garage near G‐04 5/31/2013 4/18/2012 Poor / Was BR08302A00 
 0300052000333 BR08300300 Maintenance 5/31/2013 7/5/2012 8/19/2011 Good 
 0300052000515 BR08300500 Contact Station 5/31/2013 7/5/2012 8/19/2011 Good 
 0300052000655 BR08300600 Picnic Shelter 5/8/2013 7/5/2012 8/19/2011 Excellent / Was 
AR08327900 
 0300052000710 BR08300700 Comfort Station 5/8/2013 7/5/2012 8/19/2011 Good 
 0300052001030 BR08301000 Garage at G‐03 5/8/2013 4/18/2012 Excellent / Was 
BR08309A00 
 0300052001168 BR08301100 Shower/Toilet Loop A 5/24/2013 7/5/2012 8/19/2011 Good 
 0300052001268 BR08301200 Shower/Toilet Loop B 5/24/2013 7/5/2012 8/19/2011 Good 
 0300052001368 BR08301300 Shower/Toilet Loop C 5/24/2013 7/5/2012 8/19/2011 Good 
 0300052001468 BR08301400 Shower/Toilet Loop D 5/24/2013 7/5/2012 8/19/2011 Good 
 0300052001523 BR08301500 Store and Laundry 5/24/2013 7/5/2012 8/19/2011 Good 
 0300052001610 BR08301600 Comfort Station Camping 5/24/2013 7/5/2012 8/19/2011 Good 
 0300052001763 BR08301700 Recreation Building 5/24/2013 7/5/2012 8/19/2011 Good 
 0300052001868 BR08301800 Shower/Toilet Loop G 5/24/2013 7/5/2012 8/19/2011 Good 
 0300052001968 BR08301900 Shower/Toilet Loop F 5/24/2013 7/5/2012 8/19/2011 Good 
 0300052002068 BR08302000 Shower/Toilet Loop E 5/24/2013 7/5/2012 8/19/2011 excellent 
 0300052002219 BR08302200 Misc Equip Bldg Fuel Island 5/24/2013 7/5/2012 8/19/2011 Excellent 
 Letchworth 0300054000115 BR08600100 Portageville Contact Station 9/26/2013 5/24/2012 7/18/2011 Good 
 0300054000210 BR08600200 Upper Falls Comfort Station 9/26/2013 5/24/2012 7/18/2011 Poor 
 0300054000310 BR08600300 Middle Falls Comfort Station 9/26/2013 5/24/2012 7/18/2011 Fair 
 0300054000425 BR08600400 Upper Falls Snack Bar 9/26/2013 6/27/2012 8/1/2011 Fair 

 Monday, February 03, 2014 



 Park CIP Building   Fixed Asset   Building name 2013 Date of   2012 Date of   2011 Date of   Condition/Status 
 Number Number Inspection Inspection Inspection 
 Letchworth 0300054000566 BR08600500 Upper Falls Shelter 9/26/2013 5/24/2012 8/1/2011 Fair 
 0300054000655 BR08600600 Middle Falls Picnic Shelter 9/26/2013 5/24/2012 7/18/2011 Good WasAR08628000 
 0300054000798 BR08600700 Glen Iris Inn 9/26/2013 4/5/2012 8/16/2011 Good 
 0300054000837 BR08600800 Museum 9/26/2013 5/24/2012 8/1/2011 Good 
 0300054000910 BR08600900 Museum Comfort Station 9/26/2013 5/24/2012 8/1/2011 Fair 
 0300054001398 BR08601300 Pinewood Lodge 10/23/2013 4/17/2012 8/1/2011 Good 
 0300054001575 BR08601500 Park House ‐ Lauterbrunnen Chalet 10/23/2013 4/17/2012 8/1/2011 Good ‐ Concession Rental 
 0300054001650 BR08601600 Park House ‐ Caroline's Cottage   10/29/2013 4/17/2012 8/16/2011 Good ‐ Concession Rental 
 0300054001798 BR08601700 Conference Center (Commission   7/23/2013 5/24/2012 6/28/2011 Good 
 0300054001830 BR08601800 Garage near Lauterbrunnen 10/23/2013 8/17/2012 Fair ‐ Concession Use 
 0300054001930 BR08601900 Garage Park Police 9/26/2013 8/17/2012 Fair 
 0300054002033 BR08602000 South Maintenance ‐ East 10/23/2013 8/8/2012 8/11/2011 Good 
 0300054002133 BR08602100 South Mantenance ‐ West 10/23/2013 8/8/2012 8/11/2011 Good 
 0300054002219 BR08602200 Misc. Equipment Bldg. Pole Barn 10/23/2013 6/13/2012 8/11/2011 Fair 
 0300054002370 BR08602300 Storage ‐ Ice House 10/23/2013 Fair 
 0300054002433 BR08602400 Maintenance ‐ Sign Shop Barn 10/23/2013 8/8/2012 7/20/2011 Fair 
 0300054002570 BR08602500 Storage ‐ Rescue House (Greenway   10/23/2013 8/8/2012 Fair 
 0300054002670 BR08602600 Storage ‐ Lawn Mower 10/23/2013 8/8/2012 Fair 
 0300054002770 BR08602700 Storage ‐ Old Office Garage 10/23/2013 6/13/2012 Fair 
 0300054002950 BR08602900 Park House ‐ Stone House 10/29/2013 4/17/2012 8/1/2011 Good ‐ Concession Rental 
 0300054003010 BR08603000 Comfort Station Inspiration Point 9/26/2013 5/24/2012 8/1/2011 Fair 
 0300054003470 BR08603400 Storage ‐ Trailside 9/26/2013 6/7/2012 7/20/2011 Fair 
 0300054003570 BR08603500 Storage ‐ Was Near Lift House 9/26/2013 6/7/2012 Fair‐ Trailside for tube 
storage 
 0300054003655 BR08603600 Trailside Lodge 9/26/2013 6/7/2012 7/20/2011 Fair 

 Monday, February 03, 2014 



 Park CIP Building   Fixed Asset   Building name 2013 Date of   2012 Date of   2011 Date of   Condition/Status 
 Number Number Inspection Inspection Inspection 
 Letchworth 0300054003819 BR08603800 Misc. Equip Bldg. Radio Tower 9/26/2013 8/17/2012 Good 
 0300054003962 BR08603900 Carpenter Shop 9/26/2013 8/8/2012 7/20/2011 Fair 
 0300054004019 BR08604000 Misc. Equip Bldg Sawmill 9/26/2013 8/8/2012 7/20/2011 Fair 
 0300054004170 BR08604100 Storage Central Stores Barn 9/26/2013 6/14/2012 7/20/2011 Fair 
 0300054004295 BR08604200 Greenhouse 9/26/2013 8/8/2012 Fair 
 0300054004401 BR08604400 Administration Visitor Center 10/1/2013 8/8/2012 8/24/2011 Good 
 0300054004510 BR08604500 Comfort Station ‐ Group Camp 9/4/2013 6/7/2012 7/20/2011 Fair 
 0300054004610 BR08604600 Comfort Station ‐ Group Camp 9/4/2013 6/7/2012 7/20/2011 Fair 
 0300054004815 BR08604800 Contact Station Perry Entrance 7/1/2013 6/19/2012 Good 
 0300054004950 BR08604900 Park House G‐19 MapleWood   7/23/2013 4/17/2012 6/29/2011 Good 
 0300054005019 BR08605000 Camping Maintenance ‐ Misc Equip   7/1/2013 7/16/2012 6/29/2011 Fair 
 0300054005215 BR08605200 Contact Station ‐ Camping 7/1/2013 5/16/2012 6/29/2011 Good 
 0300054005323 BR08605300 Store and Laundry ‐ Camping 7/1/2013 6/19/2012 6/20/2011 Good 
 0300054005410 BR08605400 Comfort Station ‐ Camping Center 5/14/2013 5/16/2012 6/20/2011 Good 
 0300054005563 BR08605500 Recreation Bldg. Camping 5/14/2013 5/16/2012 6/20/2011 Good 
 0300054005609 BR08605600 Cabin C‐1 7/9/2013 5/3/2012 4/7/2011 Fair ‐ Surplused 1998 
 0300054005809 BR08605800 Cabin C‐3 7/9/2013 5/3/2012 4/7/2011 Fair 
 0300054006009 BR08606000 Cabin C‐5 7/9/2013 5/3/2012 4/7/2011 Poor ‐Surplused 1998 
 0300054006509 BR08606500 Cabin C‐10 7/9/2013 5/3/2012 4/7/2011 Fair 
 0300054007109 BR08607100 Cabin C‐16 7/9/2013 5/3/2012 4/7/2011 Poor ‐Surplused 1998 
 0300054007209 BR08607200 Cabin C‐17 7/9/2013 5/3/2012 4/7/2011 Poor ‐Surplused 1998 
 0300054007309 BR08607300 Cabin C‐18 7/9/2013 5/3/2012 4/7/2011 Poor ‐Surplused 1998 
 0300054007570 BR08607500 Storage at Quonset 8/27/2013 8/1/2011 Fair 
 0300054007868 BR08607800 Shower/Toilet Cabin Area C 7/9/2013 5/3/2012 6/29/2011 Fair 

 Monday, February 03, 2014 



 Park CIP Building   Fixed Asset   Building name 2013 Date of   2012 Date of   2011 Date of   Condition/Status 
 Number Number Inspection Inspection Inspection 
 Letchworth 0300054007955 BR08607900 Picnic Shelter Highbanks South 7/23/2013 5/30/2012 6/29/2011 Good 
 0300054008055 BR08608000 Picnic Shelter Highbanks Open 7/23/2013 5/30/2012 6/29/2011 Fair 
 0300054008155 BR08608100 Picnic Shelter Highbanks North 7/23/2013 5/30/2012 6/29/2011 Good 
 0300054008210 BR08608200 Comfort Station Highbanks South 7/23/2013 5/30/2012 6/29/2011 Fair 
 0300054008310 BR08608300 Comfort Station Highbanks Middle 7/23/2013 5/30/2012 6/29/2011 Fair 
 0300054008410 BR08608400 Comfort Station Highbanks North 7/23/2013 5/30/2012 6/29/2011 Fair 
 0300054008514 BR08608500 Park Police Headquarters 8/27/2013 5/3/2012 6/29/2011 Good 
 0300054008625 BR08608600 Food Concession Pool Snack bar 7/23/2013 6/19/2012 6/29/2011 Fair 
 0300054008798 BR08608700 Grandstand/Filter Room 7/23/2013 6/19/2012 6/29/2011 Fair 
 0300054008807 BR08608800 Bath House Highbanks 7/23/2013 6/19/2012 6/29/2011 Fair 
 0300054009133 BR08609100 Maintenance ‐ Quonset 8/27/2013 6/19/2012 7/22/2011 Poor 
 0300054009315 BR08609300 Contact Station Mt. Morris 7/2/2013 6/19/2012 7/22/2011 Good 
 0300054009810 BR08609800 Comfort Station Dam Restaurant 7/23/2013 5/30/2012 7/22/2011 Fair 
 0300054009925 BR08609900 Food Concession Dam Restaurant 7/23/2013 5/30/2012 7/22/2011 Fair 
 0300054010066 BR08610000 Shelter Dam Overlook 7/23/2013 5/30/2012 7/22/2011 Poor 
 0300054010266 BR08610200 Shelter Conlon Point 8/20/2013 7/16/2012 Fair 
 0300054010360 BR08610300 Pump House Cabin C Caretaker 8/27/2013 4/17/2012 Fair 
 0300054010450 BR08610400 Park House G‐18 8/27/2013 4/17/2012 Fair ‐Area C Caretaker 
 0300054010666 BR08610600 Shelter Kisil Point 4/24/2013 Fair 
 0300054010768 BR08610700 Shower/Toilet Camp Loop 100 ‐ A 5/14/2013 5/16/2012 6/20/2011 Poor 
 0300054010868 BR08610800 Shower/Toilet Camp Loop 200 ‐ B 5/14/2013 5/16/2012 6/20/2011 Poor 
 0300054010968 BR08610900 Shower/Toilet Camp Loop 300 ‐ C 5/14/2013 5/16/2012 6/20/2011 Poor 
 0300054011068 BR08611000 Shower/Toilet Camp Loop 400 ‐ D 5/14/2013 5/16/2012 6/20/2011 Poor 
 0300054011168 BR08611100 Shower/Toilet Camp Loop 500 ‐ E 5/14/2013 5/16/2012 6/20/2011 Poor 

 Monday, February 03, 2014 



 Park CIP Building   Fixed Asset   Building name 2013 Date of   2012 Date of   2011 Date of   Condition/Status 
 Number Number Inspection Inspection Inspection 
 Letchworth 0300054011268 BR08611200 Shower/Toilet Camp Loop 600 ‐ F 5/14/2013 5/16/2012 6/20/2011 Poor 
 0300054011368 BR08611300 Shower/Toilet Camp Loop 700 ‐ G 5/14/2013 5/16/2012 6/20/2011 Poor 
 0300054011468 BR08611400 Shower/Toilet Camp Loop 800 ‐ H 5/14/2013 5/16/2012 6/20/2011 Poor 
 0300054011510 BR08611500 Comfort Station St. Helena Lower 9/25/2013 5/30/2012 8/16/2011 Fair 
 0300054011610 BR08611600 Comfort Station St. Helena Middle 9/25/2013 5/30/2012 8/16/2011 Fair 
 0300054011710 BR08611700 Comfort Station St. Helena Upper 9/25/2013 5/30/2012 8/16/2011 Fair 
 0300054011855 BR08611800 Picnic Shelter St. Helena 9/25/2013 5/30/2012 6/29/2011 Fair ‐Was AR08628100 
 0300054011955 BR08611900 Picnic Shelter Eddy's 9/25/2013 5/30/2012 6/29/2011 Fair ‐Was AR08628200 
 0300054012010 BR08612000 Comfort Station Eddy's 9/25/2013 5/30/2012 8/15/2011 Fair 
 0300054012155 BR08612100 Picnic Shelter Tea Table 9/25/2013 5/30/2012 6/29/2011 Poor Was AR08628300 
 0300054012210 BR08612200 Comfort Station Wolf Creek 9/25/2013 6/7/2012 6/29/2011 Poor 
 0300054012310 BR08612300 Comfort Station Cabin Area E North 6/6/2013 8/17/2012 7/26/2011 Poor 
 0300054012410 BR08612400 Comfort Station Cabin Area E Middle 6/6/2013 8/17/2012 7/16/2011 Poor 
 0300054012510 BR08612500 Comfort Station Cabin Area E South 6/6/2013 8/17/2012 7/16/2011 Poor 
 0300054012709 BR08612700 Cabin E‐1 6/6/2013 5/3/2012 9/14/2011 Fair 
 0300054012809 BR08612800 Cabin E‐2 6/6/2013 5/3/2012 9/14/2011 Fair 
 0300054012909 BR08612900 Cabin E‐3 6/6/2013 5/3/2012 9/14/2011 Fair 
 0300054013009 BR08613000 Cabin E‐4 6/6/2013 5/3/2012 9/14/2011 Fair 
 0300054013109 BR08613100 Cabin E‐5 6/6/2013 5/3/2012 9/14/2011 Fair 
 0300054013209 BR08613200 Cabin E‐6 6/6/2013 5/3/2012 9/14/2011 Fair 
 0300054013309 BR08613300 Cabin E‐7 6/6/2013 5/3/2012 9/14/2011 Fair 
 0300054013409 BR08613400 Cabin E‐8 6/6/2013 5/3/2012 9/14/2011 Fair 
 0300054013509 BR08613500 Cabin E‐9 6/6/2013 5/3/2012 9/14/2011 Fair 
 0300054013609 BR08613600 Cabin E‐10 6/6/2013 5/3/2012 9/14/2011 Fair 

 Monday, February 03, 2014 



 Park CIP Building   Fixed Asset   Building name 2013 Date of   2012 Date of   2011 Date of   Condition/Status 
 Number Number Inspection Inspection Inspection 
 Letchworth 0300054013768 BR08613700 Shower/Toilet Cabin Area A 5/14/2013 5/3/2012 7/18/2011 Fair 
 0300054013809 BR08613800 Cabin A‐1 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054013909 BR08613900 Cabin A‐2 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054014009 BR08614000 Cabin A‐3 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054014109 BR08614100 Cabin A‐4 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054014209 BR08614200 Cabin A‐5 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054014309 BR08614300 Cabin A‐6 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054014409 BR08614400 Cabin A‐7 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054014509 BR08614500 Cabin A‐8 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054014609 BR08614600 Cabin A‐9 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054014709 BR08614700 Cabin A‐10 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054014809 BR08614800 Cabin A‐11 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054014909 BR08614900 Cabin A‐12 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054015009 BR08615000 Cabin A‐13 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054015109 BR08615100 Cabin A‐14 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054015209 BR08615200 Cabin A‐15 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054015309 BR08615300 Cabin A‐16 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054015409 BR08615400 Cabin A‐17 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054015509 BR08615500 Cabin A‐18 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054015609 BR08615600 Cabin A‐19 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054015709 BR08615700 Cabin A‐20 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054015809 BR08615800 Cabin A‐21 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054015909 BR08615900 Cabin A‐22 9/4/2013 4/26/2012 9/8/2011 Fair 
 0300054016068 BR08616000 Shower/Toilet Area B 5/14/2013 6/7/2012 7/16/2011 Fair 

 Monday, February 03, 2014 



 Park CIP Building   Fixed Asset   Building name 2013 Date of   2012 Date of   2011 Date of   Condition/Status 
 Number Number Inspection Inspection Inspection 
 Letchworth 0300054016109 BR08616100 Cabin B‐1 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054016209 BR08616200 Cabin B‐2 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054016309 BR08616300 Cabin B‐3 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054016409 BR08616400 Cabin B‐4 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054016509 BR08616500 Cabin B‐5 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054016609 BR08616600 Cabin B‐6 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054016709 BR08616700 Cabin B‐7 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054016809 BR08616800 Cabin B‐8 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054016909 BR08616900 Cabin B‐9 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054017009 BR08617000 Cabin B‐10 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054017109 BR08617100 Cabin B‐11 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054017209 BR08617200 Cabin B‐12 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054017309 BR08617300 Cabin B‐13 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054017409 BR08617400 Cabin B‐14 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054017509 BR08617500 Cabin B‐15 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054017609 BR08617600 Cabin B‐16 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054017709 BR08617700 Cabin B‐17 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054017809 BR08617800 Cabin B‐18 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054017909 BR08617900 Cabin B‐19 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054018009 BR08618000 Cabin B‐20 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054018109 BR08618100 Cabin B‐21 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054018209 BR08618200 Cabin B‐22 9/25/2013 4/30/2012 9/8/2011 Fair 
 0300054018307 BR08618300 Bathhouse Lower Falls Pool 9/25/2013 6/13/2012 Poor 
 0300054018410 BR08618400 Comfort Station ‐ Lower Falls Upper 9/25/2013 5/30/2012 8/11/2011 Fair 
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 Letchworth 0300054018510 BR08618500 Comfort Station ‐ Lower Falls Lower 9/25/2013 5/30/2012 8/11/2011 Fair 
 0300054018711 BR08618700 Restaurant Lower Falls 9/25/2013 6/13/2012 8/11/2011 Fair 
 0300054018855 BR08618800 Picnic Shelter Lower Falls Upper 9/25/2013 6/7/2012 Fair ‐ Was AR08628400 
 0300054018955 BR08618900 Picnic Shelter Lower Falls Lower 9/25/2013 6/7/2012 Fair ‐ Was AR08628500 
 0300054019010 BR08619000 Comfort Station Barracks Ground 9/26/2013 5/3/2012 7/18/2011 Poor 
 0300054019155 BR08619100 Picnic Shelter Barracks Ground 9/26/2013 5/3/2012 7/18/2011 Fair 
 0300054019509 BR08619500 Cabin D‐1 9/26/2013 5/3/2012 9/14/2011 Fair 
 0300054019609 BR08619600 Cabin D‐2 9/26/2013 5/3/2012 9/14/2011 Fair 
 0300054019709 BR08619700 Cabin D‐3 9/26/2013 5/3/2012 9/14/2011 Fair 
 0300054019809 BR08619800 Cabin D‐4 9/26/2013 5/3/2012 9/14/2011 Fair 
 0300054019909 BR08619900 Cabin D‐5 9/26/2013 5/3/2012 9/14/2011 Fair 
 0300054020009 BR08620000 Cabin D‐6 9/26/2013 5/3/2012 9/14/2011 Fair 
 0300054020109 BR08620100 Cabin D‐7 9/26/2013 5/3/2012 9/14/2011 Fair 
 0300054020309 BR08620300 Cabin D‐9 9/26/2013 5/3/2012 9/14/2011 Fair 
 0300054020409 BR08620400 Cabin D‐10 9/26/2013 5/3/2012 9/14/2011 Fair 
 0300054020733 BR08620700 Maintenance West Align. Bay To   10/23/2013 8/8/2012 8/11/2011 Fair 
 0300054020833 BR08620800 Maintenance West Electric Truck 10/23/2013 8/8/2012 8/11/2011 Fair 
 0300054021570 BR08621500 Storage Lumber Storage at Mill 9/26/2013 8/8/2012 Fair 
 0300054021615 BR08621600 Contact Station Castile 9/26/2013 8/10/2012 Fair 
 0300054021919 BR08621900 Misc Equip Bldg Pole Barn South   10/23/2013 6/13/2012 8/11/2011 Fair 
 0300054022019 BR08622000 Misc Equip Bldg (Former Wood Bin) 10/23/2013 6/13/2012 8/11/2011 Poor 
 0300054022119 BR08622100 Misc Equip Bldg (Former Wood Bin) 10/23/2013 6/13/2012 8/11/2011 Poor 
 0300054022219 BR08622200 Misc Equip Bldg (Former Wood Bin 10/23/2013 6/13/2012 8/11/2011 Poor 
 0300054022319 BR08622300 Misc Equip Bldg (Former Wood Bin) 10/23/2013 6/13/2012 8/11/2011 Poor 
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 Number Number Inspection Inspection Inspection 
 Letchworth 0300054022419 BR08622400 Misc Equip Bldg (Former Wood Bin) 10/23/2013 6/13/2012 8/11/2011 Poor 
 0300054022870 BR08622800 Storage at Mill Yard Lumber 9/26/2013 8/8/2012 Good 
 0300054023019 BR08623000 Misc Equip Bldg Wood Splitter 9/26/2013 8/8/2012 Poor 
 0300054023270 BR08623200 Storage (School House) 9/26/2013 Fair 
 0300054023309 BR08623300 Cabin C‐4 12/5/2013 5/3/2012 4/7/2011 Good 
 0300054023409 BR08623400 Cabin C‐6 12/5/2013 5/3/2012 4/7/2011 Good 
 0300054023509 BR08623500 Cabin C‐15 12/5/2013 5/3/2012 4/7/2011 Good 
 0300054023609 BR08623600 Cabin C‐12 12/5/2013 5/3/2012 4/7/2011 Good 
 0300054023709 BR08623700 Cabin C‐13 12/5/2013 5/3/2012 4/7/2011 Good 
 0300054023809 BR08623800 Cabin C‐14 12/5/2013 5/3/2012 4/7/2011 Good 
 0300054024009 BR08624000 Cabin C‐2 12/5/2013 5/3/2012 4/7/2011 Good 
 0300054024109 BR08624100 Cabin C‐8 12/5/2013 5/3/2012 4/7/2011 Good 
 0300054024209 BR08624200 Cabin C‐9 12/5/2013 5/3/2012 4/7/2011 Good 
 0300054024770 BR08624700 Storage ‐ Pole Barn at Camp Maint 12/5/2013 6/27/2012 Fair For Firewood 
 0300054024819 BR08624800 Misc Equip Bldg ‐ So Maint Fuel Island 10/23/2013 6/13/2012 8/11/2011 Good 
 0300054024900 BR08624900 Salt Storage at South Maintenance 10/23/2013 6/13/2012 8/11/2011 Good 
 0300054025070 BR08625000 Storage Mill Yard for Masonry   10/23/2013 6/7/2012 Good 
 0300054025260 BR08625200 Water Treatment Bldg ‐ Barracks   8/15/2013 5/3/2012 9/14/2011 Good 
 0300054025360 BR08625300 Water Treatment Bldg ‐ Cabin Area E 8/15/2013 5/3/2012 9/14/2011 Good 
 0300054025510 BR08625500 Shower/Laundry Cabin Area D 8/15/2013 Excellent New 8/2013 
 Oak Orchard 0300058000210 BR24800200 Comfort Station East 5/24/2013 4/18/2012 10/14/2011 Good / Operated by 
Orleans County 
 0300058000310 BR24800300 Comfort Station West 5/24/2013 4/18/2012 10/14/2011 Good / Operated by 
Orleans County 
 0300058000415 BR24800400 Contact Station West 5/24/2013 4/18/2012 Good / Operated by 
Orleans County 
 Oak Orchard ‐ East 0300058000598 BR24800500 Light House 6/5/2013 Excellent 
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 Silver Lake 0300055001110 BR12801100 Comfort Station 6/5/2013 4/18/2012 Good 
 0300055001215 BR12801200 Contact Station 6/5/2013 4/18/2012 Good 
 0300055001370 BR12801300 Storage ‐ Canoe 6/5/2013 4/18/2012 Good 

 Monday, February 03, 2014 
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 Conesus Lake BLS 
 0300056000 BR23400300 Contact Station FC 304.1.2 FC 304.1.2 Vegetation.  Weeds, grass,  Vegetation on roof needs to  6/4/2013 
 vines or other growth that is capable of  be cut away. 
 being ignited and endangering property,  
 shall be cut down and removed by the  
 0300056000 BR23400100 Comfort Station PMC 305.1 PMC 305.1 The interior of a structure and  Stall separation wall not  6/4/2013 
 equipment therein shall be maintained in  secured to the floor. ( men's  
 good repair, structurally sound and in a  side ) 
 clean and sanitary condition. 
 0300056000 BR23400300 Contact Station FC 906.7 FC 906.7 Portable extinguishers not  Extinguisher sitting on a stand 6/4/2013 
 properly mounted  not mounted 

 0300056000 BR23400300 Contact Station FC 906 FC 906 Portable fire extinguisher not  Extinguisher carries a 2010  6/4/2013 
 maintained, inspected or proper records  tag and needs a 2013 tag 
 kept. 

 Darien Lakes 
 0300050002 BR03802100 Shower / Toilet  Area   FC 906 FC 906 Portable fire extinguisher not  Utility room extinguisher  5/8/2013 
 Little "B" maintained, inspected or proper records  needs a 2013 tag. 
 kept. 

 0300050002 BR03802800 Comfort Station FC 906 FC 906 Portable fire extinguisher not  Extinguisher needs a new  5/8/2013 
 maintained, inspected or proper records  2013 tag 
 kept. 

 0300050002 BR03802200 Shower / Toilet  Area  Big PMC 605.1 PMC 605.1 All electrical equipment, wiring Men's side GFI won't test. 5/8/2013 
  "B"  and appliances shall be properly installed  
 and maintained in a safe and approved  
 manner. 
 0300050002 BR03802000 Shower / Toilet  Area A FC 906 FC 906 Portable fire extinguisher not  Utility eoom extinguisher  5/8/2013 
 maintained, inspected or proper records  needs a 2013 tag. 
 kept. 
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 0300050001 BR03801200 Comfort Station ( Beach ) PMC 605.1 PMC 605.1 All electrical equipment, wiring Back utility room GFI won't  5/8/2013 
  and appliances shall be properly installed  test. 
 and maintained in a safe and approved  
 manner. 
 0300050000 BR03800200 Maintenance Barn FC 610.6.3 FC 610.6.3 Disabling of alarms.  No carbon  Smoke alarm in office has  5/8/2013 
 monoxide alarm, carbon monoxide  been dimantled,  Not  
 detector, or alarm control unit shall be  required, so if not to be  
 removed or disabled, except for service,  maintained ….. Remove it. 
 0300050000 BR03800200 Maintenance Barn FC 3401.1 FC 3401.1 Storage of flammable and  Flammable cabinet open….  5/8/2013 
 combustible liquids in proper cabinets. Should be closed at all times. 
  Storage of flammable and combustible  
 liquids in proper cabinets. 
 0300050001 BR03801200 Comfort Station ( Beach ) FC 906 FC 906 Portable fire extinguisher not  Extinguisher needs a 2013  5/8/2013 
 maintained, inspected or proper records  tag. 
 kept. 

 0300050001 BR03801600 Contact Station FC 906.1 FC 906.1 Portable fire extinguisher not  Extinguisher needs a 2013  5/8/2013 
 provided or installed where necessary. tag. 

 0300050001 BR03801200 Comfort Station ( Beach ) FC 310.3 FC 310.3 “No Smoking” signs will be posted Both sides need signage. 5/8/2013 
  on or in all buildings where prohibited ( all 
  buildings under State of New York control. 

 Hamlin Beach 
 0300051005 BR05805300 Picnic Shelter Area 4  PMC 304.7 PMC 304.7 Roofs and roof flashing and  Gutters need cleaning 5/7/2013 
 Middle drainage (gutters/downspouts) not  
 maintained 

 0300051006 BR05806900 Storage @ maintenance -  FC 904.6.1 FC 904.6.1 Dry Chemical Suppression  Fuel suppression system  5/7/2013 
 Morton Type system not tested and or serviced.  (every 6  needs semi-annual inspection 
 mos,)  ( 2012 ) 

 0300051004 BR05804600 Food Concession Area 3 FC 904.11.5 FC 904.11.5 Portable K type extinguisher  K Type extinguisher required  6/7/2012 
 required within 30’ of commercial cooking  with in 30' of commecisl  
 equipment cooking equipment. 
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 0300051004 BR05804600 Food Concession Area 3 FC 904.11 FC 904.11 Automatic fire extinguishing  System needs current  6/7/2013 
 system required for commercial cooking  inspection 
 operations. Wet chemical in accordance  
 with NFPA 17A.  SYSTEM INSPECTED  
 0300051004 BR05804500 Comfort Station - Central FC 310.3 FC 310.3 “No Smoking” signs will be posted Womens side needs signage 5/7/2013 
  on or in all buildings where prohibited ( all 
  buildings under State of New York control. 

 0300051004 BR05804500 Comfort Station - Central PMC 605.1 PMC 605.1 All electrical equipment, wiring men's side / 1 hand drier not  5/7/2013 
  and appliances shall be properly installed  operating 
 and maintained in a safe and approved  
 manner. 
 0300051005 BR05805600 Comfort Station Area 5 -  PMC 505.1 PMC 505.1 Every sink, lavatory, bathtub or  Womens side fountain, when  5/7/2013 
 East shower, drinking fountain, water closet or  on, hits the wall 
 other plumbing fixture shall be properly  
 connected to either a public water system  
 0300051000 BR05800600 Garage at Bldg. 8 PMC 304.7 PMC 304.7 Roofs and roof flashing and  Roof shingles deteriorated  4/29/2011 
 drainage (gutters/downspouts) not  Needs new roof 
 maintained 

 0300051000 BR05800700 Garage at Bldg. 8 PMC 304.7 PMC 304.7 Roofs and roof flashing and  Roof shingles deteriorated  4/29/2011 
 drainage (gutters/downspouts) not  Needs new roof 
 maintained 

 0300051004 BR05804900 Boat House PMC 304.4 PMC 304.4 Structural Members not  Rim joists all rotted 4/29/2011 
 maintained or damaged. 

 0300051003 BR05803800 Shower/Toilet Loop D-1 PMC 302.3 PMC 302.3 Sidewalks and driveways.  All  Men's side sidewalk in very  5/10/2011 
 sidewalks, walkways, stairs, driveways,  poor condition 
 parking spaces and similar areas shall be  
 kept repaired and maintained free from  
 0300051006 BR05806806 Storage - Pole Barn @  PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  1. Wood stored tight against  5/10/2011 
 Maintenance and large quantities of dry vegetation  flammable wall of structure 
 which by reason of their proximity to  2. Vegetation around the  
 buildings or structures would constitute a  structure 
 0300051005 BR05805200 Comfort Station Area 4  PMC 304.1 Building Not maintained Floor Tiles Missing/Need to  5/15/2010 
 Middle find matching tiles 

 Monday, February 03, 2014 Page 3 of 26 



 Park CIP Building  Fixed Asset  Building Name Code Viol  Code Violation Text lookup Code Violation Details Date Viol 1st Date    
 Number Number Number     cited corrected 

 0300051005 BR05805500 Picnic Shelter Area 4  PMC 304.15 PMC 304.15 All exterior doors, door  Doors bind and will not close 5/7/2013 
 West assemblies and hardware shall be  
 maintained in good condition. Locks at all  
 entrances to dwelling units, rooming units  
 0300051005 BR05805600 Comfort Station Area 5 -  FC 310.3 FC 310.3 “No Smoking” signs will be posted womens side need signage 5/7/2013 
 East  on or in all buildings where prohibited ( all 
  buildings under State of New York control. 

 0300051005 BR05805000 Comfort Station Area 4  PMC 304.7 PMC 304.7 Roofs and roof flashing and  Roof missing shingles 5/7/2013 
 East drainage (gutters/downspouts) not  
 maintained 

 0300051005 BR05805400 Comfort Station Area 4  FC 310.3 FC 310.3 “No Smoking” signs will be posted mens side needs signage 5/7/2013 
 West  on or in all buildings where prohibited ( all 
  buildings under State of New York control. 

 0300051005 BR05805400 Comfort Station Area 4  PMC 302.3 PMC 302.3 Sidewalks and driveways.  All  Trip area going into the  5/7/2013 
 West sidewalks, walkways, stairs, driveways,  comfort station 
 parking spaces and similar areas shall be  
 kept repaired and maintained free from  
 0300051005 BR05805200 Comfort Station Area 4  FC 310.3 FC 310.3 “No Smoking” signs will be posted mens side 5/7/2013 
 Middle  on or in all buildings where prohibited ( all 
  buildings under State of New York control. 

 0300051006 BR05806900 Storage @ maintenance -  FC 315.2.1 FC 315.2.1 Ceiling clearance. Storage  loft storage of combustble 5/7/2013 
 Morton Type shall be maintained 2 feet (610 mm) or  
 more below the ceiling in nonsprinklered  
 areas of buildings or a minimum of 18  
 0300051005 BR05805300 Picnic Shelter Area 4  FC 304.1.2 FC 304.1.2 Vegetation.  Weeds, grass,  Limbs on roof- west end of  5/7/2013 
 Middle vines or other growth that is capable of  building need to be cut away. 
 being ignited and endangering property,  
 shall be cut down and removed by the  
 0300051004 BR05804500 Comfort Station - Central PMC 304.7 PMC 304.7 Roof not maintained Large amounts of vegetation  04/23/08 
 (moss) on roof 

 0300051002 BR05802700 Contact Station ( toll  PMC 605.1 PMC 605.1 All electrical equipment, wiring Employees bathroom light out 6/22/2012 
 booth )  and appliances shall be properly installed  
 and maintained in a safe and approved  
 manner. 
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 Lakeside Beach 
 0300052000 BR08300300 Maintenance Building FC 3003.5.3 FC 3003.5.3 Securing of compressed gas  Acyt. Tank in toolroom on  07/05/2012 
 containers, cylinders and tanks shall be by  shelf needs to be secured. 
 one of the following: With 1 or more  
 restraints, On a cart or device, restrained,  
 0300052001 BR08301100 Shower / Toilet ( Loop A ) PMC 505.1 PMC 505.1 Every sink, lavatory, bathtub or  Pressure needs to be turned  5/8/2013 
 shower, drinking fountain, water closet or  down. 
 other plumbing fixture shall be properly  
 connected to either a public water system  
 0300052001 BR08301200 Shower / Toilet ( Loop B ) PMC 505.1 PMC 505.1 Every sink, lavatory, bathtub or  Pressure needs to be turned  5/8/2013 
 shower, drinking fountain, water closet or  down 
 other plumbing fixture shall be properly  
 connected to either a public water system  
 0300052001 BR08301400 Shower / Toilet ( Loop C ) PMC 302.3 PMC 302.3 Sidewalks and driveways.  All  Walkways need to be  5/8/2013 
 sidewalks, walkways, stairs, driveways,  extended. 
 parking spaces and similar areas shall be  
 kept repaired and maintained free from  
 0300052001 BR08301400 Shower / Toilet ( Loop D ) PMC 302.3 PMC 302.3 Sidewalks and driveways.  All  Walkways need to be  5/8/2013 
 sidewalks, walkways, stairs, driveways,  extended. 
 parking spaces and similar areas shall be  
 kept repaired and maintained free from  
 0300052001 BR08301600 Comfort Station -  FC 310.3 FC 310.3 “No Smoking” signs will be posted Needs signage on both sides. 5/8/2013 
 Recreation Area  on or in all buildings where prohibited ( all 
  buildings under State of New York control. 

 o300052001 BR08391500 Camp Store and Laundry PMC 605.1 PMC 605.1 All electrical equipment, wiring Some lights not working store  5/6/3013 
  and appliances shall be properly installed  area and storage section. 
 and maintained in a safe and approved  
 manner. 
 0300052001 BR08301500 Store and Laundry PMC 605.1 PMC 605.1 All electrical equipment, wiring Mechanical Ventilation  5/7/2005 
  and appliances shall be properly installed  Equipment Not Working 
 and maintained in a safe and approved  
 manner. 
 0300052001 BR08301800 Shower/Toilet (Loop G ) PMC 505.1 PMC 505.1 Every sink, lavatory, bathtub or  Fountain needs to be turned  5/8/2013 
 shower, drinking fountain, water closet or  down. 
 other plumbing fixture shall be properly  
 connected to either a public water system  
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 0300052001 BR08301300 Shower/Toilet (Loop C) PMC 302.3 PMC 302.3 Sidewalks and driveways.  All  Sidewalks that were removed  07/05/2012 
 sidewalks, walkways, stairs, driveways,  during renovation work should 
 parking spaces and similar areas shall be   be replaced and extended  
 kept repaired and maintained free from  out to the paved parking area. 
 0300052001 BR08301200 Shower/Toilet ( Loop B) PMC 302.3 PMC 302.3 Sidewalks and driveways.  All  Sidewalks that were removed  07/05/2012 
 sidewalks, walkways, stairs, driveways,  during renovation work should 
 parking spaces and similar areas shall be   be replaced and extended  
 kept repaired and maintained free from  out to the paved parking area. 
 0300052001 BR08301500 Store and Laundry PMC 605.1 PMC 605.1 All electrical equipment, wiring Bulb in the storeroom off the  07/05/2012 
  and appliances shall be properly installed  laundry needs to be protected 
 and maintained in a safe and approved  
 manner. 
 0300052001 BR08301900 Shower/Toilet (Loop F) PMC 302.3 PMC 302.3 Sidewalks and driveways.  All  Sidewalk extensions needed 5/8/2013 
 sidewalks, walkways, stairs, driveways,  
 parking spaces and similar areas shall be  
 kept repaired and maintained free from  
 0300052000 BR08300700 Comfort Station PMC 505.1 PMC 505.1 Every sink, lavatory, bathtub or  Water fountain shoots over the 5/8/2013 
 shower, drinking fountain, water closet or   fountain 
 other plumbing fixture shall be properly  
 connected to either a public water system  
 0300052000 BR08300100 Garage at Residence #04 PMC 304.15 PMC 304.15 All exterior doors, door  Overhead Doors not  5/12/2004 
 assemblies and hardware shall be  maintained 
 maintained in good condition. Locks at all  
 entrances to dwelling units, rooming units  
 0300052001 BR08301500 Store and Laundry FC 906.1 FC 906.1 Portable fire extinguisher not  Laundry missing the fire  8/19/2011 
 provided or installed where necessary. extinguisher, indicator strip  
 and bracket inplace 

 0300052002 BR083020000 Shower/Toilet (Loop E`) PMC 505.1 PMC 505.1 Every sink, lavatory, bathtub or  pressure needs to be adjusted 5/8/2013 
 shower, drinking fountain, water closet or  
 other plumbing fixture shall be properly  
 connected to either a public water system  
 Letchworth 
 0300054005 BR08605300 Store and Laundry -  FC 1011.1 FC 1011.1 Exits and exit access doors shall  Store entrance/exit door  6/20/2011 
 Camping be marked by an approved exit sign readily  needs an EXIT sign.  Also the  
 visible from any direction of egress travel. door to the storage room  
 needs EMERGENCY EXIT  
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 0300054018 BR08618600 Octagon Stand - Gift  FC 906 FC 906 Portable fire extinguisher not  Properly Mounted Fire ext.  5/7/2005 
 Shop maintained, inspected or proper records  Required 
 kept. 

 0300054002 BR08602400 Maintenance Sign Shop  PMC 605.1 PMC 605.1 All electrical equipment, wiring Blank missing from panel box 7/20/2011 
 Barn  and appliances shall be properly installed  
 and maintained in a safe and approved  
 manner. 
 0300054001 BR08601600 Park House G21 -  PMC 304.5 PMC 304.5 Foundation walls not  Water Entering Basement  5/20/2004 
 Caroline's Cottage maintained. Not plumb and free of cracks  through Foundation.  PARKS  
 and breaks. TASK 

 0300054002 BR08602400 Maintenance Sign Shop  PMC 305.5 PMC 305.5 Interior handrails maintained Need Guard Railing  9/14/2004 
 Barn Mezzinene area of Sign Barn 

 0300054002 BR08602900 Park House G22 - Stone  PMC 304.12 PMC 304.12 Handrails and guards.  Every  Front Steps need Handrails -  5/20/2004 
 House handrail and guard shall be firmly fastened  there are 4 risers. PARKS  
 and capable of supporting normally  TASK 
 imposed loads and shall be maintained in  
 0300054003 BR08603600 Trailside Lodge PMC 605.1 PMC 605.1 All electrical equipment, wiring electric room, panels should  5/20/2004 
  and appliances shall be properly installed  be clear and  Also appears  
 and maintained in a safe and approved  roof leakage directly above  
 manner. Electric Panels. Roof needs to 
 0300054008 BR08608600 Food Concession  PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Vegetation should be  6/29/2011 
 Highbanks Pool Snack Bar and large quantities of dry vegetation  removed from off sides of the  
 which by reason of their proximity to  building and roof near the  
 buildings or structures would constitute a  dock area. 
 0300054008 BR08608600 Food Concession  FC 1029.8 FC 1029.8 Means of egress illumination.   Emergency lighting required  6/29/2011 
 Highbanks Pool Snack Bar The means of egress, including the exit  do to the fact that the  
 discharge, shall be illuminated at all times  snackbar operates after dark  
 the building space served by the means of  for concerts etc.  Consider  
 0300054008 BR08608800 Bath house - Highbanks  PMC 605.1 PMC 605.1 All electrical equipment, wiring men's and women's outlets in  6/29/2011 
 Pool  and appliances shall be properly installed  toilet area should be GFI  
 and maintained in a safe and approved  protected. 
 manner. 
 0300054005 BR08605800 Cabin C-3 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl. boilers,  Wood Stove-Deteriorated,  3/30/2011 
 htg. equip., elec. wiring or device, flam. liq. Unlisted, not installed  
  containers or other equip. on the premise  correctly - unsafe. Cloth  
 or in structure in disrepair or cond. that such curtains too close to wood  
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 0300054001 BR08601700 Genesee Conference  PMC 403.2 PMC 403.2 Every bathroom and toilet room Downstairs Bathroom  6/27/2011 
 Center  shall comply with the ventilation  mechanical ventilation not  
 requirements for habitable spaces as  functioning and windows do  
 required by Section 403.1, except that a  not allow for natural  
 0300054001 BR08601600 Park House G21 -  PMC 304.15 PMC 304.15 All exterior doors, door  Rear Porch Storm Door does  5/20/2004 
 Caroline's Cottage assemblies and hardware shall be  not close 
 maintained in good condition. Locks at all  
 entrances to dwelling units, rooming units  
 0300054005 BR08605300 Store and Laundry -  FC 605.3.1 FC 605.3.1 Doors into electrical control  Utillity room panel not  6/20/2011 
 Camping panel rooms shall be marked with a plainly  labeled 
 visible and legible sign stating  
 “ELECTRICAL ROOM” or similar approved  
 0300054005 BR08605300 Store and Laundry -  FC 1024.1 FC 1024.1 Exits shall discharge directly to  Door in the laundry area,  6/20/2011 
 Camping the exterior of the building. The exit  although locked, does not  
 discharge shall be at grade or shall provide  have direct discharge to the  
 direct access to grade. The exit discharge  exterior and therefore should  
 0300054000 BR08600200 Comfort Station Upper  303.10 PMC 304.10 Every exterior stairway, deck,  Men's side step tips back  05/30/2007 
 Falls porch and balcony, and all appurtenances  badly 
 attached thereto, shall be maintained  
 structurally sound, in good repair, with  
 0300054012 BR08612200 Comfort Station Wolf Creek PMC 605.1 PMC 605.1 All electrical equipment, wiring Pipe Chase lamp protection 8/23/2005 
  and appliances shall be properly installed  
 and maintained in a safe and approved  
 manner. 
 0300054009 BR08609700 Park House G-15 - Baker PMC 304.10 PMC 304.10 Every exterior stairway, deck,  NOT INSPECTED SINCE  8/10/2005 
 porch and balcony, and all appurtenances  2009 
 attached thereto, shall be maintained  
 structurally sound, in good repair, with  
 0300054009 BR08609700 Park House G-15 - Baker PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  On Roof NOT INSPECTED  8/10/2005 
 and large quantities of dry vegetation  SINCE 2009 
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054009 BR08609700 Park House G-15 - Baker 314.3 Headoom Cellar Stairs NOT INSPECTED SINCE  8/10/2005 
 2009 

 0300054009 BR08609700 Park House G-15 - Baker PMC 304.10 PMC 304.10 Every exterior stairway, deck,  Cellar Stairs NOT  8/10/2005 
 porch and balcony, and all appurtenances  INSPECTED SINCE 2009 
 attached thereto, shall be maintained  
 structurally sound, in good repair, with  
 Monday, February 03, 2014 Page 8 of 26 



 Park CIP Building  Fixed Asset  Building Name Code Viol  Code Violation Text lookup Code Violation Details Date Viol 1st Date    
 Number Number Number     cited corrected 

 0300054009 BR08609700 Park House G-15 - Baker 603.1 Chimney Maintenance Top Section Weathered NOT  8/10/2005 
 INSPECTED SINCE 2009 

 0300054009 BR08609700 Park House G-15 - Baker PM108.1.3 PMC 108.1.3 When there is imminent  MOLD IN BASEMENT NOT  8/10/2005 
 danger of failure or collapse of a building  INSPECTED SINCE 2009 
 or structure which endangers life. A Notice  
 needs to be posted. "This Structure Is  
 0300054004 BR08604900 Park House G19 -  FC 901.6 FC 901.6 Fire detection, alarm and  Smoke alarm in the kitchen  6/29/2011 
 Maplewood extinguishing systems shall be maintained  won't test and also in 1st floor  
 in an operative condition at all times, and  bedroom and near front door.  
 shall be replaced or repaired where   These are older style smoke  
 0300054018 BR08618300 Bathhouse - Lower Falls FC 3003.5.2 FC 3003.5.2 Compressed gas containers,  LP Tank Cover Damaged  6/13/2012 
 cylinders, tanks and systems that are  Protecting Valves - repair and  
 exposed to physical damage shall be  install Bollards 
 protected. Guard posts shall be provided to  
 0300054006 BR08606500 Cabin C-10 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl. boilers,  Wood Stove-Deteriorated,  3/30/2011 
 htg. equip., elec. wiring or device, flam. liq. Unlisted, not installed  
  containers or other equip. on the premise  correctly - unsafe. 
 or in structure in disrepair or cond. that such 
 0300054002 BR08602100 South Maintenance West PMC 605.1 PMC 605.1 All electrical equipment, wiring Fluorescent Lamps in Lunch  8/24/2010 
  and appliances shall be properly installed  Room not protected 
 and maintained in a safe and approved  
 manner. 
 0300054004 BR08604100 Storage - Central Stores PMC 605.1 PMC 605.1 All electrical equipment, wiring Plumbing Supply Area - In  8/24/2010 
  and appliances shall be properly installed  Low Ceiling storage area  
 and maintained in a safe and approved  lamps not protected 
 manner. 
 0300054012 BR08612100 Picnic Shelter - Tea  PMC 304.7 PMC 304.7 Roofs and roof flashing and  Need New Roof 8/24/2010 
 Table drainage (gutters/downspouts) not  
 maintained 

 0300054018 BR08618700 Restaurant - Lower Falls PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Dry leaves and vegetation  6/13/2012 
 and large quantities of dry vegetation  adjacent to building and  
 which by reason of their proximity to  fence. 
 buildings or structures would constitute a  
 0300054018 BR08618700 Restaurant - Lower Falls FC 906.7 FC 906.7 Portable extinguishers not  Basement - Fire Extinguisher  6/13/2012 
 properly mounted near stairs needs to mounted  
 with sign on wall 
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 0300054018 BR08618700 Restaurant - Lower Falls PMC 605.1 PMC 605.1 All electrical equipment, wiring Basement - Bare Bulbs Need  6/13/2012 
  and appliances shall be properly installed  Protection 
 and maintained in a safe and approved  
 manner. 
 0300054018 BR08618700 Restaurant - Lower Falls PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl. boilers,  Basement Floor Drain near  6/13/2012 
 htg. equip., elec. wiring or device, flam. liq. Boiler Missing cover plate 
  containers or other equip. on the premise  
 or in structure in disrepair or cond. that such 
 0300054018 BR08618700 Restaurant - Lower Falls PMC 605.1 PMC 605.1 All electrical equipment, wiring Light Fixture Entry to Mens  6/13/2012 
  and appliances shall be properly installed  Bathroom Missing Lamp and  
 and maintained in a safe and approved  Lens Cover 
 manner. 
 0300054005 BR08605600 Cabin C-1 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl. boilers,  Wood Stove-Deteriorated,  3/30/2011 
 htg. equip., elec. wiring or device, flam. liq. Unlisted, not installed  
  containers or other equip. on the premise  correctly - unsafe.  Cloth  
 or in structure in disrepair or cond. that such curtains too close to wood  
 0300054018 BR08618300 Bathhouse - Lower Falls PMC 505.4 PMC 505.4 Water heating facilities shall be Hot Water - Does contract call  6/13/2012 
  properly installed, maintained and provide for Showers with Hot Water?  
  an adequate amt. of water to every  No Hot Water available 
 required sink, lavatory, bathtub, shower and 
 0300054009 BR08609700 Park House G-15 - Baker 302.12 Handrails Need on Cellar Stairs NOT  8/10/2005 
 INSPECTED SINCE 2009 

 0300054018 BR08618300 Bathhouse - Lower Falls PMC 605.1 PMC 605.1 All electrical equipment, wiring LB for Telephone line  6/13/2012 
  and appliances shall be properly installed  Outside Raft Storage Room  
 and maintained in a safe and approved  Smashed - should be repaired 
 manner. 
 0300054018 BR08618300 Bathhouse - Lower Falls PMC 605.1 PMC 605.1 All electrical equipment, wiring GFI Outlet in Raft Storage  6/13/2012 
  and appliances shall be properly installed  Room will not trip 
 and maintained in a safe and approved  
 manner. 
 0300054018 BR08618300 Bathhouse - Lower Falls PMC 605.1 PMC 605.1 All electrical equipment, wiring Electric Panel in Lobby  6/13/2012 
  and appliances shall be properly installed  Covered/hidden by sign - not  
 and maintained in a safe and approved  accessible - Must relocate sign 
 manner. 
 0300054018 BR08618300 Bathhouse - Lower Falls PMC 304.15 PMC 304.15 All exterior doors, door  Front Doors Deteriorated-  6/13/2012 
 assemblies and hardware shall be  need to be replaced 
 maintained in good condition. Locks at all  
 entrances to dwelling units, rooming units  
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 0300054018 BR08618300 Bathhouse - Lower Falls PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Dry Vegetation - leaves next  6/13/2012 
 and large quantities of dry vegetation  to structure 
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054000 BR08600900 Comfort Station - Museum PMC 304.12 PMC 304.12 Handrails and guards.  Every  Stairs Need Hand Rails -  9/14/2004 
 handrail and guard shall be firmly fastened  seven risers 
 and capable of supporting normally  
 imposed loads and shall be maintained in  
 0300054000 BR08600900 Comfort Station - Museum PMC 605.1 PMC 605.1 All electrical equipment, wiring GFI Trips at 30 Milliamp  9/14/2004 
  and appliances shall be properly installed  rather than 7 milliamp.  Soda  
 and maintained in a safe and approved  Machine plugged into this  
 manner. outlet with cord through  
 0300054010 BR08610000 Shelter - Dam Overlook PMC 304.2 PMC 304.2 Exterior wood surfaces, other  Need Painting 8/23/2005 
 than decay-resistant woods, shall be  
 protected from the elements and decay by  
 painting or other protective covering or  
 0300054018 BR08618300 Bathhouse - Lower Falls PMC 304.7 PMC 304.7 Roofs and roof flashing and  Debris on Roof- Tree growing  6/13/2012 
 drainage (gutters/downspouts) not  in Valley- needs new roof 
 maintained 

 0300054018 BR08618300 Bathhouse - Lower Falls PMC 605.1 PMC 605.1 All electrical equipment, wiring Light Fixtures Lobby - Bare  6/13/2012 
  and appliances shall be properly installed  Bulbs most not working -T-8's - 
 and maintained in a safe and approved  should change to T-5s? Lens  
 manner. covers missing. 
 0300054002 BR08602200 Misc Equip Bldg Pole  PMC 605.1 PMC 605.1 All electrical equipment, wiring Electric Panel missing breaker 6/13/2012 
 Barn N of  Wash Bay  and appliances shall be properly installed   - need blank cover plate 
 and maintained in a safe and approved  
 manner. 
 0300054019 BR08619000 Comfort Station - Barracks  PMC 605.1 PMC 605.1 All electrical equipment, wiring Utility Room by water heater -  5/13/2004 
 Ground  and appliances shall be properly installed  Outlet needs to be GFI  
 and maintained in a safe and approved  protected 
 manner. 
 0300054006 BR08606600 Cabin C-11 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl. boilers,  Wood Stove-Deteriorated,  3/30/2011 
 htg. equip., elec. wiring or device, flam. liq. Unlisted, not installed  
  containers or other equip. on the premise  correctly - unsafe. 
 or in structure in disrepair or cond. that such 
 0300054018 BR08618700 Restaurant - Lower Falls PMC 304.5 PMC 304.5 Foundation walls not  Allowing  water to enter  5/25/2004 
 maintained. Not plumb and free of cracks  basement 
 and breaks. 
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 0300054020 BR08620400 Cabin D-10 PMC 304.10 PMC 304.10 Every exterior stairway, deck,  Stair Riser not uniform in  9/14/2011 
 porch and balcony, and all appurtenances  height with one exceeding 12 
 attached thereto, shall be maintained   inches. 
 structurally sound, in good repair, with  
 0300054018 BR08618100 Cabin B-21 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  On Roof - Basically Moss 9/22/2005 
 and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054018 BR08618200 Cabin B-22 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  On Roof - Basically Moss 9/22/2005 
 and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054019 BR08619500 Cabin D-1 PMC 304.10 PMC 304.10 Every exterior stairway, deck,  Need to install secure stair  9/22/2005 
 porch and balcony, and all appurtenances  bottom at ground level and  
 attached thereto, shall be maintained  landing pad 
 structurally sound, in good repair, with  
 0300054019 BR08619600 Cabin D-2 PMC 304.10 PMC 304.10 Every exterior stairway, deck,  Need to install secure stair  9/22/2005 
 porch and balcony, and all appurtenances  bottom at ground level and  
 attached thereto, shall be maintained  create landing pad. 
 structurally sound, in good repair, with  
 0300054019 BR08619800 Cabin D-4 PMC 304.10 PMC 304.10 Every exterior stairway, deck,  Need to install secure stair  9/22/2005 
 porch and balcony, and all appurtenances  bottom at ground level and  
 attached thereto, shall be maintained  create landing pad 
 structurally sound, in good repair, with  
 0300054005 BR08605300 Store and Laundry -  FC 906.7 FC 906.7 Portable extinguishers not  Store area has an  6/8/2007 
 Camping properly mounted extinguisher behind the  
 counter on floor, but not  
 properly mounted. 
 0300054009 BR08609700 Park House G-15 - Baker 1009 emergency Escape Bedroom Windows too Small  8/10/2005 
 NOT INSPECTED SINCE  
 2009 

 0300054008 BR08608200 Comfort Station -  PMC 603.1 PMC 603.1Mechanical appliances.  All  Fill Cover not secure 8/23/2005 
 Highbanks South mechanical appliances, fireplaces, solid  
 fuel-burning appliances, cooking  
 appliances and water heating appliances  
 0300054002 BR08602900 Park House G22 - Stone  PMC 604.3 PMC 604.3 Electrical system hazards.  Kitchen GFI near doorway to  8/1/2011 
 House Where an electrical system in a structure  breakfast nook faulty (tests hot  
 constitutes a hazard to the occupants or the and ground reversed)  will not  
  structure because of inadequate service,  test.  Also outlet near fridge  
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 0300054021 BR08621900 Misc. Equip Bldg So.  PMC 605.1 PMC 605.1 All electrical equipment, wiring Conduit in Ceiling Pulled  9/6/2005 
 Maint Pole Barn  and appliances shall be properly installed  Apart 
 and maintained in a safe and approved  
 manner. 
 0300054022 BR08622100 Misc. Eq. Bldg So. Maint  PMC 304.7 PMC 304.7 Roofs and roof flashing and  Hole in siding 9/6/2005 
 Former Wood Bin drainage (gutters/downspouts) not  
 maintained 

 0300054002 BR08602200 Misc Equip Bldg Pole  PMC 605.1 PMC 605.1 All electrical equipment, wiring Panel Rusted Door will not  9/6/2005 
 Barn N. of Wash bay  and appliances shall be properly installed  Close, labels not legible Back  
 and maintained in a safe and approved  of Bay nearest Car Wash Bay 
 manner. 
 0300054003 BR08603000 Comfort Station -  ADA Handicap Door No Kickplate 8/22/2005 
 Inspiration Point 

 0300054003 BR08603000 Comfort Station -  PMC 304.15 PMC 304.15 All exterior doors, door  Womens Side --- Door Rotted  8/22/2005 
 Inspiration Point assemblies and hardware shall be  at Base 
 maintained in good condition. Locks at all  
 entrances to dwelling units, rooming units  
 0300054004 BR08604100 Storage - Central Stores PMC 605.1 PMC 605.1 All electrical equipment, wiring Office area Counter faulty gfi 8/22/2005 
  and appliances shall be properly installed  
 and maintained in a safe and approved  
 manner. 
 0300054004 BR08604100 Storage - Central Stores PMC 605.1 PMC 605.1 All electrical equipment, wiring Large Storage Area Back  8/22/2005 
  and appliances shall be properly installed  lamps not protected 
 and maintained in a safe and approved  
 manner. 
 0300054007 BR08607800 Shower/Toilet Bldg Cabin PMC 605.1 PMC 605.1 All electrical equipment, wiring In Pipe Chase bulb protection 8/23/2005 
  Area C  and appliances shall be properly installed  
 and maintained in a safe and approved  
 manner. 
 0300054008 BR08608200 Comfort Station -  ADA Grab Bars Need Grab Bars Mens and  8/23/2005 
 Highbanks South Womens 

 0300054004 BR08604100 Storage - Central Stores PMC 603.1 PMC 603.1Mechanical appliances.  All  Relief valve needs a tube  05/18/06 
 mechanical appliances, fireplaces, solid  running to within 3" of the  
 fuel-burning appliances, cooking  floor.  Water heater sets on  
 appliances and water heating appliances  the counter, so the relief tube  
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 0300054009 BR08609300 Contact Station - Mt.  PMC403.2 PMC 403.2 Every bathroom and toilet room Employee's bathroom window 5//21/2007 
 Morris  shall comply with the ventilation   will not open for natural  
 requirements for habitable spaces as  ventilation 
 required by Section 403.1, except that a  
 0300054004 BR08604000 Misc Equip Bldg. Sawmill PMC 605.1 PMC 605.1 All electrical equipment, wiring all lights hanging, not  5/20/2004 
  and appliances shall be properly installed  protected 
 and maintained in a safe and approved  
 manner. 
 0300054004 BR08604400 Administration - Visitor  FC 405.2 FC 405.2 Frequency.  Required emergency  Evacuation drills ( 2 annually  05/15/06 
 Center evacuation drills shall be held at the  ) need to be conducted per  
 intervals specified in Table 405.2 or more  the code and records of said  
 frequently where necessary to familiarize  drills kept. 
 0300054009 BR08609700 Park House G-15 - Baker PMC 605.1 PMC 605.1 All electrical equipment, wiring Closet bulb protection NOT  8/10/2005 
  and appliances shall be properly installed  INSPECTED SINCE 2009 
 and maintained in a safe and approved  
 manner. 
 0300054009 BR08609700 Park House G-15 - Baker PMC 605.1 PMC 605.1 All electrical equipment, wiring In Kitchen faulty GFI NOT  8/10/2005 
  and appliances shall be properly installed  INSPECTED SINCE 2009 
 and maintained in a safe and approved  
 manner. 
 0300054003 BR08603700 Misc Ski Bldg - Lift House PMC 107.1 PMC 107.1 When a structure or equipment   Unsafe structure - Surplus and 5/20/2004 
 is found to be unsafe, or when a structure is   removal is being proposed 
 found unfit for human occupancy, or is  
 found unlawful, such structure shall be  
 0300054009 BR08609700 Park House G-15 - Baker 303.3 Premise Not Identified Street address Signage Required  NOT  8/10/2005 
 INSPECTED SINCE 2009 

 0300054016 BR08616000 Shower/Toilet Bldg.  PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  On Roof 8/22/2005 
 Cabin Area B and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054018 BR08618400 Comfort Station - Lower  PMC 605.1 PMC 605.1 All electrical equipment, wiring Pipe Chase open wiring 8/23/2005 
 Falls Upper  and appliances shall be properly installed  
 and maintained in a safe and approved  
 manner. 
 0300054014 BR08614500 Cabin A-8 ADA Handicap Ramp Ramp too steep at 17%  9/22/2005 
 should be no morethan 8.33% 
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 0300054008 BR08608800 Bath House - Highbanks  PMC 605.1 PMC 605.1 All electrical equipment, wiring All storerooms bulb protection 8/23/2005 
 Pool  and appliances shall be properly installed   needed. 
 and maintained in a safe and approved  
 manner. 
 0300054016 BR08616100 Cabin B-1 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  On Roof 9/22/2005 
 and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054018 BR08618700 Restaurant - Lower Falls PMC 304.12 PMC 304.12 Handrails and guards.  Every  needed in cellar hatchway 5/25/2004 
 handrail and guard shall be firmly fastened  
 and capable of supporting normally  
 imposed loads and shall be maintained in  
 0300054008 BR08608600 Food Concession  PMC 605.1 PMC 605.1 All electrical equipment, wiring Incandescents and 2 broken  9/14/2004 
 Highbanks Pool Snack Bar  and appliances shall be properly installed  lamps with bases still in  
 and maintained in a safe and approved  sockets.  All bulbs in the back  
 manner. need to have cages on them  
 0300054001 BR08601600 Park House G21 -  PMC 605.1 PMC 605.1 All electrical equipment, wiring Cellarway bulb needs to be  6/21/2007 
 Caroline's Cottage  and appliances shall be properly installed  protected 
 and maintained in a safe and approved  
 manner. 
 0300054004 BR08604100 Storage - Central Stores PMC 605.1  PMC 605.1 All electrical equipment,  lamps not protected, tow  5/20/2004 
 wiring and appliances shall be properly  motor area, 1 store room 
 installed and maintained in a safe and  
 approved manner. 
 0300054004 BR08604100 Storage - Central Stores PMC 305.5 PMC 305.5 Interior handrails maintained loft stair handrail not secure (3 5/20/2004 
  yrs running).  Stairway near  
 Nuts and Bolts storage  
 shevling. 
 0300054004 BR08604500 Comfort Station - Group  PMC 605.1 PMC 605.1 All electrical equipment, wiring GFI Men's Side Will not Test   8/22/2005 
 Camp - Maple  and appliances shall be properly installed  (maple) 
 and maintained in a safe and approved  
 manner. 
 0300054004 BR08604900 Park House G19 -  PMC 304.13 PMC 304.13 Windows, skylights and door  2nd Floor window does not  2004 
 Maplewood frames not maintained. open/no emergency egress  
 from second story. One  
 window on 2nd floor needs to  
 0300054005 BR08605300 Store and Laundry -  FC 906.1 FC 906.1 Portable fire extinguisher not  Laundry needs portable Fire  5/5/2004 
 Camping provided or installed where necessary. Extinguisher (possibly in a  
 case).  Concession to Remedy 
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 0300054005 BR08605400 Comfort Station - Camper  PMC 605.1 PMC 605.1 All electrical equipment, wiring Open Spaces in Electrical  5/5/2004 
 Center  and appliances shall be properly installed  Panel in pipe chase. 
 and maintained in a safe and approved  
 manner. 
 0300054010 BR08610000 Shelter - Dam Overlook ADA  Issue ADA Accessibility issue not handicap accessible and  5/28/2004 
 probably should be by  
 constructing a ramp and  
 improving the building 
 0300054011 BR08611800 Picnic Shelter - St.  PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  roof valley full of dry  4/20/2004 
 Helena and large quantities of dry vegetation  vegetation 
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054012 BR08612000 Comfort Station - Eddy's ADA no handicap Grab Bars men's and women's side 4/20/2004 

 0300054009 BR08609700 Park House G-15 - Baker 303.10 PMC 304.10 Every exterior stairway, deck,  Front Steps - NOT  8/10/2005 
 porch and balcony, and all appurtenances  INSPECTED SINCE 2009 
 attached thereto, shall be maintained  
 structurally sound, in good repair, with  
 0300054016 BR08616500 Cabin B-5 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  On Roof - Dead limbs and  9/22/2005 
 and large quantities of dry vegetation  pine needles 
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054000 BR08600700 Glen Iris Inn PMC 504.1 PMC 504.1 All plumbing fixtures shall be  Plumbing Leak in basement -  9/26/2013 
 properly installed and maintained in  3 inch copper drain near  
 working order, and shall be kept free from  water softners 
 obstructions, leaks and defects 
 0300054019 BR08619500 Cabin D-1 FC 603.6.1  FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  5/12/2011 
 inspection, are found to be without a flue  required and report provided  
 liner and have open mortar joints or are  to CEO and repairs made as  
 cracked  which permit smoke and gases to  required. 
 0300054023 BR08623400 Cabin C-6 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054023 BR08623300 Cabin C-4 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
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 0300054007 BR08607300 Cabin C-18 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054007 BR08607200 Cabin C-17 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054007 BR08607100 Cabin C-16 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054023 BR08623800 Cabin C-14 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054006 BR08606600 Cabin C-11 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054006 BR08606500 Cabin C-10 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054006 BR08606000 Cabin C-5 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054023 BR08623600 Cabin C-12 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054005 BR08605600 Cabin C-1 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054023 BR08623700 Cabin C-13 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 Monday, February 03, 2014 Page 17 of 26 



 Park CIP Building  Fixed Asset  Building Name Code Viol  Code Violation Text lookup Code Violation Details Date Viol 1st Date    
 Number Number Number     cited corrected 

 0300054000 BR08600900 Comfort Station - Museum PMC 605.1 PMC 605.1 All electrical equipment, wiring Extension cord running  
  and appliances shall be properly installed  through the wall used to  
 and maintained in a safe and approved  power a soda machine. Cord  
 manner. plugged into a GFI in the  
 0300054000 BR08600900 Comfort Station - Museum PMC 605.1 PMC 605.1 All electrical equipment, wiring Men's side - North hand dryer  9/26/2013 
  and appliances shall be properly installed  not working 
 and maintained in a safe and approved  
 manner. 
 0300054000 BR08600700 Glen Iris Inn FC 605.3 FC 605.3 A working space of not less than  Electric panels blocked 9/26/2013 
 30 inches (762 mm) in width, 36 inches  
 (914 mm) in depth and 78 inches (1981  
 mm) in height shall be provided in front of  
 0300054000 BR08600700 Glen Iris Inn FC 906 FC 906 Portable fire extinguisher not  Portable extinguishers not  9/26/2013 
 maintained, inspected or proper records  inspected monthly and so  
 kept. noted on inspection tag. 

 0300054000 BR08600400 Food Concession - Upper  PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Large amount of dry  
 Falls and large quantities of dry vegetation  vegetation and heavy moss  
 which by reason of their proximity to  covering on the roof 
 buildings or structures would constitute a  
 0300054000 BR08600400 Food Concession - Upper  PMC 403.2 PMC 403.2 Every bathroom and toilet room Employee bathroom needs  
 Falls  shall comply with the ventilation  mechanical ventilation 
 requirements for habitable spaces as  
 required by Section 403.1, except that a  
 0300054000 BR08600400 Food Concession - Upper  PMC 605.1 PMC 605.1 All electrical equipment, wiring GFI outlets required under the unknown 
 Falls  and appliances shall be properly installed   counter next to sink 
 and maintained in a safe and approved  
 manner. 
 0300054004 BR08604900 Park House G-19  FC 906.7 FC 906.7 Portable extinguishers not  Extinguisher in the living  7/23/2013 
 Maplewood properly mounted room setting on the floor.   
 Wrong bracket 

 0300054005 BR08605500 Recreation Building FC 906.3 FC 906.3 Distance to an extinguisher  Only one extinguisher. Needs  5/14/2013 
 exceeds 75 feet 2nd extinguisher as building  
 is over 75' long. 

 0300054010 BR08610700 Shower - Toilet  Loop 100 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Pine needles on the roof 5/14/2013 
 and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
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 0300054005 BR08605800 Cabin C-3 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054001 BR08601900 Garage - Park Police FC 906 FC 906 Portable fire extinguisher not  Fire Extinguisher with a 2005  9/26/2013 
 maintained, inspected or proper records  tag.  Extinguisher should be  
 kept. checked year of MFG.  If ok  
 new inspection tag attached. 
 0300054019 BR08619500 Cabin D-1 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Dry vegetation on roof 9/26/2013 
 and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054018 BR086187900 Restaurant - Lower Falls PMC 605.1 All electrical equipment, wiring Electric Panel by Mens  9/25/2013 
  and appliances shall be properly installed  Bathroom Missing breaker  
 and maintained in a safe and approved  needs blank cover 
 manner. 
 0300054018 BR08618500 Comfort Station - Lower  PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Dry vegetation on roof 9/25/2013 
 Falls Lower Area and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054018 BR08618400 Comfort Station - Lower  PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Dry vegetation on roof 9/25/2013 
 Falls Upper Area and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054018 BR08618300 Bathhouse - Lower Falls PMC 605.1 PMC 605.1 All electrical equipment, wiring Electric outlet in Westsuit/Life  9/25/2013 
  and appliances shall be properly installed  Jacket Roon missing cover  
 and maintained in a safe and approved  plate. 
 manner. 
 0300054016 BR08616200 Cabin B-2 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Dry vegetation on roof 9/25/2013 
 and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054016 BR08616600 Cabin B-6 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Dry vegetation on roof 9/25/2013 
 and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054016 BR08616000 Shower/Toilet Bldg -  PMC 605.1 PMC 605.1 All electrical equipment, wiring Electric Panel is missing a  5/14/2013 
 Cabin Area B  and appliances shall be properly installed  breaker. Need a blank cover 
 and maintained in a safe and approved  
 manner. 
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 0300054011 BR08611900 Eddy's Picnic Shelter PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Pine Needles and dry leaves  9/25/2013 
 and large quantities of dry vegetation  collected in roof valley(s)  
 which by reason of their proximity to  should be removed. 
 buildings or structures would constitute a  
 0300054023 BR08623000 Misc Equip Bldg Wood  FC 906.1 FC 906.1 Portable fire extinguisher not  Fire Extinguisher should be  9/26/2013 
 Splitter provided or installed where necessary. provided at this structure 

 0300054023 BR08623500 Cabin C-15 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054002 BR08602900 Park House G22 - Stone  PMC 604.3 Electrical system hazards.  Upstairs Bathroom - GFI will  10/29/2013 
 House Where an electrical system in a structure  not test or reset - faulty 
 constitutes a hazard to the occupants or the 
  structure because of inadequate service,  
 BR08611100 0300054011 Shower - Toilet  Loop 500 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Large quantity of pine  5/14/2013 
 and large quantities of dry vegetation  needles on the roof 
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054001 BR08601600 Park House G21 -  PMC 605.1 All electrical equipment, wiring Downstairs Bathroom - GFI  10/29/2013 
 Caroline's Cottage  and appliances shall be properly installed  Outlet receptacle is loose in  
 and maintained in a safe and approved  wall box. 
 manner. 
 0300054001 BR08601600 Park House G21 -  PMC 605.1 All electrical equipment, wiring Upstairs Bedroom - Ceiling  10/29/2013 
 Caroline's Cottage  and appliances shall be properly installed  Light - lens cover missing -  
 and maintained in a safe and approved  bare bulb. 
 manner. 
 0300054001 BR08601600 Park House G21 -  FC 906 Portable fire extinguisher not  Portabe Fire Extinguishers are 10/29/2013 
 Caroline's Cottage maintained, inspected or proper records   NOT being inspected on a  
 kept. monthly basis.  Inspection tag  
 not initialed and dated. 
 0300054001 BR08601600 Park House G21 -  PMC 304.10 PMC 304.10 Every exterior stairway, deck,  Rear Porch - structural corner  10/29/2013 
 Caroline's Cottage porch and balcony, and all appurtenances  posts and siding deteriorated.  
 attached thereto, shall be maintained   Foundation is failing.  Porch  
 structurally sound, in good repair, with  needs to be replaced with  
 0300054024 BR08624200 Cabin C-9 FC 901.6 FC 901.6 Fire detection, alarm and  Smoke Alarm Not working  12/5/2013 
 extinguishing systems shall be maintained  properly - low volume alarm  
 in an operative condition at all times, and  warning 
 shall be replaced or repaired where  
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 0300054024 BR08624200 Cabin C-9 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054024 BR08624100 Cabin C-8 FC 901.6 FC 901.6 Fire detection, alarm and  Smoke Alarm is not working 12/5/2013 
 extinguishing systems shall be maintained  
 in an operative condition at all times, and  
 shall be replaced or repaired where  
 0300054024 BR08624100 Cabin C-8 PMC 605.1 PMC 605.1 All electrical equipment, wiring GFI Outlet on Porch Missing  12/5/2013 
  and appliances shall be properly installed  cover plate and weatherproof  
 and maintained in a safe and approved  cover 
 manner. 
 0300054024 BR08624100 Cabin C-8 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054024 BR08624000 Cabin C-2 FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguisher  12/5/2013 
 maintained, inspected or proper records  needs to checked Monthly  
 kept. and Noted on Inspection  
 Card. 
 0300054002 BR08602900 Park House G22 - Stone  505.3 505.3 Water supply system shall be  Water service pipe entering  10/29/2013 
 House installed and maintained to provide a  basement to pressure tank is  
 supply of water to plumbing fixtures,  not secured to basement wall  
 devices and appurtenances in sufficient  with brackets. 
 0300054001 BR08601300 Pinewood Lodge FC 906.1 FC 906.1 Portable fire extinguisher not  Portable Fire Extinguishers  8/1/2011 
 provided or installed where necessary. are NOT being inspected on a 
  monthly basis and tag  
 initialed. 
 0300054016 BR08616900 Cabin B-9 FC 603.6.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  3/20/2011 
 inspection, are found to be w/o a flue liner  required and report provided  
 and have open mortar joints, or are  to CEO and repairs made as  
 cracked, which allow smoke or gases to be  required. 
 0300054016 BR08616800 Cabin B-8 FC 60306.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  3/30/2011 
 inspection, are found to be w/o a flue liner  required and report provided  
 and have open mortar joints, or are  to CEO and repairs made as  
 cracked, which allow smoke or gases to be  required. 
 0300054016 BR08616600 Cabin B-6 FC 603.6.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  3/30/2011 
 inspection, are found to be w/o a flue liner  required and report provided  
 and have open mortar joints, or are  to CEO and repairs made as  
 cracked, which allow smoke or gases to be  required. 
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 0300054016 BR08616100 Cabin B-1 FC 603.6.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  3/30/2011 
 inspection, are found to be w/o a flue liner  required and report provided  
 and have open mortar joints, or are  to CEO and repairs made as  
 cracked, which allow smoke or gases to be  required. 
 0300054019 BR08619600 Cabin D-2 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Dry vegetation on roof 9/26/2013 
 and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054019 BR08619600 Cabin D-2 FC 603.6.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  5/12/2011 
 inspection, are found to be without a flue  required and report provided  
 liner and have open mortar joints or are  to CEO and repairs made as  
 cracked  which permit smoke and gases to  required. 
 0300054009 BR08609100 Maintenance - Quonset  PMC 605.1 PMC 605.1 All electrical equipment, wiring In Breakroom - Extension  7/22/2011 
 Bldg  and appliances shall be properly installed  cords should be replaced with  
 and maintained in a safe and approved  new elecrical outlets 
 manner. 
 0300054004 BR08604400 Administration - Visitor  FC 1028.3 FC 1028.3 Obstructions.  A means of egress Basement- Means of egress  8/24/2011 
 Center  shall be free from obstructions that would  75% blocked by accumualtion 
 prevent its use, including the accumulation   of items in hallway  outside  
 of snow and ice. boiler room leading to 2nd  
 0300054001 BR08601500 Park House -  FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguishers  8/1/2011 
 LauterBrunnen maintained, inspected or proper records  are NOT being inspected on a 
 kept.  monthly basis and tag  
 initialed. 
 0300054002 BR98602900 Park House G22 - Stone  FC 906 FC 906 Portable fire extinguisher not  Portable Fire Extinguishers  8/1/2011 
 House maintained, inspected or proper records  are NOT being inspected on a 
 kept.  monthly basis and tag  
 initialed. 
 BR08611000 0300054011 Shower - Toilet  Loop 400 PMC 305.3 PMC 305.3 All interior surfaces shall be  Water boiler room door will  5/14/2013 
 maintained in good, clean and sanitary  not cloe and lock 
 condition. Peeling, chipping, flaking or  
 abraded paint shall be repaired, removed  
 0300054002 BR08602200 Misc Equip Bldg Pole  PMC 605.1 PMC 605.1 All electrical equipment, wiring GFI Outlet mounted on Pole  8/1/2011 
 Barn N of  Wash bay  and appliances shall be properly installed  near Fire Extinguisher not  
 and maintained in a safe and approved  working. Will not test. 
 manner. 
 0300054017 BR08617200 Cabin B-12 FC 603.6.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  3/30/2011 
 inspection, are found to be w/o a flue liner  required and report provided  
 and have open mortar joints, or are  to CEO and repairs made as  
 cracked, which allow smoke or gases to be  required. 
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 0300054001 BR08601300 Pinewood Lodge PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Dry vegetation on roof -limbs  8/1/2011 
 and large quantities of dry vegetation  leaves needles in valleys and  
 which by reason of their proximity to  gutters 
 buildings or structures would constitute a  PARKS TASK! 
 0300054008 BR08608400 Comfort Station -  PMC 305.6 PMC 305.6 Interior doors and hardware  Toilet Stall doors womens  5/30/2012 
 Highbanks North maintained side missing slide latch  
 assembly 

 0300054004 BR08604800 Contact Station - Perry  PMC 605.1 PMC 605.1 All electrical equipment, wiring Electric Outlet at Counter  6/19/2012 
 Entrance  and appliances shall be properly installed  overloaded - Suggest  
 and maintained in a safe and approved  relocating an unused outlet to 
 manner.  a location near west door. 
 0300054004 BR08604800 Contact Station - Perry  PMC 403.2 PMC 403.2 Every bathroom and toilet room Bathroom Does not have  6/19/2012 
 Entrance  shall comply with the ventilation  window that opens or  
 requirements for habitable spaces as  mechanical Ventilation -  
 required by Section 403.1, except that a  install mechanical ventilation 
 0300054008 BR08608800 Bath House - Highbanks  PMC 305.3 PMC 305.3 All interior surfaces shall be  Acoustic Ceiling Tiles missing 6/19/2012 
 Pool maintained in good, clean and sanitary   in Office and First Aid Room 
 condition. Peeling, chipping, flaking or  
 abraded paint shall be repaired, removed  
 0300054008 BR08608800 Bath House - Highbanks  PMC 605.1 PMC 605.1 All electrical equipment, wiring Light Fixture Lifeguard Lunch  6/19/2012 
 Pool  and appliances shall be properly installed  Room Broken 
 and maintained in a safe and approved  
 manner. 
 0300054008 BR08608800 Bath House - Highbanks  PMC 605.1 PMC 605.1 All electrical equipment, wiring Light Fixture Lifeguard Lunch  6/19/2012 
 Pool  and appliances shall be properly installed  Room Closet Broken 
 and maintained in a safe and approved  
 manner. 
 0300054019 BR08619100 Picnic Shelter - Barracks  PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Sticks and Limbs on roof 5/3/2012 
 Ground and large quantities of dry vegetation  
 which by reason of their proximity to  
 buildings or structures would constitute a  
 0300054007 BR08607300 Cabin C-18 PMC 603.1 PMC 603.1Mechanical appliances.  All  Wood Stove-Deteriorated,  3/30/2011 
 mechanical appliances, fireplaces, solid  Unlisted, not installed  
 fuel-burning appliances, cooking  correctly - unsafe. Cloth  
 appliances and water heating appliances  curtains too close to wood  
 0300054007 BR08607200 Cabin C-17 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl. boilers,  Wood Stove-Deteriorated,  3/30/2011 
 htg. equip., elec. wiring or device, flam. liq. Unlisted, not installed  
  containers or other equip. on the premise  correctly - unsafe. Cloth  
 or in structure in disrepair or cond. that such cutains too close to wood  
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 0300054001 BR08601500 Park House -  PMC 605.1 PMC 605.1 All electrical equipment, wiring Kitchen GFI Outlet above  8/1/2011 
 LauterBrunnen  and appliances shall be properly installed  countertop - Center Outlet -  
 and maintained in a safe and approved  not wired correctly -faulty 
 manner. 
 0300054008 BR08608200 Comfort Station -  PMC 605.1 PMC 605.1 All electrical equipment, wiring Women's side ceiling light  5/30/2012 
 Highbanks South  and appliances shall be properly installed  missing lens 
 and maintained in a safe and approved  
 manner. 
 0300054007 BR08607100 Cabin C-16 PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl. boilers,  Wood Stove-Deteriorated,  3/30/2011 
 htg. equip., elec. wiring or device, flam. liq. Unlisted, not installed  
  containers or other equip. on the premise  correctly - unsafe. Cloth  
 or in structure in disrepair or cond. that such curtains too close to wood  
 BR08611100 0300054011 Shower - Toilet  Loop 500 PMC 304.13 PMC 304.13 Windows, skylights and door  Glazing cracked and taped 5/14/2013 
 frames not maintained. 

 0300054011 BR08611400 Shower - Toilet Loop 800 PMC 305.1 PMC 305.1 The interior of a structure and  Men's side shower  5/14/2013 
 equipment therein shall be maintained in  deteriorated @ floor. 
 good repair, structurally sound and in a  
 clean and sanitary condition. 
 0300054005 BR08605400 Comfort Station Camper  PMC 504.1 PMC 504.1 All plumbing fixtures shall be  7/1/2013 
 Center properly installed and maintained in  
 working order, and shall be kept free from  
 obstructions, leaks and defects 
 0300054000 BR08600400 Food Concession - Upper  FC 906.7 FC 906.7 Portable extinguishers not  ABC Extinguisher and a K  6/27/2013 
 Falls properly mounted Type Extinguisher not  
 mounted - setting on the floor  
 in back area. 
 0300054009 BR08609000 Garage at House G-17 PMC 302.7 PMC 302.7 All accessory structures,  Siding on garage deteriorated 4/17/2012 
 including detached garages, fences and   to point of replacement  
 walls, shall be maintained structurally  needed 
 sound and in good repair. 
 0300054008 BR08608600 Food Concession  Water Temp at Sink behind serving counter Water Temp at Sink behind  
 Highbanks Pool Snack Bar  was 110 degrees. serving counter was 130  
 degrees. 

 0300054000 BR08600700 Glen Iris Inn PMC 605.1 PMC 605.1 All electrical equipment, wiring Attic Area - Emergency Light  5/3/2012 
  and appliances shall be properly installed  not secure-light hanging by  
 and maintained in a safe and approved  wiring.Emergency Lighting  
 manner. not required because of  
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 0300054008 BR08608000 Pincic Shelter - Highbanks PMC 304.4 PMC 304.4 Structural Members not  Top Plate Beam rotted near  5/30/2012 
  Open maintained or damaged. cooking grille end - laminated 
  roof beam dropped 2 inches 

 0300054008 BR08608100 Picnic Shelter - Highbanks PMC 302.3 PMC 302.3 Sidewalks and driveways.  All  Portions of former metal  5/30/2012 
  North sidewalks, walkways, stairs, driveways,  downspouts in sidewalk area  
 parking spaces and similar areas shall be  sould be removed and walk  
 kept repaired and maintained free from  patched 
 0300054017 BR08617000 Cabin B-10 FC 603.6.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  3/30/2011 
 inspection, are found to be w/o a flue liner  required and report provided  
 and have open mortar joints, or are  to CEO and repairs made as  
 cracked, which allow smoke or gases to be  required. 
 0300054008 BR08608100 Picnic Shelter - Highbanks PMC 304.15 PMC 304.15 All exterior doors, door  Exterior Door near Cooking  5/30/2012 
  North assemblies and hardware shall be  Grilles bottom 6 inches is  
 maintained in good condition. Locks at all  deteriorated. Door should be  
 entrances to dwelling units, rooming units  replaced 
 0300054017 BR08617100 Cabin B-11 FC 603.6.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  3/30/2011 
 inspection, are found to be w/o a flue liner  required and report provided  
 and have open mortar joints, or are  to CEO and repairs made as  
 cracked, which allow smoke or gases to be  required. 
 0300054003 BR08603900 Carpenter Shop FC 1903.2 FC 1903.2 Dust control. Equipment or  Commercial dust control  10/11/2012 
 machinery located inside buildings which  system should be installed  
 generates or emits combustible dust shall  and properly discharged for  
 be provided with an approved dust  all sawing and sandin  
 0300054003 BR08603900 Carpenter Shop FC 906.6 FC 906.6 Extinguisher obscured from view  Fire Extinguisher midway into  10/11/2012 
 or blocked shop is partially blocked 

 0300054001 BR08601800 Garage near  PMC 605.1 PMC 605.1 All electrical equipment, wiring Lamps not Protected 8/17/2012 
 Lauterbrunnen  and appliances shall be properly installed  
 and maintained in a safe and approved  
 manner. 
 0300054009 BR08609600 Garage Near  PMC 107.1.2 PMC 107.1.2 Unsafe equip. incl. boilers,  Unlisted Wood Stove Not  7/16/2012 
 BR08609700 (Now  htg. equip., elec. wiring or device, flam. liq. Installed Correctly per MFG  
 Storage)  containers or other equip. on the premise  instructions. Not Inspected in  
 or in structure in disrepair or cond. that such 2013 
 0300054009 BR08609600 Garage Near  PMC 605.1 PMC 605.1 All electrical equipment, wiring Old Wiring and wiring  7/16/2012 
 BR08609700 (Now   and appliances shall be properly installed  disconnected should be  
 Storage) and maintained in a safe and approved  checked and removed  Not  
 manner. Inspected in 2013 
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 0300054005 BR08605000 Camping Maintenance -  FC 904.6.1 FC 904.6.1 System test. Fire Suppression System not  7/16/2012 
 Misc Equip Bldg Systems shall be inspected and tested for  inspected and tested every 6  
 proper operation at 6-month intervals. months. 
 Last inspection date October  
 0300054002 BR08602900 Park House G22 - Stone  PMC 605.1 Res Code E3903.12 Closet Lighting - Bare  Bare Lamp in Downstairs  4/17/2012 
 House Lamp not allowed. Need new light  Closet. 
 incandescent or fluorescent fixture with  
 lamp protected. Incandescent 12 inches to  
 0300054017 BR08617500 Cabin B-15 FC 603.6.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  3/30/2011 
 inspection, are found to be w/o a flue liner  required and report provided  
 and have open mortar joints, or are  to CEO and repairs made as  
 cracked, which allow smoke or gases to be  required. 
 0300054017 BR08617400 Cabin B-14 FC 603.6.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  3/30/2011 
 inspection, are found to be w/o a flue liner  required and report provided  
 and have open mortar joints, or are  to CEO and repairs made as  
 cracked, which allow smoke or gases to be  required. 
 0300054017 BR08617300 Cabin B-13 FC 603.6.1 FC 603.6.1 Masonry chimneys that, upon  Chimney inspection is  3/30/2011 
 inspection, are found to be w/o a flue liner  required and report provided  
 and have open mortar joints, or are  to CEO and repairs made as  
 cracked, which allow smoke or gases to be  required. 
 BR08611000 0300054011 Shower - Toilet  Loop 400 PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Large quantity of pine  5/14/2013 
 and large quantities of dry vegetation  needles and vegetation on  
 which by reason of their proximity to  the roof. 
 buildings or structures would constitute a  
 0300054010 BR08610700 Shower/Toilet Camp Loop PMC 307.1.1 PMC 307.1.1 Combustible waste, refuse  Accumualtion of Dead Pine  5/16/2012 
  100 (A) and large quantities of dry vegetation  Needles on roof - must be  
 which by reason of their proximity to  removed 
 buildings or structures would constitute a  
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2013 GENESEE REGION - PATRON AND EMPLOYEE COMPLAINT REPORT  

DATE LOCATION DESCRIPTION OF REPAIR REPAIR COMPLETED BY
  
HAMLIN BEACH STATE PARK

6/19/2013 Bathhouse Door off hinges  Re-hung door with new hinges D.,Scharping
7/6/2013 Camping Contact Station Interior door not working properly Repaired Lockset T. Flesch
8/7/2013 Camping Loop D-2 Shower Bldg Vegetation on roof Trimmed tree limbs Josh

10/3/2013 Contact Station Trees are too close to siding Trimmed cedar trees Cliff Burch
12/5/2013 Park Office Shingles loose at peak Repaired as required Josh

12/10/2013 Pole Barn Vegetation touching roof and eaves Trimmed tree limbs Cliff Burch

LAKESIDE BEACH STATE PARK
9/26/2013 Contact Station Door problem in mens bathroom Repaired -installed new hinges T. Rowland
9/27/2013 Camping Loop A Shower Bldg Handicapped Shower - grab bars removed Reinstalled with new grab bars T. Rowland

LETCHWORTH STATE PARK
4/19/2013 Giftshop Light needs to be checked. Repaired Ballast Brian Arnold
5/3/2013 A-18 Bathroom heater will not shut off New switch installed Kent Cartwright
5/4/2013 Gazebo @ M Jemison Monument Loose log about to fall down Replace log back in spot and rescrewed it Neil Hesse

down fixed railing on backside loose
5/3/2013 Visitor Center Threshold at front dooR - chipmunk chewed hole Replaced door sweep Neil Hesse
5/10/2013 Dam Restaurant Roof shingles missing Replaced several shingles Neil Hesse

Central Stores Roof Leaking Replaced several roof boards and reshingles portion Neil Hesse
5/20/2013 D-4 Doors would not lock Tightened up strike plate for latch Kent Cartwright
5/20/2013 B-15 Bathroom screen is ripped Repaired Screen Kent Cartwright
5/27/2013 D-10 Heatr doesn't work flipped breaker back on Kent Cartwright
6/21/2013 Wolf Creek Ripped screen women's door replaced with new screen Kent Cartwright
6/24/2013 B-16 Screen door needs to be looked at latch doesn't lock put a new latch on door Neil Hesse
6/24/2013 Middle Falls Comfort Station Door falling off hinges Replaced Hinges Neil Hesse
7/8/2013 B-19 Inside Door lock broken Repaired door lock Jonathan Zubek
7/18/2013 Visitor Center Front Door handle on right side loose - outside Tightened Screws Neil Hesse
7/25/2013 Water Treatment Cabin Area E Door not closing properly Replaced Door Strike Kevin Granger
8/10/2013 D-2 Roof needs taring around chimney Caulked around chimney Tom Kwiecien
8/10/2013 Upper St. Helena Mens side Needs new ballast on light replaced ballast Tom Kwiecien
9/22/2013 D-5 Smoke detector does not test   Replaced Smoke Detector Brian Arnold
10/22/22013 A-2 Lights not working Replaced bathroom light fixture Brian Arnold
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Reporting Year: 2013
19NYCRRPART1204

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

STATE AGENCY ANNUAL REPORT
Uniform Code Administration and Enforcement

GENERAL INFORMATION

Name of State Agency: NYS Office of Parks, Recreation & Historic Preservation

Mailing Address PO Box 247 Babylon, NY 11702

This Report is being submitted by:

|~~ Entire Agency (X" Campus, Region or Division on behalf of the agency's primary code coordinator

If the form is being completed for anything other than the entire agency, please describe the Campus, Region or Division(be specific):

Long Island Region

If form is being completed for anything other than the entire agency, has/will form be submitted to Central Agency:

Name of Primary Agency Code Coordinator:

Title of Primary Agency Code Coordinator:

Code Official NYDOS Certification #:

Yes

Phone Number: E-mail Address:

NUMBER OF BUILDINGS WITHIN CUSTODY OF THIS AGENCY

1. Total number of buildings within the custody of this State Agency for reporting year 2013:

2. Total number of buildings within the custody of this State Agency for reporting year 2012:

ADDITIONAL INFORMATION/COMMENTS

578

578

(8)- Direct Replacement -Lifeguard Shacks B/P#2013-1032
(3)- Direct Replacement- Umbrella Shacks- B/P# 2013-1033
(10) Attendant Booths- B/P#2013-1034

•Due to Super Storm Sandy

DOS-1883 (09/09)

pricej
Text Box
Long Island



STANDARDS AND CODES

Reporting Year: 2013

19NYCRRPART1204
UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES
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State Agency: NYSOPRHP/LI REGION

3. List all construction permits, code compliance certificates, and temporary approvals for occupancy which were issued or received
by the State Agency preparing this Report during the calendar year covered by this Report, and indicate which permits, certificates
and temporary approvals were still valid on December 31 of the calendar year covered by this Report:

[X Check here if this list is included or continued on attached sheet[s]

Permit. Certificate or Approval

B/P#2013-1000-Jones Beach- Bandshell Office Renovation

B/P#2013-1001 - Jones Beach/Nikon Theatre-Box Office Storm Restoration

B/P#2013-1002-Planting Fields-Temporary Structure/Movie Set

B/P#2013-1003-Sunken Meadow-Kitchen Renovation

B/P#2013-1004- Jones Beach/Nikon Theatre Orchestra Seating Storm Restoration

B/P#2013-1005-Bethpage-Bridal Suites Renovation

B/P#2013-1006-Jones Beach/Nikon Theatre-Switchgear Storm Restoration

B/P#2013-1007-Jones Beach/W. Bathhouse Construct New Elevator

B/P#2013-1008-Jones Beach/W.Bathhouse-Building /Facility Restoration

B/P#2013-1009-Jones Beach/Nikon Theatre-Upper Level Seating Storm Restoration

B/P#2013-10010-Jones Beach/Nikon Theatre -Mechanical Equipment Room Storm Restoration

B/P#2013-1011 -Jones Beach/Nikon Theatre -Door Restoration

B/P#2013-1012-Jones Beach/Nikon Theatre-Bldg. A &C Storm Restoration

B/P#2013-1013- Jones Beach/Nikon Theatre-Boardwalk/Site- Storm Restoration

B/P#2013-1014-Jones Beach/ Nikon Theatre-Main Stage-Storm Restoration

B/P#2013-1015-Jones Beach/ Nikon Theatre-Elevator-Storm Restoration

B/P#2013-1016-Bethpage-Polo Field-Replacement Scoreboard

B/P#2013-1017-Montauk Downs- Bar Renovation

Valid on December 31

No

No

No

No

No

No

No

Yes

Yes

No

No

No

No

No

No

No

No

Yes

DOS-1883 (09/09)
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Permit, Certificate or Approval

B/P#2013-1018- Jones Beach/Nikon Theatre-Concession Storm Restoration

B/P#20 13-1019- Jones Beach/West Bathhouse-Flag Pole

B/P#2013-1020-Robert Moses-Kitchen Renovation

B/P#2013-1021-Bethpage-Tennis Dome Replacements

B/P#2013-1022-Connetquot-Grist Mill Restoration

B/P#2013-1023- Jones Beach/Nikon Theatre-VIP Suite Alterations

B/P#2013-1024- Hither Hills- Deck Addition

B/P#2013-1025-Montauk Downs-Clubhouse Banquet Room Alterations

B/P#2013-1026-Heckscher-Temporary Stage Structure

B/P#201 3-1 027-Belmont-Bathroom Renovation

B/P#2013-1028-Caumsett- Winter Cottage Renovations

B/P#2013-1029-Montauk Downs- Miscellaneous Interior Alteration at Clubhouse

B/P#2013-1030- Wildwood- Kitchen Renovation

B/P#2013-1031- Caleb Smith-Brick Walkway Patio Replacement

B/P#2013-1032- J/B, R/M, Heckscher- (8) Lifeguard Shacks

B/P#2013-1033- Jones Beach- (3) Umbrella Shacks

B/P#2013-1034- Jones Beach (10) Attendant Booths

B/P#2013-1035-Sunken Meadow- Starter Booth/Caddy Shack

Valid on December 31

No

Yes

No

No

Yes

No

Yes

Yes

No

No

No

Yes

No

Yes

No

No

No

Yes



19NYCRRPART1204
UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

Print Form

STANDARDS AND CODES

Reporting Year: 2013

STATE AGENCY ANNUAL REPORT
Uniform Code Administration and Enforcement

Page 3 Of 7
State Agency: NYSOPRHP/LI REGION

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report

|>< Check here if this list is included or continued on attached sheet[s]

Date of Inspection Building or Structure Inspected

OctSO, 2013

Dec 19, 2013

BAYARD CUTTING ARBORETUM- Carriage Garage (2 Car)

BAYARD CUTTING ARBORETUM- Carriage Garage (8 Car)

BAYARD CUTTING ARBORETUM- Carriage House

BAYARD CUTTING ARBORETUM-Cow Barn- Education Center

BAYARD CUTTING ARBORETUM-Fertiiizer Shed

BAYARD CUTTING ARBORETUM-Gasoline Storage Shed

BAYARD CUTTING ARBORETUM- Gate Booth

BAYARD CUTTING ARBORETUM- Gazebo

BAYARD CUTTING ARBORETUM- Main Mansion-Annex

BAYARD CUTTING ARBORETUM- Main Mansion

BAYARD CUTTING ARBORETUM- (3) Maintenance Area Sheds

BAYARD CUTTING ARBORETUM- Pump House

BAYARD CUTTING ARBORETUM- Westbrook Golf Museum

BAYARD CUTTING ARBORETUM- Wood Shed

BELMONT LAKE PARK- Babylon HQ Building

BELMONT LAKE PARK- Birch Pavilion

BELMONT LAKE PARK- Boat Basin Vault

BELMONT LAKE PARK- Boat House

BELMONT LAKE PARK- Comfort Station

DOS-1883 (09/09)



19NYCRRPART1204
UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(1 of 13)
State Agency: QPRHP/L1 Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected

12/19/13 BELMONT LAKE PARK (Cont.)
Main Concession
Maintenance Garage
Maintenance Fuel Storage Bui ld ing
Maple Pavilion
North Comfort Station
Oak Pavilion

} Pine Pavilion
Summer Office Building
VUF Contact Station

12/5/13 BETHPAGE PARK
Annex
Black Course Maintenance Shed
Black Course Starter Booth
Black Course Refreshment Stand
Blue Course Maintenance Shed
Blue Course Starter Booth
Clubhouse
Clubhouse Maintenance Shed
Driving Range Shed
Driving Range Storage Building
Environmental Center
Golf Cart Rental Barn
Golf Cart Maintenance Office
Green Course Maintenance Shed
Green Course Starter Booth
Green Course Pump House
Green Course Refreshment Stand
Maintenance Garage
Maintenance Machine Shop
Maintenance Trades Shop
Pesticides Storage Shed
Picnic Area Comfort Station
Police Headquarters
Polo Field Comfort Station
Rain Shelters



19 NYCRR PART 1204
UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(2 of 13)
State Agency: OPRHP/LI Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected

12/5/13 BETHPAGE PARK (Cont.)
Red Course Pump House
Red Course Starter Booth
Red Course Comfort Station
Seed Storage Shed
Tennis Bubble #1
Tennis Bubble #2

} Tennis Maintenance Office
Tower Pump House
USGA Storage
Yellow Course Starter Booth
Yellow Course Pump House

12/20/13 BRENTWOOD PARK
Comfort Station

Announcer's Booth
Maintenance Building

12/18/13 BRQOKHAVEN PARK
Picnic Pavilion (2)

11/20/13 CALEB SMITH PARK
BOCES Classroom
Barn
Blacksmith Shop
BOCES Storage Bldg.
Feed House
Incubator House
Museum- Main House
Maintenance Barn
North Toll Booth
Open Wood Shed
Outdoor Learning Lab
Seed Shed
South Seed Shed
South Tool Booth
Storage Shed #1
Storage Shed #2



19 NYCRR PART 1204
UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(3 of 13)
State Agency: OPRHP/LI Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected

11/20/13 CALEB SMITH PARK (Cont.)
Storage Shed #3
Wildlife Holding Pen

1/17/13 CAPTREE PARK
Bait Station
Boat Basin Comfort Station
Boat Basin Concession Bldg.

, Boat Basin Vault
Concession Storage Bldg.
Dock Shed
East Vault
East Gazebo
Gas Dock Booth
Gas Shack
Maintenance Bldg.
Well Bldg. (#2)
Overlook Concession Bldg
Overlook Vault
Pump Out Bldg.
South Toll Booth
North Toll Booth
Water Treatment Plant Bldg.
Well Bldg. (#3)
Well House
West Dock Van It
West Gazebo

10/16/13 CAUMSETT HISTORIC PARK
1711 House/Museum
B u l l P e n # l
Bull Pen #2
Calf Barn
C larks Garage
Corn Crib
Crews Quarters
Dairy Barn



NYCRR PART 1204
UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(4 of 13)
State Agency: QPRHP/L1 Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected
10/16/13 CAUMSETT HISTORIC PARK (Cont.)

Falcon Shed
Field Mansion
Garage Weir Barn
Girls Cottage

| Green House
Kennel
Lower Barn
Main House Garage
Manure Shed .
Powerhouse Garage
Stable Residence
Stallion Box Stall
Storage Bldg. I & Storage Bldg. II
Summer Cottage
Superintendent's Cottage
Visitors' Kiosk
VUF Booth
Winter Cottage
Yellow Barn Stable/Arena

12/26/13 COLD SPRING HARBOR LIBRARY
1/8/13 CONNETQUOT RIVER PARK/PRESERVE

Administration Bldg.
Carpenter's Shop
Grist Mil l
Hatchery Comfort Station
Hatchery Shanty
Hatchery Toro Shed
Hatchery Bldg.
Ice House
Main Garage
Pump House
Store House/Garage
VUF Booth
Wells Nature Center/Storage



NYCRR PART 1204
UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(5 of 13)
State Agency: OPRHP/LI Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected
1/14/13 HECKSCHER PARK

Attendant Booth
Bathhouse/Refreshment Stand
Camp Comfort Station (Field #1)
Comfort Station (Field #2 Thru Field #6)
Concession Bldg. (Field #1)
Deer'Pavilion
Deer Range Pavilion
Equipment Storage Barn
Hollin's House
New Shop
Office
Old Shop __
Pesticide Storage
Picnic Pavilion
Pool- Concession
Pool- Office
Pump House- S/C Water Tower
Pump House-

___ SPIF Office
Trooper Barn/Storage
Transformer Vault Field #3. #4. #6
Umbrella Shack
West Beach- Aide (Field #6)
West Beach- Lifeguard Shack (Field #6)

11/21/13 HEMPSTEAD LAKE PARK
Carousel Bldg.
Comfort Station (Field #3 & Field #4)
Comfort Station Storage
Fuel Station
Gate House
Lakewood Stable Trailer
Maintenance Bldg.
Misc. Equipment Bldg.
New Toll Booth
Park Police Bldg.



NYCRR PART 1204
UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(6 of 13)
State Agency: OPRHP/LI Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected

11/21/13 HEMPSTEAD LAKE PARK (Cont.)
Pavilion
Picnic Pavilion
Refreshment Station
Tool Booth (Field #2)

9/30/13 JONES BEACH PARK
Meadowbrook Toll Plaza
W/E Program Bldg.
W/E #2 Lifeguard Shack
W/E VUF Booths
W/E Gazebo
W/E Marina Concession Bldg./Comfort Station
W/E Marina Vault
W/E #1 & W/E #2 Comfort Stations
W/E #1 & W/E #2 Electric Vaults
W/E #2 Concession
Police Garage - (5) Bay
Police Garage- (7) Bay
Police Barracks
T/R Nature Center
Administrative Office
Administrative Shed
Administrative VUF Booth
Arts & Crafts Bldg.
BWR Entrance Booth
Carpenter Shed
Central Mall Concession
Central Mall Lifeguard Shack
Central Mall Lifeguard Storage
Central Mall Storage Bldg.
Commissary- Field #10
East Bathhouse Landscape Shed
East Ball Field
East Bathhouse
East Bathhouse Lifeguard Shack
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UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(7 of 13)
State Agency: OPRHP/L1 Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.
Date of Inspection Building or Structure Inspected

9/30/13 JONES BEACH PARK (Cont.)
East Bathhouse Umbrella Shack
East Bathhouse Vault
East Playground Gazebo
Field 5A Police Building
Far Bay Food Concession
Fertilizer Shed
Field #1- Concession/Comfort Station
Field #1-Vault
Field #1- Lifeguard Shack
Field #2- Concession/Comfort Station
Field #2- VUF Booth
Field #2- Vault
Field #2 Lifeguard Shack
Field #4 VUF Booth
Field #5A- Vault
Field #6- Captain's Shack
Field #6 Concession/Comfort Station
Field #6 VUF Booth
Field #10- Pesticide Storage
Field #10 West Pesticide Storage
Field #4 Pump House
Field #4 Vault
Field #5- North Vault
Field #5 South Vault
Field #10-Bait Shop
Field #1-Vault
Filter Plant
Fort Benedict
Field #10-Gas Station
Golf Course Shed
High Hill Nursery
Field #10-Loading Dock
Field #10-Storage House
Theatre- Bui ld ing A Concession
Theatre- Building B Concession
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UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(8 of 13)
State Agency: OPRHP/LI Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected

9/30/13 JONES BEACH PARK (Cont.)
Theatre- Building C Concession
Theatre - Generator Bldg.
Theatre- Main State & Tunnel
Theatre- Box Office
Theatre- Boathouse
Theatre- Stadium
Lifeguard Shack #6
Lifeguard Storage
Lifeguard Shed
Lumber Storage Shed #1
Lumber Storage Shed #2
Machine Shop Storage
Maintenance Pesticide Shed
Maintenance Storage Shed- East
Mason Shed
Mason Storage Shed- West
Mini Golf Booth
Music Band Shell
Parkway Shed
Pitch & Putt Booth
Playground Shed
Pump House
Records Shed
Sewage Plant/Chlorine Bldg.
Sewage Plant/Digestor Bldg.
Sewage Plant/Greenhouse
Sewage Plant/Treatment Bldg.
Spray Shed
Tractor Shed
Wantagh Gas Station
Wantagh Toll Plaza
Wantagh Pump House
Water Tower
WBH- Lifeguard Storage
WBH- Umbrella Shack
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Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(9 of 13)
State Agency: OPRHP/LI Region

4. List all fire safety inspections conducted within bui ldings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected

9/30/13 JONES BEACH PARK (Cont.)
WBH-VUF Booth
Well #3
Well #4
West Ball Field- Vault
West Ball Field
West'Bathhouse
West Bathhouse- Landscape Shed
West Bathhouse- Lifeguard Shack
West Games- Booth
West Games- Vault
West Playground Gazebo
Zach's Bay- Gazebo
Zach's Bay- Comfort Station
Zach's Bay - Concession
Zach's Bay- Lifeguard Shack
Zach's Bay- Umbrella Shack

10/29/13 MONTAUK DOWNS PARK
Clubhouse
Chemical Storage
Food Concession
Maintenance Building
Pool Filter Building
Pool Booth
Pump House #1
Pump House #5
Starter Shack
Tennis Bldg.

11/26/13 NISSEOUOGUE RIVER PARK
Administration Bldg.
Auto Repair/Maintenance Bldg.
Pump House

10/17/13 PLANTING FIELDS ARBORETUM/HISTORIC PARK
Annex
Arboretum Center
Auto Storage Shed
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UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(10 of 13)
State Agency: OPRHP/LI Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected

10/17/13 PLANTING FIELDS ARBORETUM/HISTORIC PARKfCont.)
Camila Greenhouse
Carriage House
Children's Playhouse
Coe Mansion
Comfort Station
EntrV Kiosk
Field Comfort Station
Ground Maintenance Shop
Ground Maintenance Shed
Hay Barn- Visitor Center
Horticultural Conference Center
Main Greenhouse
Chemical Storage Shed
Manor House
Mushroom House
Poly Greenhouse
Pump House
Root Cellar
Storage/Carpentry Shop
Teahouse
Tool Shed

1/24/13 ROBERT MOSES PARK
Administration/Police Bldg.
Bait Station
Concession/Comfort-Field#2
Concession/Comfort- Field #3
Concession/Comfort-Field #4
Concession/Comfort-Field #5
Vault- Field #2
Vault-Field #3
Van It-Field #4
Vault- Field #5
Golf Clubhouse
Golf Storage/Tractor Shed
Lifeguard Shack Field #2
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UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(11 of 13)
State Agency: QPRHP/LI Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected

1/24/13 ROBERT MOSES PARK (Cont.)
Lifeguard Shack Field #3
Lifeguard Shack Field # 4
Lifeguard Shack Field #5
Night Watch Booth
Parkway Vault
Pesticide Storage Shed#l
Pesticide Storage Shed # 2
Police Trailer
Pump House #1
Shelter # 3
Umbrella Shack-Field #4
Umbrella Shack-Field #5
VUF Booth-Field # 4
VUF Booth - Field # 3
VUF Booth- Field # 4
VUF Booth- Field # 5

_ VUF Booth- Field # 5
VUF Booth-Field # 3
VUF Booth- Field # 1
VUF Booth- Field # 1
VUF Booth- Field # 2
Water Tower Room
Water Treatment Plant

11/26/13 SUNKEN MEADOW PARK
Blue Barn/Pump Station

Boathouse Shed
BOCES- Learning Center
Driving Range Shed
East Vault
East Lifeguard Shack
East Orchard Concession
Concession - Field # 3
Golf Cart Storage Shed
Golf Clubhouse
Golf Gas Shed
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UNIFORM CODE: ADMINISTRATION & ENFORCEMENT BY STATE AGENCIES

Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
(12 of 13)
State Agency: QPRHP/LI Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected

11/26/13 SUNKEN MEADOW PARK (Cont.)
Golf Maintenance Bldg.
Main- Bathhouse
Main- Comfort Station
Main- Concession/Bathhouse
Main- Lifeguard Shack
Maintenance Bldg.
Maintenance Gas Shed
Toll Plaza
West Bathhouse- Wedding Pavilion
West Van It
West Orchard Comfort Station

11/21/13 VALLEY STREAM PARK
Administrative Office
Comfort Station
Maintenance Building
New Comfort Station
Old Food Concession
Picnic Pavilion
Recreation/Picnic Bldg.
Storage Building

12/26/13 WALT WHITMAN HISTORIC SITE
Residence- Museum
Interpretive Center
Post & Beam Barn
Shed

12/18/13 WILDWOQD PARK
Administration Bldg.
Attendant Toll Booth
Bathhouse
Camp Store
"E" Section- Comfort Station
Estate Garage
Generator/Filter Shed
Guard House
Main Maintenance Bldg.
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Uniform Code Administration and Enforcement

Reporting Year: 2013 Page 3 of 7 (Cont.)
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State Agency: OPRHP/L1 Region

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing
this Report during the calendar year covered by this Report.

Date of Inspection Building or Structure Inspected

12/18/13 WILDWOOD PARK (Cont.)
Old Pump House
Picnic Area- Comfort Station
Picnic Area- Concession
Radio Shed
Round House- Comfort Station
Tick'House- Brookhaven Park Manager Office
Tractor Shed/Pump House
"T" Section- Comfort Station
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UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

STATE AGENCY ANNUAL REPORT
Uniform Code Administration and Enforcement

Print Form

Page 4 Of 7

State Agency: NYSOPRHP/LI REGION

5. List all code violations within the State Agency's buildings or structures which were discovered during the calendar year
covered by this Report and which were not corrected within 60 days of their discovery, and indicate the current status of
each such violation:

I~ Check here if this list is included or continued on attached sheetfs]

Date of Discovery: Building or Structure Violation (s) Discovered Current Status

Date of Inspection Park-Bldg.# Violation(s) Discovered Current Status

Jan 10, 2013

Mar 4, 2013

Apr 3, 201 3

Apr 9, 2013

Apr 23, 2013

Apr 25, 201 3

May 3, 201 3

JuM9,2013

Aug2, 2013

Aug28, 2013

Sep4,2013

Oct 1,2013

Nov29, 2013

Dec 16, 2013

BelmontLake-LI-06

Nissequogue River- LI-78

Caumsett Historic- LI-79
i

Bayard Arboretum-LI-10

Bethpage-LI-64

Caleb Smith-LI-49

Caumsett Historic- LI-88

Robert Moses-LI-20

Robert Moses-LI-21

Planting Fields Arboretum-LI-47

BelmontLake-LI-01

Connetquot River- LI-47

Heckscher-LI-76

Bayard Arboretum- LI-1 2

N/A Completed

N/A Completed

N/A Completed

N/A Completed

N/A Completed

Assorted Building Maintenance Pending

N/A Completed

N/A Completed

N/A Completed

Assorted Building Maintenance Pending

N/A Completed

Assorted Property Maintenance Pending

Assorted Property Maintenance Pending

N/A Completed

DOS-1883 (09/09)
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STATE AGENCY ANNUAL REPORT
Uniform Code Administration and Enforcement

Print Form

Page 5 Of 7

State Agency: NYSOPRHP/L1 REGION

6. Provide a statement of a plan to correct each violation which is listed in the preceding section and which remains
uncorrected:

[~~ Check here if this list is included or continued on attached sheet[s]

ALL CODE VIOLATIONS OBSERVED AND NOTED ARE SITED IN
INSPECTION REPORTS PREPARED AT TIME OF INSPECTION.
FOLLOW-UP COMPLIANCE INSPECTIONS PERFORMED AS REQUIRED.

7. List all code related complaints made or received by the State Agency preparing this Report during the calendar year
covered by this Report, and the disposition of each such complaint

[X Check here if there were no complaints

l~ Check here if this list is included or continued on attached sheetfs]

Complaint

N/A

Disposition

DOS-1883 (09/09)
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UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

STATE AGENCY ANNUAL REPORT
Uniform Code Administration and Enforcement

Print Form

Page 6 Of 7

State Agency: NYSOPRHP/LI REGION

8. List all changes during the calendar year covered by this Report in the list of the buildings or portions of buildings which
the State Agency preparing this Report occupies, uses, maintains, or operates and which are within its custody:

(x Check here if there were no changes

[~ Check here if this list is included or continued on attached sheetfs]

Building or Portion of Building Added to or removed from list

N/A

DOS-1883 (09/09)
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19NYCRRPART1204
UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

STATE AGENCY ANNUAL REPORT
Uniform Code Administration and Enforcement

Print Form

Page 7 Of 7

State Agency: NYSOPRHP/LI REGION

9. List all changes during the calendar year covered by this Report in the list of the buildings or portions of buildings which
the State Agency preparing this Report occupies, uses, maintains, or operates and which are (i) within the custody of
another State Agency or (ii) subject to code enforcement by the authority responsible for enforcement in the particular
municipality where the building is located:

|~~ Check here if this list is included or continued on attached sheet[s]

Building or Portion of Building Nature of and reason for change
(e.g., removed from list because this State Agency no longer occupies, uses,
maintains or operates this building or portion of building)

N/A

DOS-1883 (09/09)
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New York State Department of State  
Division of Building Standards and Codes 

99 Washington Avenue, Suite 1160 
Albany, NY 12231 

Ph:(518)-474-4073  FAX:(518)-486-4487 
www.dos.ny.us

                                                                                    GENERAL INFORMATION

Name of State Agency:

Mailing Address

This Report is being submitted by:

 Entire Agency Campus, Region or Division on behalf of the agency's primary code coordinator 

If  the form is being completed for anything other than the entire agency, please describe the Campus, Region or Division(be specific):

If form is being completed for anything other than the entire agency, has/will form be submitted to Central Agency:

Name of Primary Agency Code Coordinator: 

Title of Primary Agency Code Coordinator :

Code Official NYDOS Certification #:

Phone Number: E-mail Address:

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

NUMBER OF BUILDINGS WITHIN CUSTODY OF THIS AGENCY

1. Total number of buildings within the custody of this State Agency for reporting year 2013: 

2. Total number of buildings within the custody of this State Agency for reporting year 2012: 

DOS-1883     ( 09/09) 

Reporting Year:   2013

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

ADDITIONAL INFORMATION/COMMENTS

OPRHP - Niagara Region

Prospect Park PO Box 1132 Niagara Falls, NY 14303

This form is being completed for the Niagara Region and will be submitted to the Agency Code Coordinator

Yes

Lawrence Palaski

Manager Capital Programs

0406-7071B

518-474-0433 lawrence.palaski@parks.ny.gov

258

258

Print Form

INFO FOR NIAGARA REGION ONLY! 
Two new buildings were constructed in 2013, but the projects are still open and a Certificate of Occupancy has not been issued 
for either building as of the date this report was compiled.  The new buildings will be included in the number of buildings count 
on next year's report.

pricej
Text Box
Niagara Region
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State Agency:

   Check here if this list is included or continued on attached sheet[s]

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

3. List all construction permits, code compliance certificates, and temporary approvals for occupancy which were issued or received 
by the State Agency preparing this Report during the calendar year covered by this Report, and indicate which permits, certificates 
and temporary approvals were still valid on  December 31 of the calendar year covered by this Report:

Permit, Certificate or Approval Valid on December 31

DOS-1883      ( 09/09)

STATE AGENCY ANNUAL REPORT 
Uniform Code Administration and Enforcement

OPRHP

Print Form

Building Permit for new comfort station construction at Evangola State Park No

Building Permit for new comfort station at Golden Hill State Park No

Certificate of occupancy for concessionaire office space at Niagara Falls State Park Yes



4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing 
this Report during the calendar year covered by this Report

Building or Structure Inspected

  Check here if this list is included or continued on attached sheet[s]
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State Agency:Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

Date of Inspection

DOS-1883      ( 09/09)

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

SEE ADDITIONAL SHEETS FOR LIST

OPRHP

Print Form



Park Building Name Date inspected

Knox Farm State Park Bull Shed 7/23/2013

Knox Farm State Park Dairy Barn 7/23/2013

Knox Farm State Park
Fiber Studio/ Old Farm Office

7/23/2013

Knox Farm State Park Garage (Guest House) 7/23/2013

Knox Farm State Park Garage (Main House) 7/23/2013

Knox Farm State Park
Gas Meter Bldg (Main Hse Complex)

7/23/2013

Knox Farm State Park
Guest House (437 F Buffalo Road)

7/23/2013

Knox Farm State Park Heifer Barn 7/23/2013

Knox Farm State Park Machine Shop 7/23/2013

Knox Farm State Park
Milk House/Visitor Ctr/Comfort Station

7/23/2013

Knox Farm State Park Pool House 7/23/2013

Knox Farm State Park
Residence (503 Buffalo Road)

7/23/2013

Knox Farm State Park Sheep Barn/Audubon Ctr 7/23/2013

Knox Farm State Park Show Barn 7/23/2013

Knox Farm State Park Storage Building 7/23/2013

Knox Farm State Park Stucco Garage Sw 7/23/2013

Beaver Island State Park Central Comfort Station 11/15/2013

Beaver Island State Park Comfort Station 11/15/2013

Beaver Island State Park Commission House 2/1/2013

Beaver Island State Park Coverall Storage Building 11/15/2013

Beaver Island State Park East Comfort Station 11/15/2013

Beaver Island State Park Garage-Park Manager 11/15/2013

Beaver Island State Park Garage-Riverlea Residence 11/15/2013

Beaver Island State Park Golf Cart Maintenance 11/15/2013

Beaver Island State Park Golf Course Comfort Sta 11/15/2013

Beaver Island State Park Golf Maint. East 11/15/2013

Beaver Island State Park
Golf Rest. Comfort Station

11/15/2013

Beaver Island State Park Harbor Master Bldg 11/15/2013

Beaver Island State Park Park Maintenance 11/15/2013

Beaver Island State Park Riverlea Historic Residence 11/15/2013

Beaver Island State Park Sledding Hill Contact 11/15/2013

Beaver Island State Park Toll Booth East 11/15/2013

Big Six Marina Marina Service Bldg. 11/15/2013

DeVeaux Woods State Park Comfort Station 12/18/2013

DeVeaux Woods State Park Kenan/Castellani Building 12/18/2013

DeVeaux Woods State Park
Maintenance Building (Gymnasium)

12/18/2013

DeVeaux Woods State Park
Mess Hall Foundation (Utilities)

12/18/2013

Devil's Hole State Park Comfort Station 12/18/2013

Evangola State Park Bath House 8/28/2013

Evangola State Park Cabin 8/28/2013

Evangola State Park Camp Registration 8/29/2013

Evangola State Park Comfort Station 8/28/2013

Evangola State Park Comfort Station 8/28/2013

Evangola State Park Comfort Station East 8/28/2013

Evangola State Park
Garage (Residence Park Superint)

8/28/2013

Evangola State Park Maintenance 8/28/2013

Evangola State Park Recreation Bldg 8/28/2013

Reporting Year: 2013
STATE AGENCY ANNUAL REPORT Uniform Code Administration and Enforcement 1 of 3



Evangola State Park Res. Park Superintendent 8/28/2013

Evangola State Park
Shed (Residence Park Superint)

8/28/2013

Evangola State Park Showers/Campground 8/28/2013

Fort Niagara State Park Bath House 9/13/2013

Fort Niagara State Park Beach Comfort Station 9/13/2013

Fort Niagara State Park
Boat Launch Comfort Station

9/13/2013

Fort Niagara State Park Comfort Station/South 9/13/2013

Fort Niagara State Park
Comfort Station/Warming House

9/13/2013

Fort Niagara State Park Concession Building 9/13/2013

Fort Niagara State Park Contact Station South End 9/13/2013

Fort Niagara State Park Garage Lighthouse Keeper 9/13/2013

Fort Niagara State Park
Garage Res.Park Super/Bed & Break

9/13/2013

Fort Niagara State Park Nature Center 9/13/2013

Fort Niagara State Park Res. Park Superintendent 9/13/2013

Fort Niagara State Park
Residence Lighthouse Keeper

9/13/2013

Fort Niagara State Park Storage 9/13/2013

Fort Niagara State Park Wash Rack 9/13/2013

Niagara Falls State Park Administration Building 12/18/2013

Niagara Falls State Park Cave Of The Winds Elevatr 12/18/2013

Niagara Falls State Park Contact Station (East) 12/18/2013

Niagara Falls State Park
Electric Building (Footbridge/Historic)

12/18/2013

Niagara Falls State Park
Lower Comfort Station/Storage

12/18/2013

Niagara Falls State Park Lower-Ticket Booth/Office 12/18/2013

Niagara Falls State Park
Niagara Gorge Discovery Ctr

12/18/2013

Niagara Falls State Park Observation Tower 12/18/2013

Niagara Falls State Park
Souvenir/Comfort/Maid Of The Mist Office

12/18/2013

Niagara Falls State Park
Top Of The Falls Restaurant

12/18/2013

Niagara Falls State Park
Trail Head Bldg/Comfort Station

12/18/2013

Niagara Falls State Park Visitors Building 12/18/2013

Old Fort Niagara 
Archaeology Collections Bldg

9/13/2013

Old Fort Niagara Bakehouse Bldg 9/13/2013

Old Fort Niagara Comfort Station Bldg 9/13/2013

Old Fort Niagara French Castle Bldg 9/13/2013

Old Fort Niagara Gate Of 5 Nations Bldg 9/13/2013

Old Fort Niagara Lighthouse 9/13/2013

Old Fort Niagara North Redoubt Bldg 9/13/2013

Old Fort Niagara Officers Club Bldg 9/13/2013

Old Fort Niagara 

Old Fort Maintenance/Garage Bldg#97

9/13/2013

Old Fort Niagara Powder Magazine Bldg 9/13/2013

Old Fort Niagara 
Provisions Storehouse Bldg

9/13/2013

Old Fort Niagara South Redoubt Bldg 9/13/2013

Old Fort Niagara 
Staff Changing Area/Storage

9/13/2013

Old Fort Niagara Trading Post Bldg 9/13/2013

Old Fort Niagara Visitor Center Bldg 9/13/2013

Reporting Year: 2013
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Reservoir State Park Maintenance 12/18/2013

Whirlpool State Park
Comfort Station/Nature Ctr

12/18/2013

Reporting Year: 2013
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State Agency:

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

5. List all code violations within the State Agency’s buildings or structures which were discovered during the calendar year 
covered by this Report and which were not corrected within 60 days of their discovery, and indicate the current status of 
each such violation: 

  Check here if this list is included or continued on attached sheet[s]

Date of Discovery: Building or Structure Violation (s) Discovered Current Status

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

OPRHP

Print Form



  Check here if this list is included or continued on attached sheet[s]

6. Provide a statement of a plan to correct each violation which is listed in the preceding section and which remains 
uncorrected:

7. List all code related complaints made or received by the State Agency preparing this Report during the calendar year 
covered by this Report, and the disposition of each such complaint 

  Check here if this list is included or continued on attached sheet[s]

Complaint Disposition

DOS-1883      ( 09/09)

  Check here if there were no complaints
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State Agency:

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

Building or Portion of Building Added to or removed from list

  Check here if there were no changes

8. List all changes during the calendar year covered by this Report in the list of the buildings or portions of buildings which 
the State Agency preparing this Report occupies, uses, maintains, or operates and which are within its custody:

DOS-1883     ( 09/09)

  Check here if this list is included or continued on attached sheet[s]

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

OPRHP
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State Agency:

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

Building or Portion of Building

  Check here if this list is included or continued on attached sheet[s]

9. List all changes during the calendar year covered by this Report in the list of the buildings or portions of buildings which 
the State Agency preparing this Report occupies, uses, maintains, or operates and which are (i) within the custody of 
another State Agency or (ii) subject to code enforcement by the authority responsible for enforcement in the particular 
municipality where the building is located:

DOS-1883      ( 09/09)

Nature of and reason for change  
(e.g., removed from list because this State Agency no longer occupies, uses, 
maintains or operates this building or portion of building)

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

OPRHP

Print Form



ABOUT THIS FORM  
  
Each State Agency that has not been granted an exemption under 19 NYCRR Section 1204.15 is required to prepare an 
annual report that includes the following information: 
  

(1) the name and address of the State Agency, the name and address of the State Agency’s code coordinator, and 
the name(s) and address(es) of the State Agency’s code compliance manager(s), if any; 
  
(2) a list of all construction permits, code compliance certificates, and temporary approvals for occupancy which were 
issued or received during the preceding year along with an indication of which permits, certificates and temporary 
approvals were still valid on the preceding December 31st; 
  
(3) a list of all fire safety inspections conducted within buildings or structures in the custody of the State Agency; 
  
(4) a list of all code violations within the State Agency’s buildings or structures which were not corrected within 60 
days of their discovery; 
  
(5) a statement of the current status of the violations noted in paragraph (4) and a plan to correct any such violations 
still uncorrected; 

  
(6) a list of all code related complaints and their disposition; 

  
(7)any changes in the list of the buildings or portions of buildings which the State Agency occupies, uses, maintains, 
or operates and which are within its custody; and  
  
(8) any changes in the list of the buildings or portions of buildings which the State Agency occupies, uses, maintains, 
or operates and which are (i) within the custody of another State Agency or (ii) subject to code enforcement by the 
authority responsible for enforcement in the particular municipality where the building is located. 

  
   The report must be completed by February 1 of each year, and must include the information pertaining to the preceding 
calendar year.  Each State Agency must notify the Department of State of the Agency’s completion of its annual report 
within 30 days after completion.  
  
This form is provided as a courtesy of the Secretary of State of the State of New York, to assist State Agencies in fulfilling 
their Annual Report requirements pursuant to 19 NYCRR Part 1204.  Use of this form is optional, but may be used to 
satisfy their Annual Report obligation. State Agencies may instead use other forms, where acceptable to  the Secretary of 
State, to fulfill their Annual Report obligations.

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

Print Form
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April 2013-March 2014 FY Inspection Report  
 

Bayswater State Park 
 
Inspection of the facility was done in conjunction with Juan Moreno on Feb. 25, 2014. 
The following were observed and necessary action required noted. 
 
 
Sunset Lodge: 

1. No access to interior of building. 
 
2. Front and Rear porch dilapidated. 
Action Required: Repair front and rear porch 

 
Comment: Building remains boarded up with limited access. Portion of first floor is being 
used for storage and supplies. Interior floors and cellar remain in broom clean swept 
condition. Front porch remain dilapidated with temporary steel struts for shoring. 
 
Park Ground: 

1. Lots of loose debris, sharp objects, and metal pieces along the shore line. 
2. Shore line is eroding and unstable. 
3. Hours of Operation posting sign ineligible. 
4. Front entrance flooded. 
 

 
Action Required: Remove loose debris, sharp objects, and metal pieces from shore line. 
Stabilize eroding shore. Replace “hours of Operation” sign with a legible one. Repair 
entrance to eliminate or reduce flooding. 
  
 
 
GENERAL REQUIREMENT 
Make necessary repair and or take necessary action(s) within forty-five (45) days to 
address the above violations. Furnish response to me in writing specifying actions and 
remedy taken.  
 
 
 
 
 
Prepared By: 
Casimir Agbi, PE  
Code Enforcement Officer 
Feb. 26, 2014 



April 2013-March 2014 FY Inspection Report 
 

Clay Pit Pond State Park Preserve 
 
Inspection of the facility was done in conjunction with Juan Moreno on Feb. 28, 2014. 
The following were observed and necessary action required noted. 
 
 
Main Office Building, 83 Nielson St, S.I  

Building is in good condition. However, the following conditions were observed: 
1. About 40 ft of fascia is deteriorating. 
Action Required: Repair or replace deteriorating fascia. 
2. Exterior walls have paint peelings. 
Action Required: Scrape and paint exterior walls. 
3. Higher roof drain leaders terminating on lower roof in which lower roof gutter 

gets overwhelmed and flooded. This in turn leads to spill on wall. 
Action Required: Extend leaders in higher roof directly to the ground. 
4. Rear exit door do not readily open; it requires effort to open.  
Action Required: Repair/adjust door. 
5. Inner Office, 1st flr: Paint peeling in ceiling. 

Action Required: Scrape and paint. 
6. 1st Fl: portable fire extinguisher near stove not mounted. 

Action Required: Mount extinguisher. 
7. Locker Room: Ceiling has paint peeling. 
Action Required: Scrape and paint ceiling. 
8. 1st Fl hallway, near exit door: No smoke detector on its base. 

Action Required: Install smoke detector.  
9. Smoke detector in ceiling of cellar not in place.  
Action Required: Install smoke detector. 
10. Furnace/Boiler in basement: drain line from pressure relief valve not properly 

terminated. 
Action Required: Extend drain line to near floor level (about 2 to 4 inches above 
floor level). 
11. Emergency light in stair well to cellar failed test. 
Action Required: Repair or replace emergency light. 
12. Shop: electric fan on wall has improper spliced wire. 

Action Required: Replace wire. 
 

 
 
 
Police Office Building, next to Main Office: 
Building is in good condition. However, the following were observed: 

1. Railing at Entrance: Left side railing loose. 
Action Required: Secure lose railing.  



2. Furnace (boiler) in cellar has drain line from pressure relief valve not properly 
terminated.  

Action Required: Extend drain line to near floor level (about 2 to 4 inches above 
floor level). 
3. Back door does not readily open. 
Action Required:  Repair back door so that it can easily be opened from the interior. 
 

 
 
 
 247 Sharrotts Rd, Police Officer Jamie’s Residence: 
 

1. Railing at front entrance: Right side railing is shaking. 
Action Required: secure loose railing. 

2. Furnace in cellar: Pressure relief valve has no vertical drain pipe. 
Action Required: Install drain pipe on pressure relief valve. 

3. Cellar: No smoke detector on base in ceiling. 
Action Required: Install smoke detector. 

4. Cellar: Light bulb don’t light. 
Action Required: replace light bulb. 

5. 2nd Floor: No smoke and carbon monoxide detector on its base. 
Action Required: Install a smoke/carbon monoxide detector. 

 
 
Note: Building is clean and well maintained. A new oil furnace was installed. 
 
Nature Center 
1. No record of sprinkler inspection and test. 
Action Required: Perform routine inspection and yearly sprinkler test using a qualified 
and certified plumber. 
2. No record of yearly backflow preventer test. 
Action Required: Perform yearly backflow preventer test using a qualified and certified 
plumber. 
3. Emergency light in Mechanical Room failed test. 
Action Required: Repair or replace emergency light. 
 
254 Sharrotts Rd, Claire’s Residence:  
Observed house is empty and no one living in it. 
-    Building doors and windows not boarded. 
-    Building under renovation 
-    There is no smoke detector in living room area  
-    Two gas cylinders on exterior of building not chained 
 
Action Required: Replace smoke detector and chain together the two outdoor gas 
cylinders.   
 



221 Sharrots Rd (bldg in front of the Nature Bldg) 
-Building is unoccupied. Doors and windows have no boarding over it. 
- Rodent infested including presence of raccoon. 
Action Required: Place board securely over windows and doors, and perform 
extermination and or pest control of rodents. 
 
3044 Arthur Kill Road, Chris’ Residence: 
- One portable fire extinguisher on 2nd floor not mounted 
- Platform over well not firm. 
 
Action Required: Mount portable fire extinguisher and replace platform over well in the 
compound. 
 
 
 
2876 Arthur Kill Road (Garricki Farm) 
 
Main House: 

1. House under renovation; Observed scraped wall and some walls have new paint 
on it. 

2. Basement wall has opening in it. 
3. Pressure relief valve has no drain line attached to it. 
4. All entrance doors and the door to the basement have dead bolts it. 
5. Front door has lock with keys in the interior. 

 
Action Required: Seal opening in basement wall, install drain line on the pressure relief 
valve, remove dead bolts from doors, and replace lock on the front door with lock that 
don’t use key from the interior (the lock must be readily openable from the inside 
without the use of key). 
 
 
GENERAL REQUIREMENT 
Make necessary repair and or take necessary action(s) within forty-five (45) days to 
address the above violations. Furnish response to me in writing specifying actions and 
remedy taken.  
 
Prepared By: 
Casimir Agbi, PE  
Code Enforcement Officer 
Mar 6, 2104 



April 2013-March 2014 FY Inspection Report 
 

East River State Park 
Inspection of the facility was done in conjunction with Juan Moreno on Feb. 25, 2014. 
The following were observed and necessary action required noted here under: 
 
Plumbing; 

1. Backflow prevention devices have no current inspection certificate or records. 
Action Required: Inspect and tag devices and furnish inspection certificate or 
record to Code Enforcement Officer 

Trailer Office: 
 

Use of trailer as an office  is being discontinued. Parks’ office has moved into an 
office space in adjacent new building owned by NYC Parks - Bushwick Inlet Park, 86 
Kent Ave. 
Noted that the new office space has a window which opens into vehicle park and 
loading area. Advise staff of the possibility of carbon monoxide from vehicle exhaust 
making it into the office.  
Request NYS Park to post a “NO IDLING OF VEHICLE” sign 
                                                                                                                                                                        

Trailer Storage: 
1. Electrical cord in conduit is rubbing the edge of steel conduit at point of entrance 

within the trailer. 
Action Required: Install rubber bushing on edge of conduit. 
2. Gasoline tank with gasoline in it not stored in inflammable cabinet. 

Action Required: Store gasoline tank in gasoline cabinet on site. 
 
Park Ground: 

1. Lots of loose debris, sharp objects, and metal pieces along the shore line. 
Action Required: Remove loose debris, sharp objects, and metal pieces from 
shore line. Install a fence along shore line to safe guard Park patrons and staff. 

2. Shore line is eroding and unstable. 
Action Required: Stabilize eroding shore. 

3. Concrete slabs have numerous cracks and spalls creating a trip hazard. 
Action Required: Repair cracks and spalls. 

4. Outdoor electrical outlets: two outlets have no covers. 
Action Required: Install covers. 

 
GENERAL REQUIREMENT 
Make necessary repair and or take necessary action(s) within forty-five (45) days to 
address the above violations. Furnish response to me in writing specifying actions and 
remedy taken.  
 
Prepared By: 
Casimir Agbi, PE  
Code Enforcement Officer 
Feb. 26, 2014. 



April 2013-March 2014 FY Inspection Report 
 

Gantry Plaza State Park 
 
Inspection of the facility was done in conjunction with Juan Moreno on Feb. 25, 2014. The 
following were observed and necessary action required noted here under: 
 
Main Office: 

1. Propane tanks (3 nos) stored on table in office 
Action Required: Remove tanks and properly store tanks outside. 

2. BBQ grill with propane tanks stored inside restroom. 
Action Required: remove BBQ grill with its tanks from restroom and store same outside 
at least 30 feet from building. 

3. Smoke detector in office failed test. 
Action Required: Replace smoke detector. 

4. Two portable fire extinguishers have expired inspection tag. 
Action Required: inspect extinguishers and tag. 

5. Exit door to exterior in restroom is blocked with items and has dead bolt on it. 
Action Required: removed items and maintain unobstructed access. Removed dead bolt 
from door. 

6. No certificate of occupancy posted or provided on request. 
Action Required: Furnish certificate of occupancy or compliance. 

 
Concession Stand: 

- The building was closed and not operational during visit. 
Action Required: 
Submit a copy of the Certificate of Occupancy or certificate of compliance showing the 
building classification, its use, and that building is safe and certified to be occupied. 
 
Sport Field: 
The maintenance building attached to the sport field was inspected and the following noted: 
1. Water Main Room: Only one installed electric heater was observed working. Heat trace 

on sprinkler and backflow preventer was not working. 
Action Required: Check heater on days and nights when outdoor temperature is at or 
below freezing. Install a log sheet to document such visit. Also install an alternate source 
of heating and or repair heat trace. 

2. Backflow preventer devices have no inspection certificates /reports and tags. 
Action Required: Inspect devices using qualified personnel (plumbing contractor) and 
furnish certificate or reports to the Code Enforcement Officer. 

 
GENERAL REQUIREMENT 
Make necessary repair and or take necessary action(s) within forty-five (45) days to address the 
above violations. Furnish response to me in writing specifying actions and remedy taken.  
 
Prepared By: 
Casimir Agbi, PE  
Code Enforcement Officer 
Feb. 26, 2014 



April 2013-March 2014 FY Inspection Report 
 

Roberto Clemente State Park 
 
Inspection of the facility was done together with Juan Moreno on March 12, 2014. The 
following were observed and necessary action required noted there under: 
 
General 
 

 About 80% of the Portable fire extinguishers park wide have expired tags. 
Action Required: Inspect portable fire extinguishers and place a valid tag 
after inspection. 

 Submit records of fire alarm test. 
 Submit records of fire alarm drill. 

 
Others: 
 

1. South end of Gym: three (3) soda machines are not connected to a GFIC outlet. 
Action Required: Install GFIC electrical outlets. 
2. South end of Gym: One electric outlet box and conduit is hanging loose.   
Action Required: Secure conduit and electrical outlet box to the wall. 
3. Boiler Room: No “Exit Sign”.  
Action Required: Install “Exit Sign”. 
4. Bubble Room: One smoke – carbon monoxide combo detector failed test. 
Action Required: Maintain or replace detector.  
5. Hallway to Dance Rm and Bubble Rm: The emergency door to outdoor area does 

not readily open with minimal effort (door is hard to open). 
Action Required: Repair door.  
6. Recreation Manager’s Office: Office is littered with cardboard boxes on floor and 

tables. 
Action Required: Perform housekeeping. 
7. Filter Room: No portable extinguisher found on its bracket on the wall. 
Action Required: Install or put in place a portable fire extinguisher. 
8. Emergency light in hallway to Machine Shop failed test. 
Action Required: Repair or replace emergency light. 
9. Staff Ladies Locker Room: Electrical and lighting bulb combo outlet on wall used 

for microwave present an electrical hazard.  
Action Required: Install separate outlet for microwave use and eliminate combo 
outlet on wall. 
10. Staff Men’s Locker Rm: one smoke and carbon monoxide combo detector failed 

test. 
Action Required: Maintain or replace detector. 
11. Men’s Room near Game Room: One hand dryer not functioning.  
Action Required: Repair or replace hand dryer. 
12. Ladies’ Room near Game Room: Two sink faucets not functioning. 
Action Required: Repair or replace faucets. 



13. North end of Gym/Basket Ball Court: Electrical wire from snack dispensing 
machine passing under steel roller gate. 

Action Required: Remove electrical wire. 
14. Main Electrical Rm: Portable fire extinguisher not mounted.   
Action Required: Mount extinguisher. 
13. ConEdison Transformer Room: items stored in front of doors impeding access. 
Action Required: Perform housekeeping and remove items stored in front of doors. 
14. Mechanical Shop: Items stored in front of electrical panels.  
Action Required: Remove stored items and maintain at least 30 inches clearance. 
15. Mechanical Shop: One electrical extension cord has exposed wire near the end of 

the plug and another electrical extension cord has improper splice. 
Action Taken: Confiscated the two electrical extension cords and put it in the 
garbage. 
16. Mechanical Shop: Smoke and carbon monoxide combo detector failed test. 
Action Required: Maintain or replace detector. 
17. Hallway to Ricardo’s Office: One smoke detector missing from its base on the 

wall. 
Action Required: Install smoke detector. 
18. Hallway to Ricardo’s Office: Lot of items littered and stored in the hallway. 
Action Required: Perform housekeeping. 
 

 
NOTE: 
Water leaks in ceiling in numerous locations such as Gym, maintenance hallway, back 
storage room, upper floor, weight room, etc. Restaurant in upper deck and restaurant in 
lower level were closed and not in operation at time of inspection. The super storm, 
Sandy that occurred sometime in Oct. 2012 had significant impact  as the Park was under 
about 18 inches of water. Cleaning and repair work were ongoing during the inspection 
period. 
 
 
 
GENERAL REQUIREMENT 
Make necessary repair and or take necessary action(s) within forty-five (45) days to 
address the above violations. Furnish response to me in writing specifying actions and 
remedy taken.  
 
 
 
 
 
 
 
 
Prepared By: 
Casimir Agbi, PE  
Code Enforcement Officer 
March 12, 2014 



April 2013-March 2014 FY Inspection Report 
 

Riverbank State Park 
 
Inspection of the facility began Feb. 6, 2014 by Casimir Agbi and Juan Moreno. The 
following were observed and necessary action required noted there under: 
  
 
 
Parkwide: 
 
Buildings Sprinkler and stand pipe:  
Submit a recent inspection report on the entire buildings sprinkler. 
ACTION: Report upto date. 
 
 
Fire Alarm and smoke Detection System:  
Submit a recent report. The report shall show that the repair and testing were done by a 
qualified person.  
ACTION: Report on inspection upto date. 
 
Fire Hydrant: 
Submit recent report on inspection and testing of fire hydrants in the Park. 
 
Emergency Generators: 
Submit recent test and inspection report. 
 
Emergency Lights: 
Submit inspection report/log of emergency lights. 
 
 
Maintenance (Service) Building:  
 
1. Chiller Room: Trench not covered. 
Action Required: Cover trench with steel plates.  
 
2. Eye Wash Station in Bay #3 Area, Near Washing Machine: Water spray nozzles 
installed improperly in that the nozzles are facing down. 
Action Required: Install spray nozzles properly.  
 
3. Garage Bay #3: One electric outlet in power strip is burnt. Power Strip is plugged into 
an outlet.  
Action Required: Replace burnt outlet and install permanent wiring for power strip.  
 
4. Garage Bay #2: electrical extension cord spliced.  
Action Required: Replace spliced cord.  



 
5. Garage Bay #2: Table saw has no protective guard and its wire is spliced.  
Action Required: Install guard and replace wire. 
 
6. Men’s Locker Room: Hand sink not in place. 
Action Required: install a hand sink with faucet. 
 
 
 
 
Aquatic Building  

1. Men’s Locker Room: Opening in ceiling 
Action Required: Make repair to close opening in ceiling. 
 

2. Electrical Panel inside Darren’s office (conference room) has cover that is open and 
with some missing and some loose screws.. 
Action Close panel cover after replacing and securing with screws.. 
 
3. Filter Plant Room: Improper use of electrical extension cords for power feed to 
chemical feed pumps. 
Action Required: remove electrical extension cords. Use permanent wiring. 
 
4. Filter Plant Room: Eye wash station has no drain line.  
Action Required: Install drain line.  
 
5. Rails in Pool Deck: Many of the rails are not firm and are shaking.  
Action Required: Repair to make firm the rails. 
 
6.  Main Electrical Room on 2nd floor: Panel inside cover is not in placing exposing 
wires. 
Action Required: install cover. 
 
7.  Men’s Locker Room: Air return grill in ceiling is closed. 
Action Required: Open grill. 
 
8.  Men’s Locker Room: one toilet seat is broken. 
Action Required: Replace toilet seat. 
 
9.  Electrical Room in Pool Deck Area: Panel has no inside cover and one ceiling light is 
out. 
Action Required: Install cover and replace light bulb. 
 
 
 
Water Play Storage: 

1. Exit from DEP Plant is obstructed with items. 



Action Required: Perform general house keeping and remove items stored in the exit 
access. 
 
2. Electrical Panel: Items stored against control switch.  
Action Required: Remove stored items and maintain a clearance of 36 inches 
minimum.  
 
3. One portable fire extinguisher has expired tag.. 
Action Required: Inspect and tag extinguisher. 
 
 
 
 
 

Comfort Station: 
 

1. Electrical extension cord passing through door. 
Action Required: Remove electrical extension cord and install permanent wiring. 
 
2. Items stored against electrical panel. 
Action Required: Removed items and maintain some clearance around panel. 
 

 
 
Athletic Building: 
 

1. Server Room/ Storage on 2nd Floor: Opening in fire rated ceiling. 
Action Required: Close opening in ceilings to maintain fire rating.  

 
2. Emergency Light in North Stair well (AT11) failed test.                                             

Action Required: Repair or replace emergency light. 
 
3. Fitness Room: Saftey pin not in three treadmill machines. 
Action Required: Install safety pin in machines. 
 
4. Fitness Room: Crossbar machine #24, in front of mirror near south entrance, has a 

damage strap/cord. 
Action Required: Replace damage cord. 
 
5. Fitness Room: Treadmill in front of mirror (brand is Trotter by Cybex) has 

missing end covers exposing protruding bolts.  
Action Required: Install covers. 
 
6. Fitness Room: two wall mirrors are broken. 

Action Required: Replace mirrors. 
 



7. Game Room: Return air grill in ceiling dirty and covered with dusts. 
Action Required: Clean grill  

 
8. Gym: Air duct diffusers and grills under bleacher stand are dirty. 
Action Required: Clean diffusers and grills. 
 
9. Men’s Locker Room: Broken exit sign. 
Action Required: Replace exit sign. 
 
10. Men’s Locker Room: Utility box inside shower area don’t close and lock. 

Action Required: Repair or replace cover on utility box. 
 

11. Men’s Room: Return air grill is dirty with dust on it. 
Action Required: Clean grill to remove dust particles. 

 
12. Men’s Room: One sink faucet is leaking. 

Action Required: Repair or replace faucet. 
 

13. Ladies” Room: Return air grill in ceiling is dirty with dust on it. 
Action Required: Clean grill. 

 
14.  Sprinkler Room, first floor: Hatch door in ceiling is open. 
Action Required: Close and secure hatch door. 
 
15.  Fitness Room: transformer/storage room- Return grill in ceiling is dirty and 

covered with dust. Ceiling has missing tiles 
Action: Clean grill and install ceiling tiles. 
 
16.  Boiler Room: Faucet in slop sink is leaking. 
Action Required: Repair or replace faucet. 
 
17. Gym: Emergency lights (AT4, AT5) failed test. 

Action Required: Repair or replace lights. 
 

18. Gym: Electrical outlet on west wall (near middle ) has missing cover. 
Action Required: Install cover. 
 

19. Police Base 1st floor: Supply air grill closed and return air grill dirty with dust. 
Action Required: open supply duct grill and clean dirty grill. 
 

20. Police Base 1st floor: Electrical extension cord passing through ceiling. 
Action Required: Remove extension cord. 
 

 
 

 



 
 
 
Cultural Building 
 

1. Camp Office: One portable fire extinguisher has expired tag.. 
Action Required: Inspect extinguisher and tag same. 
 
2. Men’s Dressing Room (Pat’s Office): Many exposed electric bulb outlets on wall. 

Risk of electric hazard. 
Action Required: Remove unused outlet or de-energize outlets 
 
3. Revenue Office: Improper use of electrical extension cord; cord running behind 

metal shelves and cabinet. 
       Action Required: Remove extension cord and use permanent wiring.. 

 
4. Electrical Transformer Room, Door marked D131Q on 1st floor. Items including 

machine stored in front of transformer. 
Action Required: Remove machine and other items from electrical room and maintain 
at least a 36 inch clearance. 
 
5. Men’s Dressing Room: Holes in ceiling. 
Action Required: Repair to close holes in ceiling. 
 
6. Outer Office to Dep. Park Director office: Electrical Extension cord passing 

through closet door: 
Action Required: Electrical cord was being removed during inspection. 
 
7. Cultural Theater Closet: Hatch door in ceiling open. 
Action Required: Close and latch door. 
 
8. Balcony inside Cultural Theater: Items littered and not properly stored. 
Action Required: Perform house keeping. 
 

 
 
 
 
 
Skating Rink Building 
 
1.   Electrical Room at north end of building: Items stored in front of electric transformer.  
Action Required: Remove all stored items.  
 
2.   Cashier Booth: Sheet for rain collection on ceiling very close to sprinkler head. 
Action Required: Relocate or remove sheet. 



 
3.  Skating Rink Manager Office: One electric extension cord has damaged  
Action Required: Cord was removed by inspector. 
 
4. Bleacher Seating: Items littered under bleacher seats. 
Action Required: clean to remove littered items. 
 
5. Rink Occupancy Sign: Sign posting for 600 persons occupancy is fading. 
Action Required: Redo sign including the figure, 600. 
 
6.  Lock on gates in chain link fence around rink: Alarm does not sound when gates were 
opened. 
Action Required: Repair alarm. 
 
7.  Skate Shop: items stored upto ceiling without clearance from ceiling. 
Action Required: stack item properly and maintain at least a 18 inches clearance from the 
ceiling. 
 
 
 
 
Snack Bar: 
 
Snack Bar under major renovation due to change of concession operator. Construction 
permit posted. No inspection done. 
 
 
 
 
 
 
Prepared By: 
Casimir Agbi, PE 
Code Enforcement Officer 
Feb. 13, 2014 
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New York State Department of State  
Division of Building Standards and Codes 

99 Washington Avenue, Suite 1160 
Albany, NY 12231 

Ph:(518)-474-4073  FAX:(518)-486-4487 
www.dos.ny.us

                                                                                    GENERAL INFORMATION

Name of State Agency:

Mailing Address

This Report is being submitted by:

 Entire Agency Campus, Region or Division on behalf of the agency's primary code coordinator 

If  the form is being completed for anything other than the entire agency, please describe the Campus, Region or Division(be specific):

If form is being completed for anything other than the entire agency, has/will form be submitted to Central Agency:

Name of Primary Agency Code Coordinator: 

Title of Primary Agency Code Coordinator :

Code Official NYDOS Certification #:

Phone Number: E-mail Address:

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

NUMBER OF BUILDINGS WITHIN CUSTODY OF THIS AGENCY

1. Total number of buildings within the custody of this State Agency for reporting year 2013: 

2. Total number of buildings within the custody of this State Agency for reporting year 2012: 

DOS-1883     ( 09/09) 

Reporting Year:   2013

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

ADDITIONAL INFORMATION/COMMENTS

Office of Parks, Recreation & Historic Preservation

19 Roosevelt Dr, Saratoga Springs, NY 12866

Saratoga/Capital Region

Yes

268

268

Print Form

pricej
Text Box
Saratoga Region
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State Agency:

   Check here if this list is included or continued on attached sheet[s]

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

3. List all construction permits, code compliance certificates, and temporary approvals for occupancy which were issued or received 
by the State Agency preparing this Report during the calendar year covered by this Report, and indicate which permits, certificates 
and temporary approvals were still valid on  December 31 of the calendar year covered by this Report:

Permit, Certificate or Approval Valid on December 31

DOS-1883      ( 09/09)

STATE AGENCY ANNUAL REPORT 
Uniform Code Administration and Enforcement

Parks

Print Form

Grafton Lakes - Beach Comfort Station Rehabilitation Yes

John Brown Farm - Roof Rehab No

No

No

Minekill - Mid-Level Comfort Station Rehab Yes

Moreau Lake - Bathhouse Roof Rehab No

Moreau Lake - Nature Center Deck Construction Yes

Peebles Island - Bleachery Stabilization Yes

Peebles Island - Mattons Shipyard Roof Rehab No

Saratoga Spa - Hall of Springs Roof Rehab Yes

Saratoga Spa - Lincoln Bathhouse Second Floor Improvements Yes

Saratoga Spa - Roosevelt II Rehabilitation Yes

Schoharie Crossing - Maintenance Shop Rehab No

Schuyler Mansion - HVAC Rehab No



4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing 
this Report during the calendar year covered by this Report

Building or Structure Inspected

  Check here if this list is included or continued on attached sheet[s]

Page  3 0f 7
State Agency:Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

Date of Inspection

DOS-1883      ( 09/09)

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

May 23, 2013 Cherry Plain

'2013 Crailo

June 5, 2013 Crown Point

May 2, 2013 Grafton Lakes

May 30, 2013 Grant's Cottage

Jun 27, 2013 John Brown Farm

Jun 24, 2013 Johnson Hall

Jun 21, 2013 Max V. Shaul

Jun 21, 2013 Minekill

Jun 15, 2013 Moreau Lake

various Saratoga Spa

May 30, 2013 Schodack Island

May 23, 2013 Schoharie Crossing

Parks

Print Form

'2013 Schuyler Mansion

May 23, 2013 Thacher

Jun 19, 2013 Thompsons Lake



DOS-1883      ( 09/09)
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State Agency:

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

5. List all code violations within the State Agency’s buildings or structures which were discovered during the calendar year 
covered by this Report and which were not corrected within 60 days of their discovery, and indicate the current status of 
each such violation: 

  Check here if this list is included or continued on attached sheet[s]

Date of Discovery: Building or Structure Violation (s) Discovered Current Status

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

Parks

Print Form

May 1, 2013 BR172-002 Front porch deteriorating

May 1, 2013 BR172-002 Outlet cover missing in kitchen area corrected

Jun 5, 2013 BR272-008 Extension cord used for refridgerator corrected

May 2, 2013 BR055-018 Papers & books stored in stairwell corrected

May 2, 2013 BR055-024 Missing outlet cover corrected

June 21, 2013 BR096-001 Broken outlet cover corrected

Jun 15, 2013 BR100-005 Extinguisher location not labelled corrected

Jun 15, 2013 BR100-006 Attic stairs in lifeguard area cluttered corrected

Jun 15, 2013 BR100-006 Exit sign in Men's room not lit corrected

Jun 15, 2013 BR100-006 Util room elec panel missing breaker bla corrected

Jun 15, 2013 BR100-020 Fire extinguisher not mounted corrected

May 23, 2013 BR194-004 Front exit sign not lit corrected

May 1, 2013 BR195-002 Front exit sign missing corrected

May 1, 2013 BR195-002 GFI not working corrected



  Check here if this list is included or continued on attached sheet[s]

6. Provide a statement of a plan to correct each violation which is listed in the preceding section and which remains 
uncorrected:

7. List all code related complaints made or received by the State Agency preparing this Report during the calendar year 
covered by this Report, and the disposition of each such complaint 

  Check here if this list is included or continued on attached sheet[s]

Complaint Disposition

DOS-1883      ( 09/09)

  Check here if there were no complaints

Page  5 0f 7

State Agency:

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

Rehabilitation of front porch for Crailo SHS office will be addressed in a future capital project

Parks

Print Form
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State Agency:

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

Building or Portion of Building Added to or removed from list

  Check here if there were no changes

8. List all changes during the calendar year covered by this Report in the list of the buildings or portions of buildings which 
the State Agency preparing this Report occupies, uses, maintains, or operates and which are within its custody:

DOS-1883     ( 09/09)

  Check here if this list is included or continued on attached sheet[s]

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

Parks

Print Form
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State Agency:

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

Building or Portion of Building

  Check here if this list is included or continued on attached sheet[s]

9. List all changes during the calendar year covered by this Report in the list of the buildings or portions of buildings which 
the State Agency preparing this Report occupies, uses, maintains, or operates and which are (i) within the custody of 
another State Agency or (ii) subject to code enforcement by the authority responsible for enforcement in the particular 
municipality where the building is located:

DOS-1883      ( 09/09)

Nature of and reason for change  
(e.g., removed from list because this State Agency no longer occupies, uses, 
maintains or operates this building or portion of building)

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

Parks

Print Form



ABOUT THIS FORM  
  
Each State Agency that has not been granted an exemption under 19 NYCRR Section 1204.15 is required to prepare an 
annual report that includes the following information: 
  

(1) the name and address of the State Agency, the name and address of the State Agency’s code coordinator, and 
the name(s) and address(es) of the State Agency’s code compliance manager(s), if any; 
  
(2) a list of all construction permits, code compliance certificates, and temporary approvals for occupancy which were 
issued or received during the preceding year along with an indication of which permits, certificates and temporary 
approvals were still valid on the preceding December 31st; 
  
(3) a list of all fire safety inspections conducted within buildings or structures in the custody of the State Agency; 
  
(4) a list of all code violations within the State Agency’s buildings or structures which were not corrected within 60 
days of their discovery; 
  
(5) a statement of the current status of the violations noted in paragraph (4) and a plan to correct any such violations 
still uncorrected; 

  
(6) a list of all code related complaints and their disposition; 

  
(7)any changes in the list of the buildings or portions of buildings which the State Agency occupies, uses, maintains, 
or operates and which are within its custody; and  
  
(8) any changes in the list of the buildings or portions of buildings which the State Agency occupies, uses, maintains, 
or operates and which are (i) within the custody of another State Agency or (ii) subject to code enforcement by the 
authority responsible for enforcement in the particular municipality where the building is located. 

  
   The report must be completed by February 1 of each year, and must include the information pertaining to the preceding 
calendar year.  Each State Agency must notify the Department of State of the Agency’s completion of its annual report 
within 30 days after completion.  
  
This form is provided as a courtesy of the Secretary of State of the State of New York, to assist State Agencies in fulfilling 
their Annual Report requirements pursuant to 19 NYCRR Part 1204.  Use of this form is optional, but may be used to 
satisfy their Annual Report obligation. State Agencies may instead use other forms, where acceptable to  the Secretary of 
State, to fulfill their Annual Report obligations.

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

Print Form
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19 NYCRR PART 1204 
UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE 

AGENCIES 

STATE AGENCY ANNUAL REPORT 

Uniform Code Administration and Enforcement 
 

 

Reporting Year: 2013                   Page 2 0f 7 (Continued) 

 
3. List all construction permits, code compliance certificates, and temporary approvals for occupancy which were issued 
or received by the State Agency preparing this Report during the calendar year covered by this Report, and indicate which 
permits, certificates and temporary approvals were still valid on December 31 of the calendar year covered by this Report: 
 
Permit, Certificate or Approval                                                                                                         Valid on December 31 

Temporary Occupancy - Tent Permit TP2013-08 Staatsburgh SHS NO 

Temporary Occupancy - Tent Permit TP2013-09 Staatsburgh SHS NO 

Temporary Occupancy - Tent Permit TP2013-10 Clermont SHS NO 

Temporary Occupancy - Tent Permit TP2013-11 Clermont SHS NO 

Temporary Occupancy - Tent Permit TP2013-12 Clermont SHS NO 

Temporary Occupancy - Tent Permit TP2013-13 Clermont SHS NO 

Temporary Occupancy - Tent Permit TP2013-14 Clermont SHS NO 

Temporary Occupancy - Tent Permit TP2013-15 John Jay Homestead SHS NO 

Temporary Occupancy - Tent Permit TP2013-16 Clermont SHS NO 

Temporary Occupancy - Tent Permit TP2013-17 Clermont SHS NO 

Temporary Occupancy - Tent Permit TP2013-18 John Jay Homestead SHS NO 

Temporary Occupancy - Tent Permit TP2013-19 Lake Taghkanic SP NO 

Temporary Occupancy - Tent Permit TP2013-20 Olana SHS NO 

Temporary Occupancy - Tent Permit TP2013-21 Staatsburgh SHS NO 

Temporary Occupancy - Tent Permit TP2013-22 Walkway Over the Hudson SHP NO 

Temporary Occupancy - Tent Permit TP2013-23 Olana SHS NO 

Temporary Occupancy - Tent Permit TP2013-24 Staatsburgh SHS NO 

Temporary Occupancy - Tent Permit TP2013-25 Rockefeller SPP NO 

Temporary Occupancy - Tent Permit TP2013-26 John Jay Homestead SHS NO 

 





 

 
19 NYCRR PART 1204 

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES 
 

STATE AGENCY ANNUAL REPORT 

Uniform Code Administration and Enforcement 
 

Reporting Year: 2013                                                              Page 3 0f 7 (Continued) 

4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing 

this Report during the calendar year covered by this Report 

Facility Asset No.  Asset Description  2013 InspDate 

Fahnestock SP BR03000100   PARK MANAGERS RESIDENCE   10/9/2013 

  BR03000300   GARAGE   2/12/2013 

  BR03000600   PELTON PICNIC SHELTER   2/12/2013 

  BR03000700   PELTON COMFORT STATION   2/12/2013 

  BR03000800   PELTON POND PUMP HOUSE   2/12/2013 

  BR03001000   CAMPING COMFORT STATION   2/12/2013 

  BR03001100   WATER TREATMENT BLDG   2/12/2013 

  BR03001500   NATURE CENTER   2/12/2013 

  BR03001600   CHLORINE CONTACT STATION   2/12/2013 

 BR03001700   BEACH CONTACT STATION   2/12/2013 

 BR03001800   BEACH CONCESSION   2/12/2013 

 BR03001900   BATH HOUSE   2/12/2013 

 BR03002000   CANOPUS BOAT HOUSE   2/12/2013 

 BR03002200   SOUTH ZONE POLICE BLDG   2/12/2013 

 BR03002300   OLD SKI LODGE   2/12/2013 

 BR03003500   REPEATOR BUILDING   10/9/2013 

 BR03003600   GROUP CAMP PUMP HOUSE   10/9/2013 

 BR03003900   LAKESIDE CABIN #1   2/12/2013 

 BR03004000   LAKESIDE CABIN #2   2/12/2013 

 BR03004100   LAKESIDE CABIN #3   2/12/2013 

 BR03004200   LAKESIDE CABIN #4   2/12/2013 

 BR03004300   HILLSIDE CABIN #1   2/12/2013 

 BR03004400   HILLSIDE CABIN #2   2/12/2013 

 BR03004500   HILLSIDE CABIN #3   2/12/2013 

 BR03004600   HILLSIDE CABIN #4   2/12/2013 

 BR03004700   HILLSIDE CABIN #5   2/12/2013 
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(Continued) 

 

 BR03004800   LAKESIDE STAFF CABIN   2/12/2013 

 BR03004900   1200 HILLSIDE STAFF CABIN   2/12/2013 

 BR03005000   DIRECTORS CABIN   2/12/2013 

 BR03005100   STOWELL HOUSE   2/12/2013 

 BR03005200   LAKESIDE T&S BUILDING   2/12/2013 

 BR03005300   HILLSIDE T&S BUILDING   2/12/2013 

 BR03005400   TOEC PUMP HOUSE   2/12/2013 

 BR03005600   TOEC WWTP   2/12/2013 

 BR03005700   SEWAGE PLANT CONTROL BLDG   2/12/2013 

 BR03005800   BOATHOUSE STORAGE/TOEC   2/12/2013 

 BR03006000   KITCHEN/DINING HALL@TOEC   2/12/2013 

 BR03006100   COOKS GARAGE   2/12/2013 

 BR03006600   COOKS HOUSE   2/12/2013 

 BR03007400   TOEC COLD STORAGE   2/12/2013 

 BR03007500   TOEC WOOD STORAGE   2/12/2013 

 BR03007600   TOEC REC EQUIP SHED   2/12/2013 

 BR03007700   TOEC BABY BARN   2/12/2013 

 BR03007800   TOEC MAINTENANCE BARN   2/12/2013 

 BR03007900   WICCOPEE BARN   2/12/2013 

 BR03008000   HUBBARD LODGE   2/12/2013 

 BR03008100   HUBBARD NEW HOUSE   2/12/2013 

 BR03008200   CONKLIN COTTAGE   2/12/2013 

 BR03008300   HUBBARD BRICK SCHOOL HSE   2/12/2013 

           

Clermont SHS BR03200100   CLERMONT MANSION   6/20/2013 

 BR03200200   CARRIAGE HOUSE   6/20/2013 

 BR03200300   COMFORT STATION   6/20/2013 

 BR03200400   PUMP HOUSE   6/20/2013 

 BR03200500   PLAYHOUSE   6/20/2013 

 BR03200700   MAINTENANCE/WOOD STORAGE   6/20/2013 

 BR03200800   MAINT., S.M./F.W STOR.   6/20/2013 

 BR03200900   MAINTENANCE BLDG./GARAGE   6/20/2013 

 BR03201000   HVAC BUNKER   6/20/2013 

 BR03201100   CLERMONT COTTAGE   6/20/2013 

 BR03201200   COTTAGE PUMP HOUSE   6/20/2013 
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(Continued) 

 BR03201300   COW BARN   6/20/2013 

 BR03201400   COW BARN PUMP HOUSE   6/20/2013 

 BR03201500   SYLVAN COTTAGE   6/20/2013 

 BR03201600   SYLVAN GARAGE   6/20/2013 

 BR03201700   SYLVAN PUMP HOUSE   6/20/2013 

 BR03201800   CHLORINATOR   6/20/2013 

           

Hudson  BR07000100   LITTLE STONY HOUSE/LSICA   3/6/2013 

Highlands SP BR07000200   ASST PARK MGRS HOUSE   3/6/2013 

 BR07000300   BROWNE HOUSE   3/6/2013 

 BR07000400   BEAR MTN BRIDGE TOLLHOUSE   5/16/2013 

 BR07000600   ARDEN 3-STORY RUIN   10/3/2013 

 BR07000700   ARDEN 2-STORY RUIN   10/3/2013 

 

          

Beacon Inst. BR07006000   VISITOR INFOMATION CTR   2/19/2013 

 BR07000800   DENNINGS PT RESIDENCE   2/19/2013 

 BR07000900   DENNINGS RESIDENCE SHED   2/19/2013 

 BR07001000   PAPERCLIP FACTORY BLDG   1/8/2013 

 BR07001200   DENNINGS STORAGE BARN   2/19/2013 

 BR07001900   WOODLE HOUSE   3/6/2013 

 BR07002000   KAYAK RENTAL CONCESSION   1/8/2013 

 

BR07002100   

COMPOSTING TOILET (Clyvus 

Multrum)   5/16/2013 

University BR07002200   CARETAKER RESIDENCE   10/9/2013 

Settlement BR07002300   FRAME BARN   10/9/2013 

 BR07002400   1 STY FR SEASONAL   10/9/2013 

 BR07002500   1 STY FRAME   10/9/2013 

 BR07002600   1 STY FRAME   10/9/2013 

 BR07002700   1 STY FRAME   10/9/2013 

 BR07002800   2 STY FRAME   10/9/2013 

 BR07002900   1 STY BLOCK   10/9/2013 

 BR07003000   1 STY FRAME   10/9/2013 

 BR07003100   1 STY BLOCK   10/9/2013 

 BR07003200   1 STY FRAME   10/9/2013 

 BR07003300   1 STY FRAME   10/9/2013 

 BR07003400   1 STY FRAME   10/9/2013 

 BR07003500   1 STY FRAME   10/9/2013 
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(Continued) 

 BR07003600   1 STY FRAME   10/9/2013 

 BR07003700   1 STY FRAME   10/9/2013 

 BR07003800   1 STY FRAME   10/9/2013 

 BR07003900   1 STY FRAME   10/9/2013 

 BR07004000   1STY FRAME   10/9/2013 

 BR07004100   1STY FRAME   10/9/2013 

 BR07004200   1 STY FRAME   10/9/2013 

 BR07004300   1 STY FRAME   10/9/2013 

 BR07004400   1 STY FRAME   10/9/2013 

 BR07004500   1 STY FRAME   10/9/2013 

 BR07004600   1 STY FRAME   10/9/2013 

 BR07004700   1 STY FRAME   10/9/2013 

 BR07004800   1 STY FRAME   10/9/2013 

 BR07004900   1 STY FRAME   10/9/2013 

 BR07005000   1 STY FRAME   10/9/2013 

 BR07005100   1 STY FRAME   10/9/2013 

 BR07005200   1 STY FRAME   10/9/2013 

 BR07005300   1 STY FRAME   10/9/2013 

 BR07005400   1 STY FRAME   10/9/2013 

 BR07005500   1 STY FRAME   10/9/2013 

 BR07005600   1 STY FRAME   10/9/2013 

 BR07005700   1 STY FRAME   10/9/2013 

 BR07005800   1 STY FRAME   10/9/2013 

 BR07005900   1 STY FRAME   10/9/2013 

           

James Baird 

SP BR07300100   CLUB HOUSE   2/7/2013 

 BR07300200   POOL HOUSE   2/7/2013 

 BR07300300   PICNIC SHELTER #1   2/7/2013 

 BR07300400   PICNIC SHELTER #2   2/7/2013 

 BR07300600   BAND SHELL   2/7/2013 

 BR07300700   NATURE CENTER   2/7/2013 

 BR07300800   GOLF CART SHED   2/7/2013 

 BR07301000   CABIN   2/7/2013 

 BR07301300   DRIVING RANGE BLDG   2/7/2013 

 BR07301400   5TH HOLE RAIN SHELTER   2/7/2013 

 BR07301500   8TH HOLE RAIN SHELTER   2/7/2013 



 

 

     

Page 3 0f 7 
(Continued) 

 BR07301600   17TH HOLE RAIN SHELTER   2/7/2013 

 BR07301700   13TH HOLE RAIN SHELTER   2/7/2013 

 BR07301800   MAINTENANCE/OFFICE   2/7/2013 

 BR07301900   GARAGE/MAINTENANCE   2/7/2013 

 BR07302000   CARPENTER SHOP   2/7/2013 

 BR07302100   POLE BARN   2/7/2013 

 BR07302200   STORAGE, SHED   2/7/2013 

 BR07302300   MANAGERS RESIDENCE   2/7/2013 

 BR07302400   BAIRD HOUSE   2/7/2013 

 BR07302500   GARAGE   2/7/2013 

 BR07302700   POTABLE - PUMP HOUSE   2/7/2013 

 BR07302800   IRRIGATION - PUMP HOUSE   2/7/2013 

 BR07303100   COMFORT STATION   2/7/2013 

 BR07303300   STORAGE   2/7/2013 

 BR07303400   POLE BARN ADDITION   2/7/2013 

 BR07303500   PESTICIDE BARN   2/7/2013 

 BR07303600   PUMP CONTROL/CHLORINATION   2/7/2013 

           

Lake BR08500100   CONTACT STATION   7/31/2013 

Taghkanic SP BR08500200   CONTACT STATION   7/31/2013 

 BR08500300   ASSISTANTS HOUSE   7/31/2013 

 BR08500400   GARAGE/APARTMENT   7/31/2013 

 BR08500600   COTTAGE #171   7/31/2013 

 BR08500700   COTTAGE #170   7/31/2013 

 BR08500800   PUMP HOUSE   7/31/2013 

 BR08500900   COTTAGE #169   7/31/2013 

 BR08501000   COTTAGE #168   7/31/2013 

 BR08501100   COTTAGE #167   7/31/2013 

 BR08501200   COTTAGE #166   7/31/2013 

 BR08501300   COTTAGE #165   7/31/2013 

 BR08501400   PUMP HOUSE   7/31/2013 

 BR08501500   COTTAGE #164   7/31/2013 

 BR08501600   COTTAGE #163   7/31/2013 

 BR08501700   COTTAGE 162   7/31/2013 

 BR08501800   COTTAGE 161   7/31/2013 

 BR08501900   PUMP HOUSE   7/31/2013 
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 BR08502000   COTTAGE 160   7/31/2013 

 BR08502100   COTTAGE 159   7/31/2013 

 BR08502200   BRICK LAUNDRY STORAGE   7/31/2013 

 BR08502300   COTTAGE 158   7/31/2013 

 BR08502400   COTTAGE 157   7/31/2013 

 BR08502600   COTTAGE 155   7/31/2013 

 BR08502700   COTTAGE 154   7/31/2013 

 BR08502800   QUONSET HUT SHOP   7/31/2013 

 BR08503100   WEST BEACH BATH HOUSE   7/31/2013 

 BR08503600   WEST BEACH BOAT HOUSE   7/31/2013 

 BR08503700   "A" LOT COMFORT STATION   7/31/2013 

 BR08503800   "B" LOT COMFORT STATION   7/31/2013 

 BR08504000   "F" LOT COMFORT STATION   7/31/2013 

 BR08504200   EAST BEACH BATH HOUSE   7/31/2013 

 BR08504500   NATURE CENTER   7/31/2013 

 BR08504600   CAMPGROUND COMFORT STATIO   7/31/2013 

 BR08504700   RECREATION & COMFORT STAT   7/31/2013 

 BR08504800   CABIN 15   7/31/2013 

 BR08504900   CABIN 14   7/31/2013 

 BR08505000   CABIN 1   7/31/2013 

 BR08505100   CABIN 2   7/31/2013 

 BR08505200   CABIN 3   7/31/2013 

 BR08505300   CABIN 4   7/31/2013 

 BR08505400   CABIN 5   7/31/2013 

 BR08505500   CABIN 16   7/31/2013 

 BR08505600   CABIN 12   7/31/2013 

 BR08505700   CABIN 11   7/31/2013 

 BR08505800   CABIN 6   7/31/2013 

 BR08505900   CABIN 7   7/31/2013 

 BR08506100   CABIN 8   7/31/2013 

 BR08506200   CABIN 9   7/31/2013 

 BR08506300   CABIN 10   7/31/2013 

 BR08506500   LAKESIDE COTTAGE   7/31/2013 

 BR08506600   HARDER PUMP HOUSE   7/31/2013 

 BR08506700   MAIN GARAGE   7/31/2013 

 BR08506800   BOAT GARAGE   7/31/2013 
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 BR08506900   LUBE GARAGE   7/31/2013 

 BR08507000   TRACTOR STORAGE SHED   7/31/2013 

 BR08507100   REAR CONTACT STATION   7/31/2013 

 BR08507200   NO. ZONE POLICE STATION   7/31/2013 

 BR08507500   RESSA FARMHOUSE   7/31/2013 

 BR08507600   GARAGE   7/31/2013 

 BR08507800   POLE BARN   7/31/2013 

 BR08507900   REESA BARN   7/31/2013 

 BR08508000   EAST BEACH BATH/CHNG MEN   7/31/2013 

 BR08508100   EAST BEACH BATH/CHG WOMEN   7/31/2013 

 BR08508200   LOT E WOOD SHELTER   7/31/2013 

 BR08508700   CABIN SHOWER BUILDING   7/31/2013 

 BR085A8300   WATER TREAT/FILTER BLDG   7/31/2013 

 BR085A8400   BOOSTER PUMP STATION   7/31/2013 

           

Mills-Norrie 

SHS BR09300200   STOREROOM-GARAGE   9/19/2013 

 BR09300300   PUMP HOUSE/GOLF COURSE   9/19/2013 

 BR09300400   COMFORT STATION, RIVER   9/19/2013 

 BR09300500   PICNIC SHELTER, RIVER   9/19/2013 

 BR09300600   CARPENTER SHOP   9/19/2013 

 BR09300700   CARPENTER STORAGE   9/19/2013 

 BR09300800   COVE HOUSE   2/28/2013 

 BR09300900   2-CAR COVE HOUSE GARAGE   2/28/2013 

 BR09301000   COVE HOUSE GARAGE   2/28/2013 

 BR09301200   HOYT HAY BARN   9/19/2013 

 BR09301300   HOYT POTTING SHED   8/28/2013 

 BR09301400   G.C. MAINTENANCE   8/28/2013 

 BR09301500   1-CAR HOYT GARAGE   8/28/2013 

 BR09301600   HOYT CARRIAGE/BARN/STABLE   8/28/2013 

 BR09301700   HOYT HOUSE   8/28/2013 

 BR09301900   SCOUT HOUSE   2/27/2013 

 BR09302000   NURSERY BARN   9/19/2013 

 BR09302100   HOYT 5-CAR GARAGE W/APT.   8/28/2013 

 BR09302200   GOLF COURSE MAIN BARN   9/12/2013 

 BR09302300   ENDIKILL COTTAGE WOODSHED   2/28/2013 

 BR09302400   ENDIKILL COTTAGE GARAGE   2/28/2013 
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 BR09302500   ENDEKILL COTTAGE   2/28/2013 

 BR09302700   BOARDING HOUSE-G.C.   2/28/2013 

 BR09302800   BOARDING HOUSE GARAGE   2/28/2013 

 BR09303000   G.C. LOWER CART SHED   9/19/2013 

Mills-Norrie 

SHS BR09303400   CARETAKERS GARAGE   2/28/2013 

 BR09303500   ANDERSON PUMPHOUSE   9/19/2013 

 BR09303600   ASST. MGR. TOOL SHED   3/5/2013 

 BR09303700   ASST. MGR. HOUSE   3/5/2013 

 BR09303800   ASST. MGR. GARAGE   3/5/2013 

 BR09304600   NORRIE PUMP HOUSE   9/19/2013 

 BR09304800   CARETAKERS COTTAGE   2/14/2013 

 BR09305100   ELECTRIC METER SHED   9/19/2013 

 BR09305300   COMFORT STATION, MARINA   9/19/2013 

 BR09305500   MARINA OFFICE   9/19/2013 

 BR09306100   NORRIE INN SHED   9/19/2013 

 BR09306600   CCC MAINTENANCE   9/19/2013 

 BR09306800   COMFORT STATION, PICNIC   9/19/2013 

 BR09307300   TRANSFORMER VAULT   9/19/2013 

 BR09307800   BULL BARN   9/19/2013 

 BR09307900   MATERNITY BARN   9/19/2013 

 BR09308000   CREAMERY   9/19/2013 

 BR09308400   CABIN #1   9/19/2013 

 BR09308500   CABIN #2   9/19/2013 

 BR09308600   CABIN #3   9/19/2013 

 BR09308700   CABIN #4   9/19/2013 

 BR09308800   CABIN #5   9/19/2013 

 BR09308900   CABIN #6   9/19/2013 

 BR09309000   CABIN #7   9/19/2013 

 BR09309100   CABIN #8   9/19/2013 

 BR09309200   CABIN #9   9/19/2013 

 BR09309300   CABIN #10   9/19/2013 

 BR09309400   FIRE HOSE SHED   9/19/2013 

 BR09309700   HAYES HOUSE   2/28/2013 

 BR09309800   GOLF COURSE CLUBHOUSE   9/19/2013 

 BR09309900   NORRIE PT GAZEBO   9/19/2013 

 BR09310000   CARETAKERS GARAGE/NORRIE   2/14/2013 
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 BR09310100   NORRIE POINT ENV. CENTER   9/19/2013 

 BR09310200   CONTACT STATION #2   9/19/2013 

 BR09310300   G.C. UPPER CART SHED   9/19/2013 

 BR09310400   HUNTINGTON HOUSE   3/1/2013 

 BR09310500   HUNTINGTON GARAGE   3/1/2013 

 BR09310600   HUNTINGTON BARN   3/1/2013 

 BR09310700   TACONIC REGIONAL OFFICE   9/6/2013 

           

           

Mills Mansion BR18400100   MILLS MANSION   9/19/2013 

 

          

Franklin D BR09800100   PARK MGRS RESIDENCE   8/29/2013 

Roosevelt SP BR09800200   GARAGE   8/29/2013 

 BR09800300   MAINTENANCE OFFICE   8/29/2013 

 BR09800400   SERVICE GARAGE   8/29/2013 

 BR09800500   CASHIER BOOTH   8/29/2013 

 BR09800600   CASHIER BOOTH   8/29/2013 

 BR09800800   CONTACT STATION   8/29/2013 

 BR09800900   PICNIC SHELTER/CONCESSION   8/29/2013 

 BR09801100   COMFORT STATION   8/29/2013 

 BR09801300   COMFORT STATION #5   8/29/2013 

 BR09801600   COMFORT STATION #7   8/29/2013 

 BR09801900   ICEHOUSE   8/29/2013 

 BR09802000   CASHIER BOOTH   8/29/2013 

 BR09802100   POOL ADMINISTRATION BLDG   8/29/2013 

 BR09802200   BATH HOUSE   8/29/2013 

 BR09802300   COMFORT STATION #8   8/29/2013 

 BR09802500   FILTER BUILDING   8/29/2013 

 BR09802600   FOOD CONCESSION   8/29/2013 

 BR09802700   MISC. EQUIP BLDG   8/29/2013 

 BR09802900   BOAT STORAGE SHED   8/29/2013 

 BR09803200   COMFORT STATION #2   7/2/2013 

 BR09803300   COMFORT STATION #4   7/2/2013 

 BR09803400   COMFORT STATION #6   7/2/2013 

 BR09803500   PICNIC PAVILION #4   8/29/2013 

 BR09803600   PICNIC PAVILION BUILDING   9/12/2013 
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 BR09803700   PICNIC PAVILION BUILDING   9/12/2013 

           

Old Croton BR11000300   BARN   9/17/2013 

Aqueduct SHP BR11000400   GARAGE   9/17/2013 

 BR11000500   MAINTENANCE OFFICE   9/17/2013 

 BR11000700   OGDEN ST GARAGE   9/17/2013 

 BR11000800   N. ACCESS STATION   9/17/2013 

 BR11000900   DOUBLE ARCH WEIR-OSSINING   9/17/2013 

 BR11001000   OVERSEERS HOUSE   9/17/2013 

 BR11001100   UNTEMEYER WEIR   9/17/2013 

 BR11001200   SLEEPY HOLLOW WEIR   9/17/2013 

 BR11003100   MIDLAND AVE WEIR   9/17/2013 

           

 

          

Taconic SP BR13500100   MANAGERS RESIDENCE   1/29/2013 

Copake Falls BR13500200   2 BAY GARAGE   1/29/2013 

 

BR13500300   GARAGE   1/29/2013 

 BR13500400   FIRST-AID   1/29/2013 

 BR13500500   IRONWORKS SHOP/STORAGE   1/29/2013 

 BR13500600   PARK MAINT PUMP HOUSE   1/29/2013 

 BR13500700   POLE BARN/TOOL SHED   1/29/2013 

 BR13500800   LINK HOUSE   1/29/2013 

 BR13500900   TOP HOUSE MAINTNCE/GARAGE   1/29/2013 

 BR135009A0   GENERAL CONSTRUCTION-RENV   4/4/2000 

 BR13501100   2-STORY FRAME HOUSE   1/29/2013 

 BR13501200   CAMP PUMP HOUSE   1/29/2013 

 BR13501300   COTTAGE   1/29/2013 

 BR13501400   GARAGE   1/29/2013 

 BR13501600   BARN   1/29/2013 

 BR13501700   CAMP DIRECTORS COTTAGE   1/29/2013 

 BR13501800   DORMITORY   1/29/2013 

 BR13501900   DORMITORY   1/29/2013 

 BR13502000   COMFORT STATION   1/29/2013 

 BR13502100   HANDICAP ACCESS COTTAGE   1/29/2013 

 BR13502200   SHOWER/LAUNDRY BLDG   1/29/2013 

 BR13502300   DORMITORY   1/29/2013 
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 BR13502400   DORMITORY   1/29/2013 

 BR13502500   STORAGE   1/29/2013 

 BR13502600   COMFORT STATION   1/29/2013 

 BR13502700   DORMITORY   1/29/2013 

 BR13502800   DINING   1/29/2013 

 BR13502900   HANDICAP ACCESS COTTAGE   1/29/2013 

 BR13503000   BARN   1/29/2013 

 BR13503100   CONTACT STATION   1/29/2013 

 BR13503200   BATH HOUSE   1/29/2013 

 BR13503300   MILKING PARLOR   1/29/2013 

 BR13503400   COMFORT STATION/BATHHOUSE   1/29/2013 

 BR13503500   CONCRETE SILO   1/29/2013 

 BR13503600   COMFORT STATION A   1/29/2013 

 BR13503700   COMFORT STATION B   1/29/2013 

 BR13503800   COMFORT STATION C   1/29/2013 

 BR13503900   DUPLEX COTTAGE #1   1/29/2013 

 BR13504000   DUPLEX COTTAGE #2   1/29/2013 

 BR13504100   TRIPLEX COTTAGE   1/29/2013 

 BR13504200   WOOD FRAME DWELLING   1/29/2013 

Taconic SP BR13504300   SHOWER/TOILET ROOM BLDG   1/29/2013 

Copake Falls BR13504400   COLDWATER CABIN 1   1/29/2013 

 BR13504500   COLDWATER CABIN 2   1/29/2013 

 BR13504600   COLDWATER CABIN 3   1/29/2013 

 BR13504700   COLDWATER CABIN 4   1/29/2013 

 BR13504800   COLDWATER CABIN 5   1/29/2013 

 BR13504900   WOOD FRAME BARN   1/29/2013 

 BR13505000   NATURE CENTER - BACK   1/29/2013 

 BR13505100   NATURE CENTER - FRONT   1/29/2013 

 BR13505400   COPAKE IRON FURNACE   1/29/2013 

 BR13505800   WOOD FRAME BARN   1/29/2013 

 BR13506000   PARK OFFICE/WELCOME CNTR   1/29/2013 

 BR13506100   PROTECTIVE SHED   1/29/2013 

           

Clinton House BR17000200   HISTORIC CLINTON HOUSE   5/17/2013 
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John Jay BR18000100   JOHN JAY HOUSE   2/20/2013 

Homestead 

SHS BR18000200   BRICK COTTAGE   2/20/2013 

 BR18000300   SCHOOL HOUSE   2/20/2013 

 BR18000600   LAUNDRY BUILDING   2/20/2013 

 BR18000700   SHEEP BARN FOUNDATION   2/20/2013 

 BR18000800   CARRIAGE BARN   2/20/2013 

 BR18000810   COMPLETE RENOVATION   10/4/2013 

 BR18000900   COACHMANS HOUSE   2/20/2013 

 BR18001100   HORSE BARN   2/20/2013 

 BR18001200   MAIN BARN   2/20/2013 

 BR18001300   COW BARN   2/20/2013 

 BR18001500   ROOT CELLAR   2/20/2013 

 BR18001700   PREFAB COTTAGE   2/20/2013 

 BR18001900   POTTING SHED   2/20/2013 

 BR18002000   PUMP HOUSE   2/20/2013 

 BR18002200   HVAC BUILDING   2/20/2013 

 BR18002300   PLAY HOUSE   2/20/2013 

 BR18002400   WAGON SHED FOUNDATION   2/20/2013 

 BR18002500   BARN FOUNDATION   2/20/2013 

 BR18002600   POULTRY HSE FOUNDATION-N   2/20/2013 

 BR18002700   POULTRY HSE FOUNDATION-C   2/20/2013 

 BR18002800   POULTRY HSE FOUNDATION-S   2/20/2013 

 BR18002900   BARN/CHAUFFEUR RESIDENC   2/20/2013 

 BR18003000   MAINTENANCE GARAGE   2/20/2013 

Olana SHS BR18700100   OLANA HOUSE   2/6/2013 

 BR18700200   VISITORS INFORMATION CENT   2/6/2013 

 BR18700300   20TH C GARAGE   2/6/2013 

 BR18700400   GARDEN SHED   2/6/2013 

 BR18700500   COZY COTTAGE   2/6/2013 

 BR18700600   COZY COTTAGE SHED   2/6/2013 

 BR18700700   MAIN BARN   2/6/2013 

 BR18700800   HORSE BARN   2/6/2013 

 BR18700900   TOOL SHED   2/6/2013 

 BR18701000   LOWER PUMP HOUSE   2/6/2013 

 BR18701200   WHITE HOUSE-RESIDENTIAL   2/6/2013 

 BR18701500   RESTORATION WOOD SHOP   2/6/2013 
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 BR18701600   RESTORATION METAL SHOP   2/6/2013 

 BR18701700   MAINTENANCE BLDG   2/6/2013 

 BR18701800   OLD FARM HOUSE   2/6/2013 

 BR18701900   WAGON SHED   2/6/2013 

           

Philipse Manor BR19000100   PHILIPSE MANOR HALL   9/17/2013 

Hall SHS BR19000200   COTTAGE   9/17/2013 

 BR19000300   STORAGE   9/17/2013 

           

Taconic SP BR31000100   PARK MGR RESIDENCE   1/29/2013 

Rudd Pond BR31000200   BOAT RENTAL BLDG   1/29/2013 

 BR31000300   COMFORT STATION   1/29/2013 

 BR31000400   BATH HOUSE   1/29/2013 

 BR31000500   MAINTENANCE BLDG   1/29/2013 

 BR31000600   RECREATION/SHOWER BLDG   1/29/2013 

 BR31000700   COMFORT STATION   1/29/2013 

 BR31000800   VALVE HOUSE   1/29/2013 

 BR31001000   PUMP HOUSE #1   1/29/2013 

 BR31001300   GARAGE   1/29/2013 

 BR31001500   PUMP HOUSE #2   1/29/2013 

           

Rockefeller 

SPP BR31300200   25 SLEEPY HOLLOW ROAD   7/3/2013 

 BR31300300   CONTACT STATION   1/31/2013 

 BR31300400   PARK OFFICE   1/31/2013 

 BR31300500   VISITOR'S CENTER   1/31/2013 

 BR31300600   SMALL STORAGE SHED   1/31/2013 

 BR31300700   LARGE STORAGE SHED   1/31/2013 

 BR31300800   COMFORT STATION   1/31/2013 

 

          

Peter Jay SHS BR50600100   COTTAGE HOUSE   9/27/2013 

 BR50600200   INDOOR TENNIS   9/27/2013 

 BR50600300   BARLOW LANE HOUSE   9/27/2013 

 BR50600400   ZEBRA HOUSE   9/27/2013 

 BR50600500   PUMP HOUSE   9/27/2013 

 BR50600600   ICE HOUSE   9/27/2013 
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Donald Trump 

SP BR54300100   2 STORY FRAME   1/8/2013 

 BR54300200   3 BAY GARAGE   1/8/2013 

 BR54300300   ICE HOUSE   1/8/2013 

 BR54300400   GARAGE 1 CAR   1/8/2013 

 BR54300500   POOL CHANGING ROOMS   1/8/2013 

 BR54300600   VOLLEYBALL CHANGING ROOMS   1/8/2013 

           

Quiet Cove SP BR56200200   STORAGE   5/7/2013 

 BR56200300   STORAGE-FILTER PLANT   5/7/2013 

 BR56200400   MISC. BOAT HOUSE   5/7/2013 

 BR56200500   PUMP HOUSE   5/7/2013 

 BR56200600   VALVE HOUSE   5/7/2013 

           

     449 BUILDINGS INSPECTED     
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8. List all changes during the calendar year covered by this Report in the list of the buildings or portions of buildings 
which the State Agency preparing this Report occupies, uses, maintains, or operates and which are within its custody: 

 
                                    Building or Portion of Building                                                        Added or Removed from list 

BR09803500 - FD Roosevelt SP - Picnic Pavillion #4 Added to list 

BR13506000 - Taconic SP-Copake Falls - Office/Welcome Center Added to list 

BR08502900 - Lake Taghkanic SP - “Hut” Comfort Station Removed from list 

BR08503900 - Lake Taghkanic SP - Lot E Comfort Station Removed from list 
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9. List all changes during the calendar year covered by this Report in the list of the buildings or portions of buildings 
which the State Agency preparing this Report occupies, uses, maintains, or operates and which are (i) within the 
custody of another State Agency or (ii) subject to code enforcement by the authority responsible for enforcement in 
the particular municipality where the building is located: 

 
                                    Building or Portion of Building                                    Nature of and reason for change 

BR09803500 - FD Roosevelt SP - Picnic Pavillion #4 Added to the list as newly constructed building 

BR13506000 - Taconic SP-Copake Falls - Office/Welcome 
Center 

Added to the list as newly constructed building 

BR08502900 - Lake Taghkanic SP - “Hut” Comfort Station Retired from the list to be replaced with new construction 

BR08503900 - Lake Taghkanic SP - Lot E Comfort Station Retired from the list to be replaced with new construction 
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New York State Department of State  
Division of Building Standards and Codes 

99 Washington Avenue, Suite 1160 
Albany, NY 12231 

Ph:(518)-474-4073  FAX:(518)-486-4487 
www.dos.ny.us

                                                                                    GENERAL INFORMATION

Name of State Agency:

Mailing Address

This Report is being submitted by:

 Entire Agency Campus, Region or Division on behalf of the agency's primary code coordinator 

If  the form is being completed for anything other than the entire agency, please describe the Campus, Region or Division(be specific):

If form is being completed for anything other than the entire agency, has/will form be submitted to Central Agency:

Name of Primary Agency Code Coordinator: 

Title of Primary Agency Code Coordinator :

Code Official NYDOS Certification #:

Phone Number: E-mail Address:

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

NUMBER OF BUILDINGS WITHIN CUSTODY OF THIS AGENCY

1. Total number of buildings within the custody of this State Agency for reporting year 2013: 

2. Total number of buildings within the custody of this State Agency for reporting year 2012: 

DOS-1883     ( 09/09) 

Reporting Year:   2013

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

ADDITIONAL INFORMATION/COMMENTS

          NYSOPRHP - Thousand Islands Region

          PO Box 247, Alexandria Bay, NY 13607

          Thousand Islands Region

362

367

Print Form

Regional Code Coordinator:  Jeffrey L. Gilson - NYID:  NY0010739.
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Thousand Islands Region
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State Agency:

   Check here if this list is included or continued on attached sheet[s]

Reporting Year:   2013

19 NYCRR PART 1204  

UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

3. List all construction permits, code compliance certificates, and temporary approvals for occupancy which were issued or received 
by the State Agency preparing this Report during the calendar year covered by this Report, and indicate which permits, certificates 
and temporary approvals were still valid on  December 31 of the calendar year covered by this Report:

Permit, Certificate or Approval Valid on December 31

DOS-1883      ( 09/09)

STATE AGENCY ANNUAL REPORT 
Uniform Code Administration and Enforcement

Print Form

C/C TI 10006  Rock Island Lighthouse - 08/22/13 Yes

C/C TI 11006  Rock Island Conversion of Carpenter Shop - 08/22/13 Yes

T/C TI 11007  Rock Island Keepers Quarters - 08/22/13 Yes

TI 13001  Cedar Point Replace #3 Toilet / Shower Building - 03/01/13 Yes

TI 12006  Higley Flow All Season Lodge - 12/31/13 Yes

TI 10005  Rock Island Boathouse - 12/31/13 Yes

TI 12004  Southwick Beach Concession Hood Fire Suppression System - 12/31/13 Yes

TI 10004  Robert Moses Temporary Park Police Building - 12/31/13 Yes



4. List all fire safety inspections conducted within buildings or structures in the custody of the State Agency preparing 
this Report during the calendar year covered by this Report

Building or Structure Inspected

  Check here if this list is included or continued on attached sheet[s]
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UNIFORM CODE: ADMINISTRATION AND ENFORCEMENT BY STATE AGENCIES

Date of Inspection

DOS-1883      ( 09/09)

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

Print Form



2013 Fire Safety Inspections Conducted in the Thousand Islands Region 
 
 
09/24/13 Burnham Point State Park    7 Inspections 
09/04/13 Canoe / Picnic Point State Park    14 Inspections 
09/16/13 Cedar Point State Park     18 Inspections 
09/10/13 Chaumont State Boat Launch Site   1 Inspection 
09/23/13 Cumberland Bay State Park    15 Inspections 
10/01/13 Dewolf State Park      18 Inspections 
09/03/13 Eel Weir State Park     5 Inspections 
09/23/13 Great Chazy River State Boat Launch Site  1 Inspection 
09/04/13 Grass Point State Park     16 Inspections 
09/09/13 Higley Flow State Park     17 Inspections 
09/03/13 Jacques Cartier State Park    10 Inspections 
09/17/13 Keewaydin State Park     17 Inspections 
09/16/13 Kring Point State Park     19 Inspections 
09/10/13 Long Point State Park     7 Inspections 
09/23/13 Macomb Reservation State Park   20 Inspections 
09/04/13 Mary Island State Park     5 Inspections 
09/17/13 Park Police Building – Alexandria Bay  2 Inspections 
09/23/13 Point Au Roche State Park    17 Inspections 
09/23/13 Point Au Roche State Boat Launch Site  1 Inspection 
09/17/13 Regional Maintenance Facility    4 Inspections 
09/18/13 Robert G. Wehle State Park    18 Inspections 
09/25/13 Sackets Harbor Battlefield State Historic Site 12 Inspections 
09/17/13 St. Lawrence State Golf Course    10 Inspections 
09/18/13 Stony Creek State Boat Launch Site   1 Inspection 
09/18/13 Southwick Beach State Park    14 Inspections 
10/01/13 Waterson Point State Park    4 Inspections 
09/30/13 Wellesley Island State Park    59 Inspections 
09/24/13 Westcott Beach State Park    15 Inspections 
09/18/13 Whetstone Gulf State Park    15 Inspections 
 
        Total  362 Inspections 
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5. List all code violations within the State Agency’s buildings or structures which were discovered during the calendar year 
covered by this Report and which were not corrected within 60 days of their discovery, and indicate the current status of 
each such violation: 

  Check here if this list is included or continued on attached sheet[s]

Date of Discovery: Building or Structure Violation (s) Discovered Current Status

STATE AGENCY ANNUAL REPORT   
Uniform Code Administration and Enforcement

Print Form



  Check here if this list is included or continued on attached sheet[s]

6. Provide a statement of a plan to correct each violation which is listed in the preceding section and which remains 
uncorrected:

7. List all code related complaints made or received by the State Agency preparing this Report during the calendar year 
covered by this Report, and the disposition of each such complaint 

  Check here if this list is included or continued on attached sheet[s]

Complaint Disposition
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  Check here if there were no complaints
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Building or Portion of Building Added to or removed from list

  Check here if there were no changes

8. List all changes during the calendar year covered by this Report in the list of the buildings or portions of buildings which 
the State Agency preparing this Report occupies, uses, maintains, or operates and which are within its custody:

DOS-1883     ( 09/09)

  Check here if this list is included or continued on attached sheet[s]
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Cedar Point - Demolition of # 3 Toilet / Shower Building - BR-025019 Removed from list

Removed from list

Removed from list
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Building or Portion of Building

  Check here if this list is included or continued on attached sheet[s]

9. List all changes during the calendar year covered by this Report in the list of the buildings or portions of buildings which 
the State Agency preparing this Report occupies, uses, maintains, or operates and which are (i) within the custody of 
another State Agency or (ii) subject to code enforcement by the authority responsible for enforcement in the particular 
municipality where the building is located:
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Nature of and reason for change  
(e.g., removed from list because this State Agency no longer occupies, uses, 
maintains or operates this building or portion of building)
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Coles Creek State Park

Robert Moses State Park

Wilson Hill State Boat Launch Site

New York Power Authority

New York Power Authority

New York Power Authority



ABOUT THIS FORM  
  
Each State Agency that has not been granted an exemption under 19 NYCRR Section 1204.15 is required to prepare an 
annual report that includes the following information: 
  

(1) the name and address of the State Agency, the name and address of the State Agency’s code coordinator, and 
the name(s) and address(es) of the State Agency’s code compliance manager(s), if any; 
  
(2) a list of all construction permits, code compliance certificates, and temporary approvals for occupancy which were 
issued or received during the preceding year along with an indication of which permits, certificates and temporary 
approvals were still valid on the preceding December 31st; 
  
(3) a list of all fire safety inspections conducted within buildings or structures in the custody of the State Agency; 
  
(4) a list of all code violations within the State Agency’s buildings or structures which were not corrected within 60 
days of their discovery; 
  
(5) a statement of the current status of the violations noted in paragraph (4) and a plan to correct any such violations 
still uncorrected; 

  
(6) a list of all code related complaints and their disposition; 

  
(7)any changes in the list of the buildings or portions of buildings which the State Agency occupies, uses, maintains, 
or operates and which are within its custody; and  
  
(8) any changes in the list of the buildings or portions of buildings which the State Agency occupies, uses, maintains, 
or operates and which are (i) within the custody of another State Agency or (ii) subject to code enforcement by the 
authority responsible for enforcement in the particular municipality where the building is located. 

  
   The report must be completed by February 1 of each year, and must include the information pertaining to the preceding 
calendar year.  Each State Agency must notify the Department of State of the Agency’s completion of its annual report 
within 30 days after completion.  
  
This form is provided as a courtesy of the Secretary of State of the State of New York, to assist State Agencies in fulfilling 
their Annual Report requirements pursuant to 19 NYCRR Part 1204.  Use of this form is optional, but may be used to 
satisfy their Annual Report obligation. State Agencies may instead use other forms, where acceptable to  the Secretary of 
State, to fulfill their Annual Report obligations.

Reporting Year:   2013
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